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Abstract:



The flexible alternating current transmission systems (FACTS) have been widely used in modern power systems. Because of the presence of the FACTS devices, distance relays in transmission lines may inaccurately locate fault locations. Therefore, it is significant to find a mechanism for locating fault in transmission lines connected to FACTS in which a static var compensator (SVC) is investigated in this work. Based on the development of a phasor measurement unit (PMU) with global positioning system (GPS), this paper proposes a new method for calculating apparent impedance seen by the distance relay location while a short-circuit fault occurs in a transmission line connected the SVC to the midpoint of the line. According to the method, sampled voltage and current measurement at the relay and SVC locations are synchronized using PMUs and the synchronized measurements are then used to calculate a new apparent impedance and to locate the fault location in the line. The method in this paper has the capability for fast calculation and it also has the robustness for identifying different fault types in power systems. Matlab/Simulink software is applied to simulate the study results and to evaluate the correctness of the modeling and effectiveness of the proposed method for locating fault in this paper.
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1. Introduction


Distance protection relays are widely used as the main protection scheme for transmission lines in power systems. A digital distance relay operates based on the measured impedance calculated from sampled voltage and current data at the relay locations at substations. The setting of distance relays’ operating zones is obtained from the line impedance protected by the relay. During a short-circuit fault, the apparent impedance trajectory falls inside the operating zones and as a consequence of the trip signal will be sent to the associated circuit breaker to disconnect the faulty line in order to maintain the normal operating mode of the power system [1,2]. Recently, the flexible alternating current transmission systems (FACTS) controllers in power systems have been used to improve power transfer capability and enhance controllability and stability of the power system [3,4]. However, the FACTS devices may also cause the transmission line to lead to deterioration of distance relay operation resulting in inaccurate estimation of short-circuit fault location in transmission lines such as over-reach and under-reach for different cases [5,6,7]. The improper working of distance relay can lead to incorrect tripping and it not only decreases the reliability and security of the power system but also can institute the cascade tripping and blackouts in the system [8].



There exists literature on the performance of distance protection relay in transmission lines with the presence of the shunt FACTS devices [5,9,10,11,12]. The work in [5] presented the performance of the distance protection relay of transmission lines with the shunt FACTS devices. The performance of the distance relay was evaluated for the shunt FACTS devices applied for midpoint voltage control. The impact of two types of shunt FACTS controllers including the static var compensator (SVC) and the static synchronous compensator (STATCOM) on the distance protection relay were studied for different fault types, fault locations and system conditions in power systems. The results in the paper showed the adverse effects of the midpoint shunt FACTS compensation of transmission line on both non-pilot and directional comparison blocking distance protection schemes. The authors Singh and Rajiv in [9] also considered the performance of the distance protection relays which were applied to protect the shunt FACTS compensated transmission lines. The shunt FACTS devices were assumed for connecting to the midpoint of the line and the study was carried out in three stages including analyzing analytically the errors introduced in the impedance measurement due to the presence of the shunt FACTS devices on the line, using transient simulation software, EMTDC to simulate the response of these devices for different fault conditions and system conditions, and confirming the findings by testing the commercial relay validate the analytical and simulation studies. The measured impedance at the relaying point in the presence of SVC was studied in [10]. In the paper, the measured impedance at the relaying point was calculated due to the effective parameters to confirm that the presence of SVC on a transmission line had a great influence on the tripping characteristic of the distance relays in power systems. In addition, its controlling parameters as well as its installation location also affected the tripping characteristic of the distance protection relay. In [11], Albasri et al. made a comparative study of the performance of distance protection relays for transmission lines compensated by shunt FACTS controllers/devices including SVC and STATCOM also applied for midpoint voltage control. The impact of these devices was studied to evaluate their influence on the performance of various the distance protection schemes on transmission lines for different fault types, fault locations, and system conditions. The work published in [12] analyzed the impact of STATCOM on the apparent impedance seen by the conventional distance relay protecting a transmission line. Analytical and simulation results were carried out in the paper to confirm that the implication of applying STATCOM on the distance relay was highly dependent on the sophisticated modeling of STATCOM especially its control system considering practical constraints. Moreover, different power system operating conditions, STATCOM control system settings and fault scenarios investigated showed the STATCOM effects on the distance relay tripping characteristics dramatically.



For mitigating the influence of shunt FACTS devices on distance protection relay and making adaptive distance protection relay tripping characteristics in power systems, there are many published works recently [13,14,15,16,17,18,19,20]. In [13], the influence of SVC at the midpoint of transmission line on distance relay operation was analyzed. It made a result in inaccurate estimation of faults locations i.e., over-reach or under reach for the different cases. The paper proposed a new algorithm that utilized synchronized phasor measurements to improve the operation of adaptive distance protection zone in many aspects. The authors of the paper [14] also proposed an adaptive distance protection scheme for improving the performance of the conventional distance protection scheme for shunt FACTS compensated line connecting farm. The adaptive tripping characteristics for high resistance line-to-ground fault with the shunt-FACTS devices considering appropriate operating conditions was addressed in the paper. The work in [15] proposed an adaptive distance relay algorithm for the shunt compensated transmission line. The STATCOM was the shunt device studied in the paper to investigate its impact on the performance of the distance protection relay on the line. An adaptive zone setting for distance relay tripping characteristics was proposed and evaluated for different types of faults different types of fault, different fault resistances, and load angles. The wavelet approach for transient current based multi terminal transmission system protection scheme in the presence of SVC was studied and proposed in [16]. The work carried out the most important problem of the distance protection was severe under reaching, which was caused by current injection at the point of connection to the system. Then, the paper proposed an efficient method based on wavelet transform, which was used for finding the detailed coefficients of the signals utilized to calculate fault index. The method was evaluated for the detection, classification, and location of the fault on transmission line connected to a SVC. The work presented in [17] studied practical solutions for mitigating the adverse impacts on the distance protection schemes used to protect transmission lines that were compensated by FACTS controllers/devices including SVC and STATCOM. The modifications were proposed for mitigating these impacts and implementing in commercial relays under various faults and varying operating conditions. In addition, application of an adaptive neuro-fuzzy inference system (ANFIS), high-frequency voltage standing-wave ratio-based grounding electrode line fault supervision and transient fault current sensor based on the Rogowski coil were researched in [18,19,20] for modeling the distance protection relay, identifying the transient current faults, and mitigating the effects of FACTS on the distance protection relay in power systems.



A PMU is a device that is used to measure the phasor values of current and voltage on an electricity grid using a common time source for synchronization. Time synchronization allows synchronized real-time measurements of multiple remote measurement points on the grid. PMUs are considered to be one of the most important measuring devices in the future of power systems [21,22]. For protection relay in power systems, PMUs were studied for purpose of locating fault in transmission line [23,24,25]. In [23], the fault location techniques for transmission lines based on PMU data were presented. The two-ended data were assumed to be measured by PMUs to identify the fault location on transmission lines. The work presented in [24] proposed an algorithm for distance protection and fault location based on PMU. The algorithm was applied for series-compensated transmission lines and utilized the PMU to develop a distance protection and fault location scheme using synchronized voltage and current measurements from both local and remote end substations. Moreover, for fault location and isolation for redundant inertial measurement unit under quantization, the authors in [25] proposed a method using the three-channel filters to detect the soft fault and conducts theoretical implementation and the Monte Carlo simulation was carried out in order to verify the validity of the fault detection and isolation with redundant strap down inertial measurement unit. The work in [26] designed an adaptive fault-tolerant control (FTC) scheme using the hybrid of the dynamic surface control technique and adaptive first-order filters to reduce significantly the computational burden and improve further the control performance. Al-Mohammed et al. reported a comprehensive survey of fault location based on synchronized measurements [27]. The paper addressed the advantages and disadvantages of the existing methods for locating fault based on PMU and also highlighted the area for future research.



To address the aforementioned problems, this paper developed a simple power system modeling including a transmission line connected a SVC at the midpoint of the transmission line and single-phase faults are established to research the problems. A new method uses PMUs’ measurements at the distance protection relay and SVC locations for calculating the apparent impedance seen by the relay on the line and then it was used for locating fault location on the line connected SVC at the midpoint location. The rest of this paper is structured as follows. Section 2 presents the background of the proposed method for locating the fault in transmission line connected to a SVC at the midpoint of the line. Section 3 establishes the simulation modeling in Matlab/Simulink software (R2011b.) and analyzes the simulation results to evaluate the proposed method. Finally, the paper is concluded with Section 4.




2. Materials and Methods


2.1. The Study Power System


The one-line diagram of the study power system developed in this paper is shown in Figure 1. The system comprises a 220 kV transmission line with the length of 200 km and two substations connected to two ends of the line. In addition, a SVC is connected to the midpoint of the line. The current transformers (CTs) and voltage transformers (VTs) are placed at two ends and the midpoint of the line to measure currents and voltages at the locations. The feasible and simple method is proposed in this paper in which the currents and voltages are measured at the relay and SVC locations with the support of PMUs. Using high-speed optical fiber data communication, these signals are then transmitted to the relay location to calculate apparent impedance and locate the fault in the line.


Figure 1. The one-line diagram of the study power system.
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2.2. Phasor Measurement Unit (PMU)


The PMU is used in power systems to provide real-time synchronized measurements with better than one microsecond synchronization accuracy, which is obtained by GPS signals. The PMU technology establishes both the magnitude and phase angle of phasor information in real time. An advantage of referring phase angle to global reference time is useful for capturing a wide area snapshot of power systems [24]. Effective application of this technology is helpful for mitigating blackouts and learning real-time behavior of power system. A phasor is a complex number that represents both the magnitude and phase angle of the sine waveform found in alternating current system. The waveform can be represented as follows:


[image: ]



(1)




where [image: ] is the magnitude of the sinusoidal waveform; [image: ] is the instantaneous frequency of the signal in radians per second; and [image: ] is the phase angle. In phasor notation, it can be represented as follows:


[image: ]



(2)




where [image: ] is the root mean square (RMS) value of the sinusoidal waveform.



From the real axis, positive phase angles are calculated in a counterclockwise direction. Because the frequency of the sinusoidal is inherent in the phasor definition, it is clear that all phasors involved a single phasor diagram must have the same frequency [27]. Phasor representation of the sinusoidal waveform means that the signal maintains stationary at all times, leading to a constant phasor representation as shown in Figure 2. These concepts must be modified when practical phasor measurements are to be carried out for the input signals are not constant, and their frequency may be a variable. Currents and voltages obtained from the secondary winding of CTs and VTs located in substations are the analog inputs to the PMU. All three phase currents and voltages are used to carry out the positive sequence measurement. The current and voltage signals are converted to voltages with appropriate shunts or instrument transformers to match with the requirements of the analog-to-digital (A/D) converters.


Figure 2. (a) sinusoidal waveform; (b) phasor representation.
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Figure 3 shows a block diagram representation of PMU. In Figure 3, the anti-aliasing filter restricts bandwidth of signal to satisfy a sampling theorem, the A/C converter converts the analog input signal to digital output signal, the GPS receiver provides a time stamp for the signal, the phase-locked oscillator keeps frequency of the reference and measured signal equal, the phasor microprocessor measures the phasor values of current and voltage and the modem is used to transfer the phasor values to other position in power system.


Figure 3. Schematic diagram of a phasor measurement unit (PMU) connected to the power system.
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2.3. The Proposed Algorithm


Synchrophasors are time-synchronized numbers that represent both the magnitude and phase angle of the sine waves found in electricity and are time-synchronized for accuracy. They are measured by PMUs and are also used to improve power system operation such as relays and stabilizers. The method in this paper uses PMUs mentioned in Section 2.2 to measure the required current and voltage data at different placements and send them to the power system control centers. Then, these data can be used for generating proper control signals and improving the power system operation. In this method, optical fibers are used as the communication channels for transmitting the data. Because the data is transmitted from different locations on the power system with different time delays, GPS is used for synchronizing and making them time stamped [28]. Based on the method, sampled voltage and current measurement at the relay and SVC locations are synchronized using PMUs. The synchronized measurement is then used to calculate a new apparent impedance and locate the fault location on the line in which the SVC is located at the midpoint. To evaluate the proposed method, the distance protection relay A is considered for analyzing the simulation results in this paper. In Figure 4, the sequence networks of the study system are shown. The new expression of apparent impedance at the relay A is derived using sequence components of synchronized voltage and current measurement based on PMUs at relay and SVC locations.


Figure 4. The sequence networks. (a) the positive sequence network; (b) the negative sequence network; (c) the zero sequence network.
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When an SVC is connected at the midpoint of the line and a short-circuit fault (F) occurs on the segment line between the SVC and the substation B as shown in Figure 1, the sequence components of current and voltage at the relay A are expressed as follows:


[image: ]



(3)






[image: ]



(4)
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(5)
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where [image: ], [image: ], and [image: ] are positive, negative and zero sequence currents at the relay A, respectively; [image: ], [image: ], and [image: ] are positive, negative and zero sequence currents at the SVC, respectively; [image: ], [image: ], and [image: ] are positive, negative and zero sequence currents on the line segment between the SVC and the fault locations, respectively; [image: ], [image: ], and [image: ] are positive, negative and zero sequence fault currents, respectively; [image: ], [image: ], and [image: ] are positive, negative and zero sequence voltages at the relay A, respectively; [image: ], [image: ], and [image: ] are positive, negative and zero sequence line impedance, respectively; [image: ] is fault resistance; and x is the length of the segment from the relay A to the fault location in per unit. The phase-a voltage at the relay A is [image: ] which can be determined from the sequence components as follows:


[image: ]



(9)







In fact, the zero-sequence current component of the SVC ([image: ]) can be eliminated because of delta connection at one side of the coupling transformer which is used to connect the SVC to the system. In addition, we consider that [image: ] therefore Equation (9) can be rewritten as follows:
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(10)







The expression of apparent impedance ([image: ]) at the relay A which is defined by the conventional method is expressed as follows:


[image: ]



(11)




where K is the compensation factor and given by [image: ]



Substituting Equation (10) in Equation (11), we get:


[image: ]



(12)







The distance protection algorithm proposed for the main purpose of this paper is to make distance protection algorithm for locating fault when SVC is connected at the midpoint of the transmission line. The apparent impedance seen by the relay A can be determined by the segment line impedance from the relay A to SVC and the segment line impedance from SVC to fault location. Therefore, based on the approach for calculating apparent impedance at the distance relay [1], the proposed algorithm in this paper uses voltage and current measurement both of the SVC and the relay A location to determine the new expression of apparent impedance at the relay A as follows:


[image: ]



(13)




where [image: ], and [image: ] are the voltages at the relay A and SVC locations, respectively.



From Equation (13), we can see clearly that the apparent impedance at the relay A is a function of voltage and current at the relay A location ([image: ], [image: ]), voltage and current at the SVC location ([image: ], [image: ]). The digital distance relay A takes the voltage and current samples from instrument transformers at the relay A and SVC locations. In order to calculate phasor (fundamental only), the voltage and current samples are pre-processed using fast Fourier transform (FFT). The symmetrical voltages and currents are used to calculate the apparent impedance ([image: ]) at the relay A location. Finally, it is compared with the setting zones of the Mho characteristic to make trip signal as shown in Figure 5. In power systems, distance relay acts as the main protection for faults within zone 1, while, for zone 2 and zone 3, it acts as a backup protection for the adjacent line. Zone 1 reach is normally set only up to 80–90% of the protected line. For ensuring full coverage of the protected line, zone 2 is set at minimum [image: ] of the protected line. For faults within zone 2 reach, tripping signal will be sent at a delayed time where the relay acts as the backup protection for the main protection at the adjacent line. The tripping time for zone 2 is normally set at several hundred miliseconds. Backup protection for entire adjacent line is covered by zone 3 reach. It is normally set at least 2.25 times the impedance of protected adjacent line. The set tripping time for zone 3 reach is typically several seconds. The relay setting with three setting zones of first zone ([image: ]), second zone ([image: ]) and third zone ([image: ]) of a distance relay [13] which are [image: ], [image: ], and [image: ] of the line from the substation A to the substation B respectively is expressed as follows:


[image: ]



(14)




where [image: ] is the positive sequence impedance of the line from the substation A to the substation B.


Figure 5. The proposed algorithm for locating fault in transmission line with a SVC.
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The proposed algorithm in Figure 5 is comprised of the following steps:

	Step 1.

	
Analog-to-digital converter is used to convert the analog input voltage and current signals at relays and SVC locations which are synchronized using PMUs with GPS to digital signals.




	Step 2.

	
The voltage and current phasors (fundamental only) at relays and SVC locations are extracted by using Fast Fourier Transform (FFT).




	Step 3.

	
The method of symmetrical components is applied to calculate sequence components of voltage and current measurement at relays and SVC locations.




	Step 4.

	
The new expression of apparent impedance at the distance relays is applied to calculate [image: ] using (13), which is proposed in this paper.




	Step 5.

	
The new apparent impedance ([image: ]) is compared with the setting zones ([image: ], [image: ], and [image: ]) of the Mho characteristic.




	Step 6.

	
Time delay function of relay is initiated.




	Step 7.

	
Finally, trip signal is transferred to the circuit breaker.











3. Results and Discussion


The study power system as shown in Figure 1 comprises a transmission line with 200 km length from substation A to substation B. A SVC is located at the midpoint of the line and two distance relays at the ends of the line. The detailed model of the SVC is used to model in here and the power system parameters have been provided in Appendix A. Matlab/Simulink software is used to model and simulate the system. In order to verify and evaluate the proposed method, different study cases are taken into account in this section as follows:



Case 1: Without SVC,,



Case 2: With SVC operating at +100 Mvar capacitive mode,,



Case 3: With SVC operating at −100 Mvar inductive mode.



In all of the cases, a single-phase to ground fault 150 km away from relay A is assumed to occur at 0.2 s and total time of simulation is 0.6 s. Then, the voltage and current signals at the relay and SVC locations are acquired to calculate apparent impedance at the relay A using both of the conventional and proposed methods. The simulation results for each case are presented in detail as follows:



Case 1: Without SVC.



The simulation results of Case 1 “without SVC” are shown in Figure 6. At the period of time from 0 s to 0.2 s, the system is normal operating mode; therefore, all measurements in this period are also normal as shown in Figure 6a–d. However, it is noted that the current of SVC is zero because there is no SVC connected to the line in this case as shown in Figure 6b.


Figure 6. The simulation results of Case 1. (a) voltage measurement; (b) current measurement; (c) apparent impedance at relay A; (d) fault location.
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A single-phase to ground fault 150 km away from relay A occurs at 0.2 s. Because of the fault, the voltages at the relay A and SVC locations are reduced as shown in Figure 6a, the current at the relay A location is increased, but the current at SVC is still zero because there is no SVC in this case as shown in Figure 6b. The apparent impedances at the relay A using both the conventional and proposed methods are similar and they are dramatically reduced when the fault occurs at 0.2 s. In Figure 6c, the solid line represents the conventional method and the dashed line represents the proposed method. Finally, the simulation result for locating fault is presented in Figure 6d. In this case, the results of fault location using the conventional and proposed method are similar because no SVC is connected to the line. The result of the fault location is determined by length in per unit of the line away from the relay A and the length result as shown in Figure 6d is 0.75 pu, which is 150 km away from the relay A.



Case 2: With SVC operating at +100 Mvar Capacitive Mode..



The simulation results of Case 2 “With SVC operating at +100 Mvar capacitive mode” are shown in Figure 7. At the period of time from 0 s to 0.2 s, the system is at steady state; therefore, all measurements in this period are also normal as shown in Figure 7a–d. The simulation results in the period of Case 2 are different from Case 1. Because of the SVC operating at +100 Mvar capacitive mode, the voltage at SVC location is higher than the voltage at relay A as shown in Figure 7a. In addition, the current at SVC is about 400 A as shown in Figure 7b. The apparent impedance and fault location at the relay A in this period are shown in Figure 7c and Figure 7d, respectively.


Figure 7. The simulation results of Case 2. (a) voltage measurement; (b) current measurement; (c) apparent impedance at relay A; (d) fault location.
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Because the single-phase to ground fault in 150 km away from the relay A occurs at 0.2 s, the voltages at the relay A and SVC locations are reduced as shown in Figure 7a. The current at the relay A location is increased but the current at SVC is decreased as shown in Figure 7b. The apparent impedances at the relay A using both the conventional method and proposed methods are dramatically reduced when the fault occurs at 0.2 s as shown in Figure 7c. The magnification of the apparent impedance at the relay A in the period of time from 0.2 s to 0.4 s is also shown in Figure 7c. In Figure 7c, it is clear that the simulation results of the conventional and proposed method are different because the SVC is operating +100 Mvar capacitive mode. Finally, the simulation result of fault location in Figure 7d shows that the proposed method locates the fault accurately than the conventional method.



Case 3: With SVC operating at −100 Mvar inductive mode.



Figure 8 shows the simulation results of Case 3 “With SVC operating at −100 Mvar inductive mode”. At the period of time from 0 s to 0.2 s, the system is at steady state (pre-fault); therefore, all measurements in this period are also normal as shown in Figure 8a–d. It is clear that the simulation result in this period of Case 3 is also different from Case 1 and Case 2. The voltage at SVC location is lower than the voltage at the relay A as shown in Figure 8a because of the SVC operating at −100 Mvar inductive mode. Moreover, the current at SVC is about 400 A as shown in Figure 8b. The apparent impedance and fault location at the relay A in this period are shown in Figure 8c and Figure 8d, respectively.


Figure 8. The simulation results of Case 2. (a) voltage measurement; (b) current measurement; (c) apparent impedance at relay A; (d) fault location.



[image: Energies 11 02380 g008]






When the single-phase to ground fault in 150 km away from the relay A occurs at 0.2 s, the voltages at the relay A and SVC locations are reduced as shown in Figure 8a, the current at the relay A location is increased but the current at SVC is decreased as shown in Figure 8b. The apparent impedances at the relay A using both the conventional method and proposed methods are dramatically reduced when the fault occurs at 0.2 s as shown in Figure 8c. The magnification of apparent impedance at the relay A in the period of time from 0.25 s to 0.6 s is also shown in Figure 8c. In Figure 8c, it is clear that the simulation results of the conventional and proposed methods are different because the SVC is operating −100 Mvar inductive mode. Finally, the simulation result of fault location in Figure 8d shows that the proposed method locates the fault accurately than the conventional method.




4. Conclusions


Based on the synchronized voltage and current measurements at the distance protection relay and SVC locations using PMUs, the proposed method in this paper has been considered as a useful approach to calculate the apparent impedance at the relay while a fault occurs in the transmission line connecting a SVC to the midpoint. The voltage and current measurements are synchronized using PMUs with GPS and are used to extract their sequence components using FFT. The new expression is used to calculate the apparent impedance at the distance relay based on the components. The simulation results show that the distance relay determines fault location and makes relay trip decisions accurately by using the proposed method. To evaluate the proposed method, the effectiveness of the fault location of the proposed method has been compared to the effectiveness of the conventional method through the simulation results. The proposed method is simple to implement for distance protection relay of transmission lines in which SVC is connected to the midpoint and operated with different modes. Finally, the main contribution of this paper is to propose a feasible method: (i) to determine the apparent impedance seen by the distance relay that only uses the voltage and current measurements synchronized using PMUs at the relay and SVC locations in the transmission line; and (ii) to make a simple method for locating faults in the power systems and improving the fault location accuracy of the conventional method.
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Appendix A


The Power System Parameters in Figure 1:





	
Voltage source A:




	
Nominal voltage

	
220 kV




	
Phase angle

	
[image: ]




	
Fundamental frequency

	
50 Hz




	
Positive-sequence impedance

	
0.8929 + j5.2088 [image: ]




	
Zero-sequence impedance

	
0.8929 + j5.2088 [image: ]




	
Voltage source B:




	
Nominal voltage

	
220 kV




	
Phase angle

	
0[image: ]




	
Fundamental frequency

	
50 Hz




	
Positive-sequence impedance

	
0.8929 + j5.2088 [image: ]




	
Zero-sequence impedance

	
0.8929 + j5.2088 [image: ]




	
Transmission Line:




	
Length

	
200 km




	
positive-sequence resistance

	
0.01273 [image: ]/km




	
zero-sequence resistance

	
0.3864 [image: ]/km




	
positive-sequence inductance

	
0.0009337 H/km




	
zero-sequence inductance

	
0.0041264 H/km




	
SVC:




	
Rating capacitive

	
±100 Mvar
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