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Abstract

:

This paper offers a new improved voltage stability assessment index (VSAI_B)-centered planning approach, aiming at the attainment of technical and cost related objectives with simultaneous multiple asset deployment in a mesh distribution systems (MDS). The assets such as multiple distributed generation (DG) and distributed static compensator (D-STATCOM) units have been utilized; aiming at voltage stabilization, loss minimization, and associated objectives. The proposed planning approach incorporates expressions of VSAI_B aiming at initial simultaneous assets placement followed by loss minimization conditions (LMC) for appropriate asset sizing, which is further utilized for performance evaluations. The VSAI_B-LMC-based integrated planning approach is applied to configured MDS models such as a 33-bus test distribution system (TDS) for detailed analysis. The performance evaluations with the presented approach have been conducted for different cases along with respective scenarios considering various technical and cost-economic performance metrics. First, three cases referring to multiple DGs sitting and sizing for various power factors have been presented, followed later by two cases of multiple DGs and D-STATCOMs with respective evaluation scenarios. Finally, benchmark analysis is conducted on a 69-bus TDS for validity demonstration of the proposed approach. The comparison of achieved results in comparison with the available literature points out toward the validity and improved performance of the proposed approach.
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1. Introduction


The distribution system (DS) under the traditional grid paradigm was deterministically designed for unidirectional power flow operation from substations towards the endpoints under a radial topology [1]. However, increasing load, population growth, large scale urbanization, and power quality concerns have resulted in issues such as voltage instability and increased system losses, particularly at the distribution side of the grid. The replication of traditional planning tools and practices to reinforce DS with efficient asset management have neither remained feasible nor economically viable, which affects the hierarchal structure of the power grid [2].



The DS on the basis of topology is classified in terms of radial and interconnected (ring/loop/mesh) structures [3]. Most of the tools designed, methodologies formulated and associated strategies in the literature have been carried out for DS with radial topology and respective assets optimization as a prominent research paradigm [4]. From the DS planning (DS-P) viewpoint aiming at topology alteration, the tools designed for radial (topology-based) distribution systems (RDS) have limitations in terms of applicability for anticipated interconnected DS. Also, traditional methods have limitations in encompassing all the prerequisites for new planning methodologies in interconnected DS [4,5,6].



The future active distribution systems (ADS) are envisioned as a reliable (interconnected), efficient and sustainability-oriented feasible option under the smart grid (SG) paradigm [6]. The distributed generation (DG) units of various types are among with the key research focuses from the viewpoint of improving system performance, market deregulation and sustainability, primarily at the DS level. From the planning perspective, DG (including renewables) placement alongside other efficient devices, has a pivotal role in the modernization of current DS into ADS and meeting the limitations in their traditional counterparts [5]. However, asset optimization with DG integration or component reinforcement with traditional planning methodologies, may lead to serious challenges and technical issues rather than solution, particularly in the case of interconnected ADS [5,6].



Modernization of distribution grids along with DG utilization as planning options are among key research dimensions amongst researchers across the globe. These researchers have come up with numerous methodologies, techniques, and strategies which aim at optimal performance and efficient asset management of the DS with DGs and related devices. Moreover, the SG concept has enabled the realization of the concepts that were limited under the traditional paradigm [6]. Several efforts have put forward to address DS-P problems from various aspects. Moreover, the traditional DS-P has seen a transformation towards ADS planning, considering an increased level of complexity with asset optimization resulting in a feasible solution encapsulating all the economic, environmental and technical aspects. Optimization-based ADS planning has attracted researchers’ attention and efforts have put forward towards numerous techniques, models and tools to achieve asset management (predominantly DG) with the aimed objectives [4,5,6,7,8].



A literature review indicates numerous noteworthy research works that aim at DS-P with various asset reinforcements and achievement of goals with different methodologies. DG-oriented planning in DS as a core focus, has been reviewed from the perspectives of key factors, aids, optimization techniques, variables, objectives, constraints, models, challenges, modifications, methodology comparisons, and future trends [4,9,10,11]. In most of the aforementioned review works, DG-based planning (DG-P) and other asset optimizations consider the radial topology as a problem constraint. The DS-P in the reviewed literature has been addressed on the basis of single and multi-objective attainment within defined constraints, aiming at global or trade-off solutions. Moreover, a methodology for the concerned DS-P is usually assessed on the basis of the genre of technique, suitability, limitations, time, computation, complications and complexity, respectively. Noteworthy DS-P asset optimization problems aim at encapsulating analytical methods, numerical techniques, meta-heuristics (MH) approaches, artificial intelligence (AI)-based algorithms, and hybrids of the mentioned techniques in various stages and different methodologies, respectively [12,13]. Hence, DS_P with interconnected ADS, needs to be investigated with an efficient technique.



On the basis of a relative comparison from viewpoint of DS-P methodologies, the conventional techniques (analytical, numerical, etc.) have been widely used for optimal DG placement (ODGP) problem focusing RDS as test systems [14,15]. These conventional techniques need comparatively high computation and focus usually at the attainment of loss minimization (LM). However, they are usually based on mathematical formulations and encapsulate the dynamics of a DS in an equivalent model. Also, improved variants of these techniques result in better utilization in terms of ODGP problems, as discussed in [15,16,17]. Since most conventional techniques have numerical relationships formulated considering two buses (one branch) equivalent models aiming at RDS [18], the modified variants considering interconnected DS with respective equivalent models are research-worthy issues. Nature and other processes inspired intelligent algorithms (meta-heuristics, artificial intelligence, etc.) have addressed the complexity in multi-dimensional DS-P problems [4,5,8,19]. However, they are liable to find a local solution rather than a global one, due to premature termination and search space issues with random initialization. Also, the computation time increases with a slow convergence. The hybrid methods address issues in the aforementioned algorithms [4,5,8]. However, they need fine tuning of concerned parameters and complications in the coding process is still a technical issue, as presented in [13,14,19,20,21,22,23,24]. Thus, an improved planning methodology, ignoring radial constraints with reduced search space, needs to be further explored.



Besides DS-P based on the aforementioned works considering RDS as test DS, a considerable amount of research work is available in the literature based on ignoring the radial structure constraint aiming at interconnected topologies such as loop and mesh topologies in DS. The feasibility studies for upgrading the topology from RDS to loop distribution systems (LDS), is discussed under various performance metrics [3,6]. An existing RDS can be converted into LDS by closing the most optimal normally open tie-switch (TS) or to MDS via a selection of multiple TS. The basic theory of interconnected DS is the same, provided, short circuit levels, improved protection schemes, and concerned issues have been considered during planning, enhancement and modernization phase, respectively. Such plans are more suitable for urban areas, which are densely populated and result in cost-effective feasible solutions with the utilization of existing infrastructure [25].



LDS has been assessed from the planning of DGs, with a sensitivity and non-dominated sorting genetic algorithm II-based approach in [26] and a graph-partitioning-integer-programming method for efficiency and reliability in [27,28]. Moreover, LDS planning with multiple DGs has been assessed with integrated voltage stability index (VSI) and loss minimization condition (LMC) across load growth with performance evaluations, as reported in [29]. An economic analysis-based study to upgrade RDS to LDS, with optimal number and location of fault current limiters (FCL) is presented in [30], which aims at finding a trade-off feasible solution considering reliability and system losses minimization. An in-depth LM approach centered towards circuit theory is proposed for interconnected ADS [31].



MDS on the other hand, is also assessed in the literature from a planning perspective of a futuristic model of ADS under the SG paradigm. A framework envisaging multiple-objective attainment-based optimization is offered to upgrade the LDS into MDS with respective performance analysis [32]. MDS is also evaluated under various load levels and load growth phenomenon without DGs, as demonstrated in [33]. A comparative study with evaluation of four methods in MDS with the goal to increase DG penetration was proposed in [34], and is conducted by replacing the TS with FCL. An enhanced voltage stability assessment index (VSAI) and LMC-based approach is proposed to address order-wise and multiple DG units’ placement under various power factors (PF), and evaluated under different performance indices in MDS under normal load level, respectively [35].



Moreover, the application of planning with optimal sitting and sizing of distributed static compensators (D-STATCOMs) with DGs have been mostly conducted for RDS, as mentioned in reviewed works [36]. It is indicated in the reviewed work that various methodologies used to solve the aforementioned problem aim towards the achievement of power losses mitigation, improvement in voltage profile and reduction in associated costs. Most of the concerned works have been applied to RDS under various load levels as test systems and the methodologies employed cannot comprehend the actual interconnected system. Although, a few works have considered DG with D-STATCOM (DSt) placement in MDS. Gupta et al. [37] have evaluated DSt placement with various VSI-based sensitivity approaches, initially formulated for RDS. The concerned VSIs were based on two bus and single branch equivalent DS and cannot encompass all the dynamics of LDS or MDS.



Similarly, Murty et al. [38] have evaluated DSt placement only with different load levels in various performance evaluations. Tolabi et al. [39] has proposed hybrid fuzzy-ant colony optimization and supported different buses for DG and DSt placements. The authors in [40] consider a bacterial foraging optimization algorithm for multiple DG and DSt set placements on the same buses, and the contributions of active and reactive power components from each asset. Yuvaraj et al. in [41] have also emphasized placement of multiple sets of DG and DSt, on the same respective designated buses. Moreover, Devi et al. [42] has evaluated the impact of DG and DSt placements, on the same bus along with different locations, utilizing particle swarm optimization. Taher et al. [43] have evaluated the technical performance of DSt along with a respective cost analysis.



It is discussed that the magnitude of voltage alone is not a suitable measure for the voltage stability (VS) valuation of a DS [44]. Numerous VS-based indices are available in the literature that aim at optimizing the DG (site and size), with a few works considering DSt utilization, mostly within RDS, and few in MDS [18,36]. These related VS indexes are based on equivalent two bus and single branch models and are used to represent equivalent RDS models. In addition, from an application perspective, RDS-related voltage-based evaluation indicators do not apply to LDS and MDS. Similarly, a VSI based on a single-branch can show some limitations for LDS (two branches) and MDS (multi-branch) models alike [45]. In our previous publications, a dedicated VSI for LDS was proposed in [45] and employed with LMC in [29], using an integrated planning approach for normal and load growth under various cases for LM and voltage maximization (VM). The limitations of LDS-based VSI have bridged in [29] across MDS with an enhanced voltage stability assessment index (VSAI) with various performance evaluations under normal load, as offered in [35]. However, the resulting VSAI expressions become complex and require a comparatively large computation effort.



Moreover, few of the abovementioned works consider VSI based on an equivalent MDS model with simultaneous placements of multiple DG and multiple assets (DG + DSt) evaluating both technical and cost-related performance indices evaluations, such as VM, LM, cost reductions, respective DG and DSt penetrations, etc. Hence, the aim of this paper is to propose a new improved simplified expression for VSAI (referred to in this paper as VSAI_B) with LMC to bridge the aforementioned research gaps. The abovementioned limitations serve as the motivation for the proposed research efforts in this paper. Moreover, the enhanced performance evaluation besides technical parameters assessment considers cost as an important evaluation parameter.



This research paper offers an integrated VSAI_B-LMC approach, evaluated under various performance measures for the optimal sitting and sizing of multiple DGs and D-STATCOMs under various cases and their respective scenarios. The new VSAI_B covers the overall aspect of MDS and addresses the concerned limitations overlooked in previous publications for the required application. The most important aspect is that VSAI (referred to in this paper as VSAI_A) in [35] runs for two times for simultaneous DG placement and three times for order-wise variant for DG placement, besides for the base case, respectively. The proposed VSAI_B runs for the base case only and gives optimal locations for simultaneous placement of multiple DGs and assets (DG + DSt), and considerably reduces the search space for computation, respectively. The key contributions of the presented research work are as follows:




	(i)

	
Improved mathematical expressions of VSAI_B based on an equivalent MDS circuit.




	(ii)

	
Loss minimization condition (LMC) for an equivalent electrical MDS circuit.




	(iii)

	
Integrated planning approach based on VSAI_B and LMC, for equivalent electrical MDS circuits.




	(iv)

	
Simultaneous assets placement with a single run of the respective computation procedure.




	(v)

	
Evaluation of the offered approach on a 33-bus test distribution system (TDS).




	(vi)

	
Performance evaluation with multiple DGs (siting and sizing) under various PF.




	(vii)

	
Performance evaluation of techno-economic objectives with multiple DGs only at various PF.




	(viii)

	
Performance evaluation with multiple DGs and D-STATCOMs (DSt).




	(ix)

	
Performance evaluation of techno-economic objectives with multiple DGs and DSt.




	(x)

	
Performance evaluation of the proposed approach on a 69-bus TDS for benchmarking analysis.




	(xi)

	
Validation of the proposed approach via comparison with results reported in the available literature.









This paper is arranged in the following order: Section 2 presents the complete mathematical derivations of the improved and simplified VSAI_B expression for MDN. Section 3 presents LMC expressions for both active and reactive components within MDS. The proposed VSAI_B-LMC-based improved integrated planning approach is demonstrated with computation procedures, assumptions, and constraints, indices for performance evaluation and simulation setups; as mentioned in Section 4. In Section 5, the proposed integrated planning approach is evaluated under different performance metrics, with multiple DGs operating at various PF followed by multiple assets (DGs and DSt) placements and demonstrated on a 33-bus TDS. A benchmark analysis is conducted on 69-bus TDS as a separate case. The comparison of the proposed work with the available literature for validation is offered in Section 6. In Section 7, the paper is concluded.




2. Improved Voltage Stability Assessment Index (VSAI_B) for Mesh Distribution System


The equivalent MDS model that corresponds to an electrical equivalent, consists of overall five branches. Three of the five branches are indicated as distribution feeders and the remaining two correspond to the tie-line branches (TB) connecting three main distribution branches together. When the respective tie-switches (TS) such as TS1 and TS2 are closed, the RDS system can be transformed into a multiple-loop configured MDS. The proposed VSAI from the viewpoint of an actual MDS electrical equivalent circuit model corresponds to an arrangement which assumes that the TB along with respective TS may have small impedance and can be safely ignored. Also, the three buses feeding the respective load are assumed at the same voltage levels and are represented as fed from three sources (at the same voltage) initiating from the substation (SS). These assumptions reduce the equivalent MDS model to a further simplified one, as shown in Figure 1. It is assumed that voltages (U) across sending end buses (SBs such as m1b, m3b, and m5b) are the same, with zero difference of voltage (ΔU) and phase angle (δ).



The receiving end buses (RBs such as m2b, m4b and m6b) are connected to each other with TB1 (with TS1 is between m2b and m4b) and TB2 (with TS2 is between m2b and m6b). All TBs are assumed to have negligible impedance and thus ignored. The loads on the RBs (S2b, S4b and S6b) at the respective nodes are assumed as add up to a single lumped load at RE m2b, as shown in Figure 1, respectively. The voltages at RBs (U2b, U4b and U6b) are also considered at the same level and are represented with U2b. The system shown in Figure 1 considers most of the aspects of an equivalent MDS. Also, the sending end (SE) nodes (m1b, m3b and m5b) with respective voltages (U1b, U3b and U5b) have been considered to be originated from same substation. The respective branch currents in each branch are designated by I1B, I2B and I3B. The branch current in each distribution line can be evaluated from the following Equation (1), as follows:


I1B=[P2b+jQ2bU2b∠ δ2b]*; I2B=[P4b+jQ4bU4b∠ δ4b]*;  I3B=[P6b+jQ6bU6b∠ δ6b]*



(1)







Since, the voltage is assumed to be the same across all the receiving end nodes i.e., U2b∠δ2b=U4b∠δ4b=U6b∠δ6b, hence, node 2 designated by m2b is considered as reference node with respective voltage to be U2b∠δ2b. The Equation (2) can be rearranged and rewritten as follows:


I1B=[P2b+jQ2bU2b∠ δ2b]*; I2B=[P4b+jQ4bU2b∠ δ2b]*;  I3B=[P6b+jQ6bU2b∠ δ2b]*



(2)







The RB node/bus voltage can be written, as shown in Equation (3), considering it is fed from three source ends in MDS. Where Z1, Z2 and Z3 are branch impedances:


U2b∠ δ2b=U1b∠ 0+ U3b∠ 0+ U5b∠ 0−[I1BZ1 ]−[I2BZ2 ]−[I3BZ3 ]



(3)







Equation (3) can be expanded by including the current and impedance relationships:


U2b∠ δ2b=U1b∠ 0+ U3b∠ 0+ U5b∠ 0−[P2b+jQ2bU2b∠ δ2b]*[R1r +jX1x]        −[P4b+jQ4bU2b∠ δ2b]*[R2r +jX2x]−[P6b+jQ6bU2b∠ δ2b]*[R3r +jX3x]



(4)







By adjusting conjugate, the improved expression is as follows in Equation (5):


U2b∠ δ2b=U1b∠ 0+ U3b∠ 0+ U5b∠ 0−[P2b−jQ2bU2b∠−δ2b][R1r + jX1x]        −[P4b−jQ4bU2b∠ −δ2b][R2r + jX2x]−[P6b−jQ6bU2b∠ −δ2b][R3r + jX3x]



(5)







The expanded expression is shown in Equation (6) as follows:


|U2b|2=U1bU2b∠−δ2b+U3bU2b∠−δ2b+U5bU2b∠−δ2b−[abs{(P2bR1r + P4bR2r + P6bR3r )+(Q2bX1x+ Q4bX2x+ Q6bX3x)}]−j[abs{(P2bX1x+ P4bX2x+ P6bX3x)−(Q2bR1r + Q4bR2r + Q6bR3r )}] 



(6)







The real and imaginary parts of Equation (6) have separate and resulting relationships that are shown in Equations (7) and (8), respectively. It is significant to mention that the expression [abs{(P2bR1r + P4bR2r + P6bR3r )+(Q2bX1x+ Q4bX2x+ Q6bX3x)}] of Equation (6), indicating real part is designated as A, whereas imaginary part of the same equation [abs{(P2bX1x+ P4bX2x+ P6bX3x)−(Q2bR1r + Q4bR2r + Q6bR3r )}] is designated as B:


|U2b|2+ A=U1bU2bcos∠δ2b+U3bU2bcos∠δ2b+U5bU2bcos∠δ2b 



(7)






B=− U1bU2bsin∠δ2b − U3bU2bsin∠δ2b− U5bU2bsin∠δ2b



(8)







By squaring Equations (7) and (8), the modified expressions are indicated in Equations (9) and (10) as follows:


|U2b|4+ A2+2A|U2b|2=U1b2U2b2cos2∠δ2b+U3b2U2b2cos2∠δ2b  +U5b2U2b2cos2∠δ2b+2U1bU2b(1+cos∠2δ2b2)+2U3bU2b(1+cos∠2δ2b2)+2U5bU2b(1+cos∠2δ2b2) 



(9)






B2=U1b2U2b2sin2∠δ2b+U3b2U2b2sin2∠δ2b+U5b2U2b2sin2∠δ2b+2U1bU2b(1−cos∠2δ2b2) +2U3bU2b(1−cos∠2δ2b2)+2U5bU2b(1−cos∠2δ2b2)  



(10)







After addition of Equations (9) and (10) and reduction by the use of the respective trigonometric properties, the modified expression shown in Equation (11) is obtained:


|U2b|4+ A2+B2+2A|U2b|2= |U2b|2|U1b+U3b+U5b|2



(11)







The rearranged equation as per quadratic equation real root form b2 − 4ac > 0, is indicated as follows.


|U2b|4−[|U1b+U3b+U5b|2−2A] |U2b|2+ [A2+B2]≥0



(12)







The expansion and readjusted expression in Equation (12), point out a real root feasible solution only in terms of a real root (b2 − 4ac > 0). Both sides of the equation are divided by 34:


|U1b+U3b+U5b|434−4A[|U1b+U3b+U5b|2]34−4 B234≥ 0



(13)







Since a load bus in an actual MDS can be fed by two or more SE buses. Hence, the number of SE that are feeding a RB is considered as ml = n = 3 (SE buses in MDS)


|U1b+U3b+U5b|4n4−4An2[|U1b+U3b+U5b|2]n2−4 B2n4≥ 0



(14)







In order to simplify the equation, the sum of all SE voltage magnitudes are represented as ∑s=1ml(Usb)4=(U1b+U3b+U5b)4 after division by n4 nodes. The modified expression is shown in Equation (15) as follows:


∑s=1ml(Usbn)4−4An2∑s=1ml(Usbn)2−4 B2n4≥ 0



(15)







After subsequent rearranging, the expression for scaled VSI is shown in Equation (16):


VSI= 4n2[A∑s=1ml(Usbn)2+ (Bn)2]∑s=1ml(Usbn)4 ≤1



(16)







In order to rescale the proposed VSI, the relationship shown in Equation (16) is multiplied by  n4:


VSIs=n4×VSI= n4×4n2[A∑s=1ml(Usbn)2+ (Bn)2]∑s=1ml(Usbn)4



(17)







The rescaled expression of VSIs or simply VSAI_B is illustrated in Equation (18). It is considered that under normal conditions, the numerical value of VSAI_B is close to zero even after scaling (multiplication by  n4) and the upper bound of stability remains equal to 1. During unstable conditions, the expression exceeds numerical threshold of 1:


VSAI_B= VSIs= 4n2[A∑s=1ml(Usbn)2+ (Bn)2]∑s=1ml(Usbn)4 ≤1



(18)







It is worth mentioning that under normal operating conditions, the numerical values associated with VSAI_B must be less than 1. Otherwise, the index shows vulnerability above 1. The VSAI_B limits described here apply only to the proposed index, other indices may have their respective proposed bounds. The voltage at receiving end is shown in Equation (19) and is indicated by V_B (U2b) at bus m2b. After substitution of scaled values of b = [∑i=1ml(Usbn)2−2An] and c from Equation (15), this results in Equation (19), which refers to a sub root indicating viable voltage solution:


V_B = |U2b| = 12[∑s=1ml(Usbn)2−2An]+∑s=1ml(Usbn)4−4An2∑s=1ml(Usbn)2−4 B2n4



(19)








3. Loss Minimization Condition (LMC) in Mesh Distribution System


The impedance related with each distribution branch in electrical equivalent MDS model is denoted by ZkB = RkB + jXkB (where k = 1, 2, 3), the corresponding resistance (Rk) and reactance (Xk). Likewise, the MDS equivalent model is considered to be equipped with three SB (U1b, U3b, and U5b) and three RB (U2b, U4b, and U6b) voltages, to fully cover all aspects a MDS model as shown in the Figure 2a. The loop currents circulating around connected branches and tie-branch (TB) in MDS needs to be simplified.



Mathematical expressions are required to simplify the loss equation and consider some assumptions in the equivalent MDS model. The TB parameters are negligible and all loads are concentrated as a single load, which can be supported by the negligible voltage difference across receiving buses (U2b = U4b = U6b) as per assumption.



It is also considered that all sending end busses (SBs) are at same voltage level (U1b = U3b = U5b) and can be concentrated to one source such as U1b. The branch currents (I1B, I2B and I3B) and respective circulating loop currents (designated with ILp1 and ILp2) among concerned feeders in distribution branch within the equivalent MDS model is shown in Figure 2a and expressed in Equation (20), which corresponds to an equivalent MDS model without DG unit inclusion. The direction of ILp1 (counter-clock-wise in direction) among branch 1 (m1b to m2b) and branch 2 (m3b to m4b), whereas ILp2 (clock-wise in direction) circulates between branch 2 (m3b and m4b) and branch 3 (m5b and m6b), respectively.


ILp1B2= I2B + ITB1; ILp1,2B1= I1B + ITB1+ ITB2; IL2B3= I3B + ITB2



(20)







The relationships for branch and loop currents for base case considering LMC without DG inclusion, as illustrated in Figure 2a, are shown in Equations (21) and (22); respectively.


I2B= ILp1B2= 1Z2B+ Z1BZ3BZ1B+Z3B[Z1BZ3BZ1B+Z3B ILDA]I1B=ILp1,2B1= − 1Z1B+ Z2BZ3BZ2B+Z3B[Z2BZ3BZ2B+Z3B ILDA]I3B=ILp2B3= − 1Z3B+ Z1BZ2BZ1B+Z2B[Z1BZ2BZ1B+Z2B ILD_A]



(21)






ILp1= [−(U2b+U4b)+{z1Bz1B+z3B(U2b+U6b)}{z2B+ z1Bz3Bz1B+z3B}];ILp2= [{z1Bz1B+z2B(U2b+U4b)}−(U2b+U6b){z3B+ z1Bz2Bz1B+z2B}]



(22)







The relationships for branch and loop currents after inclusion of DG unit for achievement of LMC is shown in Equations (23) and (24) and demonstrated in Figure 2b, respectively. It is assumed that with the deployment of optimal sizing of DG units, loop currents (ILp1 and ILp2) are reduced near to zero:


I2B′=ILp1B2′=1Z2B+ Z1BZ3BZ1B+Z3B[Z1BZ3BZ1B+Z3B (ILD_A−IDG_A)]≥0I1B′=ILp1,2B1′= − 1Z1B+ Z2BZ3BZ2B+Z3B[Z2BZ3BZ2B+Z3B (ILD_A−IDG_A)]≥0I3B′=ILp2B3′= − 1Z3B+ Z1BZ2BZ1B+Z2B[Z1BZ2BZ1B+Z2B (ILD_A−IDG_A)]≥0



(23)







The new LMC for apparent power (SLM) is shown in Equation (24):


SLM=[(I2B′+ ILp1)2Z2B+(I1B′+ ILp1+ ILp2)2Z1B + (I3B′+ ILp2)2Z3B]



(24)







The new LMC in the base case for active power (PLM) is shown in Equation (25):


PLM=[(I2B_P′+ ILp1_P)2R2r+(I1B_P′+ ILp1_P+ ILp2_P)2R1r      + (I3B_P′+ ILp2_P)2R3r]



(25)







The new LMC after DG for active power (PLMC’) is shown in Equation (26):


PLMC′=[(I2B_P′)2R2r+(I1B_P′)2R1r + (I3B_P′)2R3r ]≥0



(26)







The new LMC for reactive power (QLM) is shown in Equation (27):


QLM=[(I2B_Q′+ ILp1_Q)2X2x+(I1B_Q′+ ILp1_Q+ ILp2_Q)2X1x      + (I3B_Q′+ ILp2_Q)2X3x]



(27)







The new LMC after DG for reactive power (QLMC’) is shown in Equation (28):


QLMC′=[(I2B_Q′)2X2x+(I1B_Q′)2X1x + (I3B_Q′)2X3x]≥0



(28)








4. Proposed Improved Integrated Planning Approach


The power companies across the globe have a responsibility to maintain a suitable voltage profile within specified levels across all feeders serving the respective loads. The power factor (PF) is also maintained at the utility’s end. When the load difference among distribution branches is disturbed, the distribution grid may lead to increased system losses in various situations. The proposed VSAI_B-LMC-based integrated planning approach is proposed to evaluate prime technical and cost related planning objectives from the perspective of MDS. Therefore, the prime objective of the proposed approach is to find feasible planning solution, capable of achieving the maximum relevant goals in MDS. The planning approach has presented with computation procedure, assumptions, constraints, indicators for performance evaluation and simulation setups are presented in following subsections.



4.1. Computation Procedure


The computation procedure for the proposed VSAI_B-LMC-based integrated planning approach refers to the simultaneous placement of DG and associated asset units in the respective meshed configured TDS. Regardless of TDS, the respective PF associated with each DG unit has considered with a variation of ±3%:




	Step 1:

	
Read system data for the multiple loops configured TDS configured to MDS.




	Step 2:

	
Run the load (power) flow for test MDS without DG or any asset, at normal load level.




	Step 3:

	
According to Equation (18); calculate the corresponding VSAI_B at each RB. Moreover, the respective voltage profile as a feasible solution V_B is achieved according to Equation (19).




	Step 4:

	
Select the three buses with the highest numerical values of proposed VSAI_B, as prospective candidates for the simultaneous placement of assets such as DGs operating at various PFs.




	Step 5:

	
Run load flows for the test MDS after placement of three DGs. Increase the size of each DG at the respective PF with a variation of ± 3% at a relevant bus to a voltage limit that is close to or equal to the 1.0 ± 0.5% per unit (P.U), considering voltage level at substation (SS) as reference.




	Step 6:

	
Find out voltage difference across each TB among the three tied feeders. The sizing of DG at a feeder with the highest voltage value is reduced to minimize the tie currents among other tied feeders and vice versa. For example, (refer to Figure 1 and Figure 2) if U2b> U4b and U2b> U6b, then U2b is decreased by decreasing the DG (or DG+D-STATCOM) capacity integrated at a respective bus of feeder 1 to achieve LMC. Similarly, if U4b> U2b and U6b> U2b, then U4b and U6b are decreased by decreasing the DG (or DG+D-STATCOM) capacity integrated at respective buses at feeders 2 and 3; in order to achieve LMC and so on.




	Step 7:

	
Repeat the process until the respective VSAI_B trend, results in a voltage profile (V_B) with the least voltage difference across TB1 (U2b to U4b) and TB2 (U4b and U6b), LMC condition along with PLMC’ or QLMC’ or any of them is achieved. When the aforesaid conditions are achieved with the respective DG or other asset sizes, the solution is feasible from the viewpoint of three DGs (or assets) in MDS. The calculated voltage V_C in equivalent Matlab/Simulink model is also provided for comparison and to establish the credibility of the achieved feasible solution V_B via the proposed VSAI_B-LMC approach.




	Step 8:

	
Evaluate the concerned technical and cost (economics)-related performance indices on the basis of Steps 1–7, as mentioned in Section 4.4 later in this paper. A simple numerical example for illustration of the computation procedure is shown in Appendix A.










4.2. Assumptions for the Proposed Planning Approach


The assumptions for our VSAI_B-LMC-based proposed planning approach for MDS are as follows:




	
The overall protection at the substation (SS) is considered as upgraded.



	
Test MDS is 3-phase balanced and can be designated with an equivalent single-line diagram.



	
The thermal limits in all branches have considered at a numerical value of 5 MVA ± 5%.



	
The maximum number of DGs for integration, is three.



	
The maximum number of assets for integration on a single node/bus a set of two assets (DG + DSt).



	
DG unit can be integrated on any load bus except a slack bus from the SS.



	
It is anticipated that for LMC achievement with planning approaches, if the receiving end buses (RBs at nodes m2b, m4b and m6b) across TBs have ideally zero voltage difference i.e., U(m2b) = U(m4b) = U(m6b) such that no loop current (ITL) flows through, i.e., in this case both ILp1 and ILp2 are zero. The numerical value of ΔU is considered as 1.0% such as convergence criteria in within 0.01.



	
Normal loading conditions in TDS have considered in the proposed study, i.e., load model is constant power and single load level.



	
The variation in voltage values has considered around ±1.0%.



	
The variation in PF (lagging) has considered around of ±3.0% in this study.



	
It is assumed that shunt-capacitor banks are loads and line-shunt capacitance is negligible.









4.3. Constraints


The following main constraints have been considered in this study [46,47,48].



4.3.1. Active and Reactive Power Balance


It is considered that active power contribution from substation (PSS) and DG units (PDG) must have a balance that is equal to active power load consumption (PLD) along with associated active power losses (PLoss) in TDS, as shown in Equation (29). Also, the solution must not result in reverse power flow [46,47]:


PSS + PDG = PLD + PLoss



(29)







Similarly the reactive power substation (QSS) and DG units (QDG) must be equal to the reactive power load consumption (QLD) along with concerned reactive power losses (QLoss) in TDS, as shown in Equation (30) [46,47]:


QSS + QDG = QLD + QLoss



(30)








4.3.2. Voltage Constraint


The magnitude of the voltage at each node/bus “m” in TDS must not exceed the specified limit of 0.95 P.U to 1.05 P.U in accordance with the IEC or IEEE standards. In this paper the maximum voltage limit is considered around 1.0 P.U ± 1% in accordance with substation as a reference, as shown in Equation (31) [46,47]:


0.95 ≤ Vm ≤ 1.05; m = 1, 2, 3, 4 … n



(31)








4.3.3. Operating Power Factor (PF) of DG Unit


The lagging PF of DG needs to be within limits and a variation of ± 3% is allowed in DGs operating at lagging PF, one of which corresponds to utility favored 0.9 PF and other is equal to that of TDS load such as 0.85 PF in 33-bus (and 0.82 PF for 69-bus). PFDG,i value ranges from PFDG,i,min → PF − 3% to PFDG,i,max → PF + 3% [48]:


PFDG, i,min≤PFDG,i≤ PFDG,i,max



(32)








4.3.4. Active and Reactive Power Limit of DG


The DG capacity integrated at bus ‘m’ in both active and reactive power terms (PDG and QDG) must not exceed the maximum value of power counterparts from substation (PSS and QSS) as illustrated in Equations (33) and (34) [48]:


PmMix≤Pm≤PmMax i.e., 0≤Pm≤Pss



(33)






QmMix≤Qm≤QmMax i.e., 0≤Qm≤Qss



(34)









4.4. Indices for Performance Evaluation


The primary purposed approach is to find the likely location for the DG or any asset placement and sizing, which have objectives to retain a proper voltage level, system losses minimization, and concerned technical and cost-related goals, respectively. The technical and cost-related performance indicators have been illustrated in the following Section 4.4.1 and Section 4.4.2, respectively. In both the following technical and cost-related performance indicators, the sign (↑) indicates maximization of the objective and the sign (↓) indicates the minimization of the concerned objective, respectively.



4.4.1. Performance Indices for Technical Evaluation (TPI or TP)


The technical performance indicators (TPI) or technical parameters (TP) with the concerned mathematical relationships, units and aimed objectives are listed in Table 1. The relevant details regarding all mentioned TPIs (or TP) can be found with background details in our previous publications [29,35,46,47,48]. The terms TPI and TP have been used interchangeably throughout the paper, indicating performance evaluation of various cases and respective scenarios in the proposed approach.




4.4.2. Performance Indices for Cost-Economic Evaluation


The cost (economic-based) performance indicators (CPI) or cost (economic-based) parameters (CP) have been listed with the associated relationships, units and objectives in Table 2.



The relevant details of the cost of active power loss (PLC), savings (PLS) and annual investment cost (AIC) can be found in our previous publications [29,35]. The cost of active (CPDG) and reactive power (CQDG) from DG can be found in [29,35,46,48] and an annual cost of D-STATCOM (DSt) can be found in [37,43]. The terms CPIs or CPs have been used interchangeably throughout the paper like their technical counterparts and indicate the performance evaluation of the proposed approach based on cost-related aimed objectives.




4.4.3. Types of DG in Performance Evaluation


There are three various type of DGs employed in this paper and the respective classifications from various performance metrics, particularly from the perspective of type, PF, sizing, and cost of DG units across AIC and so on, are shown in Table 3, respectively [29,35,49]. There is also another type-4, which refers to a DG that only contributes active power (P) and consumes reactive power (Q), for example a wind turbine. However, type-4 is not used in this study. It is worth mentioning that two costs of DG Unit (CUc) have considered for type-1 (PV type DGs) because the cost of DG units has been reduced from 5250 USD/KW in 2011–2012 [29] to 3750 USD/KW in 2019–2020 [49], and can compete other DG units of various types on the basis of economies of scale.





4.5. Simulation Setups for Mesh Distribution System


The proposed approach has applied to two well-known test distribution systems (TDS): 33-bus TDS and 69-bus TDS. The detail performance evaluations (technical and cost) have carried out at 33-bus TDS and benchmark analysis has evaluated on the 69-bus TDS. Both the TDS are shown in Figure 3a,b, respectively. All the simulation setups along with asset models (DG and DSt) have been implemented and run in SIMULINK/MATLAB R2017a (R2017a, MathWorks, Natick, MA, USA), considering the base at 100 MVA and base voltage at 12.66 KV, respectively.



4.5.1. 33-Bus Mesh configured Test Distribution System


The detailed network of the 33-bus TDS, as shown in Figure 3a, can be found in [50]. The active and reactive power loads constitute around 3715 KW and 2300 KVAR, and active/reactive power losses have a numerical value of 211 KW/143 KVAR, respectively. The test 33-bus MDS being a heavier DS comprises of four main distribution branches/laterals and five TBs with respective TSs. The 33-bus TBS is converted into multiple loop-configured MDS by closing TS4 and TS5 (shown with solid block) and results in two loop currents (ILp1 and ILp2) across two TB, respectively. Also, the area of loops have marked with red and blue colors, relevant TB with respective TS is filled with a solid line.




4.5.2. 69-Bus Mesh Configured Test Distribution System


The detailed network of 69-bus TDS, as shown in Figure 3b, can be found in [50]. The active and reactive power loads constitute around 3802.6 KW and 2693.5 KVAR, and active/reactive power losses have a numerical value of 225 KW/102.12 KVAR, respectively. The test 69-bus MDS comprises seven main branches, laterals and five TBs with respective TSs. The radial topology configured 69-bus TBS is converted into a multiple loop-configured MDS by closing TS3 and TS5 (shown with solid block), and results in two loop currents (ILp1 and ILp2) across two TB, respectively. The area of loops have marked with red and blue colors for distinction, respective TB with respective TS is filled with solid line in the same fashion as aforementioned in 33-bus TDS in Section 4.5.2.






5. Performance Evaluations, Results and Discussions.


In this paper, the proposed VSAI_B-LMC based integrated planning approach has implemented on two well-established 33-bus and 69-bus TDS, for evaluation of the following cases along with concerned scenarios:




	➢

	
Case 0: Base case analysis considering no DG scenarios on the 33-bus and 69-bus MDS.




	➢

	
Case 1: Detailed analysis of DG scenarios at unity PF on the 33-bus MDS.




	➢

	
Case 2: Detailed analysis of DG scenarios at 0.9 ± 3% PF on the 33-bus MDS.




	➢

	
Case 3: Detailed analysis of DG scenarios at 0.85 ± 3% PF on the 33-bus MDS.




	➢

	
Case 4: Detailed analysis of assets (DG + D-STATCOM) placements scenarios in the 33-bus MDS.




	➢

	
Case 5: Detailed analysis of assets (DG + D-STATCOM) placements scenarios in the 33-bus MDS.




	➢

	
Case 6: Benchmark analysis of multiple DG placements (only) scenarios in the 69-bus MDS.









5.1. Base Case Analysis Considering No DG Scenarios on 33- and 69- Bus Systems (Case 0)


The evaluation for each case (C#) is organized in accordance with various number of scenarios (S#) mainly focusing on single to multiple DGs and assets integration, which are further in accordance with the computation procedure (Section 4.1) of the proposed approach. The case under study with respective scenarios in terms of a number has arranged as (C#/S#) throughout this paper.



The core objective of VSAI_B-LMC approach is to find potential locations (buses) for multiple DG units sitting with initially VSAI_B index and sizing with LMC in MDS is to analyze performance evaluations in-terms of various objectives. The foremost objective is to place most potential sites (buses) for DG sitting in accordance to Steps 1–4 (of the computation procedure) of the proposed approach, as mentioned above in Section 4.1. The base case (case 0) is designated with two zero DG scenarios, one each for 33-bus and 69-bus TDS, as follows:




	➢

	
Case 0/Scenario 1 (C0/S1). Base case for potential DG/asset location in 33-bus TDS.




	➢

	
Case 0/Scenario 2 (C0/S2). Base case for potential DG/asset location in 69-bus TDS.









The initial revaluation for 33-bus TDS with VSAI_B in Equation (18) (Steps 1–4 of the computation procedure) for simultaneous multiple DG placements for each case is illustrated in Figure 4a and V_B in Equation (19) as a feasible solution is demonstrated in Figure 4b, respectively.



It is important to mention that VSAI_B evaluation in Figure 4a displays the highest numerical value for 33-bus MDS results in three most optimal locations for simultaneous DG placements. The bus/node 30 of 33-bus TDS is the topmost candidate with numerical value of VSAI_B that is 0.0167 P.U, followed by bus/node 25 with a value of 0.0143 P.U and terminating at bus/node 8 with a value of 0.0130 P.U, respectively. The nodes (buses) with the highest value of VSAI_B value is the potential candidate for DG or asset placement followed by second highest value for second and third highest value of VSAI_B for third DG, respectively. The achieved voltage feasible solution in Figure 4b (of VSAI_B) as V_B is verified by comparing with calculated value V_C (in equivalent Simulink model in Matlab 2017a) to show the feasibility of the obtained solution.



It is interesting to see that both trends (V_B and V_C) closely follows each other, hence establishing an initial verification of the proposed approach at 0 DG case. The weakest node in terms of voltage for the 33-bus MDS in our base case scenario corresponds to V_B and V_C having numerical values of 0.9029 and 0.9128 P.U at node 15, respectively. However, in the radial topology node 65 is the weakest node with the voltage having a numerical value of 0.874 P.U. It is important to mention that readings from radial topology have only mentioned for comparison of variance after a change of topology.



Similarly, the VSAI_B evaluation for 69-bus MDS is illustrated in Figure 5a with the highest numerical values of VSAI_B found as 0.0877 at bus 61, 0.0080 at bus 21 and 0.0038 at bus 11, as most suitable candidates for simultaneous DG placements (considering in hierarchical manner DG1, DG2 and DG3.) in MDS, respectively. The V_B and V_C profiles also correlate closely to demonstrate the initial validation at zero DG level, as demonstrated in Figure 5b for the 69-bus MDS. The weakest node in terms of voltage for 69-bus TDS in the base case scenario exhibits numerical values of V_B and V_C equal to 0.9200 and 0.9221 P.U, respectively. It is observed in both Figure 4b and Figure 5b that the respective voltage profiles of both TDS in the various buses falls under the minimum permissible/allowable voltage limit that is 0.95 (P.U). The initial parameters and findings without DG integration for base cases for both TDS are summarized in Table 4. The numerical values in Table 4 (except VSAI_B values) show the initial RDS values before meshing and serve as reference parameters for further improvements with proposed approach after considering the mesh topology.




5.2. Detailed Analysis of DG Scenarios at Unity, 0.9 and 0.85 PF on 33-Bus System (Cases 1–3)


The cases 1–3 (C1–C3) correspond to the VSAI-B -LMC based planning approach, which deals with the simultaneous placements of 3 DGs operating at various PF and respective evaluations (steps 5–8 of the computation procedure in Section 4.1). Also, except unity PF, an allowable variation of ±3% in lagging PF is considered. The evaluation for each case has organized in accordance with the various number of scenarios (S#) mainly focusing single to multiple DGs and assets integration, which are further assessed in accordance with computation procedure of proposed approach.



5.2.1. Evaluation of Case 1: DG Placements at unity PF (Type-1)


The proposed approach is initially applied with various number of DGs operating at unity PF (referred to as type-1 in Section 4.4.3) and concerned scenarios have illustrated as follows:




	➢

	
Case 1/Scenario 1 (C1/S1). 1 × DG (at unity PF) placement in the 33-bus MDS.




	➢

	
Case 1/Scenario 2 (C1/S2). 2 × DGs (at unity PF) placement in the 33-bus MDS.




	➢

	
Case 1/Scenario 3 (C1/S3). 3 × DGs (at unity PF) placement in the 33-bus MDS.









The DGs are placed on the basis of Steps 1–4 of the computation and respective sizing is evaluated with LMC between Steps 5–7. The final evaluation is carried out with performance indices of both technical and cost-related nature as aforementioned in Section 4.4, in accordance with step 8 of the computation procedure. The achieved VSAI_B (Equation (18)) trends for case 1 and respective scenarios is illustrated in Figure 6a. The achieved voltage feasible solution of VSAI_B illustrated as V_B (Equation (19)) is shown with V_C for comparison in Figure 6b. All values in Figure 6a,b are in P.U.



It can be observed in Figure 6a that with the integration of one DG at node 30 with a capacity of 3335 KW in C1/S1, the proposed VSAI_B falls to negative value of −0.0513, showing the stability limit. From Figure 6b, V_B has also found to have a correlation with V_C with a numerical value of 1.0 P.U. The minimum voltage in C1/S1 is attained at node/bus 12 with a numerical value of 0.9771 P.U.



The scenario C1/S2 corresponds to simultaneous placements of two DG and VSAI_B limits at node 30 and node 25 concluded in the numerical values of −0.0322 and −0.0172, considering DG capacities (DGC) of 2356 KW and 1351 KW, respectively. The V_B is found to have values of 1.0 P.U at node 30 and 0.9989 P.U at node 25, respectively. The weakest node in C1/S2 is node 13 with V_B around 0.9782 P.U.



The scenario C1/S3 indicates simultaneous placements of three DGs at node 30 (DGC = 1954 KW), node 25 (DGC = 802 KW) and node 8 (DGC = 1001 KW) corresponds to VSAI_B values (in the P.U) such as −0.0245, −0.0005 and −0.0312, respectively. V_B for node 30, 25 and 8 (in P.U) comes out to be around 0.9970, 0.9955 and 0.9947 P.U., respectively. The weakest node in C1/S3 is node 15 with V_B around 0.9839 P.U. The LMC from the perspective of voltage difference ΔU across each tie branch in case 1 in each respective scenario for achieved (V_B values shown in bold letters) and calculated values (V_C) are all presented in (P.U), have shown in relative comparison as follows:




	●

	
C1/S1: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9909; V_B at 29: 0.9983; |ΔU_B| = 0.0074.




	●

	
C1/S1: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9878; V_B at 33: 0.9877; |ΔU_B| = 0.0001.




	●

	
C1/S1: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9927; V_C at 29: 0.9947; |ΔU_C| = 0.0020.




	●

	
C1/S1: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9862; V_C at 33: 0.9882; |ΔU_C| = 0.0020.




	➢

	
C1/S2: ΔU across TB1 (TS4: node 25–29): V_B at 25: 1.0000; V_B at 29: 0.9983; |ΔU_B| = 0.0017.




	➢

	
C1/S2: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9880; V_B at 33: 0.9887; |ΔU_B| = 0.0007.




	➢

	
C1/S2: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9989; V_C at 29: 0.9977; |ΔU_C| = 0.0012.




	➢

	
C1/S2: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9865; V_C at 33: 0.9884; |ΔU_C| = 0.0019.




	❖

	
C1/S3: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9962; V_B at 29: 0.9954; |ΔU_B| = 0.0008.




	❖

	
C1/S3: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9877; V_B at 33: 0.9887; |ΔU_B| = 0.0010.




	❖

	
C1/S3: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9955; V_C at 29: 0.9951; |ΔU_C| = 0.0004.




	❖

	
C1/S3: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9869; V_C at 33: 0.9880; |ΔU_C| = 0.0011.









It is observed that the LMC is obtained with better numerical values in third scenario (C1/S3) in terms of both V_B and V_C values. The near correlation of voltage difference indicates the suitability of asset capacity and the resulting solution. The V_B values are highlighted for the purpose of differentiation in comparison with V_C values.



The TPI (or TP) evaluation for the case 1 is illustrated in Table 5a (considering the base case as reference). The achieved results in Table 5a have been evaluated against the achieved power losses with percentage minimizations, achieved DGPP and active/reactive power relief to substation within various scenarios. In comparison, the best scenario within case 1 comes out to be C1/S3. The active and reactive power losses achieved have values of 70.78 KW and 50.06 KVAR, respectively. The active and reactive loss minimizations have attained values of 66.455% and 6.4993% respectively. It is also important to mention that the high contribution of active power from DG also contributes to reduction in reactive power losses. Besides, achieved DGPP is 85.985%, the contribution of substation in active power component is 28.78 KW, which although is within limit, however, a further increase in active component from DG may result in reverse power flow.



The CPI (or CP) evaluation of proposed approach for the offered case 1 is illustrated in Table 5b (considering the base case as reference). The evaluations in Table 5b have evaluated against cost of active power losses (PLC), savings due to active power reduction (PLS), cost of active (CPDG) and reactive power (CQDG) from the DG units and annual investment cost (AIC), respectively. The scenario C1/S3 out performs all others in-terms of minimum PLC (0.03720 million USD or M$) and highest PLS (0.0737 M$). However, more active component contribution form DG results in more numerical value of 75.35 $/MWh (in C1/S3) in comparison with other scenarios such as 74.39 $/MWh in C1/S2 and 66.95 $/MWh in C1/S2, respectively. In terms of AIC, two evaluations have considered [29,35]. In our previous publication, the cost (CUc) of type-1 DG unit was considered 5250 $/KW in year 2011–2012 [26,29,35]. However, the prices of solar are expected down to around 3750 $/KWh in year 2019–2020 and can compete other technologies on the basis of cost of economics [49]. Hence, AIC values for each scenario is calculated for both values for evaluation and verification. On the basis of old reading of CUc (5250 $/KW), AIC comes out to be 0.9936 M$. Whereas with modified values of CUc (3750 $/KWh), evaluated AIC value is 0.7097 M$.




5.2.2. Evaluation of Case 2: DG Placements at 0.90 ± 3% PF lagging (Type-2)


The proposed approach is applied with single and multiple number DGs operating at 0.90 ± 3% lagging PF, which is favored by the electrical utilities. DG, in this case, referred to as type-2 (in Section 4.4.3) and concerned scenarios are illustrated as follows:




	➢

	
Case 2/Scenario 1 (C2/S1): 1 × DG (at 0.90 ± 3% lagging PF) placement in the 33-bus MDS.




	➢

	
Case 2/Scenario 2 (C2/S2): 2 × DGs (at 0.90 ± 3% lagging PF) placement in the 33-bus MDS.




	➢

	
Case 2/Scenario 3 (C2/S3): 3 × DGs (at 0.90 ± 3% lagging PF) placement in the 33-bus MDS.









In case 2, single and multiple DGs are placed in the same manner as illustrated in the previous case 1. The only difference is the DGs operating at 0.90 ± 3% lagging PF. The VSAI_B trend (via Equation (18)) and associated voltage profile V_B (via Equation (19)) for case 2 is illustrated in Figure 7a,b, respectively. The important observations of VSAI_B in Figure 7a and V_B in Figure 7b, are indicated as follows:




	❖

	
VSAI_B and V_B values of DG in C2/S1 in (P.U):



	○ VSAI_B for DG1@bus 30:
	−0.0565@30



	○ V_B for DG1@bus 30:
	1.0000@30



	○ Minimum voltage (V_min):
	0.9764@12









	❖

	
VSAI_B and V_B values of DG in C2/S2 in (P.U):



	○ VSAI_B for DG1@30 and DG2@25:
	−0.0462@30; −0.0021@25



	○ V_B for DG1@30 and DG2@25:
	0.9999@30; 0.9958@25



	○ Minimum voltage (V_min):
	0.9769@13









	❖

	
VSAI_B and V_B values of DG in C2/S3 in (P.U):



	○ VSAI_B for DG1@30; DG2@25; DG3@8:
	−0.0358@30; −0.0010@25; −0.0281@8



	○ V_B for DG1@30; DG2@25; DG3@8:
	1.0000@30; 0.9966@25; 0.9956@8



	○ Minimum voltage (V_min):
	0.9857@15














The LMC in terms of voltage difference (ΔU) across each TB in case 2 in each respective scenario for achieved (V_B) and calculated values (V_C) in P.U, are shown as follows (the V_B values are highlighted in bold font for the purpose of differentiation in comparison with V_C values):




	●

	
C2/S1: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9928; V_B at 29: 0.9954; |ΔU_B| = 0.0026.




	●

	
C2/S1: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9859; V_B at 33: 0.9880; |ΔU_B| = 0.0021.




	●

	
C2/S1: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9925; V_C at 29: 0.9965; |ΔU_C| = 0.0040.




	●

	
C2/S1: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9877; V_C at 33: 0.9894; |ΔU_C| = 0.0017.




	➢

	
C2/S2: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9958; V_B at 29: 0.9966; |ΔU_B| = 0.0008.




	➢

	
C2/S2: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9860; V_B at 33: 0.9880; |ΔU_B| = 0.0020.




	➢

	
C2/S2: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9966; V_C at 29: 0.9983; |ΔU_C| = 0.0017.




	➢

	
C2/S2: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9876; V_C at 33: 0.9894; |ΔU_C| = 0.0018.




	❖

	
C2/S3: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9966; V_B at 29: 0.9975; |ΔU_B| = 0.0009.




	❖

	
C2/S3: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9894; V_B at 33: 0.9907; |ΔU_B| = 0.0013.




	❖

	
C2/S3: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9960; V_C at 29: 0.9983; |ΔU_C| = 0.0023.




	❖

	
C2/S3: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9903; V_C at 33: 0.9904; |ΔU_C| = 0.0001.









The TP evaluation for case 2 is shown in self-explanatory manner as illustrated in Table 6a (considering the base case as reference), which indicates a substantial power loss minimization is achieved along with considerable DG penetration. The main difference between case 1 and case 2 is the type of the DG. The type-2 DG is contributing both active and reactive power support near the allocated respective load buses and a considerable reduction in losses have observed in case 2 as compared to case 1. The DG capacity is also reduced and provides more losses minimization at comparatively less penetration. The relief on the substation is also reduced in comparison with the base case scenario and it is not liable to reverse power flow in case on any other active and reactive power component contribution from DG units. The relative comparative analysis of TP based results between case 1 and case 2 are illustrated as follows:




	❖

	
Percentage improvement in TP between case 2 (DGs with PF ± 3%) and case 1 (DGs with 1 PF).




	○

	
Reduction (↓) in PLoss by% in case 2 (S1, S2 & S3): 60.10% (↓); 62.66% (↓); 73.34% (↓).




	○

	
Reduction (↓) in QLoss by% in case 2 (S1, S2 & S3): 59.85% (↓); 61.63% (↓); 73.40% (↓).




	○

	
Increase (↑) in DGPP by% in case 2 (S1, S2 & S3): −17.54% (↑); −21.85% (↑); −14.37% (↑).















The CP evaluation of case 2 is illustrated in Table 6b (considering the base case as reference). A substantial improvement in all CPIs has observed in case 2 along with evaluations of the respective scenarios. In addition to Table 6b, the relative comparative analysis of case 2 with case 1 (as relative reference), suggests significant improvements in achieved performance indicators. The relative comparative analysis in terms of CP based results achieved in case 2 in comparison with case 1, indicates the following observations along with the achieved results and are illustrated as follows:




	❖

	
Percentage improvement in CP of case 2 (DGs with PF ± 3%) in contrast to case 1 (DGs with 1 PF).




	○

	
Reduction (↓) in PLC by% in case 2 (S1, S2 & S3): 60.05% (↓); 72.84% (↓); 73.33% (↓).




	○

	
Increase (↑) in PLS by% in case 2 (S1, S2 & S3): 50.01% (↑); 52.46% (↑); 37.04% (↑).




	○

	
Reduction (↓) in CPDG by% in case 2 (S1, S2 & S3): 25.69% (↓); 29.57% (↓); 22.82% (↓).




	○

	
Reduction (↓) in AIC (1) by% in case 2 (S1, S2 & S3): 43.66% (↓); 46.60% (↓); 41.50% (↓).




	○

	
Reduction (↓) in AIC (2) by% in case 2 (S1, S2 & S3): 21.11% (↓); 25.25% (↓); 18.10% (↓).
















5.2.3. Evaluation under Case 3: DG Placements at 0.85 ± 3% PF (Type-2)


The proposed approach is applied with single and multiple number DGs operating at 0.85 ± 3% lagging PF considering load PF of TDS. The DG is type-2 operating at 0.85 ± 3% lagging PF (in Section 4.4.3) and concerned scenarios have illustrated as follows:




	➢

	
Case 3/Scenario 1 (C3/S1): 1 × DG (at 0.85 ± 3% lagging PF) placement in the 33-bus MDS.




	➢

	
Case 3/Scenario 2 (C3/S2): 2 × DGs (at 0.85 ± 3% lagging PF) placement in the 33-bus MDS.




	➢

	
Case 3/Scenario 3 (C3/S3): 3 × DGs (at 0.85 ± 3% lagging PF) placement in the 33-bus MDS.









In case 3, single and multiple DGs are operating at 0.85 ± 3% lagging PF and placed with the same computational procedure as previously employed in cases 1 and 2. The VSAI_B trend (via Equation (18)) and associated voltage profile V_B (via Equation (19)) for case 3 is illustrated in Figure 8a,b, respectively. The observations of VSAI_B and V_B for case 3 is illustrated as follows:




	❖

	
VSAI_B and V_B values of DG in C3/S1 in (P.U):



	○ VSAI_B for DG1@bus 30:
	−0.0570@30



	○ V_B for DG1@bus 30:
	0.9998@30



	○ Minimum voltage (V_min):
	0.9761@12









	❖

	
VSAI_B and V_B values of DG in C3/S2 in (P.U):



	○ VSAI_B for DG1@ 30 and DG2@25:
	−0.0351@30; −0.0203@25



	○ V_B for DG1@ 30 and DG2@25:
	1.0000@30; 0.9995@25



	○ Minimum voltage (V_min):
	0.9773@13









	❖

	
VSAI_B and V_B values of DG in C3/S3 in (P.U):



	○ VSAI_B for DG1@30; DG2@25; DG3@8:
	−0.0228@30; −0.0168@25; −0.0377@8



	○ V_B for DG1@30; DG2@25; DG3@8:
	1.0000@30; 1.0000@25; 0.9998@8



	○ Minimum voltage (V_min):
	0.9880@15














The comparative voltage difference across tie-line branches is indicated in terms of V_B and V_C values in (P.U). The V_B values are highlighted for the purpose of differentiation in contrast to V_C values.



	●

	
C3/S1: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9927; V_B at 29: 0.9953; |ΔU_B| = 0.0026.




	●

	
C3/S1: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9856; V_B at 33: 0.9877; |ΔU_B| = 0.0021.




	●

	
C3/S1: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9954; V_C at 29: 0.9982; |ΔU_C| = 0.0028.




	●

	
C3/S1: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9878; V_C at 33: 0.9892; |ΔU_C| = 0.0014.




	➢

	
C3/S2: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9995; V_B at 29: 0.9984; |ΔU_B| = 0.0011.




	➢

	
C3/S2: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9862; V_B at 33: 0.9882; |ΔU_B| = 0.0020.




	➢

	
C3/S2: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9982; V_C at 29: 0.9983; |ΔU_C| = 0.0001.




	➢

	
C3/S2: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9878; V_C at 33: 0.9896; |ΔU_C| = 0.0018.




	❖

	
C3/S3: ΔU across TB1 (TS4: node 25–29): V_B at 25: 1.0000; V_B at 29: 0.9992; |ΔU_B| = 0.0008.




	❖

	
C3/S3: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9904; V_B at 33: 0.9914; |ΔU_B| = 0.0010.




	❖

	
C3/S3: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9990; V_C at 29: 0.9976; |ΔU_C| = 0.0014.




	❖

	
C3/S3: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9910; V_C at 33: 0.9908; |ΔU_C| = 0.0002.







The TP evaluation for case 3 in comparison with the base case is illustrated in Table 7a, with the deployment of type-2 DGs operating at 0.85 ± 3% lagging PF and contributing more reactive power support as compared to that in case 2. Improvements can be observed in various TPIs such as PLoss, QLoss and DGPP. The relative comparative analysis of TP based results among case 3 and case 1 are illustrated as follows. It is important to mention that case 2 is shown for relative reference and result values for case 3 has shown in bold. The relative comparative analysis of case 2 and case 3 indicates a further reduction in PLoss, QLoss and DGPP in comparison with case 1.



	○

	
Reduction (↓) in PLoss by% in case 2 (S1, S2 & S3): 60.10% (↓); 62.66% (↓); 73.34% (↓).




	➢

	
Reduction (↓) in PLoss by% in case 3 (S1, S2 & S3): 63.29% (↓); 68.38% (↓); 80.43% (↓).




	○

	
Reduction (↓) in QLoss by% in case 2 (S1, S2 & S3): 59.85% (↓); 61.63% (↓); 73.40% (↓).




	➢

	
Reduction (↓) in QLoss by% in case 3 (S1, S2 & S3): 59.86% (↓); 63.29% (↓); 70.03% (↓).




	○

	
Increase (↑) in DGPP by% in case 2 (S1, S2 & S3): −17.54% (↑); −21.85% (↑); −14.37% (↑).




	➢

	
Increase (↑) in DGPP by% in case 3 (S1, S2 & S3): −18.77% (↑); −17.64% (↑); −9.48% (↑).







The CP evaluation of case 3 is illustrated in Table 7b (considering the base case as reference). The relative comparative analysis in terms of CP based results between case 2, case 3 with reference to case 1 are illustrated as follows (note: The case 2 is shown for reference and case 3 is shown in bold):




	❖

	
Percentage improvement in CP between case 2, 3 and case 1:




	○

	
Reduction (↓) in PLC by% in case 2 (S1, S2 & S3): 60.05% (↓); 72.84% (↓); 73.33% (↓).




	➢

	
Reduction (↓) in PLC by% in case 3 (S1, S2 & S3): 63.29% (↓); 68.38% (↓); 80.43% (↓).




	○

	
Increase (↑) in PLS by% in case 2 (S1, S2 & S3): 50.01% (↑); 52.46% (↑); 37.04% (↑).




	➢

	
Increase (↑) in PLS by% in case 3 (S1, S2 & S3): 52.70% (↑); 49.25% (↑); 40.60% (↑).




	○

	
Reduction (↓) in CPDG by% in case 2 (S1, S2 & S3): 25.69% (↓); 29.57% (↓); 22.82% (↓).




	➢

	
Reduction (↓) in CPDG by% in case 3 (S1, S2 & S3): 30.85% (↓); 29.89% (↓); 22.94% (↓).




	○

	
Reduction (↓) in AIC (1) by% in case 2 (S1, S2 & S3): 43.66% (↓); 46.60% (↓); 41.50% (↓).




	➢

	
Reduction (↓) in AIC (1) by% in case3 (S1, S2 & S3): 44.50% (↓); 43.72% (↓); 38.15% (↓).




	○

	
Reduction (↓) in AIC (2) by% in case 2 (S1, S2 & S3): 21.11% (↓); 25.25% (↓); 18.10% (↓).




	➢

	
Reduction (↓) in AIC (2) by% in case3 (S1, S2 & S3): 22.29% (↓); 21.21% (↓); 13.41% (↓).















The relative comparative analysis of case 2 and case 3 indicates a further reduction in PLC in comparison with case 1 for scenario C3/S3 only. The PLS is comparatively higher in C3/S1 and C3/S3. However, CPDG is greater in case 3 than the results achieved in case 2. However, on the basis of AIC, case 3 is comparatively less cost-effective as compared to case 2, except for C3/S1.





5.3. Detailed Analysis of Assets (DG+DSTATCOM) Placements Scenarios in 33-bus System (Cases 4–5)


5.3.1. Evaluation under Case 4: DG (Type-1) and DSTATCOM (Type-3) Placements


The proposed approach is applied with single and multiple number of DGs and D-STATCOM (DSt) placement. The DG and DSt in case 4 is separately contributing active and reactive power equivalent to case 2 (provided by type-2 DGs only and operating at 0.90 ± 3% lagging PF).




	➢

	
Case 4/Scenario 1 (C4/S1): 1 × DG + 1 × DSTATCOM placement in the 33-bus MDS.




	➢

	
Case 4/Scenario 2 (C4/S2): 2 × DG + 2 × DSt placement in the 33-bus MDS.




	➢

	
Case 4/Scenario 3 (C4/S3): 3 × DG + 3 × DSt placement in the 33-bus MDS.









In case 4, a set of type-1 DGs and type-3 DSts, is placed on the same bus/node such that their active and reactive power contribution matches that of DGs operating at 0.90 ± 3% lagging PF. Although the authors have justified the same and separate locations for DG type-1 and DSt installation on a bus/node, however, in this study, a set of each DG is placed along with a DSt and the resulting performance is evaluated. The VSAI_B trend (via Equation (18)) and associated voltage profile (via Equation (19)) for case 4 is illustrated in Figure 9a,b, respectively.



The observations of VSAI_B and V_B for case 4 is illustrated as follows (note: all values are in P.U):




	❖

	
VSAI_B and V_B values of DG + DSTATCOM (DG + DSt) in C4/S1:



	○ VSAI_B for DG1 + DSt1@bus 30:
	−0.0560@30



	○ V_B for DG1 + DSt1@bus 30:
	0.9999@30



	○ Minimum voltage (V_min):
	0.9764@12









	❖

	
VSAI_B and V_B values of DG + DSt in C4/S2:



	○ VSAI_B for DG1 + DSt1@30 and DG2 + DS2@25:
	−0.0459@30; −0.0210@25



	○ V_B for DG1 + DSt1@30 and DG2 + DS2@25:
	0.9998@30; 0.9957@25



	○ Minimum voltage (V_min):
	0.9768@13









	❖

	
VSAI_B and V_B values of DG + DSt in C3/S3:



	○ VSAI_B for DG1 + DSt1@30; DG2 + DSt2@25; DG3 + DSt3@8:
	−0.0356@30; −0.001@25; −0.0280@8



	○ V_B for DG1 + DSt1@30; DG2 + DSt2@ 25; DG3 + DSt3@8:
	1.0000@30; 0.9966@25; 0.9955@8



	○ Minimum voltage (V_min):
	0.9856@15














The comparative voltage difference (ΔU) across TBs (TB1 and TB2) for case 4, is indicated in terms of V_B (highlighted in bold font) and V_C values in P.U, respectively.



	●

	
C4/S1: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9928; V_B at 29: 0.9953; |ΔU_B| = 0.0025.




	●

	
C4/S1: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9858; V_B at 33: 0.9879; |ΔU_B| = 0.0021.




	●

	
C4/S1: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9906; V_C at 29: 0.9983; |ΔU_C| = 0.0077.




	●

	
C4/S1: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9875; V_C at 33: 0.9894; |ΔU_C| = 0.0019.




	➢

	
C4/S2: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9957; V_B at 29: 0.9965; |ΔU_B| = 0.0001.




	➢

	
C4/S2: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9858; V_B at 33: 0.9879; |ΔU_B| = 0.0021.




	➢

	
C4/S2: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9960; V_C at 29: 0.9982; |ΔU_C| = 0.0022.




	➢

	
C4/S2: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9875; V_C at 33: 0.9893; |ΔU_C| = 0.0018.




	❖

	
C4/S3: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9966; V_B at 29: 0.9975; |ΔU_B| = 0.0011.




	❖

	
C4/S3: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9893; V_B at 33: 0.9907; |ΔU_B| = 0.0014.




	❖

	
C4/S3: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9970; V_C at 29: 0.9982; |ΔU_C| = 0.0012.




	❖

	
C4/S3: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9896; V_C at 33: 0.9914; |ΔU_C| = 0.0008.







The TP evaluation for case 4 is shown in self-explanatory manner as illustrated in Table 8a (considering the base case as reference). It has observed that the achieved results as TPIs have found in close approximation in comparison with the numerical results achieved in case 2. The results in case 4 justify the deployment of DSts to increase the optimal penetration of renewable DGs (for example PV-based DGs) usually operating at unity PF. The relative comparative analysis of TP-based results between case 4 and case 2, with reference to the case 1 are illustrated as follows (it is important to mention that case 2 is shown for reference and considered case 4 is shown in bold font):




	❖

	
Percentage improvement in TP between case 2 and case 4 in comparison with case 1:



	○

	
Reduction (↓) in PLoss by% in case 2 (S1, S2 & S3): 60.10% (↓); 62.66% (↓); 73.34% (↓).




	➢

	
Reduction (↓) inPLoss by% in case 4 (S1, S2 & S3): 59.32% (↓); 61.51% (↓); 70.61% (↓).




	○

	
Reduction (↓) in QLoss by% in case 2 (S1, S2 & S3): 59.85% (↓); 61.63% (↓); 73.40% (↓).




	➢

	
Reduction (↓) inQLoss by% in case 4 (S1, S2 & S3): 59.31% (↓); 59.65% (↓); 72.51% (↓).




	○

	
Increase (↑) in DGPP by% in case 2 (S1, S2 & S3): −17.54% (↑); −21.85% (↑); −14.37% (↑).




	➢

	
Increase (↑) inDGPP by% in case 4 (S1, S2 & S3):−17.53% (↑); −25.81% (↑); −14.38% (↑).













The CP evaluation of case 4 is illustrated in Table 8b (considering the base case as reference). Likewise, TP evaluation in Table 8a, the CP results in Table 8b indicates to have found in close approximation with case 2 (previously analyzed). The relative comparative analysis in terms of CP- based results between case 2, case 4 with reference to case 1 are illustrated as follows (note: The case 2 is shown for reference and case 4 is shown in bold font):




	❖

	
Percentage improvement in CP between case 2 (for reference) and case 4 with respect to case 1:




	○

	
Reduction (↓) in PLC by% in case 2 (S1, S2 & S3): 60.05% (↓); 72.84% (↓); 73.33% (↓).




	➢

	
Reduction (↓) in PLC by% in case 4 (S1, S2 & S3): 59.32% (↓); 61.45% (↓); 70.62% (↓).




	○

	
Increase (↑) in PLS by% in case 2 (S1, S2 & S3): 50.01% (↑); 52.46% (↑); 37.04% (↑).




	➢

	
Increase (↑) in PLS by% in case 4 (S1, S2 & S3): 49.40% (↑); 44.30% (↑); 35.65% (↑).




	○

	
Reduction (↓) in CPDG by% in case 2 (S1, S2 & S3): 25.69% (↓); 29.57% (↓); 22.82% (↓).




	➢

	
Reduction (↓) in CPDG by% in case 4 (S1, S2 & S3): 25.69% (↓); 29.57% (↓); 22.82% (↓).




	○

	
Reduction (↓) in AIC (1) by% in case 2 (S1, S2 & S3): 43.66% (↓); 46.60% (↓); 41.50% (↓).




	➢

	
Reduction (↓) in AIC (1) by% in case4 (S1, S2 & S3):25.785% (↓); 29.68% (↓); 22.76% (↓).




	○

	
Reduction (↓) in AIC (2) by% in case 2 (S1, S2 & S3): 21.11% (↓); 25.25% (↓); 18.10% (↓).




	➢

	
Reduction (↓) in AIC (2) by% in case4 (S1, S2 & S3): 22.78% (↓); 29.67% (↓); 22.97% (↓).
















5.3.2. Evaluation under Case 5: DG (Type-1) and DSTATCOM (Type-3) Placements


The proposed approach is applied with single and multiple number of DGs and D-STATCOM (DSt) placements. The DG and DSt in case 5 is separately contributing active and reactive power equivalent to case 3 (provided by type-2 DGs only and operating at 0.85 ± 3% lagging PF):




	➢

	
Case 5/Scenario 1 (C5/S1): 1 × DG + 1 × DSTATCOM placement in 33-bus MDS.




	➢

	
Case 5/Scenario 2 (C5/S2): 2 × DG + 2 × DSTATCOM placement in 33-bus MDS.




	➢

	
Case 5/Scenario 3 (C5/S3): 3 × DG + 3 × DSTATCOM placement in 33-bus MDS.









In case 5, type-1 DGs and type-3 DSTATCOMs are placed on the same bus/node such that their active and reactive power contribution matches that of DGs operating at 0.85 ± 3% lagging PF. The DG and DSt set is placed in TDS in the same manner as employed in case 4. The VSAI_B trend (via Equation (18)) and associated voltage profile V_B (via Equation (19)) for case 4 is illustrated in Figure 10a,b, respectively. The observations of VSAI_B and V_B for case 5 is illustrated as follows (note: all values are in P.U):




	❖

	
VSAI_B and V_B values of DG + DSTATCOM (DG + DS) in C5/S1:



	○ VSAI_B for DG1 + DSt1 @ bus 30:
	−0.0565@30



	○ V_B for DG1 + DSt1 @ bus 30:
	0.9997@30



	○ Minimum voltage (V_min):
	0.9760@12









	❖

	
VSAI_B and V_B values of DG + DSt in C5/S2:



	○ VSAI_B for DG1 + DSt1@30 and DG2 + DSt2 @25:
	−0.0563@30; −0.0202@25



	○ V_B for DG1 + DSt1 @30 and DG2 + DSt2 @25:
	0.9999@30; 0.9994@25



	○ Minimum voltage (V_min):
	0.9768@13









	❖

	
VSAI_B and V_B values of DG + DS in C5/S3:



	○ VSAI_B for DG1 + DSt1@30; DG2 + DSt2@25; DG3 + DSt3@8:
	−0.0228@30; −0.0167@25; −0.0375@8



	○ V_B for DG1 + DSt1@30; DG2 + DSt2@25; DG3 + DSt3@ 8:
	0.9998@30; 0.9998@25; 0.9997@8



	○ Minimum voltage (V_min):
	0.9878@15














The comparative voltage difference across tie-line branches for case 5 is indicated in terms of V_B (highlighted) and V_C values in (P.U).



	●

	
C5/S1: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9926; V_B at 29: 0.9950; |ΔU_B| = 0.0024.




	●

	
C5/S1: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9855; V_B at 33: 0.9876; |ΔU_B| = 0.0021.




	●

	
C5/S1: ΔU across TB1 (TS4: node 25–29): V_C at 25: 0.9942; V_C at 29: 0.9936; |ΔU_C| = 0.0006.




	●

	
C5/S1: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9872; V_C at 33: 0.9900; |ΔU_C| = 0.0028.




	➢

	
C5/S2: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9994; V_B at 29: 0.9983; |ΔU_B| = 0.0011.




	➢

	
C5/S2: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9861; V_B at 33: 0.9881; |ΔU_B| = 0.0020.




	➢

	
C5/S2: ΔU across TB1 (TS4: node 25–29): V_C at 25: 1.0000; V_C at 29: 0.9967; |ΔU_C| = 0.0033.




	➢

	
C5/S2: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9877; V_C at 33: 0.9895; |ΔU_C| = 0.0018.




	❖

	
C5/S3: ΔU across TB1 (TS4: node 25–29): V_B at 25: 0.9998; V_B at 29: 0.9990; |ΔU_B| = 0.0008.




	❖

	
C5/S3: ΔU across TB2 (TS5: node 18–33): V_B at 18: 0.9901; V_B at 33: 0.9912; |ΔU_B| = 0.0011.




	❖

	
C5/S3: ΔU across TB1 (TS4: node 25–29): V_C at 25: 1.0000; V_C at 29: 0.9982; |ΔU_C| = 0.0018.




	❖

	
C5/S3: ΔU across TB2 (TS5: node 18–33): V_C at 18: 0.9908; V_C at 33: 0.9918; |ΔU_C| = 0.0010.







The TP evaluation for case 3 in comparison with the base case is illustrated in Table 9a, with the deployment of type-2 DGs operating at 0.85 ± 3% lagging PF and contributing more reactive power support as compared to that in case 2. The relative comparative analysis of TP-based results among case 5 and case 3, in relative comparison with case 1, are illustrated as follows. It is important to mention that case 3 is shown for reference and the considered case 5 is shown in bold. It has observed that the achieved results in case 5 are in close approximation with the numerical results obtained in case 3. The only difference being that the active and reactive power contingent have separately contributed by DGs operating at unity PF and DSt, respectively:




	○

	
Reduction (↓) in PLoss by% in case 3 (S1, S2 & S3): 63.29% (↓); 68.38% (↓); 80.43% (↓).




	➢

	
Reduction (↓) inPLoss by% in case 5 (S1, S2 & S3): 62.45% (↓); 66.83% (↓); 76.97% (↓).




	○

	
Reduction (↓) in QLoss by% in case 3 (S1, S2 & S3): 59.86% (↓); 63.29% (↓); 70.03% (↓).




	➢

	
Reduction (↓) inQLoss by% in case 5 (S1, S2 & S3): 58.87% (↓); 62.22% (↓); 74.83% (↓).




	○

	
Increase (↑) in DGPP by% in case 3 (S1, S2 & S3): −18.77% (↑); −17.64% (↑); −9.48% (↑).




	➢

	
Increase (↑) inDGPP by% in case 5 (S1, S2 & S3): −18.80% (↑); −17.61% (↑); −9.41% (↑).









The CP evaluation of case 5 is illustrated in Table 9b (considering the base case as reference). The trend of results in terms of achieved CPIs, just like TPIs in Table 9a, have found in close approximation with the respective CPI evaluation in case 5. The relative comparative analysis in terms of CP based results between case 3, case 5 with reference to case 1 are illustrated as follows (note: Case 3 is shown for reference and considered case 5 is shown in bold font):




	❖

	
Percentage improvement in CP between case 3 and 5 in comparison with case 1:




	○

	
Reduction (↓) in PLC by% in case 3 (S1, S2 & S3): 63.29% (↓); 68.38% (↓); 80.43% (↓).




	➢

	
Reduction (↓) in PLC by% in case 5 (S1, S2 & S3): 62.46% (↓); 66.83% (↓); 76.96% (↓).




	○

	
Increase (↑) in PLS by% in case 3 (S1, S2 & S3): 52.70% (↑); 49.25% (↑); 40.60% (↑).




	➢

	
Increase (↑) in PLS by% in case 5 (S1, S2 & S3): 52.00% (↑); 48.13% (↑); 38.85% (↑).




	○

	
Reduction (↓) in CPDG by% in case 3 (S1, S2 & S3): 30.85% (↓); 29.89% (↓); 22.94% (↓).




	➢

	
Reduction (↓) in CPDG by% in case 5 (S1, S2 & S3): 30.86% (↓); 29.89% (↓); 22.93% (↓).




	○

	
Reduction (↓) in AIC (1) by% in case 3 (S1, S2 & S3): 44.50% (↓); 43.72% (↓); 38.15% (↓).




	➢

	
Reduction (↓) in AIC (1) by% in case 5 (S1, S2 & S3): 30.97% (↓); 29.95% (↓); 22.99% (↓).




	○

	
Reduction (↓) in AIC (2) by% in case3 (S1, S2 & S3): 22.29% (↓); 21.21% (↓); 13.41% (↓).




	○

	
Reduction (↓) in AIC (2) by% in case 5 (S1, S2 & S3): 30.97% (↓); 29.96% (↓); 23.00% (↓).

















5.4. Benchmark Analysis of Multiple DG Placements (only) Scenarios in 69-Bus System (Case 6)


The proposed approach is applied with multiple numbers of DG placements where each DG is separately contributing active and reactive power equivalent to that provided by type-2 DGs only and operating at 0.90 ± 3% and 0.82 ± 3% lagging PF, as benchmark analysis. The concerned scenario evaluation applied as per computation procedure (in Section 4.4) and has considered with the following two scenarios:




	➢

	
Case 6/Scenario 1 (C6/S1): 3 × DGs placement operating at 0.90 ± 3% lagging PF in the 69-bus MDS.




	➢

	
Case 6/Scenario 2 (C6/S2): 3 × DGs placement operating at 0.82 ± 3% lagging PF in the 69-bus MDS.









The VSAI_B trend (via Equation (18)) and associated voltage profile V_B (via Equation (19)) for scenario case 6 is demonstrated in Figure 11a,b, respectively. The observations of VSAI_B and V_B for case 6 are illustrated as follows:




	❖

	
VSAI_B and V_B values of DG in C6/S1 in (P.U):



	○ VSAI_B for DG1@61; DG2@21; DG2@11:
	−0.0537@61; −0.0020@21; −0.0129@11



	○ V_B for DG1@61; DG2@21; DG2@11:
	1.0001@61; 0.9990@21; 1.0000@11



	○ Minimum voltage (V_min):
	0.9965@46









	❖

	
VSAI_B and V_B values of DG in C6/S2 in (P.U):



	○ VSAI_B for DG1@61; DG2@21; DG2@11:
	−0.0616@61; −0.0047@21; −0.0093@11



	○ V_B for DG1@61; DG2@21; DG2@11:
	1.0001@61; 1.0000@21; 1.0000@11



	○ Minimum voltage (V_min):
	0.99763@46














The comparative voltage difference (ΔU) across tie-line branches for case 5 is indicated in terms of V_B (highlighted) and V_C values in (P.U). It has observed that LMC is more effectively achieved in the 69-bus MDS. The achieved results across TBs indicate the effective attainment of LMC across concerned nodes (buses) across respective TSs:




	●

	
C6/S1: ΔU across TB1 (TS3: node 15–46): V_B at 25: 0.9969; V_B at 29: 0.9964; |ΔU_B| = 0.0005.




	●

	
C6/S1: ΔU across TB2 (TS5: node 27–65): V_B at 18: 0.9972; V_B at 33: 0.9972; |ΔU_B| = 0.0000.




	●

	
C6/S1: ΔU across TB1 (TS3: node 15–46): V_C at 25: 0.9967; V_C at 29: 0.9966; |ΔU_C| = 0.0001.




	●

	
C6/S1: ΔU across TB2 (TS5: node 27–65): V_C at 18: 0.9974; V_C at 33: 0.9972; |ΔU_C| = 0.0001.




	➢

	
C6/S2: ΔU across TB1 (TS3: node 15–46): V_B at 25: 0.9976; V_B at 29: 0.9975; |ΔU_B| = 0.0001.




	➢

	
C6/S2: ΔU across TB2 (TS5: node 27–65): V_B at 18: 0.9985; V_B at 33: 0.9884; |ΔU_B| = 0.0001.




	➢

	
C6/S2: ΔU across TB1 (TS3: node 15–46): V_C at 25: 0.99763; V_C at 29: 0.99763; |ΔU_C| = 0.00.




	➢

	
C6/S2: ΔU across TB2 (TS5: node 27–65): V_C at 18: 0.9986; V_C at 33: 0.9984; |ΔU_C| = 0.0020.









The TP evaluation for the presented case 6 (with both scenarios) is illustrated in Table 10a (considering the base case as reference). The achieved results in Table 10a indicate achieved power losses with percentage minimizations, achieved DGC and active/reactive power relief to substation within various scenarios. It is observed that more reactive power support from DGs in C6/S2 outperforms C6/S1 in terms of power losses, DG penetration and reactive power relief on the substation (SS). The CP evaluation of proposed approach for the offered case 6 (with both scenarios) is illustrated in Table 10b (considering base case as reference). The evaluations in Table 10b indicates C6/S2 out performs C6/S1 in terms of PLC, PLS and CPDG, respectively.





6. Comparison/Validation Analysis


6.1. Results Comparasion with Existing Works: 33-Bus Mesh Distribution System


The proposed improved VSAI_B-LMC-based planning approach evaluated on meshed configured 33-bus and 69-bus TDS, and a comparative analysis is presented for validation of the achieved results with the findings in the available literature, respectively. The methods considered in this paper for comparison include analytical [21], VSI centered approaches [29,35,51]; heuristic (and meta-heuristic) methods [19,40,41,52,53] and hybrid approaches [20,22,23,24,39,48], respectively. It is important to mention that most of the compared techniques are proposed for RDS and few for multi-loop configured MDS. The prime aim of this section is to offer a comparison of MDS from multiple performance perspectives in terms of both TPIs and CPIs.



6.1.1. Comparison of Numerical Results Considering a 33-Bus Meshed Test Distribution System


The numerical results using the proposed approach evaluated in detail for a 33-bus MDS and case 1 corresponding to single and multiple DGs (type-1) operating at unity PF are presented in Table 11. In comparison, C1/S3 outperforms well-established recent methods like the hybrid grey wolf optimizer method [20], hybrid analytical method and particle swarm optimization [23], harmony search and particle ant bee colony (PABC) [24], efficient analytical method and optimum power flow (EA-OPF) [21] and comprehensive teaching-learning-based optimization (CTLBO) [52] with its improved variant [53]. Only case C1/S3 for three DG placement is presented and shows improved performance with recent notable works in terms of active power loss minimization, DG penetration, PLC and PLS.



The numerical results of the proposed approach for case 2 employing multiple DGs (type-2) operating at 0.90 ± 3% lagging PF are presented in Table 12. In comparison, C2/S2 and C2/S3 outperforms well-established methods like sensitivity-hybrid [48] and VSI-centered approaches in [35] for two and three DGs placements. Particularly in C2/S3 for three DG placement shows improved performance from the perspective of all TP such as active/reactive power loss minimization, the minimum attained voltage at any bus, DG penetration and Substation relief. Also, from the viewpoint of CP, it attains a substantial low value of PLC and highest PLS within compared works.



The numerical results of the proposed approach for case 3 considering multiple DGs (type-2) operating at 0.85 ± 3% lagging PF are presented in Table 13. The C3/S3 is compared with the works reported in VSI based studies in [35], heuristic based krill herd algorithm in [19], hybrid algorithms such as ant colony optimization (ACO) and artificial bee colony (ABC) as reported in [24] and loss sensitivity factor (LSF) and simulated annealing (SA)-based hybrid method in [22], respectively. It is found that the proposed technique outperforms all the credible compared methods from the perspective of all technical and cost economics-based performance evaluations, except AIC. The AIC can be justified across load growth and will be considered in our future works.



The numerical results of proposed approach for case 4 and case 5 for multiple sets of DG and DSt are listed in Table 14. The respective scenarios C4/S3 and C5/S3 of the proposed approach from the respective cases have been compared with the reports using meta-heuristic methods such as bacterial foraging optimization algorithm (BFOA) in [40], cuckoo search algorithm (CSA) in [40] and hybrid fuzzy ant colony optimization approach in [39]. It is found that the proposed approach outperforms a single set of DG and DSt, in comparison with results reported in [39]. Also, the achieved results for three sets of DG and DSt have found in close approximation with the results reported in [40,41], as evident in Table 14. It is found that the proposed approach in both scenarios (C4/S3 and C5/S3) gives a much big picture in terms of technical and cost related economic indicators.



It is important to mention that the works reported in [40,41] are operating at various values of active power contribution from DG and reactive power input from DSt. The proposed work contributes nearly same active and reactive power contingent as contributed from only multiple DGs operating at 0.9 PF (as in case 2) and 0.85 PF (as in case 3) with ± 3% variations. The C4/S3 and C5/S3 demonstrates that with the integration of Dst, DGP by percentage increases with DG units operating at unity PF (like PV) in comparison with compared works. On the basis of TPIs and CPIs, C5/S3 outperforms C4/S3 except for CQDG and ACD.




6.1.2. Comparison of Numerical Results Considering a 69-Bus Meshed Test Distribution System


The numerical results of the proposed approach have evaluated for a 69-bus MDS as benchmark analysis and are reported in this paper as case 6 with two scenarios of DGs operation at lagging PF. The scenario C6/S1 refers to three DGs operating at 0.9 PF ± 3% and C6/S2 refers to three DGs operating at 0.82 PF ± 3%, respectively. The obtained results in scenario C6/S1 have compared with the results of VSI-based approaches, one considered specifically for RDS in [51] and other approaches primarily for MDS in our previous publication, as reported in [35]. The achieved results (C6/S1) in comparison with reported work shown in Table 15 demonstrates better performance from the perspective of TPIs and CPIs, except AIC. However, better performance in both technical (TPIs) and cost-related performance indicators (CPIs) justifies the higher AIC value and will be addressed across load growth in future publications.



The numerical results of scenario C6/S2 with three DGs operating at 0.82 PF ± 3% in 69-bus MDS is compared with noteworthy works reported in the literature. The compared works considered in this comparison include the VSI centric approaches reported in [29,35] and efficient hybrid approaches like efficient analytical and optimal power flow (EA-OPF) method in [21], hybrid analytical and PSO method in [23] and hybrid grey wolf optimizer (HGWO) in [20]. It is imported to mention that the works reported in [20,21,23] have been applied in RDS, whereas, the works in [29] and [35] have proposed for single and multiple loop-configured LDS and MDS, respectively.



The achieved results for scenario C6/S2 in comparison with reported work shown in Table 16 demonstrates better performance from the viewpoint of system losses minimizations in comparison with approaches performed on interconnected TDS (LDS and MDS). The proposed approach outperforms all other compared approaches on the basis of PDG, relief from the substation (SS), cost of active power losses and achieved savings.



Although in comparison, the approaches in [20,21,23] have resulted in better active power losses and the respective techniques have applied across RDS. However, the achieved results have been found in close approximation to all other achieved results and give a big picture regarding evaluations from the perspective of TPIs and CPIs. Also, MDS can be considered as a potential candidate for ADS under a SG paradigm. Since besides a reliable choice and achieving better numerical values under various TPIs and CPIs, MDS shows itself as a potential candidate of SDS under SG environment, being interconnected and yet reliable.



In this paper, the proposed VSAI_B-LMC-based planning approach has been compared with the existing works in recent publications and the achieved results have found in close agreement, showing the validation of our proposed approach. Furthermore, from the standpoint of achieved evaluated results, our performance analysis indicates that proposed approach outperforms other MDS, LDS and RDS centric approaches. In future studies, MDS centric planning problems will be resolved under conflicting multiple-criteria (objective)-based optimization and performance evaluation will be carried out across load growth and in particular from the perspective of AIC justification for best trade-off solution which is both technical viable and is cost wise feasible.






7. Conclusions


This paper offers an improved integrated VSAI_B-LMC planning approach aiming at simultaneous asset placement in MDS. The proposed approach is applied in two stages, an expression for a new voltage stability index (VSAI_B) is formulated for optimal locations and LMC expression for optimal asset capacity. In the first stage, VSAI_B is employed for optimal location of multiple assets in a single run of the base case and later DGs are placed and their optimal capacity is found via LMC, through a computation procedure. The approach is applied for three cases of DG placements operating at various PF. Each case is provided with respective scenarios of single and multiple DG placements. Later, the approach is applied with two cases of DG and D-STATCOM placements such that active power is provided by DG operating at unity PF (for example PV-based DG) and reactive part is provided by D-STATCOM. The prime target of the proposed approach is to assess MDS evaluation from the perspective of both technical and cost-economics based performance indicators. Each case is offered with respective TPIs and CPIs-based evaluations, considering comprehensive details of improvement from the base case scenario and also provides a relative comparison among various cases. The detailed analysis of the proposed approach is carried out on a 33-bus mesh configured TDS followed by benchmark analysis conducted on a 69-bus distribution system in a single case, with two scenarios of multiple DG placements only along with all respective evaluations, respectively. The attained results in all cases have been compared in detail with other credible works reported in the literature and have outperformed them or been found in close approximation, thus authenticating the validity of the proposed approach. In future work, various techno-economic performance indices will be evaluated in a load growth scenario across a planning timescale considering a trade-off solution among various conflicting criteria.
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Abbreviations


The following abbreviations have been used in this paper.





	
ACD

	
Annual cost of D-STATCOM

	
PLS

	
Savings in PLC (in million USD)




	
ADS

	
Active distribution system

	
PSSR

	
P Capacity Release from Substation




	
AIC

	
Annual investment cost

	
P.U

	
Per unit system values (or p.u)




	
AFc

	
Annualized factor (of cost)

	
Q

	
Reactive Power




	
C (#)

	
Case (No. = 1, 2, 3, 4)

	
QDG

	
Q contribution from substation




	
Ct

	
Annual cost based on interest-rate

	
QLoss

	
Reactive Power loss in KVAR




	
CP

	
Cost (economics related) parameters

	
QLM

	
QLoss minimization (by percentage)




	
CPDG

	
Cost of DG for PDG

	
QLMC’

	
LMC expression after reactive power contribution from DG




	
CPI

	
Cost (economic) based performance indicators interchangeable for CP

	
QSSR

	
Q Capacity Release from Substation




	
CQDG

	
Cost of DG for QDG

	
RB

	
Receiving end (load) bus




	
CUc

	
Cost related to Distributed generation unit (USD/KVA)

	
RDS

	
Radial distribution system




	
DG

	
Distributed generation units

	
RSS

	
Relief-in-substation (active and reactive power) capacity




	
DGPP

	
DG contribution by%, in a TDS

	
S (#)

	
Scenario (No. = 1, 2, 3, 4)




	
DS

	
Distribution systems

	
SB

	
Sending end (feeding) bus




	
D-STATCOM

	
Distributed static compensator

	
SG

	
Smart grid




	
DSt

	
D-STATCOM

	
SLM

	
LMC expression for apparent power




	
DGCmax

	
Maximum capacities of DG units in (KVA or MVA)

	
SS

	
Substation




	
DG-P

	
DG based planning

	
TB

	
Tie-line branch




	
DS-P

	
Distribution system planning

	
TDS

	
Test distribution system




	
Eqn. (No).

	
Equation. (Number)

	
TS

	
Tie-Switch (normally open switch)




	
EU

	
Rate of electricity unit

	
TP

	
Technical Parameters




	
LDS

	
Loop distribution system

	
TPI

	
Technical performance indicators




	
LM

	
Loss minimization

	
TY

	
Time in a year = 8760 Hours




	
LMC

	
Loss minimization condition

	
U or V

	
Voltage magnitude




	
MDS

	
Mesh distribution system

	
ΔU

	
Difference in Voltage magnitude




	
ODGP

	
Optimal DG Unit Placement

	
V_B

	
Feasible voltage solution via VSAI_B




	
P

	
Active Power

	
V_C

	
Calculated value for comparison




	
Pss/PDG

	
P contribution from substation & DG

	
VM

	
Voltage maximization




	
PF/pf

	
Power factor

	
VSI

	
Voltage stability index




	
PLoss

	
Active Power loss in KW

	
VSAI

	
Voltage stability assessment index




	
PLC

	
Cost of PLoss (in million USD)

	
VSAI_B

	
New VSAI (proposed for MDS)




	
PLM

	
PLoss minimization (by percentage)

	
VSAI_B-LMC

	
VSAI (new) and LMC (new) based integrated planning approach for MDS




	
PLMC’

	
LMC expression after active power contribution from DG









Appendix A


A simple numerical example for illustration of computation procedure of VSAI_B-LMC based proposed approach is demonstrated on a simple test system as shown in Figure A1, for the illustration of the computation procedure.
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Figure A1. A simple test distribution system for illustration of computation procedure. 






Figure A1. A simple test distribution system for illustration of computation procedure.
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The parameters of the test system are shown in Table A1, which includes all the line parameters and loads, considered for simulations (note: the example is for illustration purposes only).
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Table A1. Parameters of simple test distribution system.






Table A1. Parameters of simple test distribution system.





	Load at Bus 2
	S2b = 1 MVA



	Load at Bus 4
	S4b = 0.5 MVA



	Load at Bus 6
	S6b = 0.75 MVA



	Impedance between 1 and 2
	Z1B = 2 + j1.5



	Impedance between 3 and 4
	Z2B = 1.5 + j1



	Impedance between 5 and 6
	Z3B = 1.75 + j1.25



	Tie line impedance (between 2 and 4)
	1 + j0.5



	Tie line impedance (between 2 and 6)
	1 + j0.5








It is worth mentioning that the case of DGs operating at 0.85 PF lagging have considered in all simulations. The computation procedure is illustrated as follows.



	Step 1:

	
Read system data and configure TDS configured to MDS.




	Step 2:

	
Run the load flow for base case without DG.




	Step 3:

	
VSAI_B at each RB is calculated according to Equation (16) with respective voltage profile as a feasible solution V_B is achieved according to Equation (17). V_C values are for reference only.




	Step 4:

	
Select the three buses highest numerical values of proposed VSAI_B, as prospective candidates for the simultaneous DG placement. The achieved values in Steps 1–4 are illustrated in Table A2:
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Table A2. Steps 1–4 of the computation procedure.






Table A2. Steps 1–4 of the computation procedure.





	Sending End Buses
	Step 1: Base Case Radial: No DG
	Step 2: Base Case Mesh: No DG





	V_C @ bus 1
	1
	1



	V_C @ bus 3
	1
	1



	V_C @ bus 5
	1
	1



	Receiving End Buses
	Step 1: Base Case Radial: No DG
	Step 2: Base Case Mesh: No DG



	V_C @ bus 2
	0.9842
	0.9891



	V_C @ bus 4
	0.9943
	0.9911



	V_C @ bus 6
	0.9899
	0.9894



	Receiving End Buses
	Step 1: Base Case Radial: No DG
	Steps 3–4: Base Case Mesh: No DG



	VSAI_B @ bus 2
	-
	0.0622 (Candidate for DG 1)



	VSAI_B @ bus 4
	-
	0.0225 (Candidate for DG 3)



	VSAI_B @ bus 6
	-
	0.0402 (Candidate for DG 2)



	Receiving End Buses
	Step 1: Base Case Radial: No DG
	Steps 3–4: Base Case Mesh: No DG



	V_B @ bus 2
	-
	0.9848



	V_B @ bus 4
	-
	0.9921



	V_B @ bus 6
	-
	0.9882



	Tie-Line ΔUB/ΔUC
	Step 1: Base Case Radial: No DG
	Steps 3–4: Base Case Mesh: No DG



	|ΔU| across bus 2–4
	0.0101/-
	0.0020/0.0073



	|ΔU| across bus 2–6
	0.0057/-
	0.0003/0.0034



	|ΔU| across bus 4–6
	0.0044/-
	0.0017/0.0049



	Other Parameters
	Step 1: Base Case Radial: No DG
	Steps 3–4: Base Case Mesh: No DG



	PSSR (KW)
	1934.02
	1931.69



	QSSR (KVAr)
	1201.02
	1198.86



	PLoad (KW)
	1912.50
	1912.50



	QLoad (KVAr)
	1185.26
	1185.26



	PLoss (KW)
	21.52
	19.19



	QLoss (KVAr)
	15.76
	13.60








	Step 5:

	
Run load flow for test MDS after placement of three DGs at 0.85 PF at a relevant bus to a voltage limit, which is close to or equal to the 1.0 ± 0.5% per unit (P.U), considering voltage level at SS as reference i.e., 1.0 P.U, as shown in Step 5 for MDS with three DGs aiming at 1.0 P.U indicated in second column of Table A3.




	Step 6:

	
Find out voltage difference across each TB among the three tied feeders. The sizing of DG at a feeder with the highest voltage value is reduced to minimize the tie currents among other tied feeders and vice versa.




	Step 7:

	
Repeat the process until, respective VSAI_B trend, resulting in voltage profile (V_B) least voltage difference |ΔU| across TB1 (U2b and U4b) and TB2 (U4b and U6b), LMC condition along with PLMC’ or QLMC’ or any of them is achieved. The conditions are achieved with the respective multiple DG sizes and the solution is in MDS. The achieved values in Steps 5–7 are illustrated in Table A3. It can be found that the final solution in Steps 6–7 is within defined constraints, |ΔU| across respective tie-lines have negligible difference and LMC (highlighted in Table A3) is achieved at specified DG capacities.
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Table A3. Steps 5–7 of the computation procedure.






Table A3. Steps 5–7 of the computation procedure.





	Sending End Buses
	Steps 5–6: MDS with 3 DGs (1 P.U)
	Steps 6–7: MDS with 3 DGs





	V_C @ bus 1
	1
	1



	V_C @ bus 3
	1
	1



	V_C @ bus 5
	1.0001
	1



	Receiving End Buses
	Steps 5–6: MDS with 3 DGs (1 P.U)
	Steps 6–7: MDS with 3 DGs



	V_C @ bus 2
	1
	0.9995



	V_C @ bus 4
	1
	0.9999



	V_C @ bus 6
	1.0002
	0.9990



	Receiving End Buses
	Steps 5–6: MDS with 3 DGs (1 P.U)
	Steps 6–7: MDS with 3 DGs



	VSAI_B @ bus 2
	0
	0



	VSAI_B @ bus 4
	−0.0013
	−0.0022



	VSAI_B @ bus 6
	0.000536
	0.0096



	Receiving End Buses
	Steps 5–6: MDS with 3 DGs (1 P.U)
	Steps 6–7: MDS with 3 DGs



	V_B @ bus 2
	0.9998
	0.9998



	V_B @ bus 4
	1.0003
	1.0003



	V_B @ bus 6
	0.9997
	0.9997



	Tie-Line ΔUB/ΔUC
	Steps 5–6: MDS with 3 DGs (1 P.U)
	Steps 6–7: MDS with 3 DGs



	|ΔU| across bus 2–4
	0/0.0005
	0.0005/0.0005



	|ΔU| across bus 2–6
	0.0002/0.0001
	0.0005/0.0001



	|ΔU| across bus 4–6
	0.0002/0.0006
	0.0009/0.0006



	Other Parameters
	Steps 5–6: MDS with 3 DGs (1 P.U)
	Steps 6–7: MDS with 3 DGs



	PSSR (KW)
	−12.57 (Reverse Power)
	1931.69



	QSSR (KVAr)
	−22.58 (Reverse Power)
	1198.86



	PLoad (KW)
	1912.5
	1912.50



	QLoad (KVAr)
	1185.26
	1185.26



	PDG (KW)
	1916.93
	1912.67



	QDG (KW)
	1173.22
	1185.371



	PLoss (KW)
	4.43
	0.170 (PLMC’)



	QLoss (KVAr)
	−12.04 (Reverse Power)
	0.111 (QLMC’)



	DG1 Capacity @ bus 2
	850 + j526.78
	850 + j526.78



	DG2 Capacity @ bus 6
	629 + j389.819
	484.5 + j300.27



	DG3 Capacity @ bus 4
	450.5 + j279.195
	467.5 + j289.731








	Step 8:

	
Evaluate the TPIs and CPIs (aforementioned in Section 4.4) on the basis of Steps 1–7 and the results (in step 8) are shown in Table A4.









[image: Table]





Table A4. Step 8 for TPI and CPI evaluation with the computation procedure.






Table A4. Step 8 for TPI and CPI evaluation with the computation procedure.





	
TPIs

	
CPIs




	
S#:

	
Ploss

KW

	
Qloss

KVAR

	
PLM

%

	
QLM

%

	
PDG

%

	
PLC (M$)/

PLS (M$)

	
CPDG

$/Mwh

	
CQDG

$/Mvarh

	
ACI

(M$)




	
Steps 1–4

	
19.19

	
13.6

	
10.82

	
13.705

	
-

	
0.010086/

0.0012246

	
-

	
-

	
-




	
Step 5

	
4.43

	
−12.04

	
79.41

	
1.764 *

	
100.88 *

	
0.0023284/

0.0089825

	
38.84

	
6.1056

	
0.410173




	
Steps 6–7

	
0.17

	
0.111

	
99.21

	
99.29

	
94.22

	
0.0000894/

0.011222

	
36.29

	
5.696

	
0.383069








* Reverse Power Flow; M$ = Million USD.
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