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Abstract: A comparison of the net present value, the payback period, and the levelized
cost of electricity for three different projects of construction and exploitation of plants for
electricity production with the aim of decarbonizing the energy sector is conducted. The
first project is the building of a large-scale nuclear power plant with a light-water reactor,
the second one is the deployment of several identical small modular reactors, and the
third project is based on solar and wind power plants. Given that the sun and wind are
intermittent renewable energy sources, it is inevitable to take into account the construction
of an energy storage facility in the last project. The results show that the most profitable
are the small modular reactors, while the investment into solar and wind power plants
is burdened with the necessary electricity storage plant costs. Another drawback of an
investment in solar and wind power plants is their shorter exploitation lifetime of 25 years
compared to the long-term operation of nuclear power plants of 60 years or even more.

Keywords: net present value; payback period; levelized cost of electricity; nuclear power
plant; small modular reactor; solar; wind; pumped hydroelectric energy storage

1. Introduction

The Republic of Serbia joined the Energy Community for Southeast Europe by signing
the Energy Community Treaty in 2005. This Treaty was ratified in 2006 [1]. The Ministerial
Council of the Energy Community defined the obligations of member states regarding
the increase in the use of renewable energy sources and the reduction of carbon dioxide
emissions and other greenhouse gases [2]. Serbia’s obligations are to increase the share of re-
newable energy in gross final energy consumption from 24.67% in 2022. [3] to 40.7% by 2030.
This significant, nearly double increase in the share of renewable energy sources within a
relatively short period of five years requires a substantial reduction in the consumption of
fossil fuels, primarily coal, which accounted for 49.4% of total gross energy consumption in
2020 [4]. The Republic of Serbia is obligated to reduce its total anthropogenic carbon dioxide
equivalent emissions, including emissions from agricultural activities, by 40.3% by 2030
compared to emissions in 1990, with the target emissions for 2030 set at 47.82 MtCO,eq. In
addition to this, the European Union (EU) began the transitional phase of implementing the
“Carbon Border Adjustment Mechanism (CBAM)” on October 1, 2023 [5]. This mechanism
involves the payment of taxes within the EU for the import of certain goods produced
outside the EU, whose production involves intensive carbon dioxide emissions. So far,
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the following products are subject to CBAM: cement, iron, steel, aluminum, fertilizers,
electricity, and hydrogen. The transitional period for adjustment, monitoring, and devel-
opment of the mechanism will last until 1 January 2026, after which the CBAM tax will
be implemented. The application of the CBAM mechanism will have a significant impact
on Serbia, as the EU is its largest foreign trade partner. Achieving the aforementioned
goals of increasing the share of renewable energy, reducing greenhouse gas emissions,
and adjusting to the restrictions imposed by the CBAM mechanism requires significant
decarbonization of the energy sector.

This paper discusses the diversification of the energy mix of the Republic of Serbia,
with the aim of reducing carbon dioxide emissions by using nuclear energy and also
renewable energy sources, such as wind and solar. Three projects are taken into account:
the building of a large-scale nuclear power plant (LS NPP) with a pressurized water reactor
(PWR) with a net capacity of 1200 MWel, implementing four small modular reactors (SMR)
as a new and modern technology, with a net capacity of 300 MWel each, and the construction
of solar power plants with a total net capacity of 3033 MWel and wind power plants with
a total net capacity of 1706 MWel, which will meet the needs of the electricity consumer
in the same way as the previous two projects. Solar and wind are complementary sources
during a yearly period. Solar availability is maximum during the summer period, while
wind prevails during the winter. The proposed total solar and wind powers of 3033 MWel
and 1706 MWel, respectively, would produce approximately the same amount of electricity.

The use of nuclear energy brings with it the issue of security and safety. However,
modern nuclear power plants based on passive protection systems (IIl and III+ generation)
significantly reduce the risk of nuclear accidents. Experience in the nuclear industry, based
on 20,000 reactor years of operation, is a strong basis for developing both LS NPP and NPP
with SMRs with convincing safety features. Also, previous experience shows that nuclear
energy is stable in relation to disruptions in the energy market, given that the fuel costs and
the possibility of fuel supply are more stable in relation to the supply and costs of natural
gas and oil, where prices are very volatile and depend on geopolitical conditions.

The implementation of renewable energy sources in existing energy systems raises the
issue of distributing electricity to end consumers. In [6], the authors propose a decentralized
and hybrid-triggered control mechanism for secondary regulation in direct current (DC)
microgrids. They demonstrate that this approach improves system stability, which is crucial
for achieving efficient load sharing within the microgrid. With the implementation of
renewable energy sources, the challenge of managing various forms of time-varying energy
within microgrids and distributing them efficiently to end users arises. Unlike traditional
approaches found in the literature, the paper [7] proposes the two-stage stochastic energy
model, which is used to schedule and satisfy local energy demand in rural places. Rehmani
et al. [8] evaluated the techno-economic and environmental benefits of repowering an
isolated rural microgrid at its midlife stage. Through a simulation-based analysis, the
authors showed that targeted upgrades can enhance energy efficiency, reduce emissions,
and improve the economic viability of microgrid systems in isolated rural areas.

The sun and wind are intermittent renewable energy sources, so amounts of electricity
produced from these sources must be accumulated to be available to consumers when
they need it. Based on meteorological data (regional and local), it is possible to somewhat
predict the time intervals in which solar power plants and wind power plants will produce
electricity. The operation of solar power plants and wind power plants cannot be regulated
except by reducing and interrupting production [9]. In such operating conditions of
the power system, it is necessary to consider and select the appropriate technology for
energy storage.
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Figure 1 shows the available technologies for energy storage, depending on the level
of development of storage technology on the one hand and capital costs and technological
risk on the other [10]. The pumped hydroelectric energy storage (PHES) or reversible
hydroelectric power plant is flexible because it works on the principle of pumping water
from the lower reservoir or the river into the upper reservoir when electricity demand is
lower, and it produces energy using water from the upper reservoir when the demand
increases. PHES produces peak energy to cover maximum daily consumption, which
is the most expensive energy on the electricity market. The PHES technology is mainly
based on the application of existing equipment whose performance has been confirmed in
engineering practice and has the lowest values of capital costs per unit of stored electricity
and technological risk. PHES is considered an option for energy storage in the case example
of the Republic of Serbia due to the certain construction of the reversible hydropower plant
Bistrica in the near future. The other stand-out technologies that are in the implementation
phase include plants with compressed air, various electrochemical batteries (Na$S, Li-ion,
...), flywheels, and plants for heat storage with molten salts. The problem with using Li-ion
batteries is their flammability. In 2024, the largest number of incidents of 84 (appearance
of smoke, fire, device overheating) was recorded in the past 10 years [11]. The risk of
self-ignition depends on the condition of the batteries and increases due to shocks or during
transport. In the energy sector, there would be a large number of batteries in the same
place, which would significantly increase the risk of fire and danger to the environment.

>

Li-ion batteries

Molten salt

Flywheel

Na$S batteries
Compressed air energy

Pumped hydro storage

Capital requirement x Technology risk

Deployment Mature Technology

Figure 1. Dependence of the level of development of the energy storage technology on capital
requirement and technological risk [10].

Some recent accidents with fires on board (Holland America’s Nieuw Amsterdam
ship) have shown that the use of Li-ion batteries should be accepted as a risk. This impact
on the environment is local. Considering the size of the market, it is expected that future
accidents will not affect the economics of their application. This is the topic of future
research, which is out of the scope of the present paper.

Nowadays, energy storage technologies are being developed and polished, e.g., solid-
state batteries and green hydrogen, but they are still under development, and it can be
expected that their cost of storing energy is higher than the PHES [12].

In the Republic of Serbia, the reversible hydropower plant Bajina Basta, with an
installed capacity of 2x310 MW, has a water storage capacity of 150 million m3. By emptying
the upper lake, 194 GWh of net electricity can be produced. The construction of the
reversible hydropower plant Bistrica, with an installed capacity of 4x164 MW, is planned
in western Serbia, in the valley of the Uvac and Lim rivers, with a storage capacity of
70 million m? in the upper Klak reservoir, which is 310 GWh, representing support for
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1.5 GW of renewable energy sources. The expected time of completion of the works is
2032 [13].

In the present study, the net capacities of the solar and wind power plants are de-
termined from the condition that they, together, produce the same amount of electricity
for a given year as a large-scale nuclear power plant or a power plant with SMRs. The
accepted value of the capacity factor, which is the ratio of the produced energy in a certain
period to the maximum produced energy in that period for a solar power plant in Serbia,
is 18% [14] and 32% for a wind power plant [9,15]. The reference [16] shows that the
maximum capacity factor for solar power plants is 20%, while for wind power plants, it
goes over 50%. Given that the capacity factor for offshore wind is usually higher, and
Serbia is a landlocked country, it was, therefore, not considered. The capacity factor for LS
NPP with PWR and NPP with SMR is 91%, although SMR vendors state that a capacity
factor for their SMR is 95% or more [16,17]. The capacity factor changes from year to year
depending on the annual production achieved, with expected changes, so there are data
on the capacity factor that vary over a wide range. Figure 2 shows the range of capacity
factors from the report that contains data for 243 plants in 24 countries [16].
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Figure 2. Range of assumed capacity factors. The report contains data for 243 plants in 24 countries,
including 5 non-OECD countries: Brazil, People’s Republic of China, India, Romania, the Russian
Federation, and South Africa [16].

Levelized cost of electricity (LCOE) is the production price of electricity from a certain
source at which no profit is generated but also no losses are incurred. It represents an
economic assessment of the costs of electricity production, which includes all the costs
of the plant incurred during its operating lifetime, namely capital costs, operations and
maintenance (O&M) costs, fuel costs, and decommissioning costs. Sometimes, LCOE
calculation takes into account carbon costs [16].

The LCOE is a tool for comparing unit costs at the plant level for different base
technologies of electricity production during their working life. It represents the economic
costs of production technology, not the financial costs of a specific project in a specific
market, and it is closer to the cost of electricity production in regulated markets with stable
prices than in unregulated markets with variable prices.
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2. Methods

The cost calculation and following analysis are performed based on the adopted value
of the total overnight cost for considered technologies: USD 7777 /kW for LS NPP with
light-water nuclear reactor, USD 8349 /kW for NPP with SMR, USD 1808/kW for a solar
power plant, and USD 2098/kW for a wind power plant [18]. These construction prices are
for a typical plant for each electricity-generating technology before adjusting for regional
cost factors. Also, the total overnight cost excludes interest income during the period of
plant construction and development. The total overnight costs for wind power plants are
without energy storage, and for solar power plants, they take into account daily energy
storage. The total investment for building an LS NPP with PWR is USD 9332 M, USD 2505
M for one SMR, USD 5484 M for a solar power plant, and USD 3579 M for a wind power
plant. Energy from solar and wind power plants must be stored, which makes it difficult
to increase the share in the consumption structure and creates technical, financial, and
environmental problems. The increase in the share of energy from solar and wind power
plants is associated with the costs of their integration into the electricity grid, which many
times exceed the costs of building the power plants themselves [9]. For the capital costs for
building the PHES, the lowest recommended value of USD 5/kWh, according to [19], was
adopted. In order to cover the production of electricity from the sun and wind, a storage
capacity of at least 620 GWh (or 3 GW) is required. Hence, the total investment cost in
PHES is USD 3100 M.

The common economic and financial performance indicator is the net present value
(NPV). It is calculated using the following expression:

T, D; I, R,

NPV = ) ).

S (1 +d) S+ ad)

where

D;—net operating income in year t (USD);
Ri—investments and other expenses in year ¢ (USD);
d—discount rate (-);

Ty—construction period in years;

T, projected exploitation lifetime in years;
t—discrete time in years.

In Equation (1), annual incomes, revenues from the sale of electricity achieved during
the operating life of the plant, are discounted to the present value; from the obtained value
the discounted value of the investments and other expenses is subtracted, such as fuel and
decommissioning and O&M costs, and the NPV is obtained. If NPV has a positive value,
the investment is justified. The payback (PB) period is determined with the NPV equal
to zero.

The LCOE calculation is based on the equality of the present value of the sum of
discounted revenues on the lefthand side of Equation (2) and the present value of the sum
of discounted costs on the righthand side of Equation (2) [16], as follows:

E:ice i (It+OMt+Ft+Ct+Dt)

= 2
S0+t S (1+d)f ?

where

Ei—electricity generation in year ¢t (MWh);
ce—electricity price (USD/MWh);
d—discount rate (-);
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t—discrete time in years;

n—plant lifetime in years;

Ii—investment (capital) costs in year t (USD);
OM;—operations and maintenance costs in year ¢t (USD);
Fi—fuel costs in year t (USD);

Ct—carbon costs in year ¢t (USD);

Dj—decommissioning costs in year ¢ (USD).

Taking into account the assumption that the electricity price has constant value over
time, ¢, can be brought out of the sum sign and considered as LCOE:

i (It-i-OMt-i-Ft-i-Ct-i-Dt)
t
LCOE = = . ( Jgtd) . 3)
El (1+4d)'

The calculation was carried out using the following two assumptions:

- The discount rate at which costs and benefits are discounted is stable and the same
for all considered technologies and does not change its value during the lifetime of
the project under consideration. Capital costs and the relevant discount rate may
vary from technology to technology. Assuming that these costs are identical allows
comparison of calculated LCOE values for different technologies and regions;

- Electricity price is stable and does not change in time during the project’s lifetime. All
electricity produced, with adopted capacity factors, was sold at this price.

For a simpler approach, annual investments and net annual incomes are divided into
equal annual installments.

The influence of the discount rate on the NPV, the PB period, and the LCOE is shown
by performing calculations with 3%, 5%, and 8% of the discount rate. The discount rate
of 3% corresponds approximately to the social cost of capital, the discount rate of 5%
corresponds approximately to the cost of capital of a large utility in a deregulated or
restructured market, and the discount rate of 8% corresponds approximately to the cost
of capital in an environment with relatively higher risks [16]. Nominal discount rates
would have a higher value due to taking inflation into account. In practice, capital costs
and discount rates may vary across technologies, and assuming identical capital costs
and interest rates for all technologies allows for cost comparisons across technologies
and regions.

In the analysis, the NPV and the PB period are considered the electricity prices of
80/100/120 USD/MWh.

The expected period of exploitation of LS NPP and each SMR unit is 60 years, and for
solar and wind power plants, it is 25 years [16,20]. For uniformity, the considered period
in which the change in the NPV of these three projects was observed is 60 years from the
0 year, i.e., from the beginning of the construction of all plants. In that observed period, it
is necessary to build new capacities of solar and wind power plants after the expiration of
their period of exploitation (after 25 years of use).

The losses in the pump and turbine in PHES are not taken into account during calcu-
lation. The losses in renewable electricity transport will depend on the exact location of
the solar and wind power plants, which is currently unknown. Also, the annual efficiency
loss of 0.5%, i.e., the reduced output as their operational lifetime progresses, in solar pho-
tovoltaic (PV) assumed in [16] is not considered. Several studies have been conducted on
efficiency losses in solar power plants during their operational lifetime. One such study
indicates an average annual efficiency degradation of 0.75% [21]. Another paper [22] re-
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ports a slightly higher average annual degradation of 1.4%. When it comes to wind power
plants, a 2020 study by Lawrence Berkeley National Laboratory revealed that the efficiency
drop during the first 10 years of operation is around 0.17% annually. Additionally, in the
study [23], it is shown that over a 19-year period, the average annual efficiency reduction
for wind turbines is 1.6%, with a margin of error of +0.2%. Furthermore, a study [24] based
on data from 921 operational wind turbines indicates an annual efficiency drop of 0.63%.
On the other hand, in the case of conventional nuclear power plants, numerous examples
demonstrate that efficiency, production capacity, and safety can be significantly improved
through plant retrofitting. Westinghouse has implemented over 150 power uprate pro-
grams based on measurement uncertainty recapture, stretch power uprate, and extended
power uprate, resulting in an additional 5000 MWe capacity worldwide [25]. As seen in
reference [26], the reference unit power for BWR-3000 in Oskarshamn 3 nuclear power
plant in Sweden increased from 1055 MW in 1985 to 1400 MW in 2023.

It is evident from the above that the decrease in efficiency of solar and wind power
plants would favor solutions involving SMRs and LS NPP. For this reason, these options
were not considered in this study.

The subject analysis was made for a total construction period of 9 years for both the
large-scale NPP and for all four SMRs. In the case of the project with the four SMRs, it
means a successive construction of reactors with an assumed construction period of 3 years
per SMR, while in the third year of the construction of one SMR, the construction of the next
one starts. The average value for commissioning time for OECD and non-OECD countries
for solar PV technology is 2 years, and for wind onshore, it is 3 years [27]. The construction
period for PHES is 5 years. The construction timeline is shown in Figure 3.

LARGE-SCALE NPP (PWR) 1200 MW

SOLAR SOLAR SOLAR
3033 MW 3033 MW 3033 MW
WIND WIND WIND
1706 MW 1706 MW 1706 MW

0 1 2 3 4 5 6 7 8 9 25 26 27 28 29 50 51 52 53 54
Year

Figure 3. The timeline of construction for one LS NPP with PWR, NPP with four SMRs, solar power
plant, wind power plant, and pumped hydroelectric energy storage.

The nuclear fuel costs per generated energy include costs for the front-end of the
nuclear fuel cycle, which imply costs of mining, fuel enrichment, and conditioning of
USD 7/MWHN, and costs for the back-end of the nuclear fuel cycle, which include costs of
spent fuel removal, disposal, and storage of USD 2.33/MWHh [16]. The costs of recycling
nuclear fuel are not considered here. In addition to fuel costs, it is necessary to include
decommissioning costs in the analysis of the NPV of the projects. The decommissioning
costs of an NPP depend on many factors, such as the type of the NPD, the equipment
supplier, the age of the plant, the regulations of the country where it is located, the capacity
of the plant, the location of the plant, etc., and they may vary from EUR 1 to 4 billion [28].
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USD 1500 M was assumed for both the decommissioning of the large-scale NPP and
the NPP with SMR with a total capacity of 1200 MW. The cost of the decommissioning
of solar and wind power plants depends on whether the recycling of the equipment is
foreseen at the end of the exploitation period or not. Currently, methods for recycling RES
equipment are still under development. Gross costs of solar power plant decommission
are estimated within a range of USD 0.03-0.20/W, which is around 3-20% of the initial
installation costs [29]. Decommissioning costs for onshore wind farms can range from
USD 0.1 to 0.4 M/MW of capacity [30]. However, it is expected that in the future, methods
for recycling materials from wind turbines will improve, so for the sake of conservatism,
a lower value of USD 0.15 M/MW has been adopted here, which would correspond to
estimates for the Chippewa County Wind facility, as stated in [30,31].

During commercial operation of the plant, fixed and variable O&M costs occur on
an annual basis [32]. Fixed O&M costs are those that do not change with electricity
generation, and they generally include labor, materials, contract services, and general and
administrative costs. O&M costs exclude property taxes and insurance. Routine labor refers
to the basic maintenance of equipment recommended by the manufacturer and includes the
maintenance of pumps, compressors, transformers, instruments, controls, and valves. The
typical design of the power plant ensures that routine labor does not require a plant outage.
Materials and contract services encompass the materials needed for routine labor, as well
as contracted services, such as those covered by long-term service agreements that involve
recurring monthly payments. General and administrative costs are operational costs, which
include leases, management salaries, and office utilities. Variable O&M costs fluctuate
depending on the amount of generated electricity. These costs include water consumption,
waste and wastewater discharge, chemicals, and consumables. Fuel is not included.

There is not much information in the literature about O&M costs for an NPP with
SMRs. It is suggested that they would be lower than the O&M costs for LS NPP [33,34].
The SMR technology is novel and is still under development, and there is no operational
experience yet; hence, it can only be seen after a certain period of exploitation whether
O&M costs will decrease [35,36]. It was assumed that the O&M costs for a large-scale
nuclear power plant with PWR are the same as for an NPP with SMRs and that they
are equal to USD 15/MWh. This value is close to the value for French technology EPR
1650 MWe [32] and also close to the optimistic O&M fixed and variable costs published
in [33].

The key factors in the evaluation of SMRs’ competitiveness, such as modularization,
learning-by-doing, and economy of scale, significantly affect the cost of SMR design [37].
These factors were not taken into account in this paper so as not to favor the project
with SMRs.

Average O&M costs for a solar PV power plant in Europe in 2019 were reported at
USD 10/kW per year [38,39].

The maintenance costs of wind power plants vary depending on a number of factors,
including location, plant size, and contractual terms. According to available data, the total
maintenance costs of wind farms can range between EUR 20 and 25/MWHh [40]. These
costs include turbine maintenance, plant operation, environmental monitoring, legal affairs,
and insurance.

The maintenance costs of wind power plants, which are covered by the contract, in
the region amount to around EUR 10/MWh, and other costs that include maintenance
not covered by the contract, plant management, environmental protection, legal affairs,
and insurance amount to EUR 10/MWHh. These costs are added to the costs of the local
self-government fee, which is approximately EUR 1.5/MWHh, and also the fee for the use of
state land ~ EUR 1.5/MWh, which makes a total of EUR 23/MWh [40]. The O&M costs
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can be expressed as a share of LCOE. The share of O&M costs for onshore wind goes up to
30% of LCOE for this technology [41].

In 2023, onshore wind O&M costs ranged widely from USD 20/kW /year in Brazil to
USD 100/kW /year in Japan, with Germany at USD 53.1/kW /year [41]. These differences
reflect additional operational expenses not included in service contracts, such as insurance,
land leases, taxes, and other local costs.

The price range of similar nuclear equipment technology is large [16], depending on
the vendor and its country of origin. Different vendors provide a wide range of investment,
decommissioning, fuel, and O&M costs; consequently, the LCOE has the same character.
These challenges are faced by every country that introduces nuclear power plants into
the energy system. For specific projects, detailed economic analyses are certainly made,
depending on the current market conditions and the possibility of purchasing equipment
in a certain region. When purchasing from more distant regions, transportation costs
are significant.

The input data for calculating net present value and levelized cost of electricity are
sorted out in Table 1 for clearer understanding.

Table 1. The input data for calculating net present value and levelized cost of electricity.

Large-Scale Illldl?gulf‘trh Solar and Wind Power Plants + PHES
NPPwith PWR 0 "' Solar Wind PHES
Net capacity (MW,)) 1200 4x300 3033 1706 -
Capacity factor (%) 91 91 18 32 -
Total overnight cost (USD/kW) 7777 8349 1808 2098 -
Total investment cost (USD M) 9332 4x2505 5484 3579 3100
The period of 60 60 25 25 -
exploitation (year)
The construction
period (year) 9 3 (per one module) 2 3 5
The fuel costs (USD/MWh) 9.33 9.33 - - -
The decommissioning costs (USD M) 1500 1500 303 256 -
The O&M costs (USD/MWh) 15 15 6.34 22 -
3. Results

The obtained results are shown in Figures 4-6 for different electricity prices. Figure 4
presents the NPV for the three projects considered for the electricity price of USD 80/MWh,
USD 100/MWh for Figure 5, and USD 120/MWh for Figure 6. Each figure contains three
diagrams of NPV changes with time for three different values of the discount rate: 3%, 5%,
and 8%. There are three lines on each diagram, which represent the three projects: solid
line for LS NPP with PWR, dashed line for NPP with four SMRs, and dotted line for solar
and wind power plants in combination with PHES.
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Figure 4. Net present value and payback period for the three investment projects: large-scale
NPP with PWR, four modules of SMRs, and a combination of solar and wind power plants with
pumped hydroelectric energy storage under three different discount rates. The electricity price is
USD 80/MWh.
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Figure 5. Net present value and payback period for the three investment projects: large-scale

NPP with PWR, four modules of SMRs, and a combination of solar and wind power plants with

pumped hydroelectric energy storage under three different discount rates. The electricity price is
USD 100/MWh.
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Figure 6. Net present value and payback period for the three investment projects: large-scale
NPP with PWR, four modules of SMRs, and a combination of solar and wind power plants with
pumped hydroelectric energy storage under three different discount rates. The electricity price is
USD 120/MWh.

The lower the discount rate, the higher the net present value, according to Equation (1).
For the electricity price of USD 80/MWh (Figure 4), the maximum NPV is for the project
with four SMRs for a discount rate of 3%, with a PB period of 36 years. For the project
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with LS NPP, the PB period is 40 years (Figure 4), and for the project with solar and wind
power and PHES, the NPV has always been negative. In Figures 5 and 6, for the electricity
prices of USD 100/120/MWh, the shortest PB period of 23/18 years is for the project that
includes renewable energy sources for a discount rate of 3%, but it is not competitive due to
the later decrease in NPV caused by the increase in investment after the end of the plant’s
operating life of 25 years. The increase in the electricity price leads to the NPV increases
and, consequently, shortens the PB period, so the PB periods for a 3% discount rate and the
electricity price of USD 100/MWh goes from 25 and 29 years (Figure 5) for NPP with SMR
and LS NPP, respectively, to 20 and 24 years for the price of USD 120/MWh (Figure 6).

In the case of a discount rate of 5% and the electricity price of USD 80/MWh, NPVs
are never positive for all considered projects (Figure 4). The NPV has a very low value for
a discount rate of 5% and the electricity price of USD 100/ MWh in both projects with an
NPP, with an SMR, or with a classic PWR. This results in significantly longer PB periods
of 42 and 33 years (Figure 5), respectively, while for the discount rate of 8%, the NPV has
negative values all the time for all three projects considered.

The NPV for NPP with SMR, in Figures 4-6, reaches a positive value much earlier
and has a greater value than in the case of the project with the LS NPP due to successive
construction and earlier start of operation of SMRs, which leads to incomes from electricity
production and, in this way, repayment of the investment is faster. The PB period in the
case of investment in four SMRs is from 20 to 44 years, depending on the value of the
discount rate and the electricity price. On the other hand, the PB period for the large-scale
NPP ranges from 24 to 42 years. The project with four SMRs is the only one that has a
positive NPV for a discount rate of 8% (Figure 6), which makes it the only project that is
theoretically profitable for the highest discount rate considered, although the PB period of
44 years is too long.

Due to additional investments and the necessary construction of new facilities, in the
observed period of 60 years, the NPV of a project, including renewable energy sources,
becomes positive before 40 years, only for higher electricity prices and for the lowest
discount rate.

Figure 7 shows the LCOE values for the three considered projects and for the range of
discount rates from 3% to 8%. All LCOE values are calculated for the 60th year from the
start of plants’ construction. When looking at the calculated LCOE values for a discount
rate of 3%, it can be seen that the value is USD 66/MWh for the project with four SMRs and
USD 67/MWh for LS NPP with PWR, while for the combination of solar power plant, wind
power plant, and PHES, this value is significantly higher, approximately USD 88/MWh.
In the literature [16], LCOE values for different plant types based on technologies from
different countries are presented. For new build plants and a discount rate of 3%, the LCOE
value for nuclear power plants ranges from approximately USD 27/MWh for a Russian
VVER pressurized water reactor to approximately USD 61/MWHh for a Japanese advanced
light water reactor. The increased LCOE value presented in this paper is a consequence of
the anticipated slightly higher investment costs of the facilities.

An analysis of the sensitivity of LCOE to total investment costs was performed. The
total investment costs increased by 15% and also decreased by 15%, compared to the data
given in Table 1, and the LCOE price is calculated. The results are shown in the diagram
in Figure 8. The LCOE for LS NPP with PWR for total investment cost is given in Table 1,
and for a discount rate of 5%, it is USD 89.70/MWh. For a 15% higher investment, the
LCOE will increase by 10.86%, while for a 15% lower investment, the LCOE will decrease
by 28.96%. This increase in LCOE due to higher investment costs is 10.57% for NPP with
four SMRs and 12.87% for the combination of solar and wind power plants with PHES,
while the decrease of LCOE is 28.18% and 43.29%, respectively.
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Figure 8. The impact of total investment costs on LCOE. The total investment costs are increased by
15% (max) and decreased by 15% (min) compared to the data in Table 1. The discount rate is 5%.

4. Conclusions

A techno-economic analysis of the implementation of various electricity generation
technologies that help decarbonize the energy sector of the Republic of Serbia has been
conducted. The application of nuclear energy is envisaged in two ways: large-scale nuclear
power plants with light water nuclear reactors or nuclear power plants with multiple
modules of SMRs. As an alternative energy source to nuclear, solar and wind energy has
been proposed. Due to the intermittence of renewable energy sources, their application is
possible with the use of energy storage. Pumped hydroelectric energy storage was chosen
because of its lowest capital cost and least technological risk.

The NPV for the earlier project with four SMRs becomes positive and is greater than
the NPV for the project with the LS NPP due to the sequential construction of SMR and
earlier revenue from the sale of the electricity, which makes the investment payback faster.
The PB period for the project with four SMRs is from 18 to 37 years, depending on the value
of the discount rate and the electricity price. The shortest PB period is for a 3% discount
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rate, and the electricity price is USD 120/MWh. However, the PB period for the LS NPP
varies from 21 to 48 years.

Analysis for LCOE showed that the lowest value is in the case of the project with four
SMRs for all considered ranges of discount rates. It can be seen that for the lowest discount
rate, the LCOE for projects with SMR and with PWR have similar values of approximately
USD 67/MWh. For the highest discount rate, the PWR project and the project with a
combination of renewable energy sources and PHES have similar values of USD 135/MWh.

The most cost-effective project is the one with four SMRs due to the consecutive
building of modules. The project with solar and wind power plants and PHES is not cost-
effective due to the short projected exploitation lifetime of these plants, which is 25 years,
and the need to build new units in the observed period of 60 years.
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Nomenclature

Ce electricity price (USD/MWh)

Cy carbon costs in year t (USD)

d discount rate (-)

Dy net operating income in year ¢ (USD) in Equation (1)
decommissioning costs in year ¢ (USD) in Equation (2)

E; electricity generation in year t (MWh)

F fuel costs in year t (USD)

Iy investment (capital) costs in year ¢ (USD)

LCOE levelized cost of electricity (USD/MWHh)

n plant lifetime (year)

NPV net present value (USD)
OM;  operations and maintenance costs in year ¢ (USD)

Ry investments and other expenses in year t (USD)
t discrete time (year)

Ty construction period (year)

T, projected exploitation lifetime (year)
Abbreviations

The following abbreviations are used in this manuscript:

CBAM Carbon Border Adjustment Mechanism

DC direct current
EPR European Pressurised Reactor
EU European Union

LCOE  levelized cost of electricity
LS large-scale
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USDM million dollars

NPP nuclear power plant

NPV net present value

OECD  Organisation for Economic Co-operation and Development
O&M operations and maintenance

PB payback

PHES pumped hydroelectric energy storage

PV photovoltaic

PWR pressurized water reactor

SMR small modular reactor

VVER In Russian: Bogo-Bonsnoit Ouepreruyaecknii Peakrop; romanized: Vodo-Vodyanoi
Enyergeticheskiy Reaktor; in English: water—water power reactor
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