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Abstract:

 Converter transformers are the key and the most important components in high voltage direct current (HVDC) power transmission systems. Statistics show that the failure rate of HVDC converter transformers is approximately twice of that of transformers in AC power systems. This paper presents an approach integrated with a two-dimensional cloud model and an entropy-based weight model to evaluate the condition of HVDC converter transformers. The integrated approach can describe the complexity of HVDC converter transformers and achieve an effective assessment of their condition. Data from electrical testing, DGA, oil testing, and visual inspection were chosen to form the double-level assessment index system. Analysis results show that the integrated approach is capable of providing a relevant and effective assessment which in turn, provides valuable information for the maintenance of HVDC converter transformers.
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1. Introduction

In China commercial high voltage direct current (HVDC) power transmission systems have grown up to become ultra-high voltage (UHV) levels since some two years ago. HVDC converter transformers are the key and most expensive components of the HVDC power transmission systems. The reliable and efficient fault-free operation of HVDC converter transformers plays a decisive role in the availability of HVDC transmission systems [1]. Statistics show that the failure rate of HVDC converter transformers is approximately twice that of AC transformers [1,2]. Their valve windings endure AC, DC, and repetitive impulse combined voltages caused by inverters for an extended period of time [3]. Thus, it is necessary to assess accurately the operation condition of converter transformers. The evaluation results can provide the basis for improving the maintenance strategy and minimizing the risk of premature failures, whereby transformers can achieve the maximum practicable working efficiency and optimum life.

In recent years, fault diagnosis and condition assessment of electric power systems and equipment have attracted the attention of researchers and engineers [4,5,6,7]. Generally, the decision with regard to the operation condition of transformers depends largely on specific parameters, such as electrical or mechanical aspects. The conditions of the transformers are analyzed through observation of the status of a single factor or a few parameters. Dissolved gas analysis (DGA) [5,6] and partial discharge (PD) pattern recognition [6,7,8] have been adopted for fault diagnosis and condition assessment of transformer insulation. The neural network [5], decision-making model [7], bagging algorithm [8], and fuzzy-logic methods [6,9] have all been applied to analyze the condition of transformers.

However, the operation conditions of the power transformers are often in-between the normal and the fault conditions. This limits the capability of these techniques to represent the true operation conditions of the power transformer [7,9,10]. At present, the standards and judgment criteria for conventional AC power transformers are still used for condition monitoring and for fault diagnosis of HVDC converter transformers. However, there is no intensive research on the particularities of HVDC converter transformers, which could lead to a misjudgment of the fault diagnosis of HVDC converter transformers. Therefore, it is necessary to evaluate the condition states of HVDC converter transformers based on comprehensive parameters.

The present paper presents an integrated approach for assessing the operation conditions of HVDC converter transformers. The data derived from electrical testing, DGA, oil testing, and visual inspection were chosen to produce a double-level assessment index system. The two-dimensional cloud model (TDCM) is adopted to establish the comprehensive assessment model. The entropy method is utilized to calculate the weights of factors and indices. The analysis of the final example shows that the integrated approach is capable of providing a significant and effective assessment. These conclusions provide valuable information for maintenance planning and execution.



2. Integrated Assessing Approach


2.1. Framework for HVDC Converter Transformer Condition Assessment

HVDC converter transformers and AC transformers work under different operation conditions, thus their state evaluation index systems are different. Based on research on fault characteristics, aging mechanisms of transformers, and preventive tests, the proper condition assessment of the HVDC converter transformers is constructed. During the assessment, the importance of analyzing the preventive test data is highlighted. Due to the numerous condition information types, classified models are utilized in the transformer operation condition assessment [11,12,13,14,15,16,17]. Figure 1 and Figure 2 show the double-level assessment index system of Levels 1 and 2, respectively.

Figure 1. Level 1 assessment index system.
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Figure 2. Level 2 assessing index system.
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The data from the preventive and diagnostic tests constitute the double-level assessment index system. The data from the preventive tests, which include those obtained from electrical testing, DGA, and oil testing, are employed to form the Level 1 assessment system. The data from the diagnostic tests, visual inspection, operating years, and environments are utilized to derive the Level 2 assessment system [18]. The condition of the HVDC converter transformer is assessed at Level 1. If the results are uncertain, Level 2 assessment becomes necessary.

To define the assessment grades related to maintenance purposes, the following set of distinct assessment grades of framework P is defined as:
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(1)




The following set of distinct assessment grades of framework C is defined as:
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(2)






The assessment index system is a triple-layered structure, which is also called a decision-making tree model. Figure 2 illustrates the root or the objective layer where the outcome of the condition assessment based on the preventive tests is shown. The branch, known as factor layer, has three assessment factors, which describe the transformer condition from different aspects. This is expressed as P = {P1, P2, P3}. The factors are subdivided into indices. For instance, P2 = {P21, P22, P23, P24, P25} represents the five indices selected in this paper, which are included in the DGA.



2.2. Weight of Factors and Indices

The weights of factors and indices are determined using the analytic hierarchy process (AHP) method, Delphi method, etc. In the present paper, subjective and objective integrated approaches are used to determine the weights [11,18]. Table 1 and Table 2 show the subjective weights of the factors and indices, respectively.

Table 1. The weights of factors.


	Factors
	P1
	P2
	P3
	C1
	C2
	C3
	C4
	C5





	Weights
	0.3034
	0.3760
	0.3206
	0.3475
	0.3148
	0.1348
	0.1172
	0.0858








Table 2. The weights of indices.


	Factors
	Corresponding Index Weights





	P1
	0.20; 0.13; 0.27; 0.20; 0.20



	P2
	0.27; 0.13; 0.20; 0.20; 0.20



	P3
	0.18; 0.18; 0.18; 0.18; 0.12; 0.18



	C1
	0.15; 0.10; 0.15; 0.15; 0.15; 0.15; 0.15



	C2
	0.17; 0.17; 0.17; 0.17; 0.17; 0.17








The information from the evaluation index is a determined factor of accuracy and reliability. Thus, the entropy is a good scale for measuring the changes as well as for deriving the useful data.





Entropy εi, which represents the relative importance of sub-index, is obtained by the formula:



εi=−(Δi∑i=1nΔi)⋅ln(Δi∑i=1nΔi)(i=1,2,⋯,n)



(3)




where Δi is the index that represents the value of variation. The initial static weight ωi is modified after εi is calculated. According to [18], index weight ωi is modified in two ways. First, by allowing ωi to fulfill the requirements of the punishing formula, and second, by making it satisfy the requirements of the award formula. For condition assessment of HVDC converter transformer, the penalty formula is adopted to modify the index weights. The corresponding formula is as follows:
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(4)




where n is the number of indicators.


2.3. Two-Dimensional Cloud Model (TDCM)

The condition assessment process of HVDC converter transformers includes randomness, fuzziness, and uncertainties. In the artificial intelligence field, research on uncertainty of knowledge and deduction are mainly divided into randomness and fuzziness. As a foundation of fuzzy set theory, the concept of membership functions describes fuzziness. However, it is not sufficient to represent the uncertainty and imprecision in real world settings. To enhance effectiveness, the fuzzy set theory needs an infusion of concepts and techniques drawn from probability theory, which is the new concept of membership clouds [19]. The introduction of randomness adheres to a partial grade of membership because a linguistic term leads to good integration with the model of linguistic atoms. Fuzziness and randomness are complementary and inseparable.

TDCM, which is based on the combination of qualitative and quantitative analyses from the field of knowledge discovery, unifies randomness and fuzziness [19]. TDCM provides more systematic and advanced tools for expressing uncertainties. Therefore, TDCM is appropriate in the analysis of the operation condition of the HVDC converter transformers. TDCM represents a qualitative concept with three digital characteristics, expected value Ex, entropy En and hyper entropy He [19]. Figure 3 illustrates the image of “about 20” TDCM.

Figure 3. Image of “about 20” TDCM.
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2.4. Overall Assessment Based on TDCM

The process of transformer condition assessment is generally ambiguous and uncertain. Thus, the TDCM approach is employed to solve this problem. The dimensions and magnitude are different for different indices. This situation requires normalization of the testing data of indices before they are assessed.

The smaller the values of indices, such as the total hydrocarbon content, the better the normalization will be as derived by:
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(5)




The larger the values of indices are (e.g., breakdown voltage of insulating oils), the better will be the process of normalization, which is described by:
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(6)




where xri is the normalized value of index eri (i = 1,2,…,n). Its values will be in the interval [0, 1], and n is the number of indices, Xrm is the normalized value of an index, Xattention is the attention value, which is decided by transformer tests and operation standards. Xri is the field testing data. When the indicator threshold is at the warning value, it should be converted to the attention value according to the following formula [11]:
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(7)




where Xwarning is the warning value which is decided by the transformer testing results and operation standards.
In fuzzy-logic mathematics, Zadeh [20] used the degrees of membership to describe the transient states between differences. The fuzzy membership function is the most basic concept in describing the fuzzy object. Therefore, the merits of the evaluation system are determined directly by the quality of the membership function constructions. In addition, the membership function is equally important in TDCM. Therefore, to ensure accurate description of the condition information, the TDCM membership functions of indices are applied to describe the intervals between neighboring grades. The TDCM membership degrees in Formula (8) can be described as in Figure 4.

Figure 4. Sketch of TDCM membership degree functions.
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(8)




where the cloud, upcloud and downcloud represents the full bell shape, half-up and half-down cloud membership, respectively.


TDCM factor layer assessment is expressed as:
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(9)




where:
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(10)




and where Mr is the assessment result of the rth factor based on the TDCM method. Yr represents the index membership degrees of the rth factor, which can be seen in Figure 4. μri represents the weight of index eri which belongs to the rth factor.
The overall TDCM assessment is constructed as:
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(11)




where M is the overall assessment result based on the TDCM method, and ωr represents the weight of the rth factor. The overall TDCM assessment approach is implemented in Matlab.



3. Experimental Results

The present study employed the preventive test data from a 500 kV HVDC converter transformer pole II Y/Δ connection 022B transformer belonging to the Southern Power Grid Company in China. The data, which are derived from operations in 2008 and 2010, are shown in Table 3 and Table 4.

Table 3. Test data of the chromatogram (DGA Unit × 10−6).


	Test Dates
	CH4
	C2H6
	C2H4
	C2H2
	H2
	CO





	20100120
	17.3
	0.5
	14.0
	2.4
	7.1
	300



	20091102
	14.0
	4.3
	13.1
	2.5
	2.1
	183



	20091020
	15.4
	3.7
	16.0
	2.3
	6.0
	215









Table 4. Preventive test results.



	
Tested Items

	
Testing Dates (Year)

	
Change/%




	
2008

	
2010






	
Resistance of winding (GΩ)

	
130.69

	
132.07

	
1.06




	
Core insulation resistance (GΩ)

	

	
6.16

	




	
Bushing capacitance (pF)

	
1044.9

	
1054

	
0.87




	
Bushing dielectric loss

	
0.460

	
0.577

	
25.43




	
Bushing insulation resistance (GΩ)

	

	
154

	













Using the TDCM approach, the membership degrees of indices are calculated by the given membership functions in (7). The results are shown in Table 5.

Table 5. Membership degrees to assessing grades.


	Factors
	Membership Value for Indices





	P1
	0.3110; 1.0; 0.8260; 0.0383; 1.0



	P2
	0; 0.9527; 0.7720; 0.9997; 0.9660










Table 6 shows the overall weight distributions of P1 and P2. The distributions are modified by entropy weight according to Formulas (3) and (4). Inasmuch as data about core insulation resistance and bushing insulation resistance in 2008 is missing, the comprehensive weights of these two indices were replaced by subjective weights.

Table 6. Comprehensive weights of factors and indices.


	Factors
	ωr
	Corresponding Index Weights μri





	P1
	0.4466
	0.2088; 0.2000; 0.2498; 0.1414; 0.2000



	P2
	0.5534
	0.0594; 0.2266; 0.0128; 0.3505; 0.3507








The assessment process and general fuzzy comprehensive assessment changed due to the introduction of TDCM. The membership value rij calculated by TDCM is an uncertain value. Therefore, to enhance the credibility of the assessment, the fuzzy comprehensive assessment value Ci (i = 1,2,…,N) are calculated repeatedly for N times under different conditions of membership. Finally, the average value is obtained by the formula:
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in the current paper, the value of N is 1000.


Subsequently, the basic state value is calculated by Formula (9). Table 7 shows the results.


Table 7. Basic probability assignments.



	
Factors

	
Mr




	
H1

	
H2

	
H3

	
H4






	
P1

	
0.5345

	
0

	
0.0855

	
0.1938




	
P2

	
0.9299

	
0

	
0

	
0.0594











Thus, the values of P1 and P2 are obtained by the combination algorithm (11). Table 8 presents the results of the condition assessment of the HVDC converter transformer.


Table 8. Results of condition assessment.



	
M

	
Assessing Results




	
H1

	
H2

	
H3

	
H4






	
0.7533

	
0

	
0.0382

	
0.1194

	
H1











The overall state is confirmed to be grade H1, which reaches a very high value of 0.7533. The transformer condition is good and maintenance strategy is normal. However, the bushings of the transformer required immediate checking. The factual situation proves that the transformer operation is stable. After the examination, the junction box of bushing Tap 3.11 (No. M2141171) was found to be full of water. This can lead to serious internal corrosion of this bushing, necessitating replacement. This result coincides with the TDCM analysis presented in this paper.



4. Conclusions

This paper presents an integrated approach to the assessment of the condition of HVDC converter transformers based on TDCM and the entropy weights method. The results of the reported work and analysis may be summarized as follows:


	(1)

	The assessment index system, which includes the DGA, electrical testing, and oil testing data, is established to facilitate the approach.



	(2)

	An integrated approach based on TDCM and the entropy weights method was established to assess the condition of HVDC converter transformers.



	(3)

	The integrated approach can serve as an effective tool for the assessment of the condition of HVDC converter transformers, and the final evaluation provides valuable information for the provision of maintenance schemes.



	(4)

	Moreover, factors, such as the previous working history of the HVDC converter transformers and working states of the on-load tap-changer (OLTC), can be incorporated as parameters to assess the working states of HVDC converter transformers.
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