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Abstract

:

This paper presents results of work developed in the field of building energy benchmarking applied to the building stock of the Polytechnic Institute of Leiria, Portugal, based on a thorough energy performance characterisation of each of its buildings. To address the benchmarking of the case study buildings, an energy efficiency ranking system was applied. Following an energy audit of each building, they were grouped in different typologies according to the main end-use activities developed: Pedagogic buildings, canteens, residential buildings and office buildings. Then, an energy usage indicator was used to establish a metric to rank the buildings of each typology according to their energy efficiency. The energy savings potential was also estimated, based on the reference building energy usage indicator for each typology, and considering two different scenarios, yielding potential savings between 10% and 34% in final energy consumption.






Keywords:


higher education buildings; energy efficiency; energy management; energy benchmarking












1. Introduction


Buildings are very heterogeneous in terms of energy consumption and end-uses, meaning that some are highly efficient buildings, while others have considerable potential for improvement.



The building sector in the European Union (EU-28) is responsible for about 39% of the region’s total final energy consumption (approximately 46 million TJ in 2012) [1]. Therefore, addressing the energy issues of buildings is a significant way to reduce dependency on energy imports and meet the EU 2020 targets [2]. According to the report published by Buildings Performance Institute Europe (BPIE), in 2011, educational buildings in Europe have the third highest building stock (17%), accounting for 12% of the total energy consumed by the building sector [3]. Higher education institutions usually have a considerable number of buildings, with high overall energy consumption and associated financial costs. An effective energy management methodology is mandatory if actions toward energy efficiency improvement are to be implemented. This can be achieved by using management techniques, such as monitoring and targeting consumption, to control energy and cost [4].



There are some existing studies using energy auditing techniques to assess the energy performance of school buildings. An energy audit and indoor climate assessment was performed in a secondary school in Portugal, aiming at identifying energy conservation measures to improve the energy performance associated with ensuring environmental quality. In this work, several energy conservation opportunities were identified across information and communication technologies (ICT) equipment, lighting, and heating, ventilation and air conditioning (HVAC) systems, and some recommendations on management and behavioural matters were issued [5]. Also in Portugal, an energy efficiency plan was drawn for a higher education building leading to yearly savings of 26,123 kWh [6]. In the United Kingdom, a study to investigate the relationship between daily electric load profiles and user occupancy patterns in an academic building was carried out, with the aim of optimizing the existing control strategies to improve energy performance [7]. In 2016, a study aiming at estimating the energy savings in higher education institutions using an energy consumption behaviour model was published, estimating potential daily energy savings of 55 kWh [8].



More recently, an energy audit protocol was developed to tackle both the issues of thermal comfort and energy efficiency for higher education buildings in France [9], observing that capturing the full complexity of a building system requires a broad perspective and goes beyond the limits of a “traditional” energy audit.



Through the requirements for Operational Rating Certificates and Display Energy Certificates, the Energy Performance of Buildings Directive (EPBD) in 2002 (updated in 2010) was an important promoter of building energy benchmarking. However, within building management, benchmarks were used to compare the energy efficiency of buildings and to influence the energy policy long before the EPBD [10].



Although performance indicators for buildings are generally rated in terms of net floor area, building volume and the amount of trade are sometimes used as normalising factors. In this context, indicators which are adjusted according to weather conditions and/or occupancy are often called normalised performance indicators [11]. This normalisation is intended to improve comparison between buildings in different climatic regions or with different occupancy patterns. However, this approach should be used carefully, as it can often distort the data and mask energy consumption patterns [12].



One of the objectives of the benchmarking process is to set targets that will stimulate management and staff to make improvements [13]. These targets must be realistic and achievable, considering the likely savings from improvements in factors such as occupants’ behaviour, preventive maintenance and other efficiency measures.



Concerning benchmarking studies on higher education buildings, in 2014, 11 university buildings were selected for analysis of their current energy consumption patterns in South Korea. An energy savings potential of 6–30% was identified [14]. In 2018, a study comparing three campus buildings of the same typology (teaching and research activity) was made in France using statistical analysis tools, aiming to identify the main energy drivers and their relative weight in the overall energy consumption [15]. Also in 2018, a study aimed at comparing 80 university buildings with different typologies was performed using stochastic frontier analysis (SFA) to establish an energy benchmarking system. In this study, the buildings used mostly for research had the highest indicator value at 216 kWh/m2/year, whereas buildings for academic offices had the lowest indicator value at 137 kWh/m2/year [16].



There are also various relevant environmental assessment schemes for buildings of a qualitative nature, including: Building Research Establishment Environmental Assessment Method (BREEAM) in the United Kingdom; Comprehensive Assessment System for Built Environment Efficiency (CASBEE) in Japan; Green Building Assessment Tool (GBTool) in Canada; Leadership in Energy and Environmental Design (LEED) in the United States; and, the National Australian Built Environment Rating System (NABERS) in Australia [17]. Some of these certification schemes have since been adapted for use in other countries. Nevertheless, these schemes were developed for wider environmental assessment, also including energy and the need to be operated by experts.



The present paper aims to describe an approach for assessing the energy performance of a portfolio of buildings to provide building managers with a simplified tool for estimating an order of the magnitude of the potential energy savings. The approach followed has the advantage of being easier to be applied and understood by building owners and managers without significant mathematical and statistical modelling complexity.




2. Materials and Methods


The work presented in this paper relies on data obtained during energy audits to the complete set of buildings of a higher education institution, over several campuses. It came as an opportunity to use data from a coherent set of buildings as an input to a benchmarking process. The energy audits were not specifically driven to obtain data for scientific research and took place in a limited time frame. Some limitations on the availability of some specific data on the buildings are mentioned and discussed throughout the paper.



After thorough energy audits of all buildings, there was an attempt to group buildings adequately into different typologies, according to the main end-use activity engaged in there, which resulted in buildings being divided into pedagogic buildings, canteens, residence buildings and office buildings.



As a first approach, the specific energy consumption per net floor area was used as the reference energy usage indicator (EUI). The EUI was computed using the data collected during the energy audits of each building. The EUI is expressed through the amount of end-use energy supplied to the buildings per unit of floor area during a period of one year [kWh/m2]. Since the scope of this study is the estimated savings potential on the demand side, the total final energy supplied to each building was considered.



Energy benchmarking methods usually assign buildings to categories of performance with respect to other buildings of the same type. When the measured values present an adequate statistical distribution, the categorisation process can be done by quartiles, and so approximately 50% of the sample was categorised as “Average”, with the respective range limits set to the 25th and 75th percentiles. The specific consumption values in the first quartile were categorised as “Above-average” and those in the fourth quartile were categorised as “Below-average”.



According to [18], energy services companies use EUI as a starting point in energy audits and assess saving scenarios by comparison with existing references (benchmarks) of average (typical), above average (good) and excellent (best) practice.



Based on the previous approach, and selecting a reference building to compare with the others, the energy savings potential (ES) in building i of typology x was determined according to Equation (1):


      ES  i   [ % ]  =  (  1 −     EUI   ref , x       EUI   i , x      )  × 100    



(1)







To compute the energy savings for the set of buildings of each typology, two different scenarios for choosing the reference energy usage indicator (EUIref) were considered. In scenario 1, a conservative scenario, EUIref was the value of the median, which corresponds to a building categorised with “Average” energy performance, according to the ranking previously presented. In scenario 2, a more optimistic scenario, EUIref was the value of 25th percentile, corresponding to the lower range limit of buildings categorised with “Above-average” energy performance.




3. Data Collecting and Analysis


The buildings analysed under the present case study have different locations in the central region of Portugal. The main locations are the cities of Leiria, Caldas da Raínha and Peniche, and despite some differences, climate is mild in all sites and distances are relatively small (an official Portuguese climate region classification places all building locations in the same climate severity zone for both summer and winter).



Higher education buildings have specific characteristics that make the task of performing an energy audit different from that performed in other types of buildings. These include buildings dedicated to lecturing, offices, canteens, laboratories and other research facilities, libraries and others. These buildings are usually grouped into campuses, and sometimes share the energy supply infrastructure. Since in most cases the buildings/systems are not equipped with partial energy meters, the task of determining individual consumption is a true challenge. The data used in this paper were obtained from utility bills and monitoring using portable data-logging power analysers, thus allowing a reasonable level of disaggregation. The net floor area was determined from the final blueprints or, where available, measured on site. The heating-degree days (HDD) were computed for each building location considering the altitude above sea level, on an 18 °C basis, in accordance with the Portuguese legislation published in 2013 to define the severity of the climatic zones of the country [19].



Table 1 presents the main characteristics of the 23 buildings included in this study. Two other buildings (a research facility and a library) were excluded since it would be of little merit to have a typology with a single building.



Figure 1 depicts the yearly breakdown of energy consumption and of greenhouse gases (GHG) emissions by typology of building for the building stock under analysis.



Figure 2 shows the relationship between total energy consumption and the net floor area for each typology of building analysed, each mark representing one building.



The plot in Figure 2 demonstrates that pedagogic buildings have more variable values of energy consumption and net floor area, while there seems to be some correlation between energy consumption and net floor area in the other typologies.



3.1. Canteen Buildings


Buildings exclusively dedicated to preparing and serving meals were grouped under this typology. In the Polytechnic Institute of Leiria there are four canteen buildings, which are responsible for 20% of the total energy consumption. Table 2 presents the main construction characteristics of these buildings.



These canteens are fuelled by both electricity and natural gas, and all of them have a centralised system for the preparation of domestic hot water using a thermal solar system supported by a natural gas boiler. Figure 3 shows the fuel breakdown, for each building of this typology, in terms of electricity and natural gas.



It is clear that natural gas is the main resource used for energy in canteens, representing around 60% of the energy consumed. Also, the proportion between electricity and natural gas does not vary much from building to building, despite considerable differences in the age of each canteen.



Regarding HVAC, these buildings are provided with heating systems fuelled by natural gas, with the exception of C1, which only has an individual air conditioning device in the staff dining room. Heat distribution is performed by wall radiators (in C2) and by heat exchangers in the air handling units, ensuring indoor air exchange.



For lighting, in this typology of building there is a widespread use of luminaries equipped with tubular fluorescent lamps (T5 and T8 lamps), and modular and compact fluorescent lamps (CFL). The type of lamp selected for each place differs according to the use in question, with T5 and T8 lamps installed in working places and CFL mostly found in corridors and toilets.




3.2. Office Buildings


This typology groups all the buildings with a predominantly administrative function, meaning that the type of activity exerted there has a standard, predetermined schedule, with public opening hours and a number of computers and pieces of office electronic equipment. Table 3 presents the main construction characteristics of these buildings.



These buildings are usually also provided with centralized or individual HVAC systems capable of producing either heat or cold.



The HVAC systems installed in these buildings are capable of heating or cooling, according to the buildings’ needs. The solutions found in the various buildings are fairly diverse, with some spaces being equipped with individual air conditioning units of the split, multi-split and modular variable refrigerant volume (VRV) types. Other spaces and buildings are served by centralised heating systems, with heat provided by burning natural gas or by heat pumps, and centralised cooling provided by means of chillers. Thermal energy distribution depends mostly on the respective source; when heating is provided by natural gas boilers, the heated water is supplied to wall radiators and, in the remaining cases, fan coil (ceiling and/or wall) units distribute the heat. Air exchange in spaces is, as a rule, provided by air handling units that may include, in some cases, heating and/or cooling coils.



For lighting, in this typology of building there is a widespread use of luminaries equipped with fluorescent lamps (tubular T5 and T8) and CFL. T5 and T8 lamps are usually installed in working places, while CFL are mostly found in corridors and toilets. There are also some incandescent lamps in specific spaces, namely in the auditorium in building B, campus 2, where there are several halogen projectors installed to light the stage.



Concerning information technology equipment, only existing desktop computers were considered, since all the remaining equipment is diverse both in function and technical characteristics, namely power consumed. Consequently, only the number of computers was determined, separated into computers with TFT/LCD type monitors and those with CRT type monitors. Figure 4 presents the disaggregation of energy consumption per energy source.




3.3. Pedagogic Buildings


All the buildings which are mainly used for educational purposes were grouped under this typology. These buildings provide classrooms and other spaces where the courses provided by the Polytechnic Institute of Leiria have their lectures and work. This implies a considerable diversity of spaces, consisting of classrooms, specific labs, computer rooms, quick meals areas, lecturers’ offices, toilets and other technical areas necessary for the building to be operated. Table 4 presents the main construction characteristics of these buildings.



Most of these buildings are provided with both heating and cooling, although in some cases cooling is not provided. The technical solutions used to the implement heating and cooling are diverse; some spaces are equipped with individual split, multi-split or VRV modular systems, while other spaces have centralised heat production, either with natural gas boilers or heat pumps Centralised cold production can be found in some buildings, by means of chillers or heat pumps. Thermal energy distribution varies according to its source; heat coming from natural gas boilers is distributed using wall radiators and, in the remaining cases, wall or ceiling fan coil units distribute the heat. In building P7 there is no equipment designed for heating or cooling.



Regarding lighting, this typology of building has a widespread use of luminaries equipped with fluorescent lamps (tubular T5 and T8 lamps) and CFL. T5 and T8 lamps are mostly installed in classrooms, laboratories, offices, and corridors, while CFL are mostly found in corridors and partially in amphitheatres. There is also a small number of incandescent lamps.



Similar to the approach used for other typologies, for information technology equipment only existing desktop computers were considered. Most terminals are equipped with TFT/LCD monitors, with the exception of some computers in building P3 which are still equipped with CRT monitors. Figure 5 presents the disaggregation of energy consumption per energy source.




3.4. Residence Buildings


This typology groups the buildings mainly dedicated to housing students. Due to the services these buildings are dedicated to, they do not have a defined working schedule. Table 5 presents the main construction characteristics of these buildings.



All the buildings have a centralised domestic hot water system consisting of thermal solar panels complemented by a natural gas boiler. These buildings also have centralised heating fuelled by natural gas, with the heat distributed to the compartments by means of wall radiators.



Concerning lighting, this typology of building has a widespread use of luminaries equipped with fluorescent lamps (tubular T5 and T8 lamps), and modular and CFL. There is also a small number of incandescent lamps. In this typology, there is no significant presence of desktop computers, although there is a wireless computer network to which the laptops of guests can be connected. Figure 6 presents the disaggregation of energy consumption per energy source.





4. Results and Discussion


Firstly, the EUI was computed for all buildings, grouped by typology. It is patent that different buildings have very different specific energy consumptions; this is true even when buildings are used for the same purpose (i.e., within the same topology). In order to visualise the range of these differences more accurately, Figure 7 shows these indicators grouped by building typology, and Table 6 shows some relevant statistical parameters.



The boxplots presented show some dispersion of data for each typology, with an asymmetrical interval and no outliers.



Applying the quartile-based categorization presented in Section 2 of this paper, it is thus possible to rank and categorize all buildings using a metric defined accordingly. Figure 8 presents the buildings, by typology, ranked by their energy usage indicator and categorised into “Above-average”, “Average” or “Below-average”.



From this it is possible to observe each typology separately, finding very different situations. The duration and type of activity in occupied periods plays an important role in the amount of energy consumed in a building, as well as occupant behaviour and type and availability of control over the existing equipment/systems.



For office buildings, all are similar except for one. Other than for some unapparent exception, this building may set an example to the others of its topology, allowing building managers to draw the pertinent conclusions. In office buildings, there is usually a relatively small occupancy density, with local control available to occupants.



For residence buildings, differences suggest that usage may influence energy consumption as well as net surface. These buildings have long-term occupancy of some areas, with a domestic-like usage pattern where energy consumption is very dependent on the behaviour of occupants.



Pedagogic buildings have variable occupation patterns, according to the way classes are conducted (tutorial, laboratory or classroom) and scheduled, showing very different energy performance levels. The worst performance found (P5) can be partially explained due to its nature (it is a building dedicated to automotive engineering, with a large laboratory/mechanical area). Other differences should be looked into more carefully, by returning to the buildings.



Canteens do not present very big discrepancies in their energy indicators, especially if considering that these, more than others, depend on other factors (e.g., number of meals served). These have public spaces with high occupancy densities, mostly at lunch and/or dinner times, while staff spaces have low occupancy densities, but typically high process loads due to catering equipment.



The energy savings potential was estimated according to the method presented in Section 2 of this paper, with two different scenarios, for a period of one year. The values computed for the energy savings potential, in both scenarios, for each typology of building, are presented in Table 7.



In Figure 9, future energy consumption and related energy savings potential, in the scenarios considered, are shown for each typology.



It is patent in Table 7 and Figure 9 that pedagogic buildings have the highest energy efficiency improvement potential, both in absolute terms and in percentage (15% for scenario 1 and 48% for scenario 2). Since this typology is responsible for 46% of the total amount of energy consumed, there is a considerable potential for improvement.



However, the raw categorisation formerly described, when analysed together with the knowledge and experience of the team that performed the audits, clearly distorts some results, leading to buildings with particular characteristics to be placed either at the top or at the bottom of the scale for that reason alone. This is the case with some buildings that are categorized as “Above-average” but cannot be taken as a reference by which to evaluate others because they lack in comfort for their users or have unique characteristics. In these cases, the savings potential may have been computed taking these buildings as examples and its EUI as a goal to others, resulting in a less accurate estimation of the savings potential. On the other hand, buildings with average characteristics are sometimes considered “Below-average” due to specific equipment, or to important loads due to specific building operation.



Results from performance indicators must be treated with caution since they may not reflect efficiency accurately. A building with an “above-average” performance indicator is not necessarily being operated as efficiently as possible and may have potential cost-effective savings. Also, when looking at overall performance indicators only, underlying problems with individual energy end-uses can be disregarded.



The energy savings potential was estimated between 10% and 34%, and despite the possible difficulty to achieve it in some buildings due to specific operation needs, the potential to save energy is still present in most of the buildings analysed.




5. Conclusions and Final Notes


A portfolio of buildings of a Portuguese higher education organization was analysed to compare final energy demands of buildings of the same typology. Energy audits of the 26 buildings revealed significant differences in energy consumption, equipment and technologies used, even for buildings of the same typology.



Dividing buildings into typologies according to end-use and comparing provided a more insightful view on the energy performance of each building.



The particular set of buildings is relevant as a group since all buildings share many characteristics: They belong to the same institution, are under the same administration/energy policy, are located in areas with same or similar weather/climate (three cities in the same region), and have users who share the same cultural identity, age and education level (probably implying similar behaviour of occupants), etc. This gives this set of data a greater likelihood of being more homogenous than others that can be found in building databases and other papers on the subject.



The energy benchmarking approach used yielded a rough estimation of potential energy savings simply based on relative merits, without going into detail on how actual savings could be obtained. Estimated savings potential rankings may help decision making when defining priorities in investments in energy conservation.



Many intrinsic factors may affect the energy benchmarking process. The studied higher education buildings have significant variations in occupancy, since they can have evening classes and, in some cases, buildings of the same typology are also equipped with different types of laboratories that sometimes resemble industrial facilities rather than services buildings, even if in most cases those types of equipment do not operate continuously. All these factors introduce some bias in the results, contributing to a lower accuracy in the energy savings potential estimation.



The output of this project provides the campuses with a building energy efficiency ranking, which is important to broadcast good practices, allowing ‘positive competition’ between buildings. The energy benchmarking approach followed in this study for each typology of building can support decision makers in higher education institutions to promote energy efficiency, by assessing energy usage, and to develop future improvement plans.



Rather than directly presenting definitive answers, this study and methodology helps the various players to pose the adequate questions. The answers to the questions can then be reincorporated into this study, and new conclusions drawn. Further work should focus on testing and improving this methodology, using different indicators and more case studies. It became clear that some sort of evaluation of comfort levels has to be incorporated in order to balance buildings. However, this type of approach is progressively less objective, more difficult to systematise and less reproducible in other cases.
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Figure 1. Breakdown of: (a) final energy consumption, and (b) GHG (greenhouse gases) emissions. 
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Figure 2. Variation of final energy consumption with net floor area. 
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Figure 3. Fuel breakdown for each building of the typology canteen. 
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Figure 4. Fuel breakdown for each building of the office typology. 
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Figure 5. Fuel breakdown for each building of the typology pedagogic. 
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Figure 6. Fuel breakdown for each building of the typology residence. 
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Figure 7. EUI (energy usage indicator) for buildings according to typology. 
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Figure 8. Buildings ranked by EUI, for each typology. (Green bars correspond to buildings categorised as “Above-average”, yellow bars to “Average” and red bars to “Below-average”). 
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Figure 9. Future energy consumption and estimated energy savings, for each typology: (a) scenario 1, and (b) scenario 2. 
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Table 1. Buildings characteristics.
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Typology

	
Building

	
HDD

	
Net Floor Area [m2]

	
Final Energy Consumption [kWh]

	
GHG Emissions [kgCO2e]

	
Weekday Opening Hours






	
Canteen

	
C1

	
1162

	
842

	
180,361

	
46,322

	
8:00–22:00




	
C2

	
1194

	
2336

	
664,358

	
167,617

	
8:30–22:30




	
C3

	
1188

	
1484

	
385,943

	
105,808

	
8:30–22:30




	
C4

	
1055

	
1193

	
362,539

	
100,305

	
8:00–21:00




	
Office

	
O1

	
1188

	
591

	
13,631

	
4907

	
8:00–24:00




	
O2

	
1190

	
3135

	
296,008

	
82,072

	
9:00–18:00




	
O3

	
1165

	
2045

	
176,783

	
52,809

	
9:00–24:00




	
O4

	
1192

	
2616

	
164,874

	
59,355

	
9:00–17:30




	
Pedagogic

	
P1

	
1160

	
4358

	
262,450

	
94,482

	
8:00–24:00




	
P2

	
1165

	
1385

	
30,334

	
10,920

	
8:00–24:00




	
P3

	
1182

	
12063

	
1,153,841

	
344,465

	
7:00–2:00




	
P4

	
1194

	
8851

	
1,185,833

	
372,911

	
7:15–4:00




	
P5

	
1192

	
507

	
104,750

	
37,710

	
8:00–24.00




	
P6

	
1188

	
4438

	
422,999

	
152,280

	
7:30–24:00




	
P7

	
1177

	
2085

	
42,836

	
15,421

	
6:00–24:00




	
P8

	
993

	
6542

	
426,007

	
141,242

	
6:00–24:00




	
Residence

	
R1

	
1192

	
1460

	
287,606

	
71,121

	
Variable




	
R2

	
1192

	
1452

	
349,046

	
77,020




	
R3

	
1188

	
1744

	
396,849

	
107,516




	
R4

	
1186

	
1300

	
307,512

	
67,327




	
R5

	
1125

	
1753

	
322,121

	
73,716




	
R6

	
969

	
1019

	
143,328

	
36,916




	
R7

	
1004

	
1990

	
266,097

	
62,171








HDD: heating-degree days; GHG: greenhouse gases.
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Table 2. Main construction characteristics: canteen buildings.






Table 2. Main construction characteristics: canteen buildings.





	
Building

	
Exterior Walls

	
Roof

	
Year of Construction






	
C1

	
Double brick wall + insulation

	
Concrete slab + insulation + pitched clay tile roof

	
2002




	
C2

	
Concrete slab + insulation + flat ceramic tile roof

	
1997




	
C3

	
Concrete slab + insulation + metal panel roof

	
2006




	
C4

	
2005











[image: Table] 





Table 3. Main construction characteristics: office buildings.






Table 3. Main construction characteristics: office buildings.





	
Building

	
Exterior Walls

	
Roof

	
Year of Construction






	
O1

	
Metal panels + steel frame + insulation

	
Metal panels + insulation

	
2010




	
O2

	
Double brick wall + insulation

	
Concrete slab + insulation + flat gravel roof

	
1997




	
O3

	
Concrete slab + insulation + flat tile roof

	
2001




	
O4

	
Single brick wall + exterior insulation

	
2002
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Table 4. Main construction characteristics: pedagogic buildings.






Table 4. Main construction characteristics: pedagogic buildings.





	
Building

	
Exterior Walls

	
Roof

	
Year of Construction






	
P1

	
Double brick wall, no insulation

	
Concrete slab + fibre cement panels

	
1984




	
P2

	
Double brick wall + insulation

	
Concrete slab + insulation + metal panels

	
2003




	
P3

	
Double brick wall, no insulation

	
Concrete slab + insulation + flat tile roof

	
1996




	
P4

	
Double brick wall + insulation

	
2003




	
P5

	
Single brick wall + insulation + metal panels

	
Metal panels, no insulation

	
2000




	
P6

	
Double brick wall + insulation

	
Concrete slab + insulation + flat tile roof

	
2006




	
P7

	
2003




	
P8

	
2001
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Table 5. Main construction characteristics: residence buildings.






Table 5. Main construction characteristics: residence buildings.





	
Building

	
Exterior Walls

	
Roof

	
Year of Construction






	
R1

	
Double brick wall + insulation

	
Concrete slab + pitched clay tile roof (no insulation)

	
1996




	
R2

	
1997




	
R3

	
1998




	
R4

	
2002




	
R5

	
1992




	
R6

	
Concrete slab + insulation + pitched clay tile roof

	
2004




	
R7

	
Concrete slab + insulation + flat pebble roof

	
2002
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Table 6. Statistical parameters of EUI [kWh/m2] by typology of building.






Table 6. Statistical parameters of EUI [kWh/m2] by typology of building.





	Typology
	Sample Size
	Mean
	Standard Deviation
	Minimum
	Percentile 25th
	Median
	Percentile 75th
	Maximum





	Canteen
	4
	265.64
	38.69
	214.21
	237.14
	272.23
	294.14
	303.89



	Office
	4
	66.74
	32.02
	23.06
	43.04
	74.74
	90.43
	94.42



	Pedagogic
	8
	87.42
	61.53
	20.54
	41.06
	80.22
	114.81
	206.61



	Residence
	7
	194.23
	44.12
	133.72
	140.66
	196.99
	236.55
	240.39
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Table 7. Estimated energy savings by typology of building: scenario 1 and scenario 2.






Table 7. Estimated energy savings by typology of building: scenario 1 and scenario 2.





	
Typology

	
Energy Consumption [kWh]

	
Energy Savings Potential




	
Scenario 1

	
Scenario 2




	
[kWh]

	
[%]

	
[kWh]

	
[%]






	
Canteen

	
1,593,201

	
47,218

	
3

	
184,042

	
12




	
Office

	
651,296

	
42,926

	
7

	
212,107

	
33




	
Pedagogic

	
3,629,049

	
546,645

	
15

	
1,738,147

	
48




	
Residence

	
2,072,559

	
163,593

	
8

	
575,825

	
28




	
Total

	
7,946,105

	
800,382

	
10

	
2,710,121

	
34












© 2018 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access article distributed under the terms and conditions of the Creative Commons Attribution (CC BY) license (http://creativecommons.org/licenses/by/4.0/).
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