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José Antonio Domı́nguez-Navarro
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Optimization of Spatial Conﬁguration of Multistrand Cable Lines
Reprinted from: Energies 2020, 13, 5923, doi:10.3390/en13225923 . . . . . . . . . . . . . . . . . . . 211

vi

About the Editors
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Abstract: Subhourly modeling of power systems and the use of the stochastic optimization are two
relevant solutions proposed in the literature to address the integration of stochastic renewable energy
sources. With this aim, this paper deals with the effect of different formulations of the subhourly
stochastic unit commitment (SUC) problem on power system dynamics. Different SUC models are
presented and embedded into time domain simulations (TDS) through a cosimulation platform.
The objective of the paper is to study the combined impact of different frequency control/machine
parameters and different SUC formulations on the long-term dynamic behaviour of power systems.
The analysis is based on extensive Monte Carlo TDS (MC-TDS) and a variety of scenarios based on
the New England 39-bus system.
Keywords: subhourly modeling; stochastic unit commitment; cosimulation method; sensitivity
analysis; power system dynamic performance

1. Introduction
1.1. Motivation
Subhourly modeling of power systems is seen as a solution to different problems in power systems.
For example, ENTSO-E has recommended that in order to tackle the phenomena of deterministic
frequency deviation (DFD) in the European power systems the following measures have to be taken:
Introduction of 15-min market schedules and balancing; Introduction of 15-min period imbalance settlement in
each balancing area [1]. Subhourly modeling is thus to be preferred compared to the conventional hourly
dispatch. Given its short time scale, it makes sense to embed the subhourly unit commitment (UC)
into a time domain simulator as it can overlap with relevant long-term power system dynamics [2],
and analyse its impact on power system dynamic behaviour [3]. On the other hand, while it is
well-known that inertia of synchronous machines is the parameter on which system stability mostly
depends in the ﬁrst seconds after a major contingency, other frequency control parameters help keeping
the frequency within certain limits most of the time (which is another major task of system operators).
To study the effect of these parameters on long-term frequency deviations, one would need to use
dynamic equations with stochastic terms and perform long-term dynamic simulations [4].
The objective of the paper is to assess the impact of different implementations of stochastic UC
problem formulations on power system dynamics and their sensitivity with respect to the parameters
of primary and secondary controllers of conventional power plants.
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1.2. Literature Review
Subhourly variability of renewable energy sources (RES) is not the only challenge that system
operators have to deal with. The inherent uncertainty related to RES forecast, in particular wind
and solar power, has also to be considered when scheduling the system [5]. A way to address this
problem proposed in the literature is by making use of subhourly stochastic UC formulations (SUC) [6].
For instance, in [7] the authors propose a stochastic real-time market with 15-min dispatch intervals and
show that it outperforms the relevant deterministic approach. In [8], a stochastic economic dispatch
(15 min dispatch interval) is proposed where the authors conclude that the stochastic approach leads to
lower operating costs compared to that of the deterministic approach. Nevertheless, they acknowledge
the computational burden of the stochastic approach as the main limitation for practical applications.
There is a concern about the impact of low level of inertia and reduced frequency regulation on
the long-term dynamic behaviour of power systems as the RES penetration increases [9]. Regarding
UC models, this issue has been tackled so far by proposing some linear frequency constraints [10].
The major limitation of these approaches is that the dynamics of the system are oversimpliﬁed.
The recently proposed cosimulation framework proposed in [3] solves this issue and is further
developed in this work.
There are currently very few works that focus on the effect of frequency control parameters on
the frequency deviations of the system. In [11], the authors propose a feedback controller method for
frequency control and perform a sensitivity analysis of the effect of varying governor droop parameter
(R). This reference shows that a value of R between 3% and 4% leads to a better dynamic behaviour
of the system after a disturbance. However, only short-term dynamic simulations are considered. In
a recent work [4], the authors propose a method that allows ﬁnding the frequency probability density
function of power systems, and conclude that the dead-band width of turbine governors (TGs) and the
aggregate droop are the only parameters that have great impact on the long-term frequency deviations,
while inertia has little impact.
In this work, we use as starting point [12,13]. Reference [12] discusses the impact of a subhourly
deterministic UC problem power system dynamics. Whereas the focus of [13] is on the effect of
different SUC strategies and different wind power uncertainty and volatility within SUC on power
system dynamics. Based on these works, we present here a thorough sensitivity analysis related to
different control parameters as well as a comparison on the effect of different SUC models on the
long-term dynamic behaviour of power systems.
1.3. Contributions
This paper provides the following original contributions.
•
•
•

•

A cosimulation framework that allows to assess the effect that different subhourly SUC models
have on the long-term dynamic behaviour of power systems.
A thorough sensitivity analysis with respect to the interaction between different subhourly SUC
models, different frequency control/machine parameters and power system dynamics.
Show through the aforementioned analysis that synchronous machine inertia has little effect on
the standard deviation of the frequency. This result is in accordance with the discussion provided
in [4].
Show that the gain of automatic generation control (AGC) is (most of the time) the main parameter
affecting the standard deviation of the frequency.

1.4. Organization
The rest of the paper is organised as follows. Section 2 starts by presenting the long-term dynamic
model of power systems. Then, it describes the modeling of wind power based on stochastic differential
equations (SDEs). Furthermore, it provides the models of primary and secondary frequency controllers
as well as the mathematical formulation of the standard mixed-integer linear programming (MILP),
2
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SUC. Section 2 also presents the formulation of a simpliﬁed and an alternative model of subhourly
SUC. Lastly, Section 2 also describes the cosimulation platform that combines the solution of the SUC
problem and the time integration of the SDAEs and explain the interactions between the two tools.
Section 3 discusses the results of the case study based on the New England IEEE 39-bus system. Finally,
Section 4 provides the relevant conclusions and future work.
2. Modeling
2.1. Stochastic Long-Term Power System Model
The large-scale deployment of stochastic renewable energy sources, e.g., wind, signiﬁcantly
increases the random perturbations and inevitably affects the safe and stable operation of power
systems [14]. As a result, the adoption of SDEs to model this randomness in power systems has gained
signiﬁcant interest in recent years. However, most of the literature focus on the impact of wind power
variability (modeled as SDEs) on transient and small-signal stability, respectively [15]. On the other
hand, stochastic long-term stability analysis of power systems has received little attention. This is of
particular importance considering the expected trends regarding the integration of RES into modern
power systems.
The stochastic long-term dynamic model of power systems can be represented as a set of hybrid
nonlinear SDAEs [16], as follows:
ẋ = f ( x, y, u, z, η̇) ,
0 = g ( x, y, u, z, η) ,

(1)

η̇ = a( x, y, η) + b( x, y, η) ζ ,
where f and g represent the differential and algebraic equations, respectively; x and y represent the
state and algebraic variables, such as generator rotor speeds and bus voltage angles, respectively;
u represents the inputs, such as the schedules of synchronous generators; z represents discrete variables;
η represents the stochastic characterization of wind speed; a and b are the drift and diffusion of the
SDEs, respectively; and ζ is the white noise. It is worth mentioning that (1) is solved using numerical
integration techniques. This is possible as the algebraic equations g, in (1), do not explicitly depend
on white noises ζ, or on η̇ [16]. In this work, an implicit trapezoidal integration method is used for
functions, f and a, while the Euler–Maruyama method is used to integrate the stochastic term b.
Further details related to the numerical integration of the SDAEs can be found in [16].
It is necessary to consider both electromechanical and long-term dynamic models, when one
performs stochastic long-term dynamic simulations [17]. With this regard, (1) includes the dynamic
models of conventional machines (4th order models) and their primary controllers; AGC; wind power
plants (5th order Doubly-Fed Induction Generator) [18]; the model of subhourly SUC.
2.2. Wind Power Modeling
Modeling wind power as a stochastic source is crucial in long-term dynamic studies [19]. With this
aim, Equation (1) model wind power variations as a stochastic perturbation with respect to the wind
generation forecast. More speciﬁcally, we use Ornstein–Uhlenbeck processes (modeled as SDEs) to
represent the volatile nature of the wind speed variations vs , that feeds the wind turbines, as follows:
vs (t) = vs0 + ηv (t) ,
η̇v (t) = αv (μv − ηv (t)) + bv ζ v ,

(2)

where vs0 represents the initial value of the wind speed; ηv represents the stochastic variable which
depends on the drift αv (μv − ηv ), and the diffusion term bv of the SDEs; αv represents the mean
reversion speed, and shows how quickly ηv tends towards its mean μv ; ﬁnally, the white noise is
represented by ζ v .
3
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2.3. Primary and Secondary Frequency Controllers of Conventional Power Plants
The displacement of conventional synchronous generators and their replacement with
non-synchronous stochastic sources leads to a decrease in the overall inertia of the system, reduction of
secondary frequency regulation and an increase of the aggregated system droop [4]. In general, this can
lead to large frequency deviations and therefore it is crucial to study such an impact on the dynamic
behaviour of power systems. Motivated by the above, the paper make use of a recent cosimulation
platform proposed by the authors to perform a sensitivity analysis where the parameters of primary
and secondary controllers are varied and their effect on the long-term dynamic behaviour of power
systems is observed. In this work, the frequency of the center of inertia of the system, ωCOI , is utilised
to monitor the overall long-term dynamic behaviour of power systems. Its expression is [18]:
ωCOI =

∑ g∈G Mg ω g
,
∑ g∈G Mg

(3)

where ω g and Mg are the rotor speed and the starting time (which is twice the inertia constant) of the gth
synchronous machine, respectively. Mg is an intrinsic part of the machine and as such deeply impacts
on the dynamic behaviour of the machine and of the system. It appears in the electromechanical swing
equations of the machine, as follows [17]:
dδg
= ω g − ωCOI ,
dt
dω g
= pm,g − pe,g (δg ) ,
Mg
dt

(4)

where δg , pm,g and pe,g are the rotor angle, the mechanical power and the electrical power of the gth
synchronous machine, respectively.
A standard control scheme of a primary frequency control of a synchronous power plant is
depicted in Figure 1 [18]. The model of the primary frequency control of synchronous machines
includes an ensemble of the models of the turbine, the valve and the turbine governor. These
regulate the mechanical power of the machine (pm,g ) through the measurement of the rotor speed
ω g . The conventional primary frequency regulator consists of a droop (R g ) and a lead-lag transfer
function that models regulator and turbine combined dynamics. Finally pord,g is the active power
order set-point as obtained by the solution of the SUC problem (p g,t,ξ )—as thoroughly discussed in
Section 2.4—and the signal sent by the secondary frequency control (Δp g )—discussed at the end of
this section. Speciﬁcally, pord,g is given by:
pord,g = p g,t,ξ + Δp g .

(5)

The main purpose of the primary frequency control is to restore the power system frequency
at a quasi-steady state value following a disturbance into the power system. This control is locally
implemented and takes place on time scales of tens of seconds.
pord,g
ωref

+
−

1/Rg

T 2,g s + 1

ωg

pm,g

+

T 1,g s + 1
+

Pmin
m,g
Figure 1. Standard turbine governor control scheme.
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A simple control scheme of a secondary frequency control or automatic generation control (AGC)
is shown in Figure 2. In its simplest implementation, the AGC consists of an integrator block with
gain K0 that coordinates the TGs of synchronous machines to nullify the frequency steady-state error
originated by the primary frequency control by sending the active power corrections set-points Δp g .
These signals are proportional to the capacity of the machines and the TG droops R g . The AGC is
a centralised control and takes place on the time scales of tens of minutes.

R1

ωref

Δp

K0
s

+
−

1
Rtot

Rg

Δp1

Δpg

ωCOI
Rn

Δpn

Figure 2. Simple automatic generation control (AGC) control scheme.

An in-depth discussion of power system dynamics and frequency control is beyond the scope
of this paper. The interested reader can ﬁnd further information regarding the relevant relationship
between the above variables, namely, inertia M, droop R, and gain K, in dedicated monographs,
e.g., [17,18].
2.4. Stochastic Unit Commitment
Over the last decade, there has been a signiﬁcant interest to better represent uncertainty in the UC
models due to the integration of highly variable RES. Traditionally, the uncertainty in these models
have been managed by scheduling some speciﬁc amount of reserves (e.g., as a percentage of the total
demand). However, this may lead to suboptimal solution of the UC problem and thus impact system
security. A common solution to this problem is to use stochastic optimization, in particular, two-stage
stochastic programming [20]. A two-stage SUC model uses a probabilistic description of uncertain
nature of parameters, e.g., wind power generation, in the form of scenarios, [21], as follows:
min
H,W

F
SD SD
+ CgSU zSU
∑ ∑ (CgF zg,t
g,t + Cg z g,t )

t∈T g∈G



+



∑ πξ ∑ ∑

t∈T l ∈L

ξ ∈Ξ

(6)

CgV p g,t,ξ

+

∑∑

t∈T l ∈L

C L LSH
l,t,ξ

such that
SD
F
F
zSU
g,t − z g,t = z g,t − z g,t−1 ,

zSU
g,t

− zSD
g,t

=

zSU
g,t

+ zSD
g,t

≤ 1,

F
z g,t

− ISg ,

t

τ =t−UTg +1
t

∑

τ =t− DTg +1

(7)

∀ g, ∀t ∈ {1}

(8)

∀ g, ∀t ∈ {1..., T }

(9)

DW
∀ g, ∀t ≤ LUP
g + Lg

(10)

F
zSU
g,τ ≤ z g,t ,

DW
∀ g, ∀t > LUP
g + Lg

(11)

F
zSD
g,τ ≤ 1 − z g,t ,

DW
∀ g, ∀t > LUP
g + Lg

(12)

F
DW
z g,t
= ISg , LUP
> 0,
g + Lg

∑

∀ g ∈ G , ∀t ∈ {2..., T }

5
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∑

g∈Gn

−

p g,t,ξ −

∑

f ∈Fn

∑

l ∈Ln

W SP
f ,t,ξ =

Ll,t +

∑

m∈Mn

∑

l ∈Ln

LSH
l,t,ξ +

∑

f ∈Fn

(13)

W f ,t,ξ

(θn,t,ξ − θm,t,ξ )
,
Xn,m

∀n, ∀t, ∀ξ ∈ Ξ

F
p g,t,ξ ≤ Pgmax z g,t
,

p g,t,ξ ≥

F
Pgmin z g,t
,

F
,
p g,t,ξ ≤ ( PgIS + RUg )z g,t

p g,t,ξ ≥

( PgIS

−

F
RDg )z g,t
,

p g,t,ξ − p g,t−1,ξ ≤

F
(2 − z g,t
−1

∀ g, ∀t, ∀ξ ∈ Ξ

(14)

∀ g, ∀t, ∀ξ ∈ Ξ

(15)

∀ g, ∀t ∈ {1}, ∀ξ ∈ Ξ

(16)

∀ g, ∀t ∈ {1}, ∀ξ ∈ Ξ

(17)

F
− z g,t
) PgSU

F
F
+ (1 + z g,t
−1 − z g,t ) RUg ),

(18)

∀ g, ∀t ∈ {2, ..., T }, ∀ξ ∈ Ξ

F
F
SD
p g,t−1,ξ − p g,t,ξ ≤ (2 − z g,t
−1 − z g,t ) Pg
F
+ (1 − z g,t
−1

F
+ z g,t
) RDg ),

(19)

∀ g, ∀t ∈ {2, ..., T }, ∀ξ ∈ Ξ

LSH
l,t,ξ ≤ Ll,t ,
W SP
f ,t,ξ

≤ W f ,t,ξ ,

max
− Pn,m
≤

(θn,t,ξ − θm,t,ξ )
max
≤ Pn,m
,
Xn,m

∀l, ∀t, ∀ξ ∈ Ξ

(20)

∀ f , ∀t, ∀ξ ∈ Ξ

(21)

∀n, m ∈ Mn , ∀t, ∀ξ ∈ Ξ

(22)

SP
p g,t,ξ , LSH
l,t,ξ , W f ,t,ξ ≥ 0,

∀ g, ∀l, ∀ f , ∀t, ∀ξ ∈ Ξ

(23)

F
SD
z g,t
, zSU
g,t , z g,t ∈ {0, 1},

∀ g, ∀t

(24)

with initial state conditions:

ISg =

1 if ONg > 0
0 if ONg = 0

LUP
g = min { T, (UTg − ONg ) IS g }
L DW
= min{ T, ( DTg − OFFg )(1 − ISg )}
g
The SUC problem (6)–(24) is a standard model proposed in the literature. Its objective is to
minimise the ﬁxed cost (CgF ), start-up cost (CgSU ), shut-down cost (CgSD ), and variable cost (CgV ) of the
synchronous generators, as well as the cost of involuntarily demand curtailment, (6). Equations (7)–(9)
represent the logical expression between different binary variables (ON/OFF commitment status).
Equations (10)–(12) represent the minimum and maximum up- and down-time constraints of the
synchronous generators. Equation (13) model the power balance constraint. Equations (14) and (15)
model the capacity limits of synchronous generators, while their respective ramping limits are modeled
through (16)–(19). The limits of the demand and wind power curtailment are modeled through (20) and
(21). Equation (22) represent the transmission capacity limits. Last, Equations (23) and (24) represent
variable declarations.
F , zSU , zSD that model the status
The SUC problem (6)–(24) includes ﬁrst-stage variables z g,t
g,t
g,t
of the machines g in time period t (e.g., start-up/shut-down status) and second-stage variables
SP
p g,t,ξ , LSH
l,t,ξ , W f ,t,ξ , θn,t,ξ that model the active power of the synchronous machines g, the power
curtailment from load l, wind power curtailment from wind production unit f , and voltage angle at
node n, in time period t and scenario ξ, respectively. The interested reader can ﬁnd further details of
the SUC in [22] and references therein.

6
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The problem (6)–(24) is based on [22] and is the reference complete SUC formulation considered
in the case study. Note that the cosimulation framework is general and allows to assess the impact of
any other model of SUC on power system dynamics.
If one considers only one scenario, the set of Equations (6)–(24) reduces to a deterministic UC
problem. In the following we use the notation “SUC” to indicate a stochastic formulation, i.e., the set Ξ
consists of more than one scenario, and the notation “DUC” for the deterministic case.
2.5. Simpliﬁed SUC Formulation
The level of complexity of SUC formulations proposed so far in the literature vary signiﬁcantly [23].
For example, a well-assessed MILP SUC formulation is provided in [22]. Such a model takes into
consideration several technical constraints, e.g., ramping limits of generators and capacity limits of
transmission lines, just to mention some. These constraints improve the performance of the schedules
but are not crucial in this paper, which focuses on the impact on long-term power system dynamics.
Hence, a simpliﬁed model of SUC is considered, as follows:

minimize
F ,p
z g,t
g,t,ξ

∑ ∑

t∈ΞT g∈G

F
CgF z g,t
+

∑

ξ ∈Ξ

πξ



∑ ∑

t ∈ ΞT g ∈ ΞG

CgV p g,t,ξ

(25)

such that

∑

g ∈ ΞGn

F
,
p g,t,ξ ≤ Pgmax z g,t

∀ g, ∀t, ∀ξ ∈ Ξ

(26)

p g,t,ξ ≥

∀ g, ∀t, ∀ξ ∈ Ξ

(27)

∀n, ∀t, ∀ξ ∈ Ξ

(28)

∀ g ∈ ΞG , ∀ t ∈ ΞT

(29)

p g,t,ξ −

F
Pgmin z g,t
,

∑

l ∈ ΞLn

Ll,t +

∑

k ∈ ΞKn

Wk,t,ξ =

∑

m ∈ ΞMn

(θn,t,ξ − θm,t,ξ )
,
Xn,m

F
∈ {0, 1},
z g,t

F is a ﬁrst-stage decision variable that models the status (ON/OFF) of the conventional
where z g,t
machines in time period t; CgF and CgV represents the ﬁxed and variable production cost of generation
unit g, respectively; πξ is the probability of wind power scenario ξ; p g,t,ξ is a variable that represents
the active power of the machine g in scenario ξ and time period t; Pgmax and Pgmin represents the
maximum and minimum active power limits of generation unit g, respectively; Ll,t represents the
demand for load l at time period t; Wk,t,ξ is the wind power production of wind generation unit k, θn,t,ξ
are the voltage angles at node n and at time period t in scenario ξ, respectively; Xn,m is the reactance of
the transmission line n − m; and ΞKn , ΞMn represents the sets of wind power generation connected at
node n, and nodes m ∈ N connected to node n through a line, respectively. Finally, constraints (25) to
(29) model the objective function, maximum and minimum power output of generators, nodal power
balance equation (DC power ﬂow), and variable declarations, respectively.

2.6. Alternative SUC Formulation
The literature provides several different formulations of the SUC problem [24]. Therefore it is
relevant to compare and study the impact that these models have on the power system dynamic
behaviour. In this context, an alternative subhourly SUC model with respect to the one discussed in
the previous section has been adapted based on [25], as follows:
minimize

∑ ∑

F ,p ,rU ,r D ,W
z g,t
g,t g,t,ξ g,t,ξ
k,t t ∈ ΞT g ∈ ΞG

SU
Cg,t
+ CgV p g,t



+

∑ πξ ∑ ∑

ξ ∈Ξ

t ∈ ΞT g ∈ ΞG



D
CgV (rU
g,t,ξ − r g,t,ξ )
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such that
SU
F
F
≥ CgSU (z g,t
− z g,t
Cg,t
−1 ),
SU
Cg,t

≥ 0,

F
F max
Pgmin ≤ p g,t ≤ z g,t
Pg ,
z g,t

∑

p g,t +

g ∈ ΞG

∑

k ∈ ΞK

Wk,t = Lt ,

F
D
F max
Pgmin ≤ ( p g,t + rU
,
z g,t
g,t,ξ − r g,t,ξ ) ≤ z g,t Pg

∀ g, ∀t

(31)

∀ g, ∀t

(32)

∀ g, ∀t

(33)

∀t

(34)

∀ g, ∀t, ∀ξ

(35)

∀t, ∀ξ

(36)

U max
0 ≤ rU
,
g,t,ξ ≤ R g,t

∀ g, ∀t, ∀ξ

(37)

0≤

∀ g, ∀t, ∀ξ

(38)

∀ g, ∀t

(39)

∑

g ∈ ΞG

D
( p g,t + rU
g,t,ξ − r g,t,ξ ) +

D
r g,t,ξ

≤

∑

k ∈ ΞK

max
RD
,
g,t

F
∈ {0, 1},
z g,t

Wk,t,w = Lt ,

SU models the start-up cost
where, apart from the variables and parameters already deﬁned above, Cg,t
D
of generation unit g incurred at the beginning of time period t; rU
g,t,ξ and r g,t,ξ are decision variables
and represents the increase and decrease in the active power output of generation unit g at time period
t, respectively, say, during real-time operation (e.g. to compensate wind power ﬂuctuations); while all
other parameters and variables have analogous meanings as in the previous SUC formulation.
The main difference between problem (30)–(39) and problem (25)–(29) is that in the former the
active power of generation units, p g,t , is a ﬁrst-stage variable and does not adapt to the uncertainty
realization. Note that model (25)–(29) has a slightly different objective function, namely, it does not
SU ) as compared to that of model (30)–(39).
include the start-up cost (Cg,t

2.7. Cosimulation Framework
The cosimulation method allows coupling different subdomain models, like, for example, power
systems and electricity markets, and is currently one of the most used to study the behaviour of
modern power grids [26]. Figure 3 depicts the structure of the cosimulation framework, and shows
the interaction between the discrete model of the SUC and dynamic model of SDAEs. The software
tool DOME [27] takes care of the entire cosimulation, in particular, the exchange of information from
one model to the other. Note that each model is solved independently, i.e., the subhourly SUC in
Gurobi [28], and SDAEs in the dynamic software tool DOME. Both models communicate together in
every time period t, e.g., 5 min, by exchanging their outputs as indicated in Equation (5).
On the other hand, the subhourly SUC models uses as an input the forecast of wind and loads,
which are obtained based on the realizations of the stochastic processes (utilizing a Monte Carlo
method). These realizations (output of SDAEs) deﬁne the “reality” that has to be updated to solve the
next SUC problem (see Figure 3).

8

Energies 2020, 13, 1468

Static &
Dynamic Data

SUC Data

SDAEs
pord,1

+

pm,1

+

ω1

Δp1
pg,t,ξ

SUC

ωCOI

AGC

(Gurobi)

Δpn

+
+

pe,1

TG

pord,n

Wind & Load Forecast

Grid
ωn

TG

Forecast

pm,n

pe,n

Actual Wind & Load

Dome Framework
Figure 3. Structure of the interaction between the discrete model of the stochastic unit commitment
(SUC) and dynamic model of SDAEs.

3. Case Study
This Section is organised as follows. Section 3.1 provides a sensitivity analysis of the impact of
different frequency controllers/machine parameters using a complete SUC, a DUC, a simpliﬁed SUC
and an alternative SUC model, and different scheduling time periods. This analysis allows comparing
and drawing conclusions on the effect of these parameters on the dynamic performance of the system.
Section 3.2 compares the impact that different models of SUC have on the dynamic performance of
power systems.
A modiﬁed New England IEEE 39-bus system [29] is used in all simulations, where the data of the
SUC are taken from [30]. In particular, the value of load curtailment (present in the reference model of
SUC) is taken equal to $1000/MWh [21]; the cost of wind is assumed zero; the value of the ﬁxed (CgF )
and variable (CgV ) cost coefﬁcients is taken equal to the ﬁxed and proportional cost coefﬁcients a ($/h)
and b ($/MWh), respectively, in [30]. The focus of this work is on the ﬁrst 4 h of the planning horizon.
Furthermore, the wind proﬁle is modeled as in [13].
Wind power uncertainty, volatility and rolling planning horizon within the SUC are modeled
as in [13]. In particular, three wind power scenarios are considered, namely, low, medium, and high.
The medium scenario considers a 25% wind penetration level, while the low and high scenario are
built according to the maximum variation width. Moreover, three wind power plants are considered
and connected at bus 20, 21 and 23, respectively, with a nominal capacity of 300 MW each. It should be
noted that this number of scenarios is considered sufﬁcient as it was shown in [13] that increasing the
number of scenarios leads to similar effect on the dynamic performance of the system.
The results of the case study are based on a Monte Carlo method, where 50 simulations
are considered for each scenario. Moreover, the standard deviation of the frequency of the COI,
σCOI , is computed as the average of the standard deviation obtained for each trajectory. The SUC
models (6)–(24), (25)–(29) and (30)–(39) are modeled using the Gurobi Python interface [28], whereas
all simulations are obtained using a Python-based software tool for power system analysis, called
DOME [27].
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3.1. Sensitivity Analysis of the Impact of Different Frequency Controllers/Machine Parameters
In this Section, we vary (one at a time) three relevant frequency control/machine parameters and
observe their impact on the standard deviation of the frequency.
The following base-case scenario is considered: the value of the gain of the AGC is taken equal to
K0 = 50, the value of the droop of the TGs is taken equal to R = 0.05, and the value of inertia of the
machines is taken equal to the original values. In the scenarios below, the total inertia of the system
and the gain of AGC is decreased up to 45% from the base case. Similarly, the aggregated system droop
is increased up to 45% from the base case. Finally, as system operators still rely on deterministic UC
and different subhourly scheduling time periods [31], this sensitivity is performed using 15- and 5-min
time periods and different SUC formulations.
In the following, the subindexes S and D indicate control parameters for stochastic and
deterministic scenarios, respectively.
3.1.1. SUC with 15-min Time Period
In this scenario, we use a 15-min scheduling time period and set the SUC probabilities for the
low, medium and high wind power scenario equal to 20%, 60%, 20%, respectively. Same probabilities
are used when solving the MC-TDS. Next, the relevant frequency control/machine parameters are
varied accordingly up to 45% of their base case value. Figure 4 shows the effect of the variation of
these parameters on σCOI .
The gain of AGC, KS , has the highest impact on σCOI . The relationship between the gain KS ,
the droop RS , and σCOI is almost linear within the used range. This indicates larger frequency
deviations as synchronous generators are replaced with RES (assuming that RES will not provide
frequency regulation). On the other hand, the inertia MS appears to have a small impact on long-term
frequency deviation. This result indicates that while the inertia is the main parameter impacting on
the frequency dynamics following a major contingency, this is not the case on its impact on the σCOI
(see also [4], which draws a similar conclusion).
3.1.2. DUC with 15-min Time Period
As discussed above, system operators still rely on a DUC formulation when scheduling the system.
Therefore it is important to compare the impact of the variation of the relevant control/machine
parameters on σCOI , using a SUC and a DUC. With this aim, we set the DUC probabilities for the low,
medium and high wind power scenarios equal to 0%, 100%, 0%, respectively. Thus, perfect forecast,
which corresponds to the medium scenario, is assumed. However, when solving the MC-TDS, 20%,
60%, 20% probabilities are used to generate the three wind power scenarios. This creates a mismatch
between forecast and actual wind variations and allows evaluating the robustness of the SUC and
DUC formulations.
Figure 4 shows the impact on σCOI of varying control/machine parameters. A relevant difference
with respect to the scenario above is that the droop R D has the highest impact on σCOI when its value
is ≥ 30% with respect to the base case. On the other hand, the gain of the AGC, K D and the inertia MD
have similar impact on σCOI as in the previous scenario. It appears that, the impact of different control
parameters on σCOI depends on the UC formulation (deterministic or stochastic). It is thus not obvious
which one (i.e., R or K) has the highest impact on σCOI . Figure 4 compares the results of scenario 1 and
2 and shows that using a SUC leads to lower variations of the frequency. Furthermore, it should be
noted that the differences between scenarios in Figure 4, for example, RS and R D after 28%, are due to
the fact that both models, namely, SUC and DUC, produce different schedules for generators.
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Figure 4. 15-min time period—σCOI as a function of different frequency controllers/machine
parameters using the complete SUC and DUC models.

Finally, although the focus of this paper is on the impact of different SUC models on the dynamic
behaviour of the system, it is relevant to show the total operating cost for each model. With this
aim, Table 1 shows the total operating cost for each subhourly UC model. For the considered case,
the complete SUC and DUC produce very similar operating costs, namely, 412,000$ and 411,580$,
respectively. While the simpliﬁed SUC model provides a lower estimate of the operating costs, namely,
398,000$, as it is less constrained. The alternative SUC model results in lower operating costs compared
to others models (complete SUC, simpliﬁed SUC and DUC), namely, 339,470$, mainly due to the fact
that it has a slightly different objective function, e.g., it does not include the ﬁxed cost.
Table 1. 15-min time period—total operating costs for different UC models.

Model

Total Operation Cost ($)

SUC (Complete)
SUC (Simpliﬁed)
SUC (Alternative)
DUC

412,000
398,000
339,470
411,580

3.1.3. Sensitivity Analysis Using the Simpliﬁed and Alternative SUC, and 15-min Time Period
Here, we perform the same sensitivity analysis as above, but this time using the simpliﬁed and
alternative SUC models, respectively. Such an analysis allows comparing and drawing conclusions
on the impact of different frequency control/machine parameters on σCOI , using different subhourly
SUC models. With this aim, Figure 5 shows the relevant results of the sensitivity analysis. Note that
the subindexes Sim and Alt indicate control parameters for simpliﬁed and alternative SUC scenarios,
respectively. As expected, results are, in general, very similar to the ones discussed in previous sections.
The gain of the AGC, in this case, KSim and K Alt , has most of the time the highest impact on σCOI , as
well as the inertia of the machines appears to have a small impact. Moreover, using an alternative SUC
model and varying its relevant parameters leads to lower variations of the frequency. This is due to
the fact that the alternative SUC model schedules more generators to be online compare to the other
three UC models. Thus, depending on the SUC model, different control parameters (e.g., K or R) can
have different impact on σCOI .
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Figure 5. 15-min time period—σCOI as a function of different frequency controllers/machine
parameters using the simpliﬁed and alternative SUC models.

3.1.4. SUC with 5-min Time Period

σCOI (10−4 ) [pu(Hz)]

This scenario investigates whether a shorter scheduling time period of SUC, namely, 5 min,
changes the results and conclusions drawn for the 15-min time period. Due to the shorter time period,
the wind power uncertainty level within SUC is lower compared to the previous section. Both SUC
and MC-TDS probabilities for the low, medium and high scenarios are set equal to 20%, 60% and 20%,
respectively.
Figure 6 shows the effect of the variation of the relevant control parameters on σCOI . The most
visible effect of reducing the time period to 5 min is that the value of σCOI decreases in all scenarios
due to a lower wind power uncertainty. In this case, the gain of the AGC, KS , has the highest impact
on σCOI . The relationship is linear in the considered range, which indicates the need to increase the
frequency regulation to keep long-term frequency deviations within certain limits. Finally, the inertia
has little effect on σCOI , supporting the conclusions above.
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Figure 6. 5-min time period—σCOI as a function of different frequency controllers/machine parameters.
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3.1.5. DUC with 5-min Time Period
Figure 6 shows the effect of the variation of control/machine parameters using a 5-min scheduling
and DUC. Results are very similar to the 5-min scheduling SUC. To better show the differences, Figure 6
compares the results of both scenarios, where it can be observed that the SUC leads, in general, to lower
frequency variations. In both scenarios, the gain of the AGC has the highest impact on σCOI , whereas
the inertia has a small impact.
3.2. Comparison of Different SUC Models
Even though system operators are skeptical regarding the use of SUC approaches due to their
complexity and transparency, they acknowledge the need to better represent uncertainty when
scheduling the system [24].
For this reason, the objective of this section is to compare the impact that these models have on
long-term power system dynamics. Such a comparison is made using a 15-min time period.
We ﬁrst compare the impact on the dynamic response of the New England 39-bus system of the
SUC formulations (6)–(24) (complete SUC) and (25)–(29) (simpliﬁed SUC).

Figure 7. Trajectories of ωCOI for 15-min time period and complete SUC.

Figure 8. Trajectories of ωCOI for 15-min time period and simpliﬁed SUC.
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Figures 7 and 8 show the ωCOI , of the complete and simpliﬁed SUC models, respectively. The two
formulations returns an almost identical ωCOI , namely σCOI = 0.000800 pu(Hz) for the complete
SUC and, while that of the simpliﬁed SUC is σCOI = 0.000794. Speciﬁcally, the difference is about
1%. Figures 9 and 10 show the mechanical power of the conventional synchronous generators 1, 2
and 4, of the complete and simpliﬁed SUC model, respectively. The two models produce similar
schedules. In fact, at the beginning of the planning horizon, the simpliﬁed SUC model alternates the
schedules for generators 2 and 4, and after some time (i.e., after 6000 s) it produces the same schedules
as the complete SUC model. It appears, thus, that for this particular system and for normal operation
conditions, the differences between using a complete SUC model and a simpliﬁed one are negligible.
These results suggest thus that an involved UC formulation is not necessarily the best in normal
operating conditions of the system.

Figure 9. Mechanical power of synchronous generators 1, 2 and 4, for 15-min time period and complete
SUC model.

Figure 10. Mechanical power of synchronous generators 1, 2 and 4, for 15-min time period and
simpliﬁed SUC model.
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Next, we compare the impact on system dynamics of the problem (6)–(24) (complete SUC) and
the problem (30)–(39) (alternative SUC) described in Section 2.6. With this aim, a MC-TDS per each
SUC formulation is carried out.
Figure 11 shows ωCOI for the alternative SUC model. Compared to the complete SUC model
(see Figure 7), the alternative formulation leads to lower frequency variations, i.e., σCOI = 0.000390.
In other words, the differences between the models is about 48%. This is due to fact that the two SUC
formulations produce slightly different schedule for generators. Speciﬁcally, the alternative SUC model
schedules a few more generators (Figure 12) compared to the complete SUC model (Figure 9). This, in
turn, implies more regulation, which helps better manage wind uncertainty. This can be observed in
Figure 11 where, in the time between two scheduling events—i.e., 15 min—frequency variations are
lower due to the increased frequency regulation available in the system.

Figure 11. Trajectories of ωCOI for 15-min time period and alternative SUC model.

Figure 12. Mechanical power synchronous generators 1, 2 and 4, for 15-min time period and alternative
SUC model.

This result had to be expected. From the dynamic point of view, in fact, it is better to schedule
more conventional synchronous generators, which provide both primary and secondary frequency
regulations, rather than wind generation.
15
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4. Conclusions
In this paper we have performed a thorough sensitivity analysis in order to assess the impact on
long-term power system dynamics of different frequency control/machine parameters and different
subhourly SUC formulations.
Simulation results show that the gain of the AGC is the main parameter impacting the long-term
frequency deviation. On the other hand, synchronous machine inertia has a small effect on the standard
deviation of the frequency. Moreover, results suggest that the difference on the dynamic behaviour
of the power system are marginal when using a complete or a simpliﬁed SUC model. Furthermore,
a SUC leads to lower variations of the frequency compared to a DUC.
An interesting result is also that different formulations of the SUC problem can lead to schedule
conventional power plants in different locations and/or number. These differences can have
a signiﬁcant impact on long-term power system dynamics and hence the formulation of the SUC has
to be carefully chosen.
Regarding future work, we will consider closing the loop of the proposed cosimulation framework,
i.e. using relevant output of SDAEs for adjustment of SUC, and perform a similar sensitivity analysis
in order to illustrate the effectiveness and impact on electricity market of such a feedback.
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Abstract: As application of electric energy have expanded, the uninterruptible power supply (UPS)
concept has attracted considerable attention, and new UPS technologies have been developed. Despite
the extensive research on the batteries for UPS, conventional batteries are still being used in large-scale
UPS systems. However, lead-acid batteries, which are currently widely adopted in UPS, require
frequent maintenance and are relatively expensive as compared with some other kinds of batteries,
like metal-air batteries. In previous work, we designed a novel metal-air battery, with low cost and
easy maintenance for large-scale UPS applications. An extensive analysis was performed to apply
our metal-air battery to the hybrid UPS model. In this study, we focus on including an optimal
control system for high battery performance. We developed an algorithm based on receding horizon
control (RHC) for each fan of the cooling system. The algorithm reﬂects the operation properties
of the metal-air battery so that it can supply power for a long time. We solved RHC by applying
dynamic programming (DP) for a corresponding time. Diﬀerent variables, such as current density,
oxygen concentration, and temperature, were considered for the application of DP. Additionally, a
1.5-dimensional DP, which is used for solving the RHC, was developed using the state variables with
high sensitivity and considering the battery characteristics. Because there is no other control variable
during operation, only one control variable, the fan ﬂow, was used, and the state variables were
divided by section rather than a point. Thus, we not only developed a sub-optimal control strategy
for the UPS but also found that fan control can improve the performance of metal-air batteries. The
sub-optimal control strategy showed stable and 6–10% of improvement in UPS operating time based
on the simulation.
Keywords: cooling system; dynamic programming; metal-air battery; receding horizon control; state
variables; uninterruptible power supply

1. Introduction
To date, many electrical storage systems (ESS), such as novel types of batteries and ultracapacitors,
have been studied and applied to various systems. In particular, these batteries can improve the size or
Energies 2020, 13, 1611; doi:10.3390/en13071611
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weight aspects of the storage system making it small-size and easy to move. Large size is required for
ESS that optimize economical gain by charging/discharging large amounts of electrical energy and
for uninterruptible power supplies (UPS) supporting large electrical systems in emergencies. UPS
systems have studied by many researchers because UPS are essential for supporting electrical energy
stability. Before being applied to practical commercialization, a UPS is developed and studied through
modeling and simulation because of the scale [1–3].
However, UPS are often based on conventional batteries because of their economic convenience
and reliability. Among the UPS systems, the hybrid UPS (H-UPS) combines an electrical storage system
(ESS) with UPS, using lead-acid batteries as the source of DC voltage [4]. Currently, replacing the
batteries with an ultracapacitor is not aﬀordable, because of the price of the latter [5]. Lithium-ion
batteries, which are mostly used as a secondary battery, are also costly. Additionally, the secondary
batteries must be always activated when connected to the main power source. In this aspect, though
reliable, lead-acid batteries require frequent maintenance, and therefore they are not aﬀordable [6].
Therefore, UPS requires the introduction of new battery technologies, especially high-power UPSs
(those of more than 10 kW), which are more challenging. Among the commercially available batteries,
metal-air batteries have a high energy density and are inexpensive, when select metal electrodes are
used. Thus, they are widely studied as primary or secondary batteries, and small-capacity metal-air
batteries have already been commercialized as primary batteries [7,8]. However, they cannot be
used as rechargeable batteries, because they support only a few recharging cycles. For this reason,
metal-air batteries are suitable for high-power UPSs, which require high capacity and no recharge. In
these systems, the initial standby time after triggering can be supplemented by hybridization with a
small-sized lithium-ion battery. Thus, modeling and simulation of UPSs using metal-air batteries are
needed for their commercialization. In a previous study, we developed UPS model using experimental
cell data and theoretical analysis [9]. Simulation includes the controls for UPS and lithium-ion battery
which is a secondary battery on standby during normal situation. However, after initial operation,
when the primary battery, metal air battery, which is the main battery operates in earnest, only basic
control using constant fan ﬂow was applied.
Metal-air batteries are not widely used as energy storage devices in the industry. Thus, previous
researches on controlling metal-air batteries have focused on determining their parameters or supplying
stable energy [10–12]. However, the performance and lifespan of a battery is directly related to its
thermal management system that controls the temperature of the battery [13–15]. Unlike other batteries
for which the cooling system has already been studied, metal-air batteries have a signiﬁcant limitations
on air cooling because of its their consumption. Furthermore, previous studies have barely covered
air-cooling of metal-air batteries because of their unusual properties. Although studies for cooling
system control of metal-air batteries are fewer than for other batteries, control strategies for cooling
systems of other batteries have been studied [16,17]. Especially, Zhan developed a rule-based control
strategy for cooling PEM fuel cells in UPS systems [18].
This study devised a control strategy of air-cooling system for fuel supply using battery cell
experimental data. As the optimal control strategy for a cooling system aﬀects not only cooling but
also oxygen supply, an overall performance improvement of the metal air battery could be expected.
To do this, the detailed thermodynamics of metal-air battery among the UPS module were examined,
and state variables were calculated for each cell. Because the studies for the UPS system based on
metal-air battery are rare, detailed modeling of UPS system can be the ﬁrst contribution. Though
diﬃcult, we applied the existing discrete dynamic programming (DP) algorithm, optimization theory,
considering the characteristics of the metal-air battery. This is the second contribution of this paper
and main contents.
The paper is structured in ﬁve sections. After this Introduction, Section 2 presents the UPS
system modeling using prior research and thermodynamic models. Section 3 provides functions,
parameters, and analytical theories to solve the main optimal problem for control modeling and
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simulation. Section 4 arrange the result of the simulation and compare that with other control strategies.
Section 5 presents concluding remarks and the performance of the suggested control strategy.
2. UPS System Modeling
2.1. Prior Research
As previously mentioned, we developed a 64 kW UPS system using small-sized stacks of metal-air
batteries in a previous study [9]. The research represents an important experimental trial to develop a
UPS system based on metal-air batteries. The major point of the prior research was to determine the
entire composition of the system and a hybrid system using lithium-ion battery. Thermodynamic and
electromechanical analyses were performed assuming that the properties of the cells in each module of
the UPS system are uniform:
(1)
T1 = T2 = · · · = Tn
Cpmodule = Cpcase + Cpelectrolyte +

n


(2)

Cpcell,k

k =1

where T is the temperature, Cp is the heat capacity, and n is the number of cells in a module. The
parameters of the previous UPS model were also used in this study. Table 1 shows the parameters of
the iterative simulation and mechanical calculation used. A total of 20 fans that supply oxygen and
cool the module were located at the 20 inlet, and 20 fans at outlet. The ﬂow rate of these fans was
constant value in the previous study, i.e.:
Qt1 = QtN

2 ,1

+ QtO2 ,1 = Qt2 = · · · = Qtm = const

(3)

where Qtm is the ﬂow rate at time t on mth fan, QtN ,m , QtO ,m is the ﬂow rate of gas except oxygen, and
2
2
the ﬂow rate of oxygen gas.
Table 1. Values of the parameters in the UPS module.
Parameter
Stack area
Max load power
Module quantity
Stack voltage range
Cell stack quantity
Metal weight
Metal thickness
Electrolyte thickness
Cathode thickness
Separator thickness
Air tube thickness
Module volume

Basis

Value

current density ∼40 mA/cm2 , load current
330 A
load current 330 A, boost converter
eﬃciency
load current 330 A, max current density
min voltage 0.8 V, max voltage 1.1 V
voltage range, cell voltage
simulation result, demanded current 576 A
cell surface area, metal weight
simulation result, other variables
simulation result, other variables
simulation result, stack weight
cell array structure, airﬂow, air
consumption
cell, airﬂow

1.28 m2
370 A
0.16 m2 , 8 modules
180–200 V
170 cells
200 g/cell
0.15 mm/cell
2 mm
0.7 mm
0.3 mm
16 mm
Length : 2 m, Volume : 1.44 m3

The parameters were designed to satisfy the required speciﬁcation of up to 2 h runtime under
maximum electrical load with a simple constant ﬂow control. The 2 h runtime was the minimum
required speciﬁcation of the UPS until the main source is connected again. Though the simple constant
ﬂow control showed good performance under static load power, it was not optimized for diﬀerent
environments like changing electrical loads. Therefore, it did not show stable control performance in
this case, because it did not meet the electrical load and boundary conditions of a metal-air battery.
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2.2. Thermodynamic Model
To optimize the previous control strategy for a metal-air battery-based UPS, the thermal eﬀect of
each cell was modeled for a system of 180 cells per module. The heat in each cell was modeled using
the Gibbs potential energy and the voltage from the cell as:
Qheat (tk ) = Icell (tk )(Gzinc − Vcell (x(tk )))

(4)

where Qheat is the heat, Icell is the current in the cell, Gzinc is the Gibbs potential of the zinc oxide reaction,
Vcell is the voltage of the cell, and tk is the time at step k.
The cooling eﬀect and performance of the fans in each cell were also divided to simulate along
with the units. To calculate the heat coeﬃcient on a plate for natural convection, we used the
following equations:
⎧
⎫2
⎪
⎪
⎪
⎪
⎪
⎪
⎪
⎪
1
⎪
⎪
⎪
⎪
0.387Ra 6
⎨
⎬
0.825
+
(5)
Nu = ⎪
8 ⎪
⎪
⎪

⎪
⎪

⎪
⎪
9.16
27
⎪
⎪
0.492
⎪
⎪
1
+
⎩
⎭
Pr
where Nu is the Nusselt number, Ra is the Rayleigh number for natural convection, and Pr is the
Prandtl number, and:
Nu
LW
(6)
Cheat = Kair ∗ ∗ , L∗ = LH ×
L
2 ( LH + LW )
where Cheat is the heat coeﬃcient of the plate, Kair is the thermal conductivity of the air, and LH and LW
are the height and width of the plate, respectively.
A diagram of the stack structure and thermal eﬀect is presented in Figure 1.

Figure 1. Schematic of stack structure and thermo-dynamical mechanism.

The thermodynamics of each cell in the UPS module described in Figure 1 are modeled by the
following equations:
Qcase =

end

k =1

(Cceil,k ·Aceil,k ·ΔTceil,k + C f loor,k ·A f loor,k ·ΔT f loor,k ) + Cside,1 ·Aside,1 ·ΔTside,1 + Cside,end ·Aside,end ·ΔTside,end
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where Cx,k and Ax,k are the thermal conductivity and surface area of area x in kth cell, respectively; and:
Tk,t = Tk,t−1 +

d 
− Qcase,k − Qair,k − Qconduct near, k ·ΔT
Q
dT heat, k

Qconduct near,k = Qconduct,k−1 + Qconduct,k+1

(8)
(9)

kth

where Tk,t is the temperature of the
cell at time t, Qcell,k is the heat of the chemical reaction, Qcase,k is
the (negative) heat of the natural cooling from the aluminum case, Qair,k is the negative heat forced by
air-cooling, and Qconduct near,k is the negative heat caused by conduction to the neighboring cell.
2.3. UPS Simulation and Fan Control
Many UPS control studies have been conducted on the control of the circuit-level inverter, input,
and output current to stabilize the voltage, e.g., [19–21]. Here, we assumed a stable electrical load and
supply from the UPS model to the battery model, because our metal-air battery model focused on the
power supply at the stack-level and on the operation time for a given electrical load. The main target of
this study is the fan ﬂow, which can be controlled during operation to improve the performance which
includes operating time and stability of the UPS model. The system used in this study consists of
stacked modules, which were modeled using the experimental data of the cell units. Thus, the system
is a nonlinear discrete state-space model that can be deﬁned simply as:
x(t + 1) = f (x(t), u(t)), y(t) = g(x(t)). t = 1, 2, 3, . . . , tend

(10)

Here, x(t) is the state, y(t) is the output, u(t) is the control input, f is the modeled system function
computing the states of next step by the state of prior step, and g is the modeled system function
computing the output by the state of this step.
The UPS model consists of a hybrid system that supplies stable electrical power. A lithium-ion
battery that operates only initially is always connected to the main power system. A metal-air battery
operates as the main source after it starts generating electric energy stably. Here, we developed
a strategy to control the module containing the metal-air battery. The metal-air battery module is
modeled by electrochemical formulas obtained from experimental data. The formula used to calculate
the voltage in the cell is:

Vcell (tk ) = Vsoc SOCtk × PVx1 (x1 (tk )) × PVx2 (x2 (tk )) × PVx3 (x3 (tk ))

(11)

where Vcell is the voltage of the cell, Vsoc is the voltage output by the state-of-charge, SOCtk is the SOC
on the time step tk , and PVxk is the voltage fraction in xk . Because the variables of the experiment for
acquiring the cell data were reduced to three, we set only three state variables to calculate the voltage
of the cell.
3. Control Modeling and Simulation
3.1. The Conceptual Framework
As mentioned above, the target of this research is the optimal control strategy of an UPS system
based on metal-air battery. For simulating the system, the model is developed using iteration for time
step using discrete calculation. The schematic diagram for controlling the UPS module is shown in
Figure 2. The modeling of whole system is coded in Matlab, which is a commercial program from
Mathworks (Natick, Massachusetts, USA).
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Figure 2. Overall view of the UPS model with the proposed receding horizon control (RHC).

3.2. Receding Horizon Control
The receding horizon control (RHC), also known as moving horizon control, is a feedback control
strategy for nonlinear or linear plants with input and state constraints [22]. RHC is suitable for slow
nonlinear systems, such as chemical processes, that can be solved sequentially [23]. Many studies have
investigated UPS using a model predictive control (MPC), which is another name for RHC [24,25].
The typical electrical load for an UPS can be predicted with a few minutes of advance notice.
However, predicting the electrical load continuously is unrealistic, because the conditions of
environment of the system and the UPS model can change. Thus, it is common to adjust the
system loads supplied by the UPS model according to the pre-scenario or situation of the UPS model,
so that the electrical load can be predicted for few minutes from the time of operation. Because of this,
RHC is applied to the optimal control proposed in this study. Usually, RHC analyzes the model in the
prediction window using linear problem (LP) or a quadratic problem (QP). However, the UPS model
of this study is composed of tables of the cell data. Therefore, the key to optimal control is to solve the
target function within the prediction window. The target applied to the RHC prediction is the electrical
load of the UPS in the system, and the state prediction can be expressed as:
x(tk+1 + i|tk ) = f (x(tk+1 |tk ), u(tk + i|tk ))

(12)

y(tk + i|tk ) = g(x(tk + i|tk ))

(13)

where x(tk + i|tk ) is the state value of x predicted at time tk + i using the information available at time
tk , x(tk ) is the state at time tk , y(tk ) is the cost value at time tk , and f , g are the functions for state and
cost value, respectively.
The range of i (prediction window) at step s is ΔWpredict,s . As seen in Figure 3, the range of optimal
control in ΔWpredict,s is set to ΔWsolver,s (i.e., the solver window at step s) as:

Js,s+Nsimul =

tk +ΔWsolver

tk

g(x(t|tk ), u(t|tk ), t|tk )dt,



ΔWsolver
Nsimul =
Δtsimul

(14)

where Js,s+Nsimul is the cost function of sth iteration. The solver means one iteration to solve the optimal
control values under state variables.
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Figure 3. Schematics of the prediction and solver window (ΔWsolver,k , ΔWpredict,k ) in RHC. These
parameters are calculated as recursive structure of RHC. The optimal control values are calculated on
ΔWsolver,1 , ΔWsolver,2 , . . . , ΔWsolver,k within the iteration of ΔWprediction,1 .

Here, the cost function to be minimized for the metal-air battery-based UPS, Js, s+Nsimul , is the
metal (zinc) consumption. In state variable of x in Equation (12), the temperature that has a major
inﬂuence on the performance was included ﬁrst. The equation to calculate the optimal control in the
ΔWpredict,k is:

u∗k = argmin
u

tk +ΔWpredict,k

tk


g(x(t|tk ), u(t|tk ), t|tk )dt , (vmin ≤ u ≤ vmax )

(15)

Here, u∗k is the optimal control at step k, vmin is the minimum fan ﬂow, and vmax its maximum.
Although the optimal control should be calculated in the ΔWpredict,k , only the optimal control in
ΔWsolver,k was applied to the cost function, because in RHC the optimal control should be updated for
each ΔWsolver . The cost result and optimal cost are calculated as:
JRHC =

N
total

k =1

Jk∗ =

N
total  tk + ΔWsolver

k =1

tk


Total time
g x(t), u∗k (t), t dt, Ntotal =
ΔWsolver

(16)

where JRHC is the RHC cost result of the whole simulation, and Jk∗ is the optimal cost at step k. The
prediction window covers the electrical system load needed to operate the RHC for a few minutes.
After the UPS starts its operation, it is necessary to estimate the load and control the input in the
ΔWpredict,k .
3.3. Dynamic Programming
The RHC developed in this study cannot be solved mathematically by merely using a discrete
variable matrix. In the window of each step of the RHC, Jk∗ can be calculated by ﬁnding u∗k (t) using DP,
which is a global optimization theory. This control method based on the RHC prediction is similar to
the ‘Look-ahead DP’ [26,27].
Applying the time step of the UPS chemical simulation, Δtsimul , to Equation (14), this becomes the
discrete equation:
N
simul
g(x(tm |tk ), u(tm |tk ), tm |tk )·Δtsimul
(17)
Js,s+Nsimul =
m=1

Although the simulation of the battery diﬀers for each model, it cannot be solved in the grid at
each time step. Then, in DP, the state of the battery has to be calculated for each temperature diﬀerence
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(ΔT ), which is less than 0.001 ◦ C/s. Though the range of ΔT varies according to the temperature of
the cell, if the total diﬀerence is divided in the entire range, computing cost increases exponentially
(ΔTtotal /ΔT ≈ 55, 000). Therefore, the range of each state is calculated for each time step in the
prediction window, and state xk is assigned according to this. Thus, the DP step is set separately from
the time step of the UPS chemical simulation, Δtsimul , according to ΔtDP as:
NDP =

ΔWprediction
ΔtDP

,

NRHC =

ΔWsolver
ΔtDP

(18)

Then, Equation (17) can be represented as a recursive relation using ΔtDP :
∗
Js,s
+N

simul


(x(tk )) = min g(x(ts |tk ), u(ts |tk ), ts |tk )·ΔtDP + Js∗+1,s+N

simul

(x(tk+1 ))



(19)

∗ is the optimal cost calculated from t to t , and s = 1, 2, . . . , N . This recursive
where Js,y
s
y
DP
relation can conclude minimum cost value using ﬁnal time tend and backward calculation from
Js∗+N −1,s+N (x(tend )).Finally, using Equations (18) and (19), Equation (16) becomes Equation (20),
simul
simul
which represents the discrete-type cost result:

JRHC =

N
total

k =1

Jk∗ =

N
RHC
total N


k =1 p=1


 
g x tp , u∗k tp , t ·ΔtDP

(20)

3.4. Solver Based on 1.5-Dimensional DP
In general, an n-dimensional DP has n states and n control variables. However, in the model
developed in this study, there is only one control variable, the fan ﬂow. As shown in the following
Equations (21) and (22), there are at least three states for which the data maps are shown in Figure 4:

V (t) = h I J (t), ρ(t), T (t), SOC(t)

Znconsump,t1 =

(a)

t1

t0

(21)


q V (t), I J (t), ρ(t), T (t), SOC(t) dt

(b)

(22)

(c)

Figure 4. Cell output voltage dependence on cell parameters: (a) current density and state of charge
(SOC); (b) oxygen density and SOC; (c) temperature and SOC.

Here, V (t) is the output voltage, I J (t) is the current density, ρ(t) is the oxygen density, T (t) is
the temperature, SOC(t) is the state of charge, Znconsump,t1 is the Zn consumption until time t1 , h is
the modeled system functions to calculate output voltage using cell experimental data, and q is the
modeled functions to calculate metal consumption using cell experimental data.
Because UPS is a chemical model that uses batteries, the variables I J (t), ρ(t), and T (t) are
interrelated states at each moment. Their values depend on each previous state and the control variable.
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The sensitivity of the states, i.e., their change in a single step, determines which of the states is the
reference for DP.
When the state variables that directly aﬀect the output voltage are simulated for 3600 s, at constant
load power and with the minimum and maximum fan ﬂow, the current density I J (t) changes only
slightly, as seen in Figure 5. Therefore, the cell temperature T (t) and oxygen concentration ρ(t) were
chosen as the state variables for DP. As discussed, the cell temperature was calculated by distinguishing
the time variables Δtsimul and ΔtDP , and considering that the state of the previous step has a major
inﬂuence on the next one. However, the oxygen concentration is very sensitive to the states of each
step, which depend on the fan ﬂow. Thus, as DP proceeds, the target grid of the oxygen concentration
is sparsely split, because this is determined when the cell temperature is applied to the grid by a control
input. Therefore, the optimal x2 was selected among a target region instead of the target point to solve
the 1.5-dimensional DP structure:

x1,tm+1 = f1 (xtm , utm ), um = f  1 x1,tm+1 , xtm , x2,tm+1 = f2 (xtm , utm )
x2,tm+1

(a)

(23)



= f2 xtm , f  1 x1,tm+1 , xtm , xtm = (x1,tm , x2,tm ).

(b)

(24)

(c)

Figure 5. State variables on cell parameter by 1% and 100% of max fan ﬂow control during operation:
(a) current density; (b) oxygen concentration; (c) cell temperature.

Here, f  1 is a reverse function for acquiring the control variable um using the 1st state variable at
time tm+1 , x1,tm+1 and the state variables at time tm , xtm . The next step, the 2nd state variable at time
tm+1 , x2,tm+1 , can be obtained from x1,tm+1 (that of the next step) and xtm (the state variables of the this
step). This recursive process make us calculate the optimal control by selecting the minimum points as
∗
path in Js,s
+Nsimul among each region grid for the next DP step, as shown in Equation (19). This can be
expressed as in Figure 6.
The experimental UPS data show that, below 60 ◦ C and within the operational boundary conditions,
the zinc consumption is higher for lower temperatures. This means that, when the diﬀerence between
the lowest and highest temperature in the cells is higher than 10 ◦ C, or the highest temperature is lower
than 60 ◦ C, the largest zinc consumption is that of the cell located at the end of the module.
When inverting the control input for the target state T, as in Equation (24), the metal-air battery
model cannot calculate backward accurately, because all variables change. Therefore, the target T was
calculated after obtaining the minimum and maximum cell temperature in the last step of the solve
window, (k + ΔWprediction ).
Because of these approximations, the algorithm is not perfectly and globally optimal, though
reasonably optimal values are used.
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Figure 6. Schematic of structure solving by approximate DP.

3.5. Electrical Load Cycle
A basic electrical load cycle having the performance required by existing UPSs is shown as the
ﬁrst graph in Table 2. The power required was revised by increasing the simulation time from 7200 to
9000 s to evaluate the performance of the UPS control (cycle #1). Additionally, because the load power
of the cycle is constant and simple, four more scenarios (cycle #2–#5) of operation time from 2 to 4 h
were included in the simulation. These cycles are shown in Table 2.
Table 2. Required electrical load cycles representing diﬀerent scenarios.
Max Power
64 kW
(Total Stack)
Run Time

Graph

Run Time

7200 s

21,600 s

14,400 s

11,800 s

Graph

4. Results
We experimented the proposed RHC algorithm using two-parameter settings. RHC #1 used
ΔWsolver = 10 and ΔWprediction = 200, and RHC #2 used ΔWsolver = 20 and ΔWprediction = 100. We also
simulated the UPS model with full DP control which assumes that we know the entire electrical load
cycle. This control means globally optimal potential of the UPS model for comparison. In total the
simulations were run controlling the fan by RHC, DP control, and constant fan ﬂow. Electrical load

28

Energies 2020, 13, 1611

cycle #2, which used the DP control, showed a distinct diﬀerence, and the resulting cell temperature of
the entire module is shown in Figure 7.

Figure 7. Cell temperature on electrical load cycle #2 by DP control.

As mentioned in Section 3.5, the temperature of the cell at the end of the module is signiﬁcantly
lower than that of the other cells during the entire simulation time. This is caused by the natural
air-cooling of the module. Additionally, the temperature diﬀerence increases with time. By comparing
with electrical load cycle #2 of Figure 6, it can also be seen that the temperature increases rapidly
because of the large heat generated when the electrical load increases rapidly.
To compare the diﬀerent controls, i.e., RHC #1, RHC #2, DP, and constant fan ﬂow (1%, 2%, . . . ,
100% of the maximum fan ﬂow), the state variables based on electrical load cycle #2 were used, leading
to the result shown in Figure 8.

Figure 8. State variables as simulation result in electrical load cycle #2 by diﬀerent fan control: (a) cell
temperature; (b) oxygen concentration.
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The cell temperature reported in Figure 8a indicates that the inﬂuence of the fan ﬂow is not
signiﬁcant at ﬁrst. However, it increases accumulating over time, resulting in a large diﬀerence between
the controls. In the case of the oxygen concentration of Figure 8b, the eﬀect of electrical load cycle #2 of
Figure 6 is critical, because the oxygen concentration by all controls except DP vibrates under electrical
load. Particularly in the case of the DP control, the optimal oxygen concentration of the whole cycle
drops below 10%. Additionally, the constant fan ﬂow control shows that the oxygen concentration
increases gradually as the oxygen consumption decreases with increasing temperature. However, in
the case of RHC, the initial oxygen concentration can be maintained through the cycle despite the
temperature diﬀerence. Because the oxygen concentration hardly drops within a single prediction
window, the locally optimal path of the control input is near the high oxygen concentration. The
controls which maintained oxygen concentration as high unnecessarily using much electric energy.
These trends of the variables by RHC will be similar in diﬀerent situation because RHC has characteristic
to ﬁnd local optimal regardless of condition of the system and circumstances.
Looking at the fan ﬂow for each control of Figure 9, it is seen that, in RHC, it is diﬀerent from
the DP control, though it gradually follows DP one with a time because of the optimal algorithm.
Additionally, the fan ﬂow of the RHC #1 control tends to be lower than that of RHC #2. When ΔWpredict
and ΔWsolver were respectively increased and decreased (RHC #2 → RHC #1), we found that this control
input is better than the DP one. This is usually attributed to low ﬂow in the boundary condition.

Figure 9. Fan ﬂow control for the diﬀerent algorithms.

The zinc consumption in all electrical load cycles is shown in Figure 10, using consumption of
DP as reference (100%). Here, a grey bar indicates that the simulation stopped because a boundary
condition, such as the state-of-charge of the battery, temperature, and oxygen concentration, was
met before the total simulation time had passed. The RHC proposed in this study is represented in
purple. The results conﬁrm that the RHC control is eﬀective in reducing the zinc consumption of
metal-air battery-based UPSs increasing its operation time. In particular, RHC #1 showed stable and
excellent performance, in contrast to other constant fan ﬂow controls that fail or consume excessive
zinc. Compared to the low-speed ﬂow (that of less than 1–10% of the maximum fan ﬂow), the zinc
consumption of RHC #1 is not lower. However, in the case of the low-speed ﬂows, the battery failed
because of a poor cooling forced by the fans. Instead, compared with the other controls, RHC #1
displayed a maximum 6–10% diﬀerence in zinc consumption.
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Figure 10. A comparison of increased zinc consumption by fan controls according to: (a) the electrical
load cycles #1; (b) the electrical load cycles #2; (c) the electrical load cycles #3; (d) the electrical load
cycles #4; (e) the electrical load cycles #5.

In most cycles, the zinc consumption is lower for weaker fan ﬂow, though it is seldom very high in
these cases either. However, because the simulation time was determined from the available operation
time, all of the zinc metal was consumed, as indicated by the gray bars.
RHC #2 showed a slightly lower performance than RHC #1. However, it displayed a relatively low
computing cost, approximately 1/5 of the original cost of RHC #1. As a matter of fact, RHC #1 cannot be
used for real-time control because its simulation time is 4–5 times higher in a generic PC (i7-4790 CPU,
16GB RAM). In contrast, RHC #2, which needs a longer prediction range, needs a simulation time
similar to the actual UPS running time. Thus, in principle, applying RHC #2 as real-time control in
UPS is possible. If the current UPS model is simpliﬁed through data mapping, or the RHC control
algorithm is optimized further, real-time control can be applied in industry. Additionally, the scenario
of the facilities connected to the UPS in the event of a main power outage can be determined. In this
case, the DP algorithm can be applied to increase the performance of the UPS as the potential with the
predicted overall electrical load cycle.
5. Conclusions
In this work, a study to replace the existing lead-acid battery UPS by applying a metal-air battery
was extended. The thermodynamic model is reﬁned by simulating each cell in the stack module. Based
on this, we proposed an optimizing algorithm that controls the ﬂow of the fan that blows air to each
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cell in the module, decreasing its temperature. Because metal-air batteries use oxygen from the air as a
fuel, it is diﬃcult to study the correlation between the ﬂow and the battery performance. Additionally,
because the battery model is based on a chemical model, it is challenging to apply DP, which is a theory
calculated with discrete points. To solve this problem, we developed a 1.5-dimensional DP suitable for
zinc-air batteries.
An RHC model using DP is proposed to ﬁnd the optimal cost function in the ΔWprediction window,
which was estimated in the range of several tens of seconds of electrical load. The load power of the
proposed model is more stable than that of the existing control strategies constantly controlling the
fans, and it shows excellent performance in terms of overall zinc consumption. Although not globally
optimal, appropriate control inputs can be calculated and applied to the oxygen concentration and
temperature of each step.
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Abstract: A power ﬂow study aims to analyze a power system by obtaining the voltage and phase
angle of buses inside the power system. Power ﬂow computation basically uses a numerical method
to solve a nonlinear system, which takes a certain amount of time because it may take many iterations
to ﬁnd the ﬁnal solution. In addition, as the size and complexity of power systems increase, further
computational power is required for power system study. Therefore, there have been many attempts
to conduct power ﬂow computation with large amounts of data using parallel computing to reduce
the computation time. Furthermore, with recent system developments, attempts have been made to
increase the speed of parallel computing using graphics processing units (GPU). In this review paper,
we summarize issues related to parallel processing in power ﬂow studies and analyze research into
the performance of fast power ﬂow computations using parallel computing methods with GPU.
Keywords: power ﬂow computation; high performance computing (HPC); parallelism; parallel
computation; LU decomposition

1. Introduction
Power ﬂow (PF) analysis is popularly employed to analyze electrical power systems by estimating
the voltage and phase angle of buses inside the power system. Power ﬂow computation is designed
to repeatedly apply several numerical methods for solving nonlinear equations of such electric
power systems; the calculations thus require a considerable amount of computational execution
time. Furthermore, due to a general increase in the demand for electric power, the introduction of
emerging renewable energy sources, and the spread of electric vehicles (EVs), modern power systems
are continually expanding and display rapidly increasing complexity. The adoption of smart grids and
advanced electronic devices creates a need for more electrical power of higher quality, and the spread
of EVs is expected to lead to increased power consumption in the near future. Hence, recently, there
has been greater demand for more accurate power ﬂow analysis. In addition, because power ﬂow
analysis involves a large amount of contingency analysis for all probable accident conditions in power
systems, the computational resources and time required for such analyses have increased dramatically.
Numerous studies have been undertaken to signiﬁcantly reduce the computation time of complex
numerical analysis by applying parallel and distributed processing with massive computing resources.
In particular, the use of high-performance computing (HPC) machines to reduce computational times in
power ﬂow computation has long been studied [1–5]. After D. M. Falcao et al. [1] and V. Ramesh et al. [2]
introduced the application of HPC to power system problems, several studies have been conducted
in earnest into the use of HPC for accelerating power system analysis. R. Baldick et al. [3] and
F. Li et al. [4] proposed rapid power ﬂow computation using distributed computing, which uses
multiple computers connected via an Ethernet network. Currently, because HPC technologies such
as multi-core processors, clusters, and GPUs have made signiﬁcant strides, many more studies have
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been undertaken into accelerating power system analysis by using parallel and cloud computing and
adopting HPC technologies [5].
Attempts to reduce the analysis time of power systems by using GPU-based parallel computing
have recently increased. Of course, the use of GPU is not conﬁned to power ﬂow studies. One example
is the visualization part of power systems. Some studies into the visualization of power systems have
been undertaken [6]. Real-time visualization of power systems is necessary for the simulation, state
estimation, and prediction of power systems, and many studies have been performed investigating the
speedup using HPC [7]. The parallel processing is also valuable in the electric railway system because
it requires a lot of computation and data processing in various ﬁelds such as scheduling optimizations,
signal processing, ﬁnite element analysis, train dynamics, and power network simulation [8]. A variety
of parallel processing techniques can be applied to the electric railways, and some studies using GPU
have been conducted in this area [9–11]
The rest of the paper is organized as follows: In Section 2, we describe the background of our
review, such as GPU, power ﬂow computation, and matrix handling methods, brieﬂy. In Section 3,
we present GPU application trends in power ﬂow computation. For the sake of understanding,
we introduce the previous PF studies with parallel processing and describe the recent trend of
GPU-based power ﬂow studies. In Section 4, we provide a detailed description of some representative
studies that apply GPU-based parallel computing to power ﬂow analysis and summarize their
performance using a comparative analysis table. Finally, the conclusion is made in Section 5.
2. Background
2.1. GPU
GPUs have been widely adopted to accelerate graphical processing algorithms for image
processing and computer graphics that handle large amounts of data using their highly parallel
architecture [12–16]. In particular, modern GPUs have been developed in the form of general-purpose
computing on graphics processing units (GPGPUs) as a substitute for CPUs in HPC for various
scientiﬁc algorithms, such as deep learning, genome mapping, and power ﬂow analysis. This is
because GPUs signiﬁcantly outperform CPUs in terms of the cost-effectiveness of ﬂoating-point
computational throughput.
Figure 1 brieﬂy outlines the overall hardware architecture of a GPU and its programming model.
The GPU is specialized to dramatically accelerate computation-intensive tasks due to its massive
parallel architecture, which employs a large number of streaming multiprocessors (SMs) consisting
of 32 scalar processors (SPs) that operate in a lockstep manner. The GPU supports parallel execution
of a computational kernel consisting of multiple thread blocks, and each thread block is divided into
warps, i.e., groups of 32 threads. All threads in each warp are executed simultaneously on a single
SM. A warp scheduler selects one eligible warp at a time and concurrently executes all threads of the
warp on the processing cores, i.e., the SPs, of the SM using lockstep synchronization. Therefore, we can
exploit extremely high thread-level parallelism (TLP) by interleaving a large number of threads to the
processing cores. Programmers can implement parallel programming models on GPUs using open
computing language (OpenCL) and compute uniﬁed device architecture (CUDA).
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Figure 1. GPU hardware architecture and programming model.

2.2. Numerical Analysis of Power Systems
2.2.1. Power Flow Analysis
A power ﬂow analysis is a representative numerical method that estimates the electric power ﬂow
of an interconnected power system. It is designed to repeatedly perform power ﬂow computations
to obtain the voltage magnitudes and angles of all the buses in a power system and calculate
the real and reactive powers of peripheral equipment connected to the buses. Because the power
ﬂow computation mainly consists of nonlinear algebraic equations, various approaches, including
Gauss–Seidel (GS), Newton–Raphson (NR) [17], and fast-decoupled power ﬂow (FDPF) [18] methods,
have been developed to accelerate the solution of the equations.
The GS method is often used because it is the ﬁrst practical approach proposed for estimating
power ﬂow in large-scale power systems. Because an admittance matrix of a power system contains
many zero coefﬁcients, power ﬂow analysis is faster using the GS method than using the NR method
for a single iteration. However, the GS method cannot easily be widely adopted in power ﬂow analysis
due to its poor convergence characteristics. Therefore, though the GS method is popular in power ﬂow
analysis, it is mentioned here only brieﬂy because only a few components can beneﬁt from parallel
processing with GPUs.
The NR method is currently the most prevalent for power ﬂow analysis. A number of studies
have discussed acceleration of the NR method by applying GPU-based parallel processing techniques.
In general, we can write a nodal equation of a power system network as follows:
I = Ybus · V

(1)

where Ybus , I, and V denote an admittance matrix of the network, a current vector, and a voltage vector,
respectively. Ii indicates the total power ﬂow at the i-th bus as in Equation (2).
Ii =

n

∑ Yik Vk

(2)

k =1

A complex power equation can be expressed separately with real and imaginary parts, P and Q,
as follows:
n

Si = Vi ( ∑ Yik Vk )∗ = Vi
k =1

Pi =

n

∑ Yik∗ Vk∗ = Pi + jQi

(3)

k =1

n

∑ |Vi | · |Vk | · (Gik cosθik + Bik sinθik )

k =1
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Qi =

n

∑ |Vi | · |Vk | · (Gik sinθik − Bik cosθik )

(5)

k =1

Equations (4) and (5) show the power balance equations of the i-th bus in polar form. The NR
method employs an iterative technique to solve the two nonlinear power balance equations. The set of
resulting linear equations can be formulated in a matrix form as follows:
Δ f = J · Δx

(6)

where J is a Jacobian coefﬁcient matrix. Equation (7) shows the complete formulation to obtain the
power mismatch, i.e., ΔP and ΔQ, through Equations (4) and (5) using the NR method.




 
∂P ∂P
Δθ
ΔP
∂θ ∂V
= ∂Q
∂Q
ΔV
ΔQ
∂θ ∂V
  

(7)

Jacobian

For the sake of clarity, Figure 2 provides a succinct illustration of the iterative process of calculating
a power ﬂow solution using the NR method. The method starts with arbitrary initial values of V and
θ, and then calculates the power mismatch using Equation (7). Also, the method determines whether
the mismatch is converged to complete the iteration. If it is not converged, the method computes
a Jacobian matrix of the power ﬂow system with updated P and Q ﬁrst, and derives the mismatches of
voltage and phase angles, i.e., ΔV and Δθ, from Equation (7). Then, the method updates the voltage
and phase angles with the mismatches and performs the overall procedures iteratively.
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Figure 2. Brief algorithm of the Newton–Raphson (NR) method.

As previously mentioned, we need to carry out heavy matrix calculations, such as an LU
decomposition for updating both the Jacobian coefﬁcients and the mismatch of voltage and phase
angles. Nevertheless, the NR method performs the power ﬂow computation much faster than the
GS method by converging to the solution with fewer iterations; thus, the method is more suitable for
large-scale power systems [19]. Also, the Jacobian matrix produced by the NR method can provide
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an index for sensitivity analysis or some other control problems. Hence, in this paper, we discuss
several previous studies focused on accelerating the NR method using GPU-based parallel computing
in detail.
Finally, the FDPF is a method of approximating a solution based on the NR method,
which required signiﬁcantly less computational effort [17]. Although the NR method is the most
popular method for PF studies, calculation is slow because it requires calculation of many inversions
of the Jacobian matrix for each iteration. To resolve this drawback, some methods, including FDPF,
have been proposed to apply approximation approaches instead of using the Jacobian coefﬁcient
matrix in its full form. In addition, the FDPF method exploits P-Q decoupling, which means the
active and reactive powers are not signiﬁcantly affected by the magnitude and phase angle change of
the bus voltage, respectively. The method does not update its Jacobian coefﬁcient matrix during the
convergence iterations for reducing the overhead of numerical computations, so the Jacobian matrix is
inverted only once during calculation of the solution. As a result, the FDPF method can formulate
the NR method more simply; however, this comes with the disadvantage that more iterations are
required to reach the solution and the method more often fails to eventually converge. Hence, the
method is usually adopted in speciﬁc situations where fast calculation is compulsory for the power
ﬂow calculation.
2.2.2. LU Decomposition
For computing the power ﬂow calculation by utilizing either the NR or FDPF method, the solution
of a linear system of matrix equations is required, as in Equation (1). Notably, the Ybus matrix reﬂects
the admittance information of a power system, so it presents a sparse quality in containing many
zeros. As shown in Figure 2, we need to update V and θ with ΔV and Δθ obtained from the power
mismatch, i.e., ΔP and ΔQ, using Equation (7). Hence, we apply a mathematical technique such as
sparsity oriented LU decomposition to calculate the inverse of the Jacobian coefﬁcient matrix based on
the admittance information [17].
A · X = ( L · U ) · X = L · (U · X ) = b

(8)

L·y = b

(9)

y=U·X

(10)

LU decomposition is also known as triangular factorization or LU factorization. To obtain X by
solving a linear equation, i.e., A · X = b, the LU decomposition ﬁrst divides the coefﬁcient matrix A
into two lower and upper triangular matrices, L and U, as in Equation (8). Then, y is calculated by
performing a forward substitution in Equation (9), and X is ﬁnally obtained by a backward substitution
in Equation (10).
Numerical computation techniques based on such sparsity are popularly employed in procedures
to solve the network equations of large power systems [20]. The time required for the matrix
calculations requires a high proportion of the total computation time; for instance, it was found
to take up to about 80% of the total computation time in [21]. Hence, many related studies have
already been performed [22–26], as we can signiﬁcantly reduce the total execution time of PF analysis
by applying parallel processing to the matrix calculations.
2.2.3. QR Decomposition
LU decomposition is more commonly used to solve power ﬂow problems, but it is also possible to
adopt QR decomposition as an alternative for leveraging GPU-based parallel processing. This is
because LU decomposition without pivoting may suffer from signiﬁcant numerical instability,
as described in [27]. Although QR decomposition has greater computational complexity compared to
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LU decomposition, some studies have found that it is more suitable for GPU-based parallel computing
due to its high numerical stability even without pivoting [28].
In linear algebra, a QR decomposition of a complex m × n matrix A is represented as follows:
A = Q·R

(11)

where Q and R indicate an m × m unitary matrix and an m × n upper triangular matrix, respectively.
Several methods for implementing the QR decomposition are available, such as the Gram–Schmidt
process, Householder transformations, and Givens rotations [29].
2.2.4. Conjugate Gradient Method
The conjugate gradient (CG) method is designed to ﬁnd numerical solutions of linear system
equations in which the matrix is symmetric and positive deﬁnite. The method is typically implemented
as an iterative algorithm for analyzing large sparse power systems that are too large to be handled by
direct methods, such as Cholesky decomposition.
The CG method can be employed instead of LU decomposition in a PF study. The use of the
CG method in PF studies has been investigated extensively. In [30], a PF study based on the CG
method was introduced. In [31], a PF study using the CG method was performed based on GPUs.
In [32], a GPU-based PF study was conducted using a combination of preconditioners and a CG
solver. In general, preconditioners are widely used for matrix handling. Since it is difﬁcult to secure
parallelism in a general preconditioner, a Chebyshev preconditioner is used to secure the parallelism
of the preconditioner in [32].
3. GPU Application Trend in Power Flow Computation
3.1. Conventional Parallel Processing in PF Studies
Recent studies applying GPUs to PF studies have usually been conducted based on existing
parallel processing research. Therefore, in terms of PF studies, a review of current parallel processing
research is necessary to understand the application of GPUs. As mentioned in Section 2.2.1,
PF computation using the NR method performs matrix handling during computation. In this process, it
is usually necessary to solve a sparse linear system for power system analysis such as static security and
transient stability analysis. Most of the power system applications have conventionally employed direct
LU decomposition methods to solve such linear equations. Since this decomposition process takes
large amounts of time, numerous studies have examined how to perform this operation more quickly.
Considerable computational resources are required for fast computation, and parallel computing is
an excellent way to secure such resources. Hence, many attempts to conduct large amounts of power
ﬂow computation quickly have been made using parallel computing. Parallel computing requires
resources for computation, and some attempts have been made to perform power ﬂow computation by
connecting multiple computational resources, such as computers with the goal of fast PF computation.
Theoretical attempts at parallel processing in PF studies are described in [33,34]. In the 1990s, researches
into the parallel processing of PF computation began in earnest. The fundamental concepts of
applying the parallel processing to PF computations are precisely presented in [22,26], and a number
of further studies have been performed since; most of the studies focused on matrix handling to
divide computation for each computational resource [23–25,35,36]. G. A. Ezhilarasi et al. [37] presented
an effective method to perform a parallel contingency analysis using high-performance computing.
Also, Z. Huang [38] proposed a dynamic computational load balancing method that utilizes multiple
machines of high-performance computing for delivering a large number of contingency computations.
It is also essential to employ a massively large number of cores for accelerating the computation.
There have been many endeavors to enhance the performance of parallel computing by adopting
multiple processing machines in PF computation. In [39], a commercial solver was utilized in
a massively parallel computing environment to carry out the contingency analysis of a power system.
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To decrease the calculation time signiﬁcantly, 4127 of the contingencies were spread to 4127 cores
and computed simultaneously. I. Konstantelos et al. [40] presented a computational platform, as a
part of the iTesla project, for evaluating the dynamic security of an extensive power system using
a commercial analysis software on 10,000 cores of Intel Xeon E5-2680. This project utilizes a large
number of CPUs, i.e., 80,640 of cores, which are mutually interconnected, but the maximum number of
CPU cores used simultaneously is up to 10,000.
3.2. Advantages of GPU-Based PF Computation
Analysis of a power system requires a large number of PF computations, and one method for
reducing the computational time is parallel processing. Although the purpose is to calculate quickly by
using many computational resources, this approach has obvious disadvantages in terms of time and
cost in establishing a parallel processing environment by connection of a large number of machines.
Therefore, the use of GPUs that can process many computations at once is an attractive proposal for PF
computation, as it overcomes the shortcomings related to physical connections between machines [41].
The LU decomposition mentioned in Section 2.2.2 is a very time-consuming task in PF studies;
thus, it is a good candidate for the application of parallel processing with GPUs. LU decomposition
with GPUs has been studied outside the ﬁeld of PF studies, as it is used in various ﬁelds that require
a large amount of computation. For example, a parallel process for solving the sparse matrix for circuit
simulation has been studied in [42–44], and L. Ren et al. [45] presented results that could overcome the
difﬁculty of super-node formation for extremely sparse matrix objects.
Many studies have recently been conducted to reduce the computation time required for LU
decomposition through the use of GPUs. Basically, while matrix handling related operations have
been physically assigned to multiple machines in the past, recent studies have focused on how to
assign the operations to GPUs for efﬁcient calculation. Compared to using physically separated
computational sources, the use of a GPU inside the same machine as a computational resource can
yield very high-speed delivery of information, which has a signiﬁcant advantage in terms of reducing
computational time compared to past parallel processing studies. The following chapters summarize
the trend of GPU-applied PF studies.
3.3. GPU Applications Trends in PF Studies
GPU-based acceleration techniques are highly productive methods to enhance the performance
of power ﬂow computations signiﬁcantly. We can dramatically diminish the computational time of
a sparse linear system (SLS) solution by utilizing GPUs. Researches broadly range from investigating
conventional direct LU decomposition to using computational solvers other than LU. In [31], the basics
of GPU-based parallel computing were explicitly presented, and an efﬁcient method of using GPUs
was proposed in [32]. There are some other attempts to GPU-accelerated SLS solution using LU
decomposition in [46–48]. Also, in [49,50], the implementation of parallel PF computation being
conducted by adopting GPUs were described in detail. Although the methods of using GPUs in
the PF study are different, there is a commonality that they tried to use the GPU for a large amount
of computation for the analysis of large-scale systems [51–53]. S. Hung et al. [54] showed a typical
use of GPU to solve the PF problem. They described a GPU-accelerated FDPF method and a direct
linear solver using LU decomposition in detail, and simulation results using Matlab were summarized.
G. Zhou et al. [55] described an LU decomposition solver that packaged a large number of LU
decomposition tasks. The speed of their proposed solver was up to 76 times greater compared to the
KLU library. KLU library is a solver for a sparse linear system [56].
In [32], a GPU-based Chebyshev preconditioner integrated with a GPU-based conjugate gradient
solver was proposed to solve SLS for speedup. Also, X. Li et al. [57] combines a GPU with a multifrontal
method to solve sparse linear equations in power system analysis, and the multifrontal method
requires an inversion of the factorization of a sparse matrix to a series of a dense matrix. Since the
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inversion process requires signiﬁcant computation, a reduction of the computation time using GPUs
was proposed.
In addition to the typical approach based on the NR method, which requires LU decomposition,
in some cases, GPUs have been combined with other methods. In [50], PF computation was studied by
combining GPUs and the FDPF method.
In the paper, the authors proposed a new approach using Matpower, i.e., one of Matlab’s toolbox,
to solve the FDPF problem by combining an iterative linear solver of a preconditioned conjugate
gradient method and an Inexact Newton method, alternatively of typical LU decomposition [58,59].
The proposed GPU-based FDPF method in [50] exhibited a speedup performance improvement
of up to 2.86 times over 10,000 buses compared to the CPU-based FDPF method. S. Hung et al. [60]
proposed a fast batched solution for real-time optimal power ﬂow (RTOPF) considering renewable
energy penetration. A primal-dual interior point method including three kernels was used, and several
test power systems were simulated on four platforms (regular CPU, parallel CPU, regular GPU, batched
GPU). The batched GPU method obtained good results, with a speedup of up to 56.23 compared to
a regular CPU. Moreover, an unconventional study used GPUs for computation of probabilistic power
ﬂow (PPF) rather than general PF [61]. PPF can be obtained by using Monte Carlo simulation with
simple random sampling (MCS-SRS). In [61], a GPU-accelerated algorithm was proposed that could
handle largescale MCS-SRS for PFF computation. There are some studies focusing on the CPU-GPU
hybrid system [62,63]. In [62], an advanced PF computation technique was proposed. This technique
is based on the CPU-GPU hybrid system, vectorization parallelization, and sparse techniques. In [63],
the method for performing simultaneous parallel PF computation using a hybrid CPU-GPU system
was proposed.
4. Typical GPU-Based PF Studies
4.1. A Study Based on LU Decomposition
In this section, we describe some representative studies that apply GPU-based parallel computing
to PF analysis. The most time-consuming part of PF computation using the NR method is the LU
decomposition component for matrix handling. Therefore, many studies have been conducted on
fast parallel processing of LU decomposition parts using GPUs; this chapter summarizes the LU
decomposition parallel processing elements of several related papers.
A GPU-based sparse solver that does not use dense kernels was proposed in [64]. The primary
purpose of this study was the application of the parallel processing approach for circuit simulation,
so it was not closely related to PF research. However, we mention this study here to explain the parallel
processing of LU decomposition using a GPU.
Basically, LU decomposition is a popular method using pivoting. There is partial pivoting in
the LU decomposition with proper permutation. In the case of partial pivoting, one of the rows and
columns is permutated, and row permutation is generally performed. This can be expressed using the
following formula.
(12)
P· A = L·U
In the case of full pivoting, both row and column pivoting are performed, as expressed by the
following formula.
(13)
P· A·Q = L·U
where P and Q represent permutation matrices, and L and U mean the lower and upper triangular
matrices, respectively. Also, A is an input matrix to be decomposed.
However, this study found that LU decomposition without pivoting is more favorable for parallel
processing with GPUs. Hence, a GPU-based sparse solver based on LU decomposition without
pivoting was proposed. The proposed GPU solver does not use dense kernels, unlike conventional
direct solvers, so it can be used for fast matrix calculation. The framework of the proposed sparse
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solver is shown in Figure 3. The proposed method is designed to distribute tasks appropriately to CPUs
and GPUs, and the row/column reordering performed for the pivoting is replaced by the execution
of one pre-processing step on a CPU to reduce the computation time. Most of the iterations for
actual factorization take place on a GPU, which receives the CPU’s initial calculations. A GPU-based
left-looking algorithm is used to factorize a matrix in this method, which is summarized in Algorithm 1.
The result obtained through iteration on the GPU is read back from the CPU, and triangular equations
are executed. The proposed approach achieves, on average, 7.02 × speedup compared with sequential
PARDISO. The simulation results were obtained using a total of 16 cores of Intel E5-2690 CPU and
a single NVIDIA GTX580 GPU, respectively.

Figure 3. Framework of the sparse solver in [64].

Algorithm 1 left-looking LU factorization (GPU-based) [45,55,64].
INPUT A: an n × n input matrix to be LU factorized
OUTPUT L, U: lower and upper triangular matrices factorized from A
1:

2:

3:
4:
5:
6:
7:

while there still exist executable columns do in parallel
// e.g., the GPU thread j of the j-th column.
&c = A(:, j);
// Renew the j-th column with all its dependent columns on the left-hand side.
for i = 1 : j − 1 where U(i, j) is not equal to zero do
c(i + 1 : n)− = c(i ) × L(i + 1 : n, i );
end for
Normalize the j-th column;
end while

In [49], a GPU-accelerated GS and NR methods for PF study were analyzed. As discussed earlier,
the primary purpose of this review paper is a focus on the acceleration of matrix handling with GPU,
so the use of the GS method is beyond the scope of this work. However, this is valuable because it
shows the time required for each computational step of the NR method. Hence, the LU decomposition
of the NR method is brieﬂy summarized. Also, some preliminary works were presented at the level of
data, software composition, and matrix representation for parallel processing using GPU; however,
this is not discussed in detail here.
Table 1 summarizes the four computational steps that consume the most execution time in NR
implementation. Both building an admittance matrix and obtaining apparent power and line losses are
unrelated to matrix handling, and the use of the GS method does not introduce any differences here.
The part to be examined carefully is the solution of a sparse linear system that produces and solves the
Jacobian matrix. This study demonstrated how some of the iterative solvers provided by CUDA are
beneﬁcial for single calculations but have no signiﬁcant advantages in parallel processing for large
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scale PF studies. Hence, the Eigen library, an open-source C++ library, is proposed as a solution [56].
In the proposed method, each linear system is solved sequentially, but parallel processing is performed
in which multiple systems are distributed to multiple OpenMP threads.
Table 1. Implementation of the NR method with average time and speedup in [49].
Time (ms)

Major Procedures (>30 ms)
Build admittance matrix
Build Jacobian matrix
Solve linear system
Compute S and losses on all lines

CPU

GPU

154.285
61.308
972.043
69.094

2.820
2.925
55.104
0.971

Speedup
54.7×
21.0×
17.6×
71.2×

G. Zhou et al. [55] proposed a batch-LU solution method to calculate multiple SLS in the
massive-PFs problem (MPFP). The crux of the proposed method is a simultaneous solution of multiple
linear systems consisting of Ai · xi = bi (i = 1, 2, ..., N). This method is described in Algorithm 2 and its
main features are as follows.
Algorithm 2 GPU-based batch LU factorization [55].
INPUT A: an n × n input matrix to be LU factorized
OUTPUT L, U: lower and upper triangular matrices factorized from A
1:

2:
3:

4:
5:
6:
7:
8:

•
•
•

•

while there still exist executable columns do in parallel
// Thread block j for the j-th column of batch tasks of LU factorization
j ← block ID, t ← thread ID in the thread block;
&ct = At (:, j);
// Renew the j-th column of all the other subtasks of LU factorization.
for i = 1 : j − 1 where Ut (i, j) is not equal to zero do
ct (i + 1 : n)− = ct (i ) × Lt (i + 1 : n, i );
end for
Normalize the j-th column of At ;
end while
Unifying sparsity pattern: All SLSs must have a uniform sparsity pattern.
Performing reordering and symbolic analysis only once: Ai = Li Ui can be performed only once.
Achieving extra inter-SLS parallelism: We have achieved N (N = batch size) times parallelism
automatically by packaging a large number of LU decomposition subtasks into a new large-scale
batch computation task. First, the decompositions on the same indexed columns, which belong to
different subtasks of LU decomposition, are designated to a single thread block. In the algorithm,
At , Lt , and Ut mean the input matrix, output lower and upper triangular matrices, respectively,
that are accessed by the t-th thread block. Second, the data of the same indexed columns are
located in the adjacent address of a GPU device memory.
Preventing thread divergence: Lines four to six in Algorithm 2 (updated warp thread operation)
will execute the same branch and it does not diverge due to the identical sparsity pattern and
aforementioned thread-allocation type.

This method can be used for both forward and backward substitutions of LU decomposition.
In the case study using the proposed method, the maximum improvement is a 76-fold speedup
compared with the KLU library.
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4.2. A Study Based on QR Decomposition
In the case of a system of N elements, an N − 1 static security analysis (SSA) is required to perform
N alternating-current power ﬂows (ACPF), so that usually incurs a tremendously high computational
expense for a large-scale power system. Hence, in [28], a GPU-based batch-ACPF method using a
QR solver was proposed to reduce the computation time for solving a large number of PFs of N − 1
SSA. For the sake of clarity, the basic concept of QR decomposition is described in the background
Section 2.2.3, and the overall framework of the proposed batch-ACPF solution is shown in Figure 4.
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Figure 4. Framework of the proposed method in [28].

Reference [28] proposed a GPU-accelerated contingency screening algorithm to determine the
critical contingency set (CCS) required for analysis. The proposed algorithm, which is described in
detail in chapter VI of [28], includes dense vector operation in the execution of the algorithm.
Two GPU-based algorithms are used to solve the CCS S generated by the screening algorithm.
First, the batch Jacobian-Matrix (batch JM) generation is employed to produce the JM set { Ji |i ∈S} and
power mismatch set {bi |i ∈S}. The JM generation can be identiﬁed from the modiﬁed equations of
ACPF analysis in Equation (14).







Δθ
Δθ
HN
ΔP
(14)
= −J
=−
ΔU/U
ML ΔU/U
ΔQ
where ΔP denotes a mismatch vector of nodal active power injection, ΔQ represents a mismatch
vector of nodal reactive power injection, Δθ and ΔU are modiﬁcation vectors of voltage angle and
magnitude, respectively. Also, U means a vector of nodal voltage magnitude, H, N, M, and L indicate
the sub-matrices of JM J. JM generation is necessary to calculate four sub-matrices. Each submatrix
has independence by node, so the larger the power system is, the greater the parallelism.
Second, the batch-QR solver is necessary to accelerate the solution of the modiﬁed equation set
{ Ji xi = bout |i ∈S}. Reference [28] showed that a conventional QR solver for solving single SLS was
not suitable for the GPU-accelerated algorithm, so a batch-QR solver for a massive number of SLSs is
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proposed to overcome the disadvantages. The purpose of the batch-QR solver is to simultaneously
solve the linear system Ai xi = bi (i = 1, 2, ..., N). The proposed solver splits the entire calculation into
a single QR subtask, which takes the form of a parallel computation on a GPU to achieve a higher
degree of parallelism. This includes the parts for coalesced memory accesses and reordering algorithms
for computation.
There are two stop criteria for batch-ACPF. One is that 80% of ACPFs have converged. The other
is that the batch-ACPF solver has reached the maximum number of iterations. In [28], the maximum
number of iterations was set at 10. Here, the GPU kernels in double-precision format are used to
check the overload. One is used to check the branch power ﬂow, and the other is used to check the
nodal voltage and reactive power. In Table 2, we summarize the simulation results for a speciﬁc case.
The ﬁrst solution was designated as a baseline for performance comparison, and the speedup result
for each SSA solution method is indicated to prove the validity of the proposed method.
Table 2. Performance comparison in [28]. All the other speedups were calculated against the analysis
time of No. 1.
No.

SSA Solution

Analysis Time (s)

Speedup

1

CPU SSA with
a single-threaded UMFPACK [65]

144.8

-

2

CPU SSA with
12-threaded PARDISO [66]

33.6

4.3×

3

CPU SSA with
12-threaded KLU [56]

9.9

14.6×

4

GPU SSA with
Batch-ACPF solver [28]

2.5

57.6×

4.3. Computation Time Reduction of GPU-Based Parallel Processing
Research on GPUs to PF study can be categorized into studies aimed at reducing the execution
time of matrix handling in a single computation, and studies focused on parallel processing of a large
number of computations simultaneously. Many studies focused on parallel processing have suggested
methods for efﬁciently separating matrix operations. Since most of the operations are concentrated
in this area, efﬁciency can be increased if the time required for matrix handling can be reduced
signiﬁcantly [21]. The previous studies introduced in Sections 4.1 and 4.2 are typical matrix handling
studies. On the other hand, some studies that attempt parallel processing for a large number of
computations suggest a method of reducing the execution time by focusing on parallel processing
beyond the division of matrix handling. In [63], parallel power ﬂow using a hybrid CPU-GPU
approach was studied. The NR method was used here for PF computation, and some libraries
were used for CUDA implementation. This study considered the time needed for the allocation of
memory or disadvantageous aspects of GPUs related to CPUs, as well as the PF computation time.
The hybrid CPU-GPU approach for the proposed simultaneous parallel power ﬂow computation is
shown in Figure 5.
In [63], several systems with 14, 30, 57, 118, 300, 1354, 2869, and 9241 buses were used to obtain
results under various conditions, respectively. Single and parallel calculations of 10, 50, 100, and
200 PF computations were performed simultaneously for each system, and the speedup result of
simulations with the proposed method was recorded. The results show that if the power system is
small, the overhead of memory allocation to the GPU is relatively high for multiple simultaneous
PF computations. In contrast, when a large number of PF computations are performed, the memory
allocation becomes relatively negligible as the power system grows. Furthermore, focusing the
allocation on the beginning of the program reduces the bottleneck effect caused by the nature of GPU
behavior. The overall results of the study show that the use of GPUs is efﬁcient in PF studies and that
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this can be applied to real-time operational planning or control actions in control centers that require
large amounts of PF computation.
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Figure 5. Hybrid CPU-GPU approach in [63].

4.4. Results and Comparison
Studies performing parallel processing using GPUs for PF are summarized in Table 3. In addition
to the papers described in detail above, a number of additional meaningful studies are included.
Table 3 shows the solvers or the speciﬁc methods used for each study and the speedup results.
The NR method is the most popular, and the time-consuming part of this method is matrix handling.
Therefore, parallel processing studies using GPUs are also associated with the matrix handling
part for speedup of computation. Many studies have been conducted on parallel processing of
LU decomposition, which is frequently used in the NR method, and there have been some studies
using QR decomposition associated with matrix handling. Table 3 summarizes the speedup results
presented in each paper, including what reference they were compared with. The table also shows the
hardware speciﬁcations of CPU and GPU, which are employed for the speedup evaluation. In some
cases, the speedup is measured in comparison to the existing commercial library, and in other cases,
the performance is evaluated compared to the CPU alone. Since the speedup reference is differently
represented in each paper, it is difﬁcult to understand the inherent speedup value in each case; however,
it is clear that GPUs aid speedup when performing PF computations.

47

Energies 2020, 13, 2147

Table 3. Comparison of main features and speedup.
Speedup
(Comparison Target)

Year

10.4×
(in-house code)

2012

CPU: Phenom 9850 (4 cores)
GPU: Tesla S1070

7.90× (1-core CPU)
1.49× (8-core CPU)

2012

CPU: Xeon X5680 (24 cores)
GPU: GTX 580

[54]

4.16×
(Matlab counterpart)

2017

CPU: Xeon E5-2620 (6 cores)
GPU: GeForce Titan Black

[55]

76.0×
(KLU library)

2017

CPU : Xeon E5-2620 (24 cores)
GPU : Tesla K40

References

Main Features
(Solver or Method)

[46]
[45]
LU decomposition

Hardware Speciﬁcation

[63]

LU decomposition,
hybrid CPU-GPU

Only graphs
(MATPOWER)

2019

CPU : Xeon E5-2620 (6 cores)
GPU : Tesla K20c

[32]

CG method

4.7×
(Matlab CG)

2014

CPU: Xeon E5607 (8 cores)
GPU: Tesla M2070

[28]

Batch-QR

64×
(UMFPACK)

2014

CPU: Xeon E5-2620 (24 cores)
GPU: Tesla K20c

[50]

GPU-based FDPF with
Inexact Newton method

2.86×
(traditional FDPF)

2017

CPU: Xeon E5607 (8 cores)
GPU: Tesla M2070

[49]

Parallel GS, NR

GS : 45.2×, NR : 17.8×
(MATPOWER)

2017

CPU: Xeon E5-2650 (32 cores)
GPU: Telsa K20c

[67]

Continuous NR

11.13×
(CPU)

2017

CPU: Xeon E5-2620 (6 cores)
GPU: Tesla K20Xm

5. Conclusions
In this paper, we present an overview of the current state of knowledge regarding parallel
power ﬂow computation using GPU technology. The utilization of GPUs in the PF computation
contributes to computational performance improvement and conﬁrms its suitability for parallel
processing. In summary, the technical trends and applications of GPUs for the PF computation are
reviewed as follows:
•
•
•
•

The basic concepts of PF computation methods and matrix handling are described.
Conventional approaches of parallel processing technology in PF studies are summarized.
Representative studies are reviewed to describe how to achieve parallel processing using GPUs in
PF studies.
The main features and speedup results are summarized for each study as a table form.

The parallel processing using GPUs is expected to be accelerated signiﬁcantly further as their
hardware performance improves more and more. We would be highly recommended to consider
the utilization of GPUs in the near future for electrical power system analysis with a large amount
of computations. In particular, it is expected that the GPU-based parallel processing will be very
useful in the case of on-line operational planning that reﬂects the real time changes of the system,
or performing simulations considering massive contingencies. However, the studies of performing
PF analysis using the GPU techniques are still in a developing phase. Although signiﬁcant speedup
achievements were sufﬁciently convinced in the studies, but a standard technique has not been yet
established completely at this moment. Also, we can expect the employment of cloud computing in
the power ﬂow analysis since the power systems are scaling up incrementally as the use of renewable
energy is getting increased [68]. By exploiting the coarse and ﬁne-grained parallelism of the PF study
with the hybrid of cloud computing and GPU technologies, we can resolve the extremely massive
numerical computations to evaluate the future power system properly. We have a plan to study the
hybrid further soon.
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Nomenclature
PF
NR
GS
EV
FDPF
CG
RTOPF
SLS
CUDA
OpenCL
HPC
CPU
GPU
GPGPU
SM
TLP
PPF

Power ﬂow
Newton–Raphson
Gauss–Seidel
Electric vehicle
Fast decoupled power ﬂow
Conjugate gradient
Real-time optimal power ﬂow
Sparse linear system
Compute Uniﬁed Device Architecture
Open Computing Language
High performance computing
Central processing unit
Graphics Processing Units
General-Purpose computing on Graphics Processing Units
Streaming multiprocessor
Thread-level parallelism
Probabilistic power ﬂow
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Abstract: The traditional security-constrained optimal power ﬂow (SCOPF) model under the classical
N-1 criterion is implemented in the power industry to ensure the secure operation of a power system.
However, with increasing uncertainties from renewable energy sources (RES) and loads, the existing
SCOPF model has diﬃculty meeting the practical requirements of the industry. This paper proposed a
novel chance-constrained preventive SCOPF model that considers the uncertainty of power injections,
including RES and load, and contingency probability. The chance constraint is used to constrain the
overall line ﬂow within the limits with high probabilistic guarantees and to signiﬁcantly reduce the
constraint scales. The cumulant and Johnson systems were combined to accurately approximate the
cumulative distribution functions, which is important in solving chance-constrained optimization
problems. The simulation results show that the model proposed in this paper can achieve better
performance than traditional SCOPF.
Keywords: security-constrained optimal power ﬂow; chance-constrained optimization; probability
of contingency; renewable energy source

1. Introduction
The growth in renewable energy sources (RES) and charging loads in recent years, such as
wind power, photovoltaics and electric vehicle, has brought considerable economic beneﬁts; however,
the uncertainty of power injections has increased, which leads to increased operational risks [1–3],
especially for highly-loaded power systems. The increasing uncertainty of operation increases the need
for new criteria, dispatch tools and control methods to better balance operational security and costs [4].
Optimal power ﬂow (OPF) is the fundamental dispatch and planning tool that is used to minimize
operational costs while ensuring the security of the normal state, and security-constrained optimal
power ﬂow (SCOPF) [4–7] is an extended form of OPF that considers the classical N-1 criterion. Unlike
OPF, which only considers a single system topology (normal state), SCOPF typically ensures that the
system state remains within the operational limits when unexpected component outages (contingency
set) occur. However, with the emergence of uncertainties in the power system, several drawbacks of
traditional SCOPF have become apparent and these need to be addressed. These include:
1. Traditional SCOPF does not consider the inﬂuence of the uncertainty of RES and loads, and
it cannot provide a robust solution because increasing uncertainty makes the operational state more
stochastic and may lead to frequent violations of the N-1 criterion.
2. Traditional SCOPF disregards the probability of a contingency occurring; in other words,
it considers the occurrence probability to be 1 for every contingency in a contingency set [4]. Obviously,
this does not match the actual situation because the probability of a contingency is usually very low.
3. The scale of the SCOPF problem is highly related to the scale of the power system and
the number of contingencies. This means that for a large power system where a large number of
Energies 2020, 13, 2344; doi:10.3390/en13092344
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contingencies are considered, the calculation burden is high, and directly solving a SCOPF problem in
a short time is quite challenging.
1.1. Literature Review
Numerous studies have attempted to address the drawbacks of the traditional SCOPF model.
To the best of the authors’ knowledge, there are currently two strategies to reduce the calculation
burden of traditional SCOPF and make it easier to solve. One strategy uses a contingency ﬁltering
(CF) [8,9] technique to reduce the number of contingencies. Usually, an index that ranks the severity
of a contingency is used to ﬁlter contingencies; thus, only the contingency that exceeds the severity
threshold is included in the contingency set. However, choosing the severity threshold itself is a
challenge, for example, a very severe contingency may have a very low probability of occurring, and
controlling it through SCOPF may result in excessive costs. The second strategy is to use Benders
decomposition (BD) [10–12] to decompose the original SCOPF problem into a master problem and
several subproblems. In this way, parallel computing technology can be used to improve the computing
eﬃciency; however, BD requires convexity of the feasible region, which is not guaranteed in an SCOPF
problem [12].
The concept of risk-based SCOPF [13–15] has been proposed as a method that comprehensively
considers the probability and severity of contingencies. The risk of a contingency is deﬁned as the
product of the probability and severity of a contingency. Risk-based SCOPF uses risk as constraints
to achieve a tradeoﬀ between economic and security. This method relaxes the constraints of a single
contingency [14] but controls the total risk of a contingency set to a certain level. Although the security
and economy of power system operations are enhanced by risk-based SCOPF, the uncertainty of
RES and load are not taken into consideration because measuring system risk under uncertainty is a
challenging task. Moreover, the optimization formulation of risk-based SCOPF is complicated, and
the calculation time is 4–7 times that of traditional SCOPF [14], which makes it diﬃcult to apply in a
real-time dispatch.
Chance-constrained optimization (CCO) [16–26] is a promising method to handle the uncertainty
in power systems and it has been successfully applied to many problems. Instead of rigid constraint,
CCO ensures a certain level of probability that the constraint is satisﬁed. The work of Bienstock [19]
provides a solid foundation for incorporating CCO with OPF. This model was further extended in [22]
to incorporate corrective SCOPF. Li et al. [23] provided a novel transmission expansion planning
approach based on CCO and BD. Liu et al. [24], proposed solutions based on CCO for peak power
shaving and frequency regulation in microgrids. Based on CCO, a day-ahead scheduling approach
is proposed in [25] and a volt/var control approach is provided in [26]. Although CCO has been
successfully applied to a variety of problems, the probability distribution of the uncertainty source is
usually assumed to follow a Gaussian distribution. Studies [27–29] have indicated that the distribution
of wind power forecast error and photovoltaic power is very diﬀerent from a Gaussian distribution;
therefore, the existing models should be improved so that they are able to handle arbitrary distributions.
Moreover, there are few CCO models that consider contingency probability.
1.2. Contributions
This paper proposes a novel chance-constrained preventive SCOPF model (CC-PSCOPF) that is
an improvement on the traditional preventive SCOPF (PSCOPF) model. The main contributions are
as follows:
1. A novel CC-PSCOPF model is proposed to improve the overall operational reliability. The model
considers contingency probability and the uncertainty of power injections (including RES and load).
2. Instead of using the large-scale line ﬂow limits of traditional PSCOPF, the probability
distribution of the overall line ﬂow is obtained and constrained in the proposed optimization model,
which signiﬁcantly reduces the constraint scale.
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3. The cumulant and Johnson systems are combined in this paper to accurately approximate
the cumulative distribution function (CDF) of an arbitrary distribution random variable, which only
requires the ﬁrst four orders of moment information.
The remainder of this paper is organized as follows: Section 2 reviews the traditional PSCOPF
model. Section 3 describes the formulation of the proposed CC-PSCOPF, and a cumulative distribution
function (CDF) approximation method based on cumulants and the Johnson system is also introduced.
A case study is presented in Section 4 to test the performance of the proposed model. Section 5 presents
our discussion and conclusions.
2. Review of Traditional PSCOPF
There are two types of SCOPF: PSCOPF and corrective SCOPF (CSCOPF). Using PSCOPF,
pre-contingency controls are the only measures allowed to ensure that the system always
operates in a state where any single component outage does not lead to constraint violations.
This indicates that the operational state determined by PSCOPF simultaneously satisﬁes the pre- and
post-contingency constraints. Diﬀerent from PSCOPF, CSCOPF determines an operational state that
allows post-contingency constraint violations, and it ensures that there are adequate post-contingency
control measures, e.g., generator re-dispatch, topology reconﬁguration and load shedding to eliminate
post-contingency constraint violations. PSCOPF is safer, while CSCOPF is more economical [4].
This paper focuses on improving the traditional PSCOPF, and the proposed optimization
model attempts to improve the overall security performance of the system operation through
pre-contingency controls.
The DC-based PSCOPF model is reviewed in this section, as it provides the foundation for the
optimization model proposed in this paper. DC approximation is used in this paper because it provides
a convex guarantee that the optimization problem is tractable [20].
The objective function of DC-based PSCOPF minimizes the system’s operational cost in the normal
state, and it is expressed as follows:
NG


min

Gi=1

PTGi c2i PGi + cT1i PGi + c0i

(1)

where NG is the number of generators; PGi is the ith generator output in the normal state, which is the
control variable of the optimization model; and c2i , c1i , and c0i are the quadratic, linear and constant
cost coeﬃcients, respectively.
The equality and inequality constraints of the PSCOPF model are as follows:
NG


PGi +

Gi=1

NR


PRi =

Ri=1

ND


PGi ≤ PGi ≤ PGi
NG

Gi=1

Pl ≤

AkGi PGi +
NG

Gi=1

NR

Ri=1

AkGi PGi +

AkRi PRi −
NR

Ri=1

(2)

PDi

Di=1

ND

Di=1

AkRi PRi −

∀i
AkDi PDi ≤ Pl
ND

Di=1

AkDi PDi

(3)
∀i, ∀k, ∀l

(4)

∀i, ∀k, ∀l

(5)

These include the power balance of the system (2), the generator output limits (3) and the line
ﬂow limits (4) and (5). NR and ND are the number of RES and loads, respectively, in the system; PRi
and PDi are the forecast power injections of the ith RES and load; PGi and PGi are the ith generator’s
minimal output and maximum output, respectively; Pl and Pl are the lower and upper limits of the
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ith line ﬂows; superscript k is the index of system topology; k = 0 indicates the normal state system
topology, while k ≥ 1 indicates the contingency system topology; and AkGi , AkRi and AkDi are the power
transmission distribution factors (PTDFs) of the ith generator, RES and load under system topology k,
respectively. The PTDF can be obtained from the line susceptance matrix and bus susceptance matrix,
and details can be found in [6].
The traditional DC-based PSCOPF optimization model is a typical quadratic programming problem
that can be solved by common commercial solvers. As discussed in the introduction, the uncertainties of
power injections and contingency probability are not considered in this model; therefore, the operational
state obtained by this model is not robust to uncertainty and may be very costly. The constraint
number of this model is 1 + NG + 2 × Nl × Nk , where Nl is the number of lines and Nk is the scale of the
contingency set. Obviously, when the system scale is large with a large contingency set, the constraint
number of this model is quite high, which signiﬁcantly increases the calculation burden.
3. Formulation of the Proposed Optimization Model
3.1. Modeling of Uncertainties
The forecast error of the RES and load is the main source of uncertainty, which is the deviation
of the forecast value from the actual value. The forecast error can be seen as a continuous random
variable and described by a continuous probability distribution model. Therefore, the actual power
injection of RES and loads can be modeled as a forecast value plus a continuous random variable that
represents forecast error:
⎧
Ri = PRi + δRi
⎪
⎨ P
∀i
(6)
⎪
⎩ P
Di = PDi + δDi
Ri and P
Di are the actual power injection of the ith RES and load, respectively, and δRi and
where P
δDi are random variables that represent the forecast error of the power injection of the ith RES and
load, respectively.
The proper distribution model to describe forecast error depends on the type of power injection,
forecasting scale [27], etc. For instance, the forecast error of a load is usually assumed to follow
a Gaussian distribution, while the beta distribution [28] is an appropriate choice to describe the
short-term forecast error of wind power. Although there are many distribution models that can be
used to describe a forecast error, the optimization model proposed in this paper is not sensitive to the
distribution used. The ﬁrst four order moments of a distribution model is the only information that is
required and this can be obtained from historical data This moment information is used to approximate
the CDF of a random variable, which is discussed in the following section.
The line ﬂow under a single system topology is linearly dependent on power injections; when
considering uncertainty, its expression is:
Pkl =

N
G
Gi=1
N
G

=(

AkGi PGi +

Gi=1

N
R
Ri=1
N
R

AkGi PGi +

 −
AkRi P
Ri

Ri=1

N
D
Di=1
N
D

AkRi PRi −


AkDi P
Di

Di=1

AkDi PDi ) + (

N
R
Ri=1

AkRi δRi −

N
D
Di=1

∀l, ∀k

(7)

AkDi δDi )

where Pkl is the lth line ﬂow under the kth system topology. The term in the ﬁrst bracket of Equation (7)
is the line ﬂow part formed by forecast power injections, which is consistent with the traditional
PSCOPF. The term in the second bracket of Equation (7) is the uncertainty part of a line ﬂow, which is
the linear combination of the forecast error of power injections of RES and load.
The overall line ﬂow probability distribution, which comprehensively considers the inﬂuence
of the uncertainty of power injection and system topology is our concern. Therefore, the occurrence
probability of a system topology, or the so-called contingency probability, should be obtained.
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The Poisson distribution [30] is used in this paper to describe the occurrence probability of a
system topology:
(8)
Pr (sk ) = 1 − e−λt
where sk is the kth contingency’s system topology, Pr (sk ) is the corresponding occurrence probability,
e is the base of the natural logarithm and λt is the failure rate of the component. Note that the failure
rate can be modiﬁed according to the external weather conditions. An approach to calculate the failure
rate under diﬀerent weather conditions (normal, adverse and major adverse) is provided in [31].
For each contingency, an occurrence probability can be obtained from Equation (8). We assume
that contingencies outside the contingency set will have little impact on system operation, so the
probability of the normal state is approximated and expressed as:
Pr (s0 ) = 1 −

Nk


Pr (sk )

(9)

k =1

Considering the uncertainty of power injections and the probability of contingency, the overall
line ﬂow Pl can be obtained through the law of total probability theory, and it is expressed as:
Pl

N

= Pr (s0 )P0l + Pr (s1 )P1l + · · · Pr (sNk )Pl k ∀l
N
N
k NG k
k NR k
=
AGi PGi Pr (sk ) +
ARi PRi Pr (sk )−
k=0 Gi=1
N
k NR

k=0 Ri=1

AkDi PDi Pr (sk ) +

k=0 Ri=1
N
k NR

k=0 Ri=1

AkRi δRi Pr (sk ) −

∀l
N
k

N
R

k=0 Ri=1

(10)

AkDi δDi Pr (sk )

Obviously, the probability distribution of the overall line ﬂow Pl can be regarded as the weighted
average of the line ﬂow probability distribution under each system topology.
3.2. Chance-Constrained Optimization
In this section, we brieﬂy introduce the CCO, which also underpins the model proposed in
this paper.
CCO is an important tool proposed by Charnes and Cooper [16,17] for solving optimization
problems under uncertainties. The general form of a CCO problem is expressed as follows:
min
s.t.

f (x, ξ)
g(x, ξ) = 0

Pr{h(x, ξ) ≥ 0 ≥ 1 − α

(11)

where f (·) is the objective function, g(·) is the equality constraint, h(·) is the inequality constraint, x is
the decision variable, ξ is the uncertainty variable and α is the reliability parameter representing the
allowed constraint violation level.
Under the CCO, the inequality constraint is formed as the chance constraint and ensures that the
constraint h(·) is satisﬁed with probability 1 − α at least. The original CCO problem is often transformed
into an equivalent deterministic form to facilitate the solution [20,24].
3.3. Chance-Constrained PSCOPF Model
In this section, we present a novel CC-PSCOPF model that considers the uncertainties of power
injections and the probability of contingency.
The goal function, power balance constraint and generator output limit of the proposed
CC-PSCOPF are the same as those of the traditional PSCOPF model, as Equations (1)–(3) show.
The key improvement is the modeling of the line ﬂow inequality constraints.
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Instead of line ﬂow constraints under each system topology used in traditional PSCOPF, the
overall line ﬂow Pl is constrained in CC-PSCOPF. As analyzed in the previous section, Pl is a random
variable; therefore, the chance constraint is used to place it in a certain range with a high probability,
and it is expressed as follows:

Pr Pl ≥ Pl } ≤ αl+ ∀l
(12)

−
(13)
Pr Pl ≤ Pl } ≤ αl ∀l
where αl+ and α−
are predeﬁned violation levels. Considering the low occurrence probability of
l
contingencies, αl+ and α−
should be carefully deﬁned.
l
A comparison of Equations (12) and (13) to Equations (4) and (5) shows that the optimization
model proposed in this paper has the following signiﬁcant advantages:
1. The uncertainty of power injections and contingency occurrence probability are considered
through Pl . Even with the inﬂuence of various uncertainties, the operational state obtained by
CC-PSCOPF has a high probability of ensuring that constraints are not violated. Obviously,
the operational state is more robust to uncertainties compared to traditional PSCOPF.
2. The violation level for diﬀerent lines is adjustable; for critical lines, the violation level could be
adjusted lower to ensure operational safety, while for noncritical lines, the violation level could be
increased to save control costs.
3. The scale of the line ﬂow constraint is signiﬁcantly reduced, which is only related to the number
of lines in the system, allowing the optimization problems to be solved more eﬃciently.
4. As the occurrence probabilities of the contingency and chance constraints are used in this
model, some contingencies that have quite low probability but high control costs are ignored in the
optimization model, which helps to reduce the control costs. The control measures of these low
probability contingencies can be solved using a separate accident plan.
However, solving an optimization problem with chance constraints directly is a challenging task.
In this paper, chance constraints are transformed into deterministic linear constraints based on the
cumulant and Johnson systems in the following section, which ensures that the CC-PSCOPF is tractable
and solved eﬃciently.
3.4. Deterministic Reformulation of CC-PSCOPF
The main challenge of solving the proposed model is how to handle the two chance constraints
related to overall line ﬂows. In this section, these two constraints are converted into deterministic
linear constraints. Through conversion, the optimization model becomes a linear constrained convex
optimization problem that is easy to solve.
For convenience, the factors that determine the overall line ﬂow Pl are divided into two terms:
Pl,control

=

Pl,uncertainty

=
+

N
k

N
G

k=0 Gi=1
N
k NR
k=0 Ri=1
N
k NR
k=0 Ri=1

AkGi PGi Pr (sk )
AkRi PRi Pr (sk )−

AkRi δRi Pr (sk ) −

N
k

N
R

k=0 Ri=1
N
k NR

k=0 Ri=1

AkDi PDi Pr (sk )

∀l

(14)

AkDi δDi Pr (sk )

where Pkl,control is the line ﬂow part determined by the control variable, which varies with the output of
the generators, and Pl,uncertainty is the line ﬂow part determined by power injections of the RES and
load, which is a random variable.
Substituting Equation (14) into Equation (12) yields:

Pr Pl,uncertainty ≤ Pl − Pl,control } ≥ 1 − αl+
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Note that Pl,uncertainty is the uncertainty part of the overall line ﬂows, and we can obtain:
CDFl,uncertainty (Pl − Pl,control ) ≥ 1 − αl+
⇓
Pl − Pl,control ≥ CDF−1
(1 − αl+ )
l,uncertainty

∀l

(16)

where CDFl,uncertainty and CDF−1
are the CDF and inverse CDF of Pl,uncertainty , respectively.
l,uncertainty
Similar to Equation (16), by substituting Equation (14) into (13), we can obtain:

(α− )
Pl − Pl,control ≤ CDF−1
l,stochastic l

∀l

(17)

To replace Equations (12) and (13) with deterministic linear constraints Equations (16) and
should be obtained. Traditionally, CDFl,uncertainty is obtained from Monte Carlo
(17), CDF−1
l,uncertainty
simulation (MCS), which performs a numerical search for the CDF−1
[20]; however, this is time
l,uncertainty
consuming. Moreover, MCS is diﬃcult to implement in the absence of samples. Here, this procedure is
improved by using the cumulant and Johnson system to obtain CDF−1
.
l,uncertainty

3.4.1. The Cumulant
The cumulant [32,33] is an alternative moment of a continuous probability distribution, and the
relationship between the cumulant κ and moment m is as follows:
κ1
κ2
κ3
κ4
..
.

= m1
= m2 − m21
= m3 − 3m1 m2 + 2m31
= m4 − 2m22 − 4m1 m3 + 12m21 m2 − 6m41

(18)

Cumulants have two important characteristics. One is homogeneity. For a random variable x,
the nth cumulant is homogeneous of order r:
κr (ax) = ar κr (x)

(19)

The other is additivity; for two independent random variables x and y, and z = x + y, then:
κ r ( z ) = κr ( x ) + κr ( y )

(20)

The uncertainty part of line ﬂow under a single system topology is the linear combination of δRi
and δDi . As we know the ﬁrst four order moments of δRi and δDi in advance, using Equation (18) and
the characteristics of the cumulant, the ﬁrst four order moments of the uncertainty part of the line ﬂow
under a single system topology can be obtained.
3.4.2. The Johnson System
Previous works [34,35] have shown that the Johnson system is a reliable and accurate method for
obtaining CDF compared to the commonly used Gram-Charlier series [32] or Cornish-Fisher series [33];
therefore, it is used here to obtain the CDF of the uncertainty part of the line ﬂow under a single
system topology.
The Johnson system is a 4-parameter transformation system that uses the following function
to transform the standard Gaussian variable u into a variable x that follows an unknown arbitrary
probability distribution:
u−a
x = c + d × f −1 (
)
(21)
b
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where a and b are the shape parameters, c is the position parameter, and d is the scale parameter. The
function f −1 (·) takes 4 forms to distinguish diﬀerent distribution families:
⎧
(u−a)/b
⎪
SL : f −1 ( u−a
⎪
⎪
b )=e
⎪
⎪
⎪
)
=
(
e(u−a)/b − e−(u−a)/b )/2
⎨ SU : f −1 ( u−a
b
⎪
u−a
−1
⎪
⎪
SB : f ( b ) = 1/(1 + e−(u−a)/b )
⎪
⎪
⎪
⎩ SN : f −1 ( u−a ) = u−a
b
b

(22)

where SL is the family of lognormal distributions, SU is the family of unbounded distributions, which
means the range of variables is unlimited, SB is the family of bounded distributions, and SN is the
family of Gaussian distributions.
If the ﬁrst four order moments of random variable x (the uncertainty part of the line ﬂow in this
paper) are available, the moment-based algorithm [36] can be used to obtain the parameters of the
Johnson system, and the CDF of x is a function of the CDF of the standard Gaussian variable, which
can be obtained easily.
The CDF of the uncertainty part of the line ﬂow under each system topology is obtained. Based on
the law of total probability, CDFl,uncertainty is calculated through the weighted average of each CDF of
the uncertainty part of the line ﬂow, and its inverse function CDF−1
can be eﬃciently calculated.
l,uncertainty
4. Case Study
In this section, we discuss the performances of traditional PSCOPF and CC-PSCOPF, which were
tested on two test systems. The optimization problem was solved by Ipopt [37] on a PC with a 2.8-GHz
CPU and 16 GB RAM.
4.1. Description of the Test System
A modiﬁed IEEE-30 test system [38] was used here to analyze the characteristics of these two
optimization formulations and a modiﬁed IEEE-108 test system [38] was used to evaluate the eﬃciency
of these two methods. The IEEE-30 test system was modiﬁed to add two wind power generators at bus
7 and 12, which are representative of a RES power injection. Similarly, the IEEE-108 test system was
modiﬁed to add four power generators at bus 44, 50, 88 and 98. The rated power of the wind power
generators is 80 MW, the forecast outputs of wind power generators are assumed to be 0.8 p.u., and
forecast error is assumed to follow a beta distribution: Beta (0.83, 1.82). The forecast error of the load at
each bus is assumed to follow a Gaussian distribution, with the means of the power injections equal to
those of the base case data and standard deviations equal to 5% of the means.
All N-1 contingencies are included in the contingency set, the occurrence probability of each
contingency is assumed to be 0.01, and the violation level αl+ is set at 1% for all lines.
4.2. CDF Approximation Performance of the Proposed Method
Obtaining an accurate CDF curve, especially in the tail area, is the basis for accurately solving the
chance-constrained optimization. This section presents the results to show that the proposed cumulant
+ Johnson system can accurately and eﬃciently approximate a CDF curve.
The proposed method is compared with 10,000 MCS, the commonly used cumulant +
Gram-Charlier series proposed in [25], and a CDF curve based on the assumption that wind power
forecast error follows a Gaussian distribution.
The CDF curve of line 4-6 ﬂow and line 16-17 ﬂow under the normal state is chosen here as
representative and to visually show the approximation ability of the evaluated method. The CDF
curves are shown in Figure 1a,b.
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(b)

(a)

Figure 1. Cumulative distribution function (CDF) curve for line 4-6 ﬂow (a) and line 16-17 ﬂow (b).

The average root mean square (ARMS) [18] is also introduced here to quantitatively indicate the
accuracy of the CDF approximation. The smaller the ARMS value is, the more accurately the method
approximates the CDF curve. Table 1 shows the ARMS values of the evaluated methods.
Table 1. The average root mean square (ARMS) value of evaluated methods.
Lines

ARMS of Cumulant
+ Johnson System

ARMS of Cumulant
+ Gram-Charlier

ARMS of Gaussian
Assumption

Line 4–6
Line 16–17

0.0031
0.0038

0.1294
0.1288

0.1312
0.1306

The results in Figure 1 and Table 1 show that the cumulant + Johnson system approximates the
CDF curve best and only a small amount of error exists, while the curve approximated by cumulant +
Johnson and Gaussian assumptions shows signiﬁcant deviation, especially in the tail area.
Moreover, the method proposed in this paper has an advantage over MCS; that is, MCS cannot be
implemented when only the moment information of power injections is available, while the method
proposed in this paper can provide a reliable CDF curve.
4.3. Solutions of Diﬀerent Optimization Formulations
The generation costs for the two optimization approaches are listed in Table 2. The cost of
CC-PSCOPF is higher because it considers the uncertainty of power injections and gives a high
probabilistic guarantee that line ﬂows limit violations will not happen.
Table 2. Generation Cost.

Cost ($/hr)

PSCOPF

CC-PSCOPF

7488.1

8196.5

Because the chance constraint is a soft constraint and the Gaussian distribution is an unbounded
distribution, there are always extreme values that cause line ﬂow violations. Based on the generator
output schemes given by these two problem formulations, we implemented MCS with 10,000 samples
to observe the actually probability of line ﬂow violations.
The average violation probability and the maximum violation probability were introduced to
illustrate the eﬀectiveness of the proposed method. These two indices are listed in Table 3. It is obvious
that the chance constraint works; the maximum violation probability under CC-PSCOPF equals 0.01,
which is equal to the preset violation level, while under PSCOPF, the same index signiﬁcantly exceeds
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the violation level. Both the average and maximum violation probability are smaller under CC-PSCOPF,
which indicates that the proposed method provides a more robust operational state than PSCOPF.
Moreover, although the goal of the proposed method is to improve the operational reliability
by controlling the violation probability of line ﬂows in the overall situation rather than the violation
probability under a speciﬁc contingency system topology, it is interesting to note that CC-PSCOPF
eﬀectively reduces violations under a single contingency system topology. We counted the number of
contingencies NV where the line ﬂow violation probability exceeds the violation level. For contingencies
with violations, the average number of line ﬂows Nalv and maximum number of line ﬂows Nmlv that
exceeds the violation level were also counted. The statistical data are listed in Table 3. Obviously,
CC-PSCOPF eﬀectively reduces NV , Nalv and Nmlv , and this indicates that more contingencies are
eﬀectively controlled.
Table 3. Constraint violation statistics.
PSCOPF

CC-PSCOPF

0.0045
0.0779
22
1.95
5

0.0010
0.0100
6
1.5
2

Average violation probability
Maximum violation probability
NV
Nalv
Nmlv

The line ﬂow of 15–18 was chosen as representative to visually show the ﬂow probability
distributions under these two formulations. The histograms of line ﬂow are shown in Figure 2a,b,
respectively. It is clear that more PSCOPF samples fall outside of the line limits.

(a)

(b)

Figure 2. Histograms of line ﬂow 15–18 under preventive security-constrained optimal power ﬂow
(PSCOPF) (a) and chance-constrained PSCOPF (CC-PSCOPF) (b).

4.4. Inﬂuence of the Value of Violation Level
Changing the violation level inﬂuences the solution of CC-PSCOPF. Figure 3 shows the change in
the generation cost and violation probability of CC-PSCOPF with diﬀerent violation levels.
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(a)

(b)

Figure 3. Generation cost (a) and violation probability (b) of CC-PSCOPF with diﬀerent violation levels.

As Figure 3 shows, with increasing violation level, the generation cost of CC-PSCOPF decreases,
and inevitably, this causes a larger probability of constraint violations.
Obviously, the contradiction between power generation costs and operational security can be
balanced by adjusting the violation level. As diﬀerent transmission system operators have diﬀerent
requirements for line constraint violation probability, how to determine the optimal violation will be
explored in subsequent studies. Note that, theoretically, the violation level can be set at 0 to completely
eliminate the constraint violations, but this is not worth the gains. On the one hand, this will cause
a surge in control costs, and on the other hand, it is easy to make the problem infeasible, especially
when the uncertainty of power injection is large. Moreover, the violation level of diﬀerent lines can be
set to diﬀerent values. For the critical lines, appropriately reducing the violation level can improve
safety, and for non-critical lines, increasing the violation level appropriately can reduce generation
costs. Obviously, CC-PSCOPF is more ﬂexible compared with traditional PSCOPF, which can only
balance the control costs and security by adjusting the contingency set.
4.5. Eﬃciency of the Proposed Method
The time consumption of PSCOPF and CC-PSCOPF was tested on the IEEE-30 test system and
a larger-scale system, the IEEE-118 test system. The constraint numbers and time consumption of
these two optimization formulations are listed in Table 4. It is evident that the constraint numbers
signiﬁcantly inﬂuence the eﬃciency of the optimization model. CC-PSCOPF is much faster than
PSCOPF because the line limit constraints of all the system topologies are reduced to the same number
of lines by the law of total probability.
Table 4. Time consumption.
Test System
IEEE-30
IEEE-118

Constraint Numbers
Time (s)
Constraint Numbers
Time (s)

PSCOPF

CC-PSCOPF

1600
1.23
33109
319.57

42
0.13
187
0.67

5. Conclusions
Currently, and in the future, increasing uncertainty brings challenges for power systems.
The traditional SCOPF under strict N-1 criterion can barely meet the requirements of a secure
operation. To obtain an operational state that is robust to uncertainties and to improve the overall
operational reliability, a novel CC-PSCOPF was proposed in this paper. The probability distribution of
the overall line ﬂow is obtained and constrained within the limits with a high probability guarantee in
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the proposed optimization model. This type of constraint greatly reduces the number of constraints for
the entire optimization problem, and additionally, the violation probability of each line can be ﬂexibly
adjusted as needed. In addition, the cumulant and Johnson systems are proposed to approximate the
CDF curves, so the chance-constraint optimization model proposed in this paper is not limited to the
Gaussian distribution assumption.
The proposed CC-PSCOPF can be used to improve the safety level of a system’s operation,
especially for a system with a high level of RES penetration. How to determine the optimal violation
level and correlations between uncertainty sources will be investigated in subsequent studies.
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Abstract: Flexible AC transmission systems and distributed generation units in power systems
provide several beneﬁts such as voltage stability, power loss minimization, thermal limits
enhancement, or enables power system management close to the limit operation points; and by
extension, economic beneﬁts such as power fuel cost and power loss cost minimization. This work
presents a multi-objective optimization algorithm to determine the location and size of hybrid
solutions based on a combination of Flexible AC transmission systems devices and distributed
generation. Further, the work expands the types of FACTS usually considered. The problem is solved
by means of a Tabu search algorithm with good results when tested in a network of 300 nodes.
Keywords: ﬂexible AC transmission systems; tabu search; multi-objective; power systems

1. Introduction
In deregulated markets, power transactions in transmission and distribution networks lead the
power systems to operate close to their limits to maximize the beneﬁts [1–4]. Furthermore, climate
change and other environmental concerns force the installation of distributed generation (DG) units,
renewable and conventional, close to load centres to feed the demand growth [5]. There is no doubt
that the installation of DG has beneﬁts for both the consumer, the supplier and the network [6],
but the increase in the penetration of the DG can also cause several problems in the operation of
the network [7] (voltage proﬁle, stability, wave quality, harmonics, imbalances, . . . ). The creation
of a microgrid architecture [8] together with a suitable energy management system [9] is the most
advantageous mode of operation for both the consumer and the network.
Flexible AC transmission systems (FACTS) and DG installations in the transmission lines have
the capacity to enhance power systems [10]. However, ﬁnding the optimal FACTS and DG devices
location for power system enhancement is a non-linear complex problem which involves economical,
environmental and electrical variables. In the technical literature, authors have used different FACTS
to control the power network attributes [3,11,12] as summarized in Table 1. Several authors utilise
intelligent systems to improve the voltage stability in real time, during the operation of saturated
electrical networks. Devaraj et al. [13] use a radial basis function network model to estimate the voltage
stability level of the power system based on the L-index, and this way, detect how far the nodes are
from voltage collapse. Tomin et al. [14] present an automatic intelligent system for voltage security
control based on a decision trees model, and use the L-index for the localisation of critical nodes.
Satheesh et al. [15] use a neural network to identify the optimal location of FACTS controllers and a
Bees algorithm to calculate the operation point of these devices in the power system.
One way to solve the problem in consideration is by optimizing an economic objective function,
formulated with ﬁxed kVAr costs [16,17] or with quadratic formulations [18–25]. Other authors include
Energies 2020, 13, 2722; doi:10.3390/en13112722
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the annual investment cost [26], capital recovery factor [27,28], annual cost device [29], or a combination
of them; as well as the active power generation fuel cost and the reactive power generation fuel cost,
if the DG units are combustion machines [30–32]. The optimization problem is usually subject to
common power ﬂow constraints, such as bus voltage limits, thermal limits, feeders power transfer
capability, real and reactive power generation limits, among others [33,34].
Table 1. FACTS control attributes.
FACTS Controller
STATCOM
SVC
SSSC
TCSC
UPFC

Control Attributes
1

2

3

4

x
x

x
x

x
x
x
x
x

x
x

x

x

x
x

5

6

7

8

9

x
x
x
x

x
x

x
x
x

x

x

(1) Voltage control, (2) VAr compensation, (3) damping oscillations, (4) voltage stability, (5) transient
and dynamic stability, (6) current control, (7) fault current limiting, (8) active power control, (9) reactive
power control.

Another way is to solve it as a multi-objective optimization problem and obtain a set of
non-dominated solutions. Authors in [35] optimize the location of thyristor controlled series capacitors
(TCSC) and/or static VAR compensators (SVC), considering the investment and power generation
cost as objective functions, by means of genetic algorithms (GA), successive linear programming and
Benders decomposition, maintaining the voltage proﬁle within its limits. Another multi-objective
formulation of FACTS costs has been developed by [36], averaging investment and generation costs,
and solving with a GA technique to ﬁnd the optimal location of uniﬁed power ﬂow control (UPFC),
TCSC, thyristor controlled phase shifting transformer and SVC devices in power systems, where the
FACTS candidate nodes and lines are selected using a randomization method. Voltage proﬁle
enhancement and TCSC device number minimization are used as objectives to improve line congestion
in [37], and solved through simulated annealing and sequential quadratic programming (SQP)
algorithms. A model for ﬁnding the optimal location of TCSC and SVC devices using a hybrid
GA-SQP algorithm with a fuzzy multi-objective function, that includes power loss, investment cost
(quadratic costs functions), peak point power generation, voltage deviation, as well as security
margin minimization, is presented by [38]; this work is addressed in [39], adding Pareto optimal
solutions to obtain faster results. Other authors [40,41] determine the maximum loading factor possible,
implementing FACTS devices in power systems, taking into account the voltage deviation and the
real power loss minimization, ﬁnding the optimal parameters settings and locations of coordinated
SVC and TCSC devices, and selecting the best compromise solution of the Pareto optimal solutions in
non-dominated sorting particle swarm optimization. The optimal FACTS location problem is solved
in [42] considering the power system total cost, where Akaike’s information criterion is minimized
and the expected security is maximized. A multi-objective non-dominated sorting improved harmony
search is proposed by [43] for voltage stability improvement, considering the optimal placement of
TCSC and/or SVC devices in power systems through loading factor maximization, and voltage
deviation and real power loss minimization. The gravitational search algorithm is introduced
and compared with particle swarm optimization for reactive power planning, considering FACTS
implementation in power systems, by [44]; in said work, the goal is to minimize both real power loss
and FACTS investment cost, while increasing the reactive load. The effectiveness of the harmony
search algorithm is used in [45] to ﬁnd optimal TCSC and static synchronous series compensator
(SSSC) locations, considering power system loading factor maximization.
Presently, Tabu search has been used in the location and sizing of DG [46] or the FACTS [47–50]
with mono-objective models, and with multi-objective models for the location and sizing of DG [51].
In this paper, a multi-objective Tabu search (MOTS) algorithm is carried out to ﬁnd the optimal location
68

Energies 2020, 13, 2722

and size of FACTS devices and DG units in a power system network. The problem has also been
generalized by expanding the types of FACTS considered, including their hybrid use with other
solutions, such as the installation of DG and high-voltage direct current (HVDC) systems. The FACTS
devices considered in this work are: HVDC, STATCOM, SSSC, SVC, TCSC and UPFC. Section 2 depicts
the multi-objective function, and the tabu search algorithm method, including the description of the
permanency and the recency effect in the memory, and the selection of nodes and branches through
analytical methods. Section 3 presents the test results obtained for a modiﬁed IEEE 300-bus system.
Finally, in Section 4 the conclusions are presented.
2. Methodology
In the proposed model, an analytical method is applied to select the lines or buses to install DG
units or FACTS devices to enhance the power system stability, taking into consideration the technical
power ﬂow constraints and the total power system cost analysis. Costs are presented in annualized
values, with the objective to obtain beneﬁts regarding the total investment cost (TIC) and the total
generation cost (TGC), including the power losses cost (PLC). The algorithm is coded in MATLAB 2019
using the continuation power ﬂow routine extracted from the power system analysis toolbox [52] to
work embedded with tabu search [53]. The results are compared with the initial solution on a IEEE
300 bus test system.
2.1. Cost Functions
The economic analysis in this work employs the TIC, the TGC, and the PLC. To calculate the
TIC, maintenance, operation and installation costs are considered. For the TGC, reference bus active
power generation cost (PGC), and DG units PGC and reactive power generation cost (QGC) are taken
into account.
2.1.1. Power Losses Cost
The PLC is determined by the continuation power ﬂow using the mathematical formulation
presented in [54].
PLC =

∑ ∑

Plij,p · CL,p · αPLC
p

(1)

p Np ij NL

where αPLC
(Equation (2)) is the power loss discount rate for the PLC determination in period p;
p
Plij,p are the power losses in the line ij in period p; CL,p is the cost of losses in period p in $/kWh, Np
is the period set and NL is the lines set.
The discount factors are determined by means of:
αPLC
=
p

ny

1 + LG p

∑

y =1 (1 + r )

y

(ny)( p−1)+y

(2)

where ny are the periods in the planning horizon in years; LG p is the load annual growth rate in period
p; and r is the annual interest rate.
2.1.2. FACTS Costs
In this research, HVDC, TCSC, SSSC, STATCOM, SVC and UPFC are the devices considered to
enhance the power system network, and thus, it is necessary to determine the FACTS investment
cost (FIC).
FIC =

∑ CRF · Ci

(3)

i NF

where NF is the FACTS set, the FACTS cost (Ci ) and the capital recovery factor (CRF) [27–29,55–63] are:
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Ci = F1,i · Si2 − F2,i · Si + F3,i

(4)

ny

r (1 + r )
(1 + r )ny − 1

CRF =

(5)

where Si is the nominal apparent power of FACTS i.
The values of the coefﬁcients F1,i , F2,i and F3,i are speciﬁed in Table A1. These coefﬁcients are
retrieved from [18–25,64]. For the STATCOM function, the data curve recognition provided by [18] is
employed; the values for the HVDC are obtained by adjusting the curve using the cost information
calculated in [64].
2.1.3. Distributed Generation Costs
The DG units are considered as PV nodes and the costs are simulated as diesel generators.
In [30–32,36,65–67], the simpliﬁed equation for PGC is presented, taking into account the equations
developed by [68].


PGC = 8760 ·

∑

i ∈ NG

2
+ α1,i · PG,i + α0,i
α2,i · PG,i

+ 61.38 · PG,SW

(6)

where α2,i , α1,i and α0,i are the generators coefﬁcients [57,62,69–72] (Table A2); the coefﬁcient 61.38 is
obtained from [73]; PG,i is the active power supplied by generator i and NG is the generators set.
The QGC equations are developed in [65,74], where β 1,i = 0.1α1,i and β 0,i = 0.1α0,i [65]; and QG,i
is the reactive power supplied by generator i.



∑

QGC = 8760 ·

i ∈ NG

( β 1 · QG,i + β 0 )

(7)

The distributed generation investment cost (GIC) function considers the CRF, DG installation
cost, and operation and maintenance costs in the Ci value [75].
GIC =

∑ CRF · Ci

(8)

i ∈ NG

2.1.4. Multi-Objective Function
The multi-objective function presented aims at minimizing the TIC and the TGC, where the TIC
is formulated by means of the Equations (3) and (8). The TGC is calculated using Equations (1), (6)
and (7).
min( TGC ) = min ( PGC + QGC + PLC )
(9)
min( TIC ) = min ( FIC + GIC )

(10)

Subject to the following constraints:
-

-

Power balance with FACTS in each bus i:
Pi (ϑ, V ) − PG,i + PD,i + PF,i = 0

(11)

Qi (ϑ, V ) − QG,i + QD,i + QF,i = 0

(12)

|Sij | ≤ Sijmax

(13)

Thermal limit in each line ij:
Bus voltage and angle limits in each bus i:
Vimin ≤ Vi ≤ Vimax
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-

ϑimin ≤ ϑi ≤ ϑimax

(15)

min
max
PG,i
≤ PG,i ≤ PG,i

(16)

≤ QG,i ≤

(17)

Power limits in each generator i:
Qmin
G,i

-

Power limits in each FACT i:
min
max
≤ PF,i ≤ PF,i
PF,i

(18)

≤ QF,i ≤

(19)

Qmin
F,i
-

Qmax
G,i

Qmax
F,i

Power relations between bus i and bus j with FACTS:
f ( PF,i , PF,j , QF,i , QF,j ) = 0

(20)

where PD,i , QD,i represent the active and reactive power demand in bus i. The Power System
Analysis Toolbox (PSAT) [52,76,77] is used to evaluate the power ﬂow.
2.2. Multi-Objective Tabu Search Algorithm
Tabu search is the heuristic method used in this work, proposed by Glover [53]. It is based on local
search with different strategies to escape the local optima, such as by means of long- and short-term
memory analysis, giving the model the ability to change the search area.
The local search consists of making a movement between two interchangeable elements selected
in the actual search area (called neighbourhood) to ﬁnd a solution that satisﬁes an objective function.
As stated above, the heuristic employs two types of memory structures to store movements: the ﬁrst
one, short-term memory, provides the capability to avoid movements that do not result in favorable
solutions in a ﬁxed number of iterations. The short-term memory forces the algorithm to search in
other directions inside the actual neighbourhood using one or more strategies such as: aspiration plus,
elite candidate list, successive ﬁlter strategy, sequential fan or bounded change candidate list. In respect
of the long-term memory, this structure sequentially stores every movement in a frequency list, and is
used to modify the neighbourhood search areas by means of different strategies such as: modifying
the choice rules, restarting, strategic oscillation patterns and decisions or path re-linking techniques.
The process employed to solve the multi-objective function to optimize FACTS and DG units
location using tabu search is described in Algorithm 1. As a result, a list is obtained with all the
solutions that are part of the Pareto front. The following subsections address the explanation of each
algorithm line.
2.2.1. Initialization
Network data are loaded in the PSAT and MOTS structures. The location of the swing bus is
determined by the rotation-buses technique [78] that uses the shortest path function to determine the
route from the slack bus to the end buses and initial solution is obtained. Then, a radial search tree is
built by means of a minimum spanning tree using the Kruskal method [79].
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Algorithm 1: Multi-Objective Tabu Search.
input: electrical network;
output: Pareto front list;
variables:
PFL: Pareto front list;
TL: Tabu list; (Section 2.2.4)
FL: Frequency list; (Section 2.2.5)
Sk , Snewk : a solution of the problem;
Xk : a bus or line of the electrical network;
begin
Initialization (Section 2.2.1)
Obtain initial solution: S0 .
Store in Pareto front list: PFL ← S0 .
Initialize tabu list and frequency list: TL = {}; FL = {};
repeat
for ∀ Sk ∈ PFL do
Solution neighbourhood (Section 2.2.3)
Select the buses and lines candidates and store in CL: CL ← Xk
for ((∀ Xk ∈ CL) && ( Xk ∈
/ TL)) do
Apply the possible movements and obtain new solutions: Xk → Snewk
Evaluate solution Snewk (Section 2.2.2)
if Snewk is non-dominated in PFL then
Update PFL ← Snewk
end
Update TL ← Xk
Update FL ← Xk
end
end
Diversiﬁcation and intensiﬁcation process (Section 2.2.6)
if diversiﬁcation = TRUE then
Diversiﬁcation_process
end
if intensiﬁcation = TRUE then
Intensiﬁcation_process
end
Stop criteria (Section 2.2.8)
until Stop_criteria = TRUE;
end
2.2.2. Solution Evaluation
The power ﬂow of the actual network is evaluated with PSAT. The TIC and TGC objectives
are evaluated after the continuation power ﬂow routine reaches a feasible solution, considering the
technical power ﬂow constraints. Besides, others indices (Cev,1 , Cev,2 and Cev,3 ) are obtained:
Cev,1 =

Cev,2 =

ΔPLC
ΔTIC

0,

if TGCact < TGCbst

1,

otherwise

Cev,3 = ΔPGC + ΔQGC + ΔPGCSW + ΔPLC
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where Δ represents the difference between the best and the actual solution values.
These indexes allow accepting a solution even if the economic objective function is worse than
the current one; this happens when Cev,1 > 0 or when Cev,2 = 1 and Cev,3 > 0. This strategy allows
escape from local minima.
All non-dominated solutions are stored in the Pareto Front list, PFL, and the list is then updated
by removing the dominated solutions.
2.2.3. Solution Neighbourhood
Every modiﬁcation in the location or size of a DG unit or FACTS device in the power system is
considered a movement in the search process; the possible movements are enlisted as follows:
•
•
•
•

Add, change or remove a generator.
Add, change or remove a FACTS device.
Remove a generator to add a FACTS device.
Remove a FACTS device to add a generator.

These movements are applied to the candidate buses and lines which are selected according to
the following rules for each device:
•
•
•
•
•
•
•

DG units: worst bus voltage in non-end bus or transformer node.
SVC: worst bus voltage and worst line with the highest power losses.
TCSC: lines voltage or current ﬂow out of the limits.
STATCOM: weakest bus voltage and reactive power received control needs.
UPFC: weakest bus voltage or reactance control needs.
SSSC: weakest bus voltage, reactance or apparent power control needs.
HVDC: voltage current or apparent power control needs, taking longest lines, between 500 and
800 km or 40 and 80 km if cables are used and power ranges up to 4000 MW at ±500 kVb , 4800 MW
at ±600 kVb in accordance with [80].

2.2.4. Tabu List
When any movement does not yield an improvement, in order to avoid repetitive movements,
that movement is penalized and prohibited during several iterations. The list where these movements
are stored is called the tabu list, and the number of iterations that the movement is stored in the tabu
list is the tabu tenure (Equation (24)), whose length TT is a function of the number of buses Nbuses .

TT =

3

10 · log ( Nbuses ) +

Nbuses
0.2 · Nbuses
+
10
4

(24)

2.2.5. Frequency List
The frequency list adds the current movement to the permanent memory to store the devices and
branches or buses employed in the search process. These values provide the tabu search with less
explored areas to select, when the improvements have stalled.
2.2.6. Diversiﬁcation and Intensiﬁcation Process
The diversiﬁcation process takes into account the non-improvement movements to evaluate the
HVDC, STATCOM, SSSC and UPFC devices installation in the power system. The intensiﬁcation
process considers the less used buses to either add or remove devices, or change DG units.
The diversiﬁcation and intensiﬁcation processes are activated three times during the tabu
search routine.
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2.2.7. Aspiration Plus
The aspiration plus strategy is applied in this work, it consists of establishing a threshold for the
quality of a move, based on the search pattern history [53]. When a good movement is found within
the threshold, additional movements around this good movement are inspected to expand the search
in that area and then select the best movement. Afterwards, the procedure continues with the next
iteration in another neighbourhood area.
2.2.8. Stop Criteria
The proposed algorithm ﬁnishes when the maximum number of iterations is reached or the
non-improvement moves reach 50% of the maximum number of iterations, and the diversiﬁcation and
intensiﬁcation processes have been applied at least once.
3. Results
The proposed MOTS algorithm has been tested with a modiﬁed IEEE 300-bus power system
network [81] with 69 PV nodes whose data are in Table 2. Voltage limits between 0.9 and 1.1 of the
nominal voltage have been added in the nodes, and the thermal limit has been placed at 1.2 of the
nominal current in the lines and transformers. In addition, DC lines and associated converters have
been removed.
For the initial solution, TIC is zero, TGC is 4,541,173.09 USD/year and there are 45 violations of
the proposed constraints (18 bus minimum voltage, 26 maximum and one minimum reactive power).
Results were obtained using an AMD AM3+ FX 6300 CPU with 24 GB RAM and MATLAB 2019a.
Table 2. PV nodes data from the initial solution.
N

Cap

N

Cap

N

Cap

N

Cap

N

Cap

N

Cap

8
76
104
128
155
170
206
220
250
256
263
295

0.05
1.55
0
1.03
2.28
19.73
3.03
5.7543
2.34
0.37
12.92
0.5

10
77
117
131
156
177
209
221
251
258
264
296

0.05
2.9
1.925
3.72
0.84
4.24
3.45
1.7
3.72
0.45
7
0.08

19
80
120
132
164
192
212
222
252
259
265

0.1
0.68
2.81
2.16
2
2.72
3
0.84
3.3
1.65
5.53

55
88
122
135
165
199
215
247
253
260
267

0
1.17
6.96
0
12
1
6
4.67
1.85
4
0.042

63
98
125
149
166
200
217
248
254
261
292

0
19.3
0.84
2.05
12
4.5
2.5
6.23
4.1
4
0.3581

69
103
126
150
169
201
218
249
255
261
294

3.75
2.4
2.17
0
4.75
2.5
5.5
12.1
5
1.16
0.2648

N: bus location; Cap: capacity of generator in p.u.

Three strategies were tested with the MOTS algorithm to improve the original case: the ﬁrst
strategy consists of adding only DG units, the second is to add only FACTS, and the third is a combined
strategy that allows adding both DG units and FACTS. The comparison between these three strategies is
analysed in this study by means of the Pareto optimal frontier, as shown in Figures 1–3. The algorithm
minimises two objectives: TIC and TGC. “Black dots” are the solutions that are part of the Pareto
front and the “star dot” is the initial solution. The range of variation of the TGC is similar, but not
equal, for the three strategies, however there are signiﬁcant differences when the TIC is compared.
The DG installation is the cheapest strategy and the FACTS installation is the most expensive, while the
combined strategy has intermediate costs.
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Figure 1. Pareto optimal frontier for the DG units case.
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Figure 2. Pareto optimal frontier for the FACTS devices case.

First, considering the Pareto front for the DG units case in Figure 1, it can be seen that the
generation costs are low with relatively small investments, in the range of 0 to 2 × 104 USD/year.
However, from that point on, strong investments, about 14 × 104 USD/year, are needed to only slightly
reduce the cost of generation. In other words, the installation of DG is cheap, and reduces losses in
the network, but eventually the network is saturated. Furthermore, in the DG units case, it is possible
to keep the voltages within the allowed limits, as can be seen in Figure 4b. In the FACTS devices
case, as shown in Figure 4c, it is possible to obtain generation costs similar to those obtained in the
DG units case, although higher investments are necessary. In this case, there is also the disadvantage
that it is not possible to maintain the voltages at all buses within their limits, as shown in Figure 4c;
i.e., the voltage proﬁle is improved, but not enough at all buses. Finally, in the Pareto front for the
Combined devices case in Figure 3, it can be observed that the cost of generation may be reduced to
a point below the minimum obtained in the previously mentioned cases. The solution for this case
requires greater investments than in the DG units case, but much smaller than in the FACTS devices
case, in the range of 2 × 104 to 8 × 104 USD/year. That is, the joint installation of DG and FACTS allows
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to solve the problems that a high penetration of DG in the network produces, decreasing the losses in
the network and keeping the voltage proﬁle within the permissible limits, as presented in Figure 4d.
The algorithm monitors two technical indices during the search, shown in Figure 5, to determine if
the technical characteristics of the solutions found with the different strategies are similar. These indices
are: the L-index [82], which is a parameter that indicates the proximity of the node to voltage collapse,
and the other is the difference between the reference voltage and the real voltage.
The L-index for add-only DG or add-only FACTS strategies approaches one, meaning that such
solutions are near to the point of collapse. In contrast, for the combined strategy, a value further from
the point of collapse is obtained. Thus, the inclusion of both DG and FACTS allows for the system to
approach the limit operation point without collapse problems.
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Figure 3. Pareto optimal frontier for the combined units case.

All the solutions of the Pareto curve are non-dominated, so to choose one, one must use an
external criteria for the optimization to be carried out. The solution for each curve is the one with the
best L-index and smallest voltage variation. These solutions are marked with a blue square in the
Pareto curves and the description of location and characteristics of the installed devices are detailed in
Table 3.
The TIC plus the TGC for the three strategies (DG, FACTS and combination) are presented in
Table 4. The solution for only DG units has zero bus voltage violations and 38 lines are less saturated,
obtaining a reduction of 437,064.48 USD/year compared to the initial solution. The solution with
only FACTS devices obtains a 221,462.40 USD/year reduction in comparison with the initial solution,
47 lines are less saturated and the number of bus voltage violations is reduced to nine. The combination
of DG and FACTS devices achieves a reduction of 497,787.92 USD/year in comparison to the initial
solution, with zero bus voltage violations, and 53 lines less saturated.
Figure 4 depicts the bus voltage proﬁles comparison between the selected solutions for each
strategy analysed in this work, where it can be seen that the ﬁrst and third strategies provide better
results. The second strategy (FACTS addition) is not able to reach an acceptable bus voltage proﬁle
improvement. The combination of DG and FACTS results in the best solution, ﬁnishing with more
non-expenses and better bus voltage proﬁle for all buses.
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Figure 4. Bus voltage proﬁle for the selected solutions on each strategy.
Table 3. Location and characteristics of installed devices.
Stragtegy

Dev.

N

Observ.

Dev.

N

Observ.

Dev.

N

Observ.

Only DG

G
G
G
G

268
183
168
246

Cap = 1
Cap = 8
Cap = 2.5
Cap = 1

G
G
G

190
93
175

Cap = 2
Cap = 2
Cap = 8

G
G
G

179
180
204

Cap = 1
Cap = 1.2
Cap = 1

Only FACTS

SVC
SVC
SVC
SVC
SVC
SVC
TCSC

24
87
38
208
12
182
267

α = −0.6191 vm = 0.99986
α = −0.4941 vm = 0.99992
b = 1.5
b = −1
α = −0.52826 vm = 0.99999
α = −0.19191 vm = 0.99969
x = 0.03279

SVC
SVC
SVC
SVC
SVC
SVC
SSSC

81
54
89
7
57
168
381

b = 1.5
b = −0.30335
α = 0.62832 vm = 1
b = 1.5
α = 0.95074 vm = 0.99996
α = 1.0107 vm = 0.99997
vcs = 2.5534

SVC
SVC
SVC
SVC
SVC
SVC
UPFC

266
272
97
58
188
227
16

α = −0.61726 vm = 1.0014
α = 0.33423 vm = 1.0001
b = 1.5
b = 0.07184
b = −0.35074
α = 0.81705 vm = 0.99987
v p = 0 vq = 0.00001 iq = 0.80591

DG-FACTS

G
G
G
TCSC

172
176
183
13

Cap = 2
Cap = 8
Cap = 1
x = 0.00323

G
G
G
UPFC

189
184
175
179

Cap = 2
Cap = 2
Cap = 8
v p = 0 vq = 0.02027 iq = −1

G
G
G

116
187
91

Cap = 1
Cap = 0.8
Cap = 1

Dev.: device type; N: bus or line location; Observ.: characteristics of device; α: SVC ﬁring angle; vm : SVC
measured voltage; b: SVC susceptance; x: TCSC series reactance; vcs : SSSC voltage in quadrature with the line
current; v p : UPFC series voltage in phase with the line current; vq : UPFC series voltage in quadrature with
the line current; iq : UPFC shunt current wich is in quadrature with the bus voltage in the line.

Table 4. Costs results for selected solutions in [USD/year].
Description

Initial Solution

Only DG

Only FACTS

Combined Devices

TIC
TGC
Total cost
Save

0.00
4,541,173.09
4,541,173.09
–

14,958.00
4,089,150.61
4,104,108.61
−437,064.48

147,639.31
4,172,071.38
4,319,710.69
−221,462.40

30,924.21
4,012,460.96
4,043,385.17
−497,787.92
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Figure 5. Evolution of technical parameters in the MOTS search.

4. Conclusions
In this work, the capability of the proposed MOTS algorithm to ﬁnd good solutions, in large-scale
power systems, is demonstrated. By means of DG units implementation in the power system network,
the bus voltage proﬁle is improved, reaching zero violations. On the other hand, the add-only FACTS
strategy is not able to reach zero bus voltage violations. Finally, the combination strategy with the
installation of FACTS and DG units into the power system delivers better results than the other
strategies analysed in this work. An excessive use of only FACTS devices or only DG units does
not guarantee to enhance the power system stability nor to achieve power losses cost minimization;
meanwhile, the combination of them reduces the total investment with improved expenses reduction.
These conclusions are conﬁrmed in the results presented in Table 4. The investment necessary to reach
the solution of the DG units case is the lowest of the three cases, and an important amount of savings
is obtained. However, it is not the best solution, because the solution of the Combined devices case,
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with only double the investment, allows to further decrease the generation cost and therefore amortize
the investment, obtaining slightly higher savings than the DG units case. The FACTS devices case
generates savings, but considerably less so than the other options. Maybe it could also be emphasized
that with DG units alone, the saturation point is very close to the proposed solution, so that any
generation cost improvement will require large investment costs, while the combined case allows for
the reduction in generation cost to be more proportional to the investment cost.
These results are in line with the conclusions obtained in other papers. Singh’s review of DG
impact in power systems [83] indicates that installing DG improves the voltage proﬁle and reduces
losses, among other beneﬁts, but also warns that high DG penetration causes network problems.
The authors of [84] comment that DG is advantageous over FACTS to improve the voltage proﬁle.
And in the papers [10,85], the advantages of the joint installation of DG and FACTS are discussed.
Below the most important practical information that can be extracted from this paper is summarized:
•
•
•
•

DG installation is the cheapest measure that can be used in unsaturated networks, both to improve
the voltage proﬁle and to reduce losses.
The installation of FACTS improves the network, but at higher prices.
When the network is saturated with DG, it is also necessary to use FACTS to improve the network
in terms of losses, voltages or even to improve stability.
Locating multiple DG and FACTS units in a network is a complex problem that needs the help of
specialized algorithms.
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Appendix A. FACTS and DG Coefﬁcients
Table A1. Cost functions coefﬁcients for FACTS devices.
Device

F1

F2

F3

HVDC
TCSC
STATCOM
SSSC
SVC
UPFC

0.1576
0.0015
0.0001
0.00039
0.0003
0.0003

711.9
−0.7130
−0.185
−0.3245
−0.3051
−0.2691

26,330
153.75
158
173.42
127.38
188.22

Table A2. Coefﬁcients for active power generation cost depending on their production capacity.
max
PG,i

min
PG,i

Qmax
G,i

min
PG,i

α2

α1

α0

MW

MW

MVAr

MVAr

$/MW2 h

$/MWh

$/h

250
250
250
200
150
118.9
55
30
8.0
3.6

45

150

−100

15

50

−40

0.5

1.5

−0.4

0.000820
0.11000
0.12250
0.08500
0.000776
0.07000
0.00830
0.02500
0.00040
0.0037

11.00
5.00
1.00
1.50
12.00
30.00
3.25
3.00
24.30
2

692.32
150
33
0
692.32
0
0
0
0
18
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Table A2. Cont.
max
PG,i

min
PG,i

Qmax
G,i

min
PG,i

α2

α1

α0

MW

MW

MVAr

MVAr

$/MW2 h

$/MWh

$/h

0.2
0.2
0.3
0.2
0.4

1.0
0.8
0.5
0.8
0.7

−0.8
−0.8
−0.5
−0.8
−0.7

0.2

0.6

−0.4

0.15
0.10
0.10

0.4
0.4
0.24

−0.4
−0.1
−0.6

0.00060
0.01
0.05
0.02
0.05
0.03
0.00150
0.0175
0.00067
0.0625
0.0083
0.025
0.00026

29.10
10
30
15
30
20
50.00
1
6.90
1
3.25
3
6.90

0
100
100
100
100
100
0
16
0
14
12
13
0

3.0
2.7
2.5
2.0
2.0
2.0
2.0
1.4
1.2
1.0
1.0
1.0
0.8
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Abstract: According to the existing widely applied impartial and open dispatching models, operation
fairness was mainly emphasized, which severely restricted the optimization space of the economy
of the overall system operation and aﬀected the economic beneﬁts. To solve the above problems,
a scheduling model based on Gini coeﬃcient under impartial and open dispatching principle is
proposed in this paper, which can consider the balance between the fairness and economy of system
operation. In the proposed model, the Gini coeﬃcient is introduced to describe the fairness of electric
energy completion rate among diﬀerent generation units in the form of constraint conditions. Because
the electricity production schedule can reﬂect the economic income of the electric power enterprise,
and the Gini coeﬃcient is used as an economic statistical indicator to evaluate the fairness in the
overall distribution of income in social statistics, it is more appropriate to be used to measure the
fairness of the power generation dispatching. The objective of the proposed model is to minimize
the total operation costs. In the model, the balance between the system operation economy and
fairness can be realized by adjusting the Gini coeﬃcient value. The simulation results show that the
proposed model is an extension of the traditional model. Compared with the traditional economic
dispatching model and normal “impartial and open dispatching” model, the proposed model can
better coordinate the relationship between fairness and economy. It could provide more choices
for power generation dispatchers. It could also provide a reference for regulatory departments to
formulate relevant policies by adjusting the threshold value of the Gini coeﬃcient. Case studies show
that the power dispatching decisions according to the proposed model can provide a scientiﬁc and
fair reference basis for dispatching schemes, and could reduce the generation costs and also achieve
optimal allocation of resources on the basis of ensuring fair dispatching.
Keywords: impartial and open dispatching; economy; Gini coeﬃcient; generation scheduling; mixed
integer quadratic programming

1. Introduction
In the past several decades, impartial and open dispatching has generally been implemented in
some countries like China, although power dispatching must be guaranteed for it to be open and fair.
The assessed object of the impartial and open dispatching is the completion progress of the annual
power generation plan issued by the government department, which requires the annual electric
energy production completion rate of all the power plants to be approximately equal [1,2]. According
to the national regulation, deviation of no more than 2–3% between the annual schedule is required.
The impartial and open principle should be felicitously considered in the power system scheduling
process. The unit’s operation adjustment space would be limited strictly if the impartial and open
Energies 2020, 13, 3146; doi:10.3390/en13123146
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dispatching principle is excessive emphasized, resulting in higher power generation costs of the
power system. On the contrary, the excessive emphasis on operational economy will result in a
serious imbalance among the units’ power generation progresses, leading to conﬂicts and disputes
among various power generation producers, which may disrupt the generation order, but also reduce
market eﬃciency. Therefore, in the dispatching, the reliability, economy, and fairness of the system
operation should be comprehensively considered to reasonably arrange the unit commitment and load
distribution schedule of the power units [3–6].
Literature Review and Discussion
Many researchers all over the world have studied the electricity dispatching model. In past
decades, an hourly scheduling model in a local day-ahead electricity market was presented in [7],
to maximize the operational proﬁts managed by an energy service company. A two-stage robust
scheduling approach for a hydrothermal power system was studied in [8]. In [9], a day ahead optimal
scheduling model of generators using dynamic programming method was proposed. In [10–12],
an optimal generation scheduling strategy in micro-grids was studied. The studies above studied
the scheduling problem under diﬀerent requirements using diﬀerent methods. Nevertheless, the
generation fairness was not considered. The preparation process and allocation strategy for annual
generation schedules based on the annual utilization hours under the impartial and open dispatching
principle have been proposed in [13]. Scheduling models according to the impartial and open
dispatching principle were presented in [14,15], respectively, aiming at minimizing the deviation
between the actual output and the target output, and minimizing the deviation between the annual
planned electricity energy and the contracted electric energy. Multi-objective optimization models were
presented in [16–18], considering the economy of the system operation on the basis of the impartial
and open dispatching principle, with the objective of minimizing the power generation costs and
minimizing the contracted energy deviation. Fuzzy methods were used to solve the model. In the
existing methods mentioned above, the fairness is considered using the standard deviation index of
the actual electricity and the planned electricity.
The issue of fairness involves many ﬁelds such as philosophy, ethics, politics, society, economy,
and so on. The criteria for measuring fairness are also diﬃcult to determine. Although, in the existing
studies, the indicator constructed by the standard deviation can be used to measure the diﬀerence
among units’ generation completion progresses [13–19], the threshold for judging fairness is diﬃcult
to determine, which leads to the following shortcomings:
(1)

(2)

The fairness of the unit’s generation schedule is over-emphasized, so that the system operation
economic optimization space is reduced, which is not conducive to the resources optimizing
conﬁguration [20];
There is a lack of coordination between fairness and economy, which limits the diversity of the
optimization objectives of the dispatching. As a result, the diﬀerent fairness requirement in the
diﬀerent processes of scheduling is diﬃcult to meet.

Among the above analyses, it is not diﬃcult to ﬁnd that existing studies usually consider only
fairness or safety. Especially for the fairness of scheduling, some fairness indicators are also mentioned
in many literature, but the determination of the fairness index threshold still needs to be further
considered, and there is no authoritative deﬁnition. So, whether or not fairness is justiﬁed remains to
be discussed.
Currently, in the international arena, the Gini coeﬃcient is used to comprehensively examine
the diﬀerences in income distribution among residents as an important analytical indicator. Through
theoretical research and practice for more than half a century, there has been a basic consensus on the
corresponding relationship between the values of the Gini coeﬃcient and the levels of fairness. The Gini
coeﬃcient has been widely applied in many ﬁelds including traﬃc systems [21,22], environmental
resources [23], and power systems [24,25]. An indicator to measure the fairness of the annual generation
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schedule based on the Gini coeﬃcient was proposed in [25]. The correlation and diﬀerence between
the Gini coeﬃcient and the standard deviation were analyzed in [26].
According to China’s current electricity pricing system, the electric energy charge income is
the main economic source of generation units. Therefore, the Gini coeﬃcient is appropriate to be
introduced into the impartial and open dispatching as a parameter to measure fairness, and the existing
studies and practical results can be used as a basis for measuring the level of fairness when applying
the Gini coeﬃcient index. On the basis of the above understanding, an impartiality and openness of
power dispatching model is proposed in this paper based on the Gini coeﬃcient. According to the
proposed model:
(1)
(2)

The diﬀerences among units’ generation energy progresses can be guaranteed in the speciﬁed
range, which could give consideration to the interests of all the units;
The balance between economy and fairness can be achieved by adjusting the value of the
Gini coeﬃcient, thereby the economic optimizing space in the dispatching could be eﬀectively
expanded, and the overall operational economy is improved.

The model proposed in this paper can provide more choices and solutions for the dispatching
department, and also provide a reference for the regulatory authorities to formulate relevant policies.
Avoid situations where dispatchers make power generation plans based on experience, and the power
generation plan is more scientiﬁc and accurate. At the same time, the system operation economy,
reliability, and fairness could be comprehensively considered using the method proposed in this
paper, and the model reduces the total cost of power generation eﬀectively, so that the fairness of the
generation progresses of units could be ensured while the overall resources optimizing conﬁguration
is implemented.
2. Impartial and Open Dispatching and Gini Coeﬃcient
2.1. Impartial and Open Dispatching
Impartial and open dispatching refers to electric power dispatching institutions following
the national laws and regulations and treating all market entities equally in terms of dispatching
management and information disclosure in accordance with the principle of fairness and transparency
on the premise of satisfying the safety, stability, and economic operation of the power system. Impartial
and open dispatching should follow the following principles:
(1)

(2)
(3)
(4)

Abide by the relevant laws and regulations of the state, implement the national energy,
environmental and industrial policies, and conscientiously implement the relevant national
and industrial standards and regulations;
Ensure the safety, quality, and economic operation of the power system and give full play to its
capabilities to meet the needs of the community;
Safeguard the legitimate rights and interests of power production enterprises, power grid
operating enterprises, and power users;
Give full play to the role of the market in regulating the allocation of electricity resources.

Impartial and open dispatching is the basic principle and working goal of power dispatching,
which is of great signiﬁcance to guarantee the economic interests of power generation enterprises.
At present, according to the impartial and open dispatching, it requires that the power dispatching
organization should make rolling adjustments to the completion progress of the annual electricity
purchase contracts, and the completion progress of annual generation contracts in the same grid should
be roughly equivalent [27].
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2.2. Gini Coeﬃcient
2.2.1. Concept of Gini Coeﬃcient
The Gini coeﬃcient is an economic statistics indicator that reﬂects the fairness in general, which is
used to reﬂect whether the distribution of income in social statistics is fair [28,29]. The Lorenz curve is
the basis of the Gini coeﬃcient, as shown in Figure 1.

F

E

SA
SB

D

Figure 1. Lorenz curve.

On the basis of the Lorenz curve, the Gini coeﬃcient is as follows:
G=

SA
2SA
2S
=
= A = 1 − 2SB
S A + SB
1
2(SA + SB )

(1)

The value of the Gini coeﬃcient is equal to twice the value of the area, and is converted to the
value of area for the convenience of calculation. It can be found from Equation (1) that, when the
area of is zero, the allocation is absolutely fair. The larger the area, the greater the unevenness of the
distribution. It is generally believed that, if the Gini coeﬃcient is less than 0.4, it means fairness is
basically reached, while if the Gini coeﬃcient is less than 0.3, it means fairness is better.
The calculation methods of Gini coeﬃcient mainly include the direct calculation method, regression
curve method, cardinal equal division method, and group decomposition method [19]. Considering
the characteristics of the above calculation methods and practical applications, the direct calculation
method is applied in this paper, which does not depend on the Lorenz curve. The direct calculation
method can ensure that the calculated Gini coeﬃcient value is completely true and accurate without
any errors.
2.2.2. Characteristics of the Gini Coeﬃcient
As an index to measure fairness, the Gini coeﬃcient mainly has the following characteristics.
The fairness based on the Gini coeﬃcient does not require all data samples to be identical, but
meets certain fairness conditions on the whole, reﬂecting the overall fairness of samples.
(1)

(2)
(3)

The Gini coeﬃcient is of good observability, that is, fairness can be determined without comparing
any data. When evaluating the fairness, the Gini coeﬃcient ranges from 0 to 1, and the closer it is
to 0, the fairer the distribution will be.
The calculation process of Gini coeﬃcient is the processing of all data collection, which is more
universal and reasonable than some other fair indicators such as extreme poor.
The Gini coeﬃcient is an important international analysis index used to comprehensively
investigate the income distribution diﬀerences among residents. It is an internationally recognized
economic statistical index that can reasonably reﬂect the overall fairness.

According to the current electricity pricing system in China, the amount of power generation
determined by the generation schedule directly determines the operating income of the units.
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The completing rate of progress of each generator is determined by the power system dispatching.
Therefore, it is appropriate to apply the Gini coeﬃcient to the generation dispatching model in the
power system to measure the equilibrium degree of economic income among the generating companies.
3. Mathematical Model
3.1. Mathematical Modeling
In order to comprehensively coordinate the two indicators, fairness and economy, the constraint
method for mathematical modeling is used in this paper. This means the power generation costs are
set as the objective function, and the fairness indicator is set as a constraint [30]. Using this method,
the economic optimization space of the whole system can be increased to a certain extent, so as to
improve the economic beneﬁt of the whole system, on the basis of ensuring that the completion rate of
each power generation unit is within the speciﬁed range, so as to safeguard the relevant interests of
all parties.
3.1.1. Objective Function
According to the above modeling concept, the optimization objective of the impartiality and
openness power dispatching model is to minimize the total power generation costs.
min f =

T
N 


(ai pi,t 2 + bi pi,t + ci ui,t + si,t )

(2)

i=1 t=1

where, ai , bi , and ci are the power generation cost coeﬃcients of unit i; pi,t is the scheduled output of
unit i at time interval t; ui,t is the commitment state of unit i at time interval t; si,t is the startup and
shutdown costs of unit i at time interval t; N is the total number of units; and T is the total number of
time intervals.
3.1.2. Constraint Conditions
(1)

The power balance constraint of the system
N

i=1

ui,t pi,t − Pdt = 0

(3)

where Pdt is the total system load demand at time interval t.
(2)

The spinning reserve constraints of the system
N

i=1

ui,t Pi,max ≥ Pdt + Sdt

(4)

where Pi,max is the maximum output of the unit i at time t and Sdt is the total spare capacity at time t.
(3)

The maximum and minimum output constrains
ui,t Pi,min ≤ pi,t ≤ ui,t Pi,max

where Pi,max and Pi,min are the maximum and minimum output of the unit i, respectively.
(4)

The ramp rate constraints
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pi,t+1 − pi,t ≤ ui,t RU,i + pi,max (1 − ui,t )

(6)

pi,t − pi,t+1 ≤ ui,t+1 RD,i + pi,max (1 − ui,t+1 )

(7)

where RU,i and RD,i are the maximum rate of upward ramping/downward ramping of unit i in each
time interval, respectively.
(5)

The minimum startup–shutdown time constraints
⎧

on
⎪
⎪
⎨ (ui,t−1 − ui,t ) Ti,t−1 − Ti ≥ 0
⎪
⎪
⎩ (ui,t − ui,t−1 ) −Ti,t−1 − Toﬀ ≥ 0
i

(8)

where Tion and Tioﬀ are the minimum operating time and minimum oﬀtime of the unit i, respectively;
and Ti,t is the continuous oﬀtime or continuous operating time of the unit i at time t.
(6)

The startup–shutdown cost constraint

The start-up costs of cold start and hot start are diﬀerent. By judging the length of continuous
oﬀtime, the speciﬁc constraint conditions for cold start and hot start can be determined as follows:
⎧
hot
oﬀ
oﬀ
cold
⎪
⎪
⎨ Ci , 1 ≤ ti,t ≤ Ti + Ti
si,t = ⎪
⎪ cold
oﬀ
oﬀ
cold
⎩ Ci ,
ti,t > Ti + Ti

(9)

where toﬀ
is the continuous oﬀtime of unit i until time t − 1; Ticold is the cold start time of unit i; and
i,t
Chot
and Ccold
are the costs of the unit i in the case of cold start and hot start, respectively.
i
i

(7)

Generation fairness constraint

The Gini coeﬃcient is introduced to model the fairness constraint of the complementation rate of
electricity generation.
N 
N 


1
Xi − X j  ≤ G0
(10)
G=
2N (N − 1)u
i=1 j=1

where Xi and X j are the scheduled power completion rates of unit i and unit j, respectively; u is the
average power completion rates of all units; and G0 is the threshold value of the Gini coeﬃcient, which
can be set according to the actual fairness requirement, and the value range is 0~1.
Xi =

Qi
Q0i

=

T

t=1


Pi,t / Pmax
× tsh
i

(11)

where Q0i and Qi are the completed electric energy according to the dispatching results and the daily
planned energy of unit i, respectively.
N

Xi /N
(12)
u=
i=1

Substituting (12) into (10), the ﬁnal fairness constraint formulation (13) can be obtained after
shifting and simplifying.
N 
N 
N




Xi
(13)
Xi − X j  ≤ 2G0 (N − 1)
i=1

i=1 j=1
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3.2. Solving Method
The model presented in this paper corresponds to the mixed integer quadratic programming
problem, and the solving of such a problem usually adopts the branch and bound method [31,32].
In solving a large-scale mixed integer problem, as the quantity of discrete integral variable and complex
constraints, the branch and bound method to solve the sub-problem of break out when the number
of increased exponentially seriously aﬀected the calculation eﬃciency; so, in solving combinatorial
optimization such as a unit of this kind of large-scale mixed integer programming problem, the
eﬃciency and the results of using a single method are usually unsatisfactory [33,34].
In order to solve the above problems, the business optimization package IBM ILOG CPLEX (IBM,
Armonk, New York, NY, USA) is used to solve the model. Figure 2 depicts the schematic arrangement
technique used to build wide projects such as the scheduling of hydrothermal power plants using
IBM Ilog Cplex Optimization Studio. Two ﬁles are created, one for model statement and another for
data. External data from Microsoft excel are connected to the optimization software by the use of
the appropriate codes. Microsoft Excel is a good tool that can be easily used to write equation and
formula; this leads to less eﬀort in executing programming. At the same time, in order to solve the
mixed integer programming problem, the CPLEX solver adds the cutting plane method on the branch
and bound method to form an improved branch cutting plane method [35,36]. Its solving principle is
based on the branch and bound method, and the branch optimization to solve the subproblem cutting
plane method is used in the process of feasible solution searching. The binary tree optimization and
the choice of branch were reduced, which can eﬀectively reduce calculation time.

Figure 2. Schematic arrangement for building a model in IBM Ilog Cplex Optimization studio using
the optimization programming language (OPL).

The solution ﬂow of mixed integer programming by the CPLEX optimizer is shown in Figure 3.
In order to solve the above problems, the paper uses the particular algorithm of the commercial
optimization software ILOG CPLEX.
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Figure 3. The optimization process ﬂow of CPLEX branch cut plane method.

4. Simulation and Analysis
4.1. Simulation Condition
There are 10 units in the test system. The rationality and feasibility of the proposed model are
veriﬁed by analyzing the simulation results, and the superiority is veriﬁed by comparing with the
simulation results of other models. The parameters of units in the system are shown in Table 1,
respectively. The simulation period is set to 30 days (one month), and the simulation step size (unit
period) is set to 1 h. The calculation results of one typical day are shown below owing to page limit,
the total system load of each period on this typical day is shown in Figure 4. The value of spinning
reserve is set to 10% of the load demand, and the threshold value of Gini coeﬃcient G0 is set to 0.4.
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Table 1. Units’ parameters. MW, h, $.
Unit No.

Pmax

Pmin

Tion

Tioﬀ

Tinis

Tcold

1
2
3
4
5
6
7
8
9
10

455
455
130
130
162
80
85
55
55
55

150
150
20
20
25
20
25
10
10
10

8
8
5
5
6
3
3
1
1
1

8
8
5
5
6
3
3
1
1
1

8
8
−5
−5
−6
−3
−3
−1
−1
−1

5
5
4
4
4
2
2
0
0
0

b

c

αi

βi

Rup

16.19
17.26
16.60
16.50
19.70
22.26
27.74
25.92
27.27
27.79

1000
970
700
680
450
370
480
660
665
670

4500
5000
550
560
900
170
260
30
30
30

9000
10,000
1100
1120
1800
340
520
60
60
60

80
80
20
20
30
10
10
5
5
5

a
0.00048
0.00031
0.00200
0.00211
0.00398
0.00712
0.00079
0.00413
0.00222
0.00173

Figure 4. Total load demand curve.

The simulation is programmed, run, and processed on a PC with a CPU of Intel(R) Pentium(R)
CPU G630 @ 2.70 GHz, and the RAM is 4.0 G.
4.2. Simulation Results
4.2.1. Unit Commitment and Output Schedule
First, it is simulated with the Gini coeﬃcient set to 0.3. The total power generation cost was
$17,468,276, and the program running time was 4.3 s. For the typical day, the unit commitment
schedule and load dispatching schedule are shown in Figures 5 and 6, respectively. From the 24 h
generation schedule, it can be seen that, for large-scale units (units 1 and 2), there is no shutdown
and the generation output did not change signiﬁcantly during load following. The stability of output
power can give full play to the operating eﬃciency of large-scale units. The small unit can meet the
constraint demand of system load change through progressive output adjustment. Because of its lower
start-up and shutdown cost, it is more suitable for following load ﬂuctuation. Thus, the economy of
the overall system operation can be ensured.
8QLW
8QLW
8QLW
8QLW
8QLW
8QLW
8QLW
8QLW
8QLW
8QLW





























































































































































































































































Figure 5. The unit commitment schedule.
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Figure 6. The unit generation output schedule.

4.2.2. Simulation Results with Diﬀerent Threshold Values of Gini Coeﬃcient
Generally, the Gini coeﬃcient value 0.4 is taken as the “warning line” to measure the fairness of
economic income. Therefore, in the case studies, the Gini coeﬃcient value is set around 0.4 to study
the changes in fairness and operation economy. Speciﬁcally, within the range of 0.3~0.5, the threshold
value of Gini coeﬃcient is selected at an interval of 0.02, so as to study the changes in the objective
function value (total cost). The changes of the total costs of power generation with diﬀerent threshold
value of Gini coeﬃcient can be found in Figure 7. In order to more intuitively reﬂect and display the
relationship between the two, it is drawn as a line graph.

Figure 7. The relationship between the total cost and the Gini coeﬃcient.

From Figure 7, it can be seen that the relationship between the total cost and the Gini coeﬃcient is
negatively correlated. That is, with the increase in Gini coeﬃcient value, the optimization space of the
model becomes larger, so that there could be a more economical way to revise the model. However,
owing to the increase in Gini coeﬃcient, the fairness of power system operation is weaker.
The numerical simulation results show that the relationship between the Gini coeﬃcient and
the total power generation cost is approximately linear. Speciﬁcally, with the Gini coeﬃcient being
reduced by 0.05, correspondingly, the total cost increases by about $135,130, accounting for 1% to 2% of
the total power generation cost.
4.2.3. Simulation Results with Diﬀerent Dispatching Modes
In order to compare the eﬀect of three diﬀerent dispatching methods, which are the traditional
economic dispatching model, the existing impartial and open scheduling model and the Gini
coeﬃcient-based impartial and open dispatching model are proposed in this paper, the power
system operation is simulated according to the three methods respectively, and the results and eﬀect of
fairness and economy are compared and analyzed.
In the traditional economic dispatching, minimizing total power generation cost is taken as the
objective function, and the fairness is not considered. The objective function of existing impartial and

94

Energies 2020, 13, 3146

open dispatching model is to minimize the standard deviation of the completion rate of electric energy
of all the units. The results of relevant fairness and economy can be obtained in Figure 7.
It can be seen from Figure 8 that, when using the traditional economic dispatching model, the
lowest total cost of power generation can be obtained, while the generation overall fairness among the
generators is not ideal. The results when using the traditional “impartial and open” dispatching model
are more fair because it pays more attention to treat each unit equally, but the total costs are the highest.
Using the Gini coeﬃcient-based “impartial and open” dispatching model proposed in this paper, the
operation economic could be improved on the basis of ensuring fairness to some extent because of the
coordination of the two indicators.

Figure 8. Simulation results with three diﬀerent models.

It can be found combined with Figure 7 that, when the threshold value of Gini coeﬃcient with the
method presented in this paper is set as equal to the Gini coeﬃcient values of the other two models,
the total costs are the same, which shows that the model proposed in this paper is an extended model
of the existing dispatching models. Diﬀerent levels of balance between economy and equity can be
achieved by adjusting threshold values of Gini coeﬃcient according to diﬀerent levels of fairness
demand in actual system operation, so as to provide more choices for scheduling department, to
realize the goal of fully and reasonably allocating scheduling resources under the “impartial and open
scheduling principle”.
5. Conclusions
In order to achieve the balance between the fairness and economy of power system operation,
an impartial and open dispatching model based on the Gini coeﬃcient is proposed in this paper.
The theoretical analysis and simulation results show the following:
1.

2.

The proposed impartial and open dispatching model based on the Gini coeﬃcient is an extended
mode of the conventional dispatching model. The optimization space of system operation
economy could be eﬀectively improved on the premise of specifying fairness requirement by
introducing the Gini coeﬃcient in economics as an index to measure the fairness of electric energy
completed progress in the form of constraint conditions.
In power system operation, diﬀerent levels of balance between economy and equity can be
achieved by adjusting the threshold value of the Gini coeﬃcient according to diﬀerent levels
of fairness demand, so as to provide more choices for scheduling department. Better balance
between fairness and economy could be realized to improve the overall system operation eﬃciency.
The recognition of the generation companies to the impartial and open scheduling scheme could
be improved because of the use of the internationally recognized Gini coeﬃcient indicator, which
has the recommended fairness value range.
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3.

The research in this paper is limited to the theoretical study of models and methods, and
the proposed method cannot meet the computational requirements of optimal scheduling of
large-scale power systems in terms of computational speed and computational convergence.
However, the model presented in this paper has been put into trial operation in the monthly
power generation scheduling in a provincial power grid in China. The next study content of
the authors is to simplify the model and algorithm so that they could be applied to the actual
dispatching work.
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Abstract: Flexible loads have ﬂexibility and variability in time and space, and they have been widely
studied by scholars. However, the research on the participation of ﬂexible loads in market clearing
and safety checking is still insuﬃcient. We propose a market clearing and safety checking method for
multi-type units that considers ﬂexible loads. First, the ﬂexible load is divided into reducible loads,
shiftable loads, and convertible loads, and its mathematical model is established. Then, the convertible
loads are considered in the market clearing model, and the power management agency executes the
market clearing procedure to obtain the clearing result. When the line power exceeds the limit as a
result of clearing, the power ﬂow of the branches and sections is eliminated by adjusting the unit
output and reducing the ﬂexible load at the same time, and a safety checking model considering load
reduction is established. The marginal electricity price of the nodes is obtained by the interior point
method, and we solve the model by calling the CPLEX (v12.7.1) solver in GAMS (General Algebraic
Modeling System v24.9.1). We use a regional power grid of 220 kV and above as an example for
analysis; the results show that the proposed method can reduce the marginal electricity price of the
nodes, reduce the cost of safety checking, and improve the safety of the market clearing.
Keywords: ﬂexible loads; market clearing; safety checking; interior point method

1. Introduction
In recent years, ﬂexible loads have become a research hotspot for scholars due to their corresponding
speed, low carbon footprint, and low cost [1–3]. The continuous development of energy management
technology has resulted in an increasing trend in the ﬂexible load participation in demand response (DR)
projects [4–6]. Many countries are allowing qualiﬁed, large consumers, or ﬂexible load aggregators to
participate directly in the electricity market [7,8]. In the study [9], authors propose a model for ﬂexible
aggregators ﬂexibility provision in distribution networks, the model takes advantage of load ﬂexibility
resources allowing the re-schedule of shifting/real-time home-appliances to provision a request from a
distribution system operator or a balance responsible party. In the mature stage of the spot market,
the transition from the unilateral quotation to bilateral quotation mode will allow the ﬂexible load to
directly participate in the power market. In addition, due to the ﬂexible variability in the time and
space of the ﬂexible load, the ﬂexible load can also participate in the auxiliary service market [10,11].
Under the bilateral quotation model, how to participate in the market clearing of ﬂexible loads and
how to perform a safety checking of the power dispatching agency when the line overrun occurs as a
result of the market clearing are issues that need to be resolved for the ﬂexible load participation in the
electricity market.
Energies 2020, 13, 3771; doi:10.3390/en13153771
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In order to maximize the beneﬁts of integrated energy companies in an increasingly complex
multi-participant energy market, some researchers [12] classiﬁed loads into three categories based on
the elastic characteristics of the loads: reducible loads, convertible loads, and shiftable loads. The three
types of loads participate in the demand response project, so that integrated energy companies get
more beneﬁts. In the work of [13], the authors proposed an innovative economic and engineering
coupled framework to encourage typical ﬂexible loads or load aggregators, such as parking lots with a
high penetration of electric vehicles, to participate in the real-time retail electricity market based on
an integrated e-voucher program directly. In order to integrate the ﬂexible load in the distribution
network, a new pricing mechanism was proposed in the literature [14]. The price can be calculated
through the two-tier local distribution network market. Flexible load aggregators act as the price
receiver, and the system operator is the manager; the proposed method can save the cost of the ﬂexible
load aggregator. Researchers have proposed a market clearing mechanism to minimize the costs
(both the day-ahead and real-time adjustments) and maximize the social beneﬁts in terms of the
market clearing; this mechanism took into consideration the uncertainty of wind power generation
and load forecasting [15]. Another market clearing mechanism was proposed in a diﬀerent study [16],
where the pricing uncertainty and generation reserve were determined by the uncertainty marginal
price (UMP). At the same time, energy is priced by locational marginal price (LMP), and the uncertainty
of the load is borne by the unit in the day-ahead market. UMP and LMP can be obtained through the
robust optimization method. In the work of [17], the researchers adopted a two-stage market clearing
method to weaken collusion among the power producers, established a causal relationship and a
quantitative relationship between the bidding process of the power producers and the market clearing,
and evaluated the eﬀectiveness of the method using system dynamics.
The above-mentioned studies examined the ﬂexible load and market clearing, and the related
research is suﬃcient. However, there is very little research on the ﬂexible load participation in market
clearing. In the study [18], researchers assumed that users can participate in market competition
(such as on the power generation) directly; they established a market equilibrium model that considered
the DR and studied the impact of the DR implementation on the power market. However, in this
literature, the classiﬁcation of ﬂexible loads is not speciﬁc, and the impact of ﬂexible loads on the
model is not analyzed. In order to ensure the safety of the market clearing results, the dispatching
agency needs to perform the safety checking process. During the safety checking process, when the
transmission line power exceeds the limit, the output of the line is generally adjusted by adjusting the
output of the unit. In the safety checking of the power generation plan, the combined optimization
technology is used to solve the power grid safety checking problem and the power generation plan in
each time period, and it is widely used in the day-ahead market [19,20].
In this paper, we propose a market clearing and safety checking method for multi-type units that
considers the ﬂexible load. First, using the characteristics of the power load, the ﬂexible load was
divided into reducible loads, convertible loads and shiftable loads, and we created three mathematical
models of the ﬂexible load. In the day-ahead market, generators and demanders submit quotation
curves separately, and so we established the market clearing model that considers the convertible loads.
The power management agency executed the clearing process to obtain the clearing results; when the
line transmission power breaks out as a result of clearing, the ﬂow of the branches and sections can be
eliminated by adjusting the output of the generator set and reducing the ﬂexible loads at the same time.
The remainder of this paper is organized as follows: Section 2 discusses the three mathematical
models of the ﬂexible load and its mechanism. Section 3 includes the market clearing model that
considers the convertible loads. In addition to conventional units, the model also considers the pumped
storage and nuclear power units. In this section also discusses a safety checking model that considers
the reducible loads. Section 4 introduces the solution method and steps of the model. Section 5
evaluates the eﬀectiveness of the method proposed in this paper through actual cases.
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2. Flexible Load Modeling and Its Mechanism
2.1. Flexible Load Modeling
In this paper, the ﬂexible load is divided into reducible loads, convertible loads, and shiftable loads.
The power consumption law of the ﬂexible load can be accurately sensed by a real-time monitoring
device, and the load control technology can be used to realize the interruption and translation of the
load in a speciﬁc time period. From the perspective of the demand response, the ﬂexible load can
participate in the demand side management (DSM) and DR projects of the grid by adjusting its own
power demand, and it can be dynamically adjusted with the balance of the supply and demand [21–24].
When the ﬂexible loads participate in the control and responds to the demand, the load model can be
expressed as:
(1)
PLD = (t, Pre , Pconvert , Pshift ) = Ps (t) + Pﬂ (t, Pre , Pconvert , Pshift )
where PLD is the total load demand, Ps (t) is the normal load demand, Pﬂ is the ﬂexible load, Pre
is the load demand reduction, Pconvert is the convertible load demand, and Pshift is the translatable
load demand.
2.1.1. Reducible Loads
The meaning of reducible loads is that the power dispatch center can interrupt the load
without aﬀecting user comfort. Typical load reductions include air conditioning loads and lighting.
Its mathematical model can be expressed as follows:
ΔPre (t) = f1 (P0 (t), Δpre , kre (t), vre (t))

(2)

where ΔPre (t) is the response of the load during the t period; Δpre is the change of the electricity price
in the t period; kre (t) is the self-elastic coeﬃcient of the load in the t period; and vre (t) is the rate of the
load reduction.
2.1.2. Convertible Loads
Convertible loads mean that within a dispatch period, power demand can be transferred to any
time, but the total amount of electricity used within one day remains unchanged. Typical convertible
loads include energy storage and electric vehicle charging stations. Its mathematical model can be
expressed as follows:
ΔPconvert (t) = f2 (P0 (t), Δpconvert , kconvert (t), vconvert (t))

(3)

where ΔPconvert (t) is the response of the transferable load during the t period; P0 (t) is the base load of
the t period; Δpconvert (t) is the electric-diﬀerence vector between this period and other time periods;
and Δkconvert (t) is the mutual elastic vector of the t period relative to other periods. The load transfer
rate T is the duty cycle of the load.
2.1.3. Shiftable Loads
The shiftable loads refer to the loads which power supply time can be changed according to the
dispatching demand, and the entire period of time is shifted within a one-day scheduling period,
such as when users are utilizing a washing machine or a water heater, or some large industrial users
that are producing. The shiftable loads can be divided into multiple categories, according to the
amount of electricity consumption and the duration of electricity consumption. Figure 1 shows the
schematic diagram before and after the transfer of three diﬀerent shiftable loads. During the transfer
process, the power supply duration and power supply of the same shiftable load remain unchanged.
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Figure 1. The schematic diagram of the transfer of three diﬀerent shiftable loads.

Compared with the convertible loads, the power supply duration of the shiftable load is continuous,
and the power supply within this period remain unchanged. Its mathematical model can be expressed
as follows:
ΔPshift (t) = f3 (t + Δt(Δp)) − f3 (t)
(4)
where ΔPshift (t) is the response of the shiftable loads during this period; f3 (t) is its initial power
consumption curve; and Δt(Δp) is the duration time.
2.2. Mechanism Design
2.2.1. General Framework
The ﬂexible load aggregator is an organic combination of multiple types of ﬂexible loads. Through
the energy management center, it participates in power grid operations and market transactions as
a stakeholder. Flexible load aggregators determine the optimal bidding curve by maximizing their
own interests. Figure 2 shows a schematic diagram of ﬂexible load aggregators participating in the
market composed of electric vehicles, temperature-controlled loads and distributed energy storage
as typical ﬂexible loads. The classiﬁcation of ﬂexible loads is conducive to the precise control of the
power management department and to the ﬂexible role of ﬂexible loads. The framework of the market
clearing and safety checking method in this paper is shown in Figure 3.

Figure 2. Diagram of ﬂexible load aggregators participating in the market.
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Figure 3. Market clearing and safety checking framework that considers the ﬂexible load.

2.2.2. Business Process
Flexible loads participate in grid interaction through demand response, which can generally be
divided into two basic modes: price-based demand response and incentive-based demand response.
Price-based demand response refers to the behavior of users voluntarily avoiding high electricity prices
to low electricity prices under the stimulation of electricity price signals; incentive-based demand
response refers to users signing agreements with the grid side in advance in order to obtain economic
compensation by accepting the direct control or interference control of electricity consumption from
the grid side. The above operation requires the user to negotiate with the grid side in advance in the
interactive contract to obtain appropriate data. The process is shown in Figure 4.

Figure 4. Real-time dispatching process of power grid considering ﬂexible load.

The implementation of ﬂexible load response projects should follow the principles of “safety,
reliability, fairness, equality, openness, and transparency”. Safety and reliability are the primary
principles to be followed in the construction and implementation of demand response capabilities.
It is necessary to ensure the stable and reliable operation of the power grid and the safe operation of
enterprises; the principle of fairness and equality guarantees the eﬀective development of demand
response work, in strict accordance with relevant laws during the implementation process. The policies
and agreed rules are implemented fairly and fair to all participating users; the principle of openness
and transparency guarantees the continuous advancement of demand response work, the rules of
participation are simple and clear, open to the society, and the majority of users are encouraged
to participate voluntarily. During the implementation of demand response organization, choose a
reasonable response range and capacity to ensure a basic balance between the peak electricity price
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increase fund and the power demand response subsidy expenditure. The process of ﬂexible load
participation in demand response is shown in Figure 5.

Figure 5. Flow chart of ﬂexible load participation in demand response operation.

3. Market Clearing and Safety Checking Model
3.1. Market Clearing Model that Considers the Convertible Load
In the traditional power-dispatching model, the power producers need to fully generate
power according to the dispatching instructions [25]. However, in the power market environment,
the dispatching instructions must meet the needs of the power producers and the demand of the power
load [26]. The electric load can be divided into the conventional load and the ﬂexible load, and the
conventional load can participate in the market bidding. The ﬂexible load can increase the ﬂexibility of
the load by changing the demand for electric power. However, the ﬂexible load cannot fully participate
in the power adjustment, and the most basic power demands must be meet. The proportion of the
ﬂexible load participating in the market can be calculated by the following formula:
x=

Pﬂ
Pﬂ + Ps

(5)

where Pﬂ and Ps represent the ﬂexible load and the normal load, respectively. Due to the limited share
of ﬂexible load in the market, the scale factor x ranges from [0, θ] and the value of θ does not exceed 0.3.
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3.1.1. Generator Bidding
In a period T, the cost of the generator i ∈ SG is assumed to be a quadratic curve [27]:
C(PGi,t ) =

1 2
ai P + bi PGi,t
2 Gi,t

(6)

where PGi,t is the actual output of the generator, ai and bi are the quadratic coeﬃcient and the primary
coeﬃcient of the cost curve of the generator, respectively. The power producer quotes according to
the marginal cost, and uses the quotation strategy coeﬃcient kGi,t to aﬃne the marginal cost function,
and the quotation curve can be expressed as:
pGi,t = kGi,t (ai PGi,t + bi )

(7)

3.1.2. Demand Side Bidding
In a period T, the beneﬁt function of the demand side j ∈ SL can be expressed as:
1
B(PLj ) = − α j P2Lj,t + β j PLj.t
2

(8)

where α j and β j are the quadratic coeﬃcient and the primary coeﬃcient of the beneﬁt function,
PL j,t is the power demand of the load node. In the same way as the power producer, the demand
side participates in the market bidding by adjusting the quotation strategy coeﬃcient kLi,t , and the
submitted quotation curve is:
(9)
pLj,t = kLj,t (−α j PL j,t + β j )
3.1.3. Market Clearing Model
In this paper, the demand side is divided into the normal load and ﬂexible load. The corresponding
beneﬁt functions are B(PL ) and B(PFL ), respectively. The diﬀerence between the demand side beneﬁt
and the generator cost C(PG ) is the social welfare. From the perspective of the power market clearing,
the purpose of electricity trading center is to maximize the social welfare. Therefore, the objective
function is the maximization of the social welfare, and it can be expressed as:
max FISO = B(PL ) + B(PFL ) − C(PG )

PG ,PL ,PFL

=

T 

t=1 j∈SL

T 


t=1 j∈SL

kLj,t (− 12 α j P2Lj,t + β j PLj,t )+

(− 12 αFL
P2FL j,t + βFL
PFLj,t ) −
j
j

T 

t=1 i∈SG

(10)
kGi,t ( 12 ai P2Gi,t + bi PGi,t )

where PG , PL , and PFL are respectively the power generation output power, the conventional load
demand, and the ﬂexible load demand. Moreover, αFL
and βFL
are the quadratic coeﬃcients and the
j
j
primary coeﬃcients of the ﬂexible load beneﬁt function, respectively. The clearing model that considers
the convertible load needs to consider the transferable load constraint in addition to the conventional
power balance constraints, network security constraints, and related constraints of the generator set.
The transferable load does not change the total amount of electricity used in 1 power cycle, but the
power consumption in each period can be ﬂexibly adjusted.
(1)

System power balance constraint

Bij θij = PGi,t + PCi,t + PHi,t − PL j,t − PFL j,t
−

(11)

i∈SG, j∈SL

where PGi,t is the output of the conventional generator set, PCi,t is the output of the pumped storage
unit, PHi,t is the output of the nuclear power unit, PLj,t is the load of the conventional user, and PFL j,t is
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the load of the ﬂexible load. When the power system is running, the power system power balance must
be guaranteed. The pumped-storage generator set generates electricity when the electricity price is
high during peak hours and transmits power to the grid; it draws water during the low-voltage period
and consumes electricity. In one day, the sum of the power generation and electricity consumption
is zero. The output of the nuclear power unit is stable, and its output in each period is considered
constant, PH0 .
(2)

Upper and lower limits of the unit
Pmin
≤ Pi,t ≤ Pmax
i
i

(12)

where, Pi,t is the output of the unit in this period, which satisﬁes the upper and lower limits of the unit
output. Pmin
and Pmax
are the minimum and maximum output of the unit, respectively.
i
i
(3)

Climbing constraint of the unit
− ΔPGi,t,dw ≤ PGi,t − PGi,t−1 ≤ ΔPGi,t,up

(13)

where ΔPGi,t,up and ΔPGi,t,dw are the maximum up/down climbing power of unit. In two adjacent time
periods, the climb rate of the unit must meet the minimum and maximum climb constraints.
(4)

Convertible load constraint

In a period T, the total electricity consumption of the convertible load remains the same, satisfying
the convertible load total constraint and the transferable load transfer interval constraint:
⎧ T

⎪
⎪
⎪
Pcon, j,t = TPcon,j
⎪
⎪
⎪
⎨ t=1
(14)
⎪
⎪
⎪
−τ%Pcon,j ≤ ΔPcon, j,t ≤ −τ%Pcon, j
⎪
⎪
⎪
⎩ t∈T
con, j
where ΔPcon,j,t is the transfer amount of the convertible load at the time T of the node j. If it is positive,
the load is transferred to time T, and if it is negative, the load is transferred from time T. The ﬁrst
equation is the transferable load total constraint, the second inequality is the upper and lower bounds
of the transfer amount, and Tcon, j is the convertible interval.
3.2. Safety Checking Model That Considers the Reducible Loads
The market clearing model aims to maximize the social welfare, but in the pursuit of maximizing
proﬁts, it will inevitably lead to a reduction in the system’s security. To ensure that the power ﬂow of
the line does not exceed the limit, it is usually directly in the clearing model that considers the line safety
constraint, to ensure the security of the line transmission. However, this method makes the clearing
model very complicated and it is diﬃcult to ensure the eﬃciency of solving the model [15,28,29]. In this
paper, the market clearing process of this article actually includes two stages, the ﬁrst stage does not
consider the line safety constraints, and the second stage is the safety checking process considering
safety constraints. In both stages, ﬂexible loads are considered. Moreover, in the safety checking
process, by simultaneously adjusting the output of the unit and reducing the load, the problem of
power overrun is eliminated. This method divides the complex market clearing into two simple steps
and uses the optimization algorithm to adjust the power generation output and the load reduction to
eliminate the trend limit of the branch and section.
When using the mathematical optimized method to conduct the safety checking on the clearing
result, it is necessary to establish an optimization model, and the unit adjustment amount and the load
reduction amount can be used as the decision variables. The goal is to minimize the sum of the unit
adjustment cost and the ﬂexible load reduction cost. The objective function is:
min f = C(ΔPG ) + C(PF )
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where C(ΔPG ) and C(PF ) are the generator set adjustment cost and the ﬂexible load reduction cost,
respectively. The unit adjustment cost can be expressed as:


C(ΔPG ) =

δi |ΔPGi |

(16)

i∈SG

The ﬂexible load reduction costs can be expressed as:
C(PF ) =




γi P0Fi − PFi )

(17)

i∈SL

where δi and γi express the cost factor of the unit adjusting and load reducing, respectively; here δi = 10γi .
The constraint conditions consider the adjustment amount and the reduction amount of the
balance constraint, the unit adjustment upper and lower limit constraints, the load reduction constraint,
the line upper and lower limit constraints and the power distribution factor constraint.
(1)

Balance between the adjustment and reduction

ΔPGi − PFi = 0

(18)

where ΔPGi is the adjustment amount of the unit output, and PFj is the ﬂexible load reduction amount;
in an ideal case, the ﬂexible load reduction amount is equal to the unit output adjustment amount.
(2)

Upper and lower limit constraints before and after the unit adjustment.
0
max
Pmin
Gi ≤ ΔPGi + PGi ≤ PGi

(19)

P0Gi

where
is the original output of the unit, and the sum of the output before the adjustment and after
the adjustment must meet the upper and lower limits of the unit.
(3)

Upper and lower limit constraint of the line transmission power..
− Pl0 ≤ ΔPl ≤ Pmax
− Pl0
− Pmax
l
l

(20)

where Pmax
is the maximum value of the line transmission power, Pl0 is the transmission power of the
l
line before the safety checking, and ΔPl is the adjustment amount of the line transmission power after
the safety checking.
(4)

Reduce load constraints.
PFi,min ≤ PFi ≤ P0Fi

where PFi,min is the minimum power demand for the ﬂexible load and
demand for the ﬂexible load user.
(5)

(21)
P0Fi

is the original ﬁxed power

Power distribution factor constraints
ΔPl = pl,i ΔPG,i + ql,i (PFi0 − PFi )

(22)

where pl,i is the power distribution factor of line l with respect to ΔPG,i , ql,i is the power distribution
factor of line l with respect to the ﬂexible load reduction amount PFi0 − PFi , and ΔPl is the adjustment
amount of the line transmission power after the safety checking.
In the process of safety checking, the power dispatch center implements the load reduction plan
and needs to provide compensation fees F to the load reduction users. The compensation fee F = C(PF )
in this paper is shown in (17).
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4. Solution Method
4.1. Linearization of the Cost Function
In GAMS, nonlinear functions can be linearized by deﬁning the SOS2 variables. The SOS2
variables consist of λi (i = 1, 2, · · ·, n + 1) elements, with up to two non-zero elements in λi , and satisﬁes
λ1 + λ2 + · · · + λn+1 = 1. Suppose the fractional linear function f (x) can be equally divided into
linearized n segments on [a,b], and a = x1 < x2 < · · · < xn+1 = b are n + 1 segmentation points [30,31].
The starting point of the paragraph i can be expressed as:
xi = a +

b−a
(i − 1)
n

(23)

Assuming (
x, 
y) is a point in the segment i, and 
x = λi xi + λi+1 xi+1 , λi , λi+1 satisﬁes λi + λi+1 = 1,
then the linear approximation of 
y can be written as:

y = λ1 f (x1 ) + λ2 f (x2 ) + · · · + λn+1 f (xn+1 )

(24)

Using the above method, the quadratic cost function in the objective function is linearized.
4.2. Market Clearing and Safety Checking Process
The method proposed in this paper can be divided into two stages. The ﬁrst stage is the market
clearing, which considers the convertible load during the market clearing; when the line transmission
power is overrun in the clearing result, the second stage of the process is performed. By adjusting
the output of the unit and reducing the ﬂexible load at the same time, the purpose of eliminating the
out-of-limit line ﬂow is achieved. The safety checking can further ensure the safety of the market
clearance. The speciﬁc process is shown in Figure 6.
The solution steps are as follows:
Step 1: Input unit data, line parameters, and other data. The generator and the demand side
submit the quotation curve, and dispatch department execute the market clearing process. Then, initial
power generation plan is formulated.
Step 2: Start the power ﬂow calculation program to determine whether the power ﬂow exceeds
the limit. If it does not exceed the limit, end the calculation and output the power generator output;
otherwise, proceed to the next step.
Step 3: Output the over-limit line number and over-limit power.
Step 4: Start the safety checking module, execute the safety checking procedure, calculate the
generator adjustment of the generator, and reduce the load to reduce the power.
Step 5: Output the power of the generator and reduce the power by reducing the load.
The market clearing model discussed in this paper is a nonlinear programming model.
After linearizing it, it is solved by calling the CPLEX solver in GAMS.
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Figure 6. Market clearing and safety checking process that considers the ﬂexible load.

5. Case Analysis
5.1. Basic Date
Here, we use a 220 kV and above line of a regional power grid as an example. There are 73 nodes
and 93 lines in the regional power grid, including 5 thermal power plants, 1 pumped storage power
plant, and 1 nuclear power plant. In addition, the external electricity is injected into the 1st node and
68th node, and these two nodes are regarded as units with adjustable output. The relevant parameters
of the power plant are shown in Table 1. The network diagram is shown in Figure 7. Taking the
typical daily load curve of summer in 2018, as an example, 85% of them are ﬁxed loads to ensure basic
electricity demand, 11.03% of the electricity demand is determined by participating in the market,
and another 4.97% of the transferable load, the load curve, and the proportion of ﬂexible load are
shown in Figure 8.
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Table 1. Unit parameters of the power plant.
Power Plant

a

b

Lower
Limit(MW)

Upper
Limit(MW)

Climbing
Uphill (MW/h)

Downhill
(MW/h)

1
24
26
36
52
63
68
69
73

0.00021
0.00016
6.6 × 10−5
0.00016
6.2 × 10−5
0.00005
0.00021
0.00016
0.00005

0.32
0.32
0.325
0.29
0.35
0.01
0.225
0.29
0.09

315.2
117
117
44
196
−1200
500
268
415.2

3152
1170
1170
440
1960
1200
5000
2680
4152

2101
780
780
293
1307
1200
3333
1787
2768

2101
780
780
293
1307
1200
3333
1787
2768

Figure 7. Grid connection diagram for a regional power grid.

Figure 8. Load curve and proportion of the ﬂexible load.
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The spot market is based on the trading days, and each trading day can be divided into 24 or 48
time periods. Taking 24 time periods as an example, each trading time period is one hour. The market
organizer is responsible for organizing the bidding and trading of the spot market, collecting the
quotation information of both parties, and determining the transaction result. This example uses
a bilateral quotation as an example. The bidding parties submit their quotation curves separately,
as shown in Tables 2 and 3. The quote parameters in Tables 2 and 3 are randomly selected.
Table 2. Power plant bidding parameters.
Power Plant

Quote Factor

Power Plant

Quote Factor

1
24
26
36
52

1.03
1.02
0.98
0.96
0.99

63
68
69
73
-

1.01
1.02
0.98
1.00
-

Table 3. User’s quote parameters.
Node

Quote Factor

Node

Quote Factor

Node

Quote Factor

2
3
4
5
6
7
8
9
10
11
12
13
14
15

1.03
1.02
0.98
0.96
0.99
1.01
1.03
1.02
0.98
0.96
0.99
1.01
1.03
1.02

25
26
27
28
29
30
31
32
33
34
35
36
37
38

1.01
0.99
1.01
1.03
1.02
0.98
0.96
0.99
1.01
1.03
1.02
0.98
0.96
0.99

48
49
50
51
52
53
54
55
56
57
58
59
60
61

1.03
1.02
0.98
0.96
0.99
1.01
1.03
1.02
0.98
0.96
0.99
1.01
1.03
1.02

5.2. Market Clearing
Based on the above data, we used two schemes to verify the impact of the ﬂexible load on
market clearing.
Case One: The market clearing model does not consider the ﬂexible load, and the power
consumption behavior of the ﬂexible load does not change.
Case Two: 4.97% of the transferable load participates in the market clearing, and the transferable
load can change the power usage behavior according to the cost of the electricity.
The marginal electricity price of a node is deﬁned as the increase of the 1 MW load at the node.
Under the premise of ensuring safety, the minimum production cost of the system can be obtained
through the optimization model of market bidding [32]. The node’s marginal price can be obtained
by solving the Lagrange function, and the deﬁnition of the node’s marginal electricity price can be
applied in the market clearing model [33,34].
By comparing the two schemes, the impact of the ﬂexible load on the market clearing model can
be analyzed.
From Figures 9 and 10, we can know the marginal node electricity price of the market clearing.
The diﬀerence is that Figure 9 does not consider ﬂexible loads, and Figure 10 considers ﬂexible loads.
The results show that the node electricity price can be obtained successfully, and it is very close to the
actual electricity price, which has great engineering application value.
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Figure 9. Marginal node price without considering the ﬂexible load.

Figure 10. Marginal node price considering the ﬂexible load.

When the convertible load is not considered, the highest price of the node is 0.832 yuan/kWh,
and the lowest price is 0.704 yuan/kWh. Considering the participation of the convertible loads,
the highest electricity price in all aspects is 0.813 yuan/kWh, and the lowest electricity price is
0.712 yuan/kWh. Therefore, the participation of the convertible loads in the market can clearly reduce
the electricity price and reduce the peak-to-valley electricity price diﬀerence in the market. This result
is in line with expectations, because the ﬂexible load itself is economical.
During the market clearing process, the users of convertible loads are shifted and allocated to
the time when the cost of electricity is lower. Because of this, the load curve will change, and the
convertible load during the peak period of power consumption will shift to the lower period.
The load curve after the market clearing is shown in Figure 11. The peak-to-valley diﬀerence of
the initial load is 33.71%. Compared with the initial load, the peak-to-valley diﬀerence of the load curve
is reduced by 11.40%. This article is aimed at a speciﬁc urban power grid, which has a high proportion
of load density. In other high-density load cities, the load characteristics have similar properties to the
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urban power grid. The research in this paper can be extended to similar urban power grids, which can
eﬀectively alleviate the challenges to the supply of electricity and improve the load curve.

Figure 11. Load curve after the market clearing.

5.3. Safety Checking
In the safety checking of the power grid, the participation of the load reduction should be
considered, and the maximum reduction is 20% [14]. As shown in Figure 12, the 76th line exceeds the
limit, and the limit is 196 MW. In order to ensure the safety of the line ﬂow, two cases were adopted.
The cases are described below.

Figure 12. Transmission power of the 76th line.

The ﬁrst case does not consider the participation of ﬂexible loads and directly performs safety
checking and correction through unit adjustment.
The second case considers that the load can be reduced to participate in the safety checking and
correction. The load that can be reduced accounts for 10.09% of the total load.
The safety checking operation of the 76th line was carried out in the above two cases. We now
analyze the diﬀerences between the two cases.
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Based on the above data, the safety checking line power ﬂow results obtained in Cases 1 and 2 are
shown in Figure 13. The diagram shows that both cases can ensure that the line ﬂow does not exceed
the limit and can ensure the safe operation of the network; the transmission power of the line does not
exceed its upper and lower limits.

Figure 13. The safety checking line power ﬂow results obtained in Cases One and Case Two.

The output adjustment results of the two cases are shown in Table 4. Table 4 shows that power
plant 52 in Case Two emits 5.61 MW more power than Case One, and power plant 63 in Case One
emits 137.89 MW more power than Case Two. The reason is that the reducible loads can participate in
the safety checking in Case Two, and balance the power plant output by reducing the ﬂexible load.
Table 4. The output adjustment results of the two cases.
Case One(MW)

Case Two(MW)

Plant

Adjustment
amount

Output after
Adjustment

Adjustment
Amount

Output after
Adjustment

1
24
26
36
52
63
68
69
73

0
0
0
0
−423.16
423.16
0
0
0

2544. 52
1170.00
1170.00
440.00
1536. 84
−776.84
3039.67
2160.00
1660. 80

0
0
0
0
−417.55
285.27
0
0
0

2544.52
1170.00
1170.00
440.00
1542.45
−914.73
3039.67
2160.00
1660.80

Lower
Limit(MW)

Upper
Limit(MW)

415.2
117
117
44
196
−1200
600
268
415.2

4152
1170
1170
440
1960
1200
6000
2680
4152

The adjustable amount of the reducible load results in Case Two are shown in Figure 14. The total
amount of the reducible load after the reduction can be seen, where the total reduction in the ﬂexible
loads is 132.28 MW, which makes up for the power shortage of Unit 2 in Case Two.
From the above analysis, we know that the reducible load has a rapid response. By reducing
the load and participating in the safety checking, the adjustment amount of the generator set can
be reduced. In this way, the role of load reduction can be brought into full play, and the number of
start–stops of the unit can also be reduced.
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Figure 14. The ﬂexible load reduction results in Case Two.

5.4. Economic Analysis
In order to reﬂect the impact of the ﬂexible load on the safety checking, the safety checking costs
of the two cases are compared in Table 5. The unit adjustment cost of the second case is less than that
of the ﬁrst case, mainly because it can reduce the load and make up the adjustment task of the unit,
reducing the unit adjustment cost, and the load loss of the second option is lower than the unit output
adjustment cost.
Table 5. The safety checking costs of the two cases.
Cost

Unit Adjustment Cost (yuan)

Out-Of-Load Cost (yuan)

Total Cost (yuan)

Case One
Case Two
Diﬀerence

846,300
702,800
143,500

0
132,300
−132,300

846,300
835,100
11,200

Table 5 shows that the total cost of the safety checking for the second case is smaller than the ﬁrst
case, and the cost savings are about 11,200 yuan. Table 6 reﬂects the impact of the load reduction on
the safety checking. It can be seen from the table that the reducible load participates in the increased
capacity that can increase the safety checking power adjustment.
Table 6. The impact of load reduction on safety checking.
Case

Increase Capacity (MW)

Reduce Capacity (MW)

Case One
Case Two
Diﬀerence

6779.01
7102.69
323.68

10,833.27
10,833.27
0

6. Conclusions
The paper proposed a market clearance and safety checking method for multi-type units that
considers ﬂexible loads. A market clearance model that considers the convertible loads and a safety
checking model that considers the reducible loads were established. The safety checking can further
eliminate the out-of-limit ﬂow of the branches and sections and ensure the safety of the market
clearing. A case study of a 220 kV and above power grid was used to analyze the results. The results
show that the convertible loads participating in the market clearing can reduce the node’s marginal
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electricity price and reduce the peak and valley electricity price. Reducible loads participate in the
safety checking, compared with the single adjustment of the power of the generator set, the power
adjustment amount of the generator set is reduced; at the same time, the cost of safety checking is
reduced. However, in engineering applications, the establishment of a reasonable incentive/price
mechanism is the prerequisite for guiding ﬂexible loads to participate in market clearing and safety
checking. In the next study, in-depth research will be conducted on this issue.
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Abstract: The aim of this study is to analyze the eﬀects of mine power network impedance on
the starting time of induction motors, as well as on the operation of overcurrent protection relay.
Proper selection of the time-current characteristic of overcurrent protection is crucial for the operation
of the drive. A speciﬁc feature of mining power grids is their high impedance, which results from
long cable lines with relatively small cross-sections. This causes relatively large voltage drops
and signiﬁcantly reduces the starting torque of the motor. Reduced starting torque increases the
starting time and intensiﬁes the motor overheating. This study analyzes a series of standardized
time-current characteristics used in Invertim company protection devices. A simulation study of
startup current and starting time was conducted for an exemplary medium-power motor with a large
inertia fan at diﬀerent values of power supply voltage below the rated value. Parameters of the motor
equivalent circuit were calculated on the basis of manufacturer data. A new shape of the time-current
characteristic has been proposed that would allow for prolonged starting at signiﬁcant voltage drop
in the mine network, ensuring protection from failed starting. This solution can be implemented in
digital protection relays in addition to the standard characteristics.
Keywords: electric safety; induction motor; fan; overcurrent protection

1. Introduction
Overcurrent protection relays play an important role in providing the right conditions for safe
and reliable electric drive system operation of mining machines. In accordance with Reference [1],
electric power equipment and installations should be protected against the eﬀects of line-to-earth
short-circuits, line-to-line insulation faults and overloads in order to ensure the safety of the mine and
its employees. The issue of safety becomes paramount in rooms which are at risk of methane
and/or coal dust explosion. To minimize these risks, adequate protections and their settings
in electric power installations must be selected in accordance with Reference [1] and with the
principles of mining technology regarding safeguard and protective measures in mining power
engineering. Modern microprocessor technology oﬀers great opportunities for wide-range shaping
of the time-current characteristics of those protection devices. The selection of appropriate curves of
this characteristic must depend on the operating conditions of a given motor. This task is especially
diﬃcult in the case of motors which power high-moment inertia devices (e.g., fans). In such cases,
the selection of settings must take into account the prolonged starting time and standard requirements.
These diﬃculties are linked with the reliability of conducting a direct start of an electrical motor
(with a grid voltage), while protecting the winding of the stator and rotor against the thermal eﬀects
Energies 2020, 13, 4466; doi:10.3390/en13174466
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of prolonged exposure to the starting current. The thermal eﬀect of this current, which consists of
temperature increase of the stator and rotor winding, may cause damage to the motor in case of the
malfunctioning of protections or the cooling system. Another case that results in thermal damage
to the winding of the motor is inadequate overcurrent protection. Proper selection of time-current
characteristics is a complex issue that includes economic factors (linked to the costs of the motor itself,
its replacement or repairs, but mostly costs linked to the interruption in operation), technological
factors, as well as electric shock, ﬁre or explosive safety issues (e.g., linked to a lack of ventilation).
Proper thermal protection of the induction motor is particularly important for motors (and their cable
lines) operating in locations at risk of explosion [2].
Challenges of coordinating characteristics of overload protection are presented in Reference [3],
however this paper puts emphasis on comparing models deﬁned in Reference [4] with machines and
drives supplied from real power networks. This paper evaluates the selection method concerning
time-current characteristics in relation to the auxiliary ventube fan motor and the cable network by
which it is powered, as an example of a device with prolonged starting time. The following factors
were included in the evaluation of the characteristics:
•
•

Starting current course during start-up and
The starting time.

These two factors have a great impact on both the reliability of the motor windings itself and on
the reliable operation of overload protection relays. The detailed analysis is given below.
In case of double-cage motors, a protection against too-long or unsuccessful startups should be
applied, because not only can a stator insulation temperature rise be an issue, but also the starting
(outer) cage can exceed its temperature limit, even if the temperature of stator winding is below the
permissible value [5,6]. In case of large medium voltage (over 1 kV) motors, this is usually accomplished
by a separate protection relay (nowadays usually a part of a multifunction digital relay), but for smaller
low voltage motors, it is desirable to use simple overcurrent relays, both for overloads and prolonged
startups protection. It can be achieved by a careful selection of their time-current characteristics,
but there is no suitable curve in international standards.
Our paper analyzes the high-inertia drive startup process in a comprehensive way—taking
into account voltage drops in the supplying network, and is focused on double-cage motor drives.
Obtained results are used for design of a quite new time-current characteristic curve, placed between
curves deﬁned in an international standard [4]. This curve allows for a prolonged start, but at the same
time, protects the motor windings against small but long-lasting overloads.
Shapes of overcurrent protection characteristics are discussed in References [7–9], but they are
based on IEEE standards [10]. Diﬀerent formulae for the description of these curves are used in
the abovementioned papers, while this work uses a formula described in the IEC standards [4].
The problem of a long-term asymmetry of supply voltages is not considered in this paper, as it is not a
signiﬁcant problem in mine networks (due to the very small number and power of single-phase loads).
The detailed modeling of thermal processes in an induction motor is possible [5,6,11] but it
needs an extensive knowledge on particular motor design details (materials and internal structure).
This knowledge is usually unavailable from the motor manufacturer, so most overcurrent protective
relay solutions are based on a simple ﬁrst-order model [12] and its appropriate mathematical description
used in standards [4,10].
2. Materials and Methods
The starting time is related to the starting current, which is a multiple of the nominal current.
Therefore, this state must be treated as improper operating conditions, according to Reference [13].
The starting process should be as short as possible, but no longer than the time it would take for
the motor winding to heat up (due to the starting current) to the maximum permissible temperature
for a given class of insulation. An overload-protective device with a properly chosen time-current
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characteristic should protect against exceeding the maximum permissible temperature (and thus the
thermally induced damage of the motor).
High grid impedance of an underground power network with long cable lines and medium
power transformers causes big voltage drops during the ﬂow of the starting current. These voltage
drops decrease the voltage level on starting motor terminals and lessen mechanical torque,
considerably increasing the starting time. Ventube fan drives speciﬁcally are characterized by a
large moment of inertia, and in the case of long ventube, they need a long time to ﬁll with air. Thus,
a small accelerating torque (at low voltage) causes a long starting time at relatively low starting
currents (not detectable by standard overcurrent protection relays set close to locked-rotor currents).
This prolonged startup due to the voltage drops problem exists not only in networks with territorially
distributed loads, but also in small networks powered from weak (e.g., autonomous) sources [14,15].
A mathematical description of the overload protection device characteristics is included in Reference [4].
The relation between protection delay time, T, and the current value, I/In, of overcurrent protection
devices is expressed by the following Equation (1):
T= 

C

I α
In

(1)

−1

The values of parameters α and C included in (1) are shown in Table 1. This table also includes
the values of parameters of (1) for the time-current protection device characteristic proposed by the
manufacturer of protection relays for Invertim mining equipment [16].
Table 1. Values of parameters α and C in accordance with References [4,16].
Item

Characteristic

α

C

1
2
3
4
5

Standard Inverse
Very Inverse
Extremely Inverse
Long Inverse
Invertim

0.02
1
2
1
1.2

0.14
13.5
30
120
140

Figure 1 below shows the shapes of individual time-current characteristics of overcurrent
protections from (1) and values of the parameters included in Table 1.

Figure 1. Time-current characteristics of overcurrent protections with characteristics consistent with
European Standards [4] and Invertim [16]: 1—Standard Inverse, 2—Very Inverse, 3—Extremely Inverse,
4—Long Inverse, 5—Invertim.
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Simulations included the study of the WLE-1013/B/E/1 auxiliary axial ﬂow fan powered by a
double-cage dSOKg 200L2B-E electric motor. Table 2 presents the parameters of the motor used in the
simulation studies. These motor parameter calculations were performed according to the methodology
given in Reference [17].
Table 2. Parameters of the dSOKg 200L2B-E motor [18].
Quantity

Unit

Value

Quantity

Unit

Value

PrM

kW

37.0

J

kg·m2

0.180

UrM

V

500

m

kg

335

nrM

min−1

2960

Rs

Ω

0.146

MrM

N·m

119

Ls

mH

2.07

ηrM

%

83.8

Rr1

Ω

0.087

cosϕr

–

0.89

Lr1

mH

2.611

IrM

A

51

Rr2

Ω

0.424

MLR /MrM

–

2.2

Lr2

mH

0.14

ILR /IrM

–

6.7

Lm

mH

42

Mmax /MrM

–

2.0

The motor parameters have been calculated on the basis of rated data, and as such, they acted as a
basis for the design of the speed regulation characteristic, as well as stator current ratio as a function of
rotational speed. The obtained speed-torque and speed-current curves indicate suﬃcient similarity
with device characteristics presented by the manufacturer, the Cantoni Group [18]. These motor
parameters were used to evaluate the stator voltage inﬂuence on the accelerating time characteristics
of the dSOKg 200L2B-E motor, Me = f(n), I1 = f(n), and the course of the RMS value of stator current in
time at the assumed range of stator voltage variation between 0.7·Un and 1.0·Un with a step of 0.1·Un
in a situation of powering the WLE-1013/B/E/1 auxiliary jet fan with that motor. Many interesting
methods exist to calculate the starting time (such as References [19,20]). However, those are limited
to single cage motors, while this paper focuses on the double-cage motors. Double-cage induction
motors simultaneously provide a lower value of starting current and a higher value of starting torque,
hence they are widely used in mining. This feature is particularly important in relatively weak power
supply networks. In a later stage of the study, calculated series of motor characteristics—where the
stator voltage is the main parameter—were used to analyze the selection of time-current characteristics
of overcurrent protections for the induction motor in the drive of the axial auxiliary jet fan. The motor
was supplied by a ﬂameproof mining mobile transformer station IT3Sm-400/6 (Izol-Plast) and a mining
certiﬁed cable YHKGXSekyn 3 × 16/15 mm2 (manufactured by TeleFonika). Parameters of the power
supply system are presented in Tables 3 and 4. The medium voltage (6kV) network impedance has
been neglected because of its relatively small value (as it is divided by the square of the transformer
voltage ratio).
Cable length was calculated to obtain selected values of the motor terminals voltage at startup.
The selected cable length values together with corresponding voltage levels are presented in Table 5.
These calculations were done using a scheme of voltage divider composed of a supply system
(transformer and cable) and a load (motor).
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Table 3. Parameters of the ﬂameproof mobile transformer station used for the supply of the analyzed
ventube fan drive.
Quantity

Unit

Value
IT3Sm = 400/6

Type
Rated power

kVA

400

Primary voltage

V

6000

Secondary voltage

V

525

Short-circuit
voltage

%

4.3

Rated load losses

kW

1.4

Table 4. Cable parameters.
Quantity

Unit

Value

Current carrying capacity

A

104

Per-unit length resistance

Ω/km

0.088

Per-unit length inductance

mH/km

0.28

Table 5. Cable length values used in further calculations to obtain the selected motor terminals
voltage levels.
Cable Length (km)

Voltage Level at Motor Startups

0.65

0.9 Un

1.74

0.8 Un

3.131

0.7 Un

Figure 2 below shows the relationship between the startup voltage level and cable length in the
whole analyzed range. Selected points were marked with circles. The number of these points was
limited for the sake of clarity.

Figure 2. Dependence of the startup voltage level on cable length in the whole analyzed range.
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Figures 3–5 show the inﬂuence of the stator voltage on the mechanical characteristics of the motor
driving the auxiliary jet fan, on the stator current, as well as on the rotational speed during starting of
the motor.
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Figure 3. Relation of electromagnetic torque and stator current of the dSOKg 200L2B-E motor as a
function of speed for four voltage levels at the motor terminals.
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Figure 4. Course of rotational motor speed while powered by diﬀerent power network voltages in the
range between 0.7·Un and Un.

124

Energies 2020, 13, 4466





8 8Q



8 8Q
8 8Q



8 8Q

, $


















W V
Figure 5. Course of motor current while powered by voltage in the range between 0.7·Un and Un.

As can be seen in Figure 4, the lowest momentary value of accelerating torque occurs at the lowest
voltage level, i.e., 0.7·Un , which results in the inability to conduct the starting process in a time shorter
than 25 s (Figures 4 and 5). In this situation, the motor current reaches a RMS value which is many
times higher than the nominal one and in that time, it will not be reduced to a value close to the
nominal (Figure 5).
Reaching a stable motor operating point (dn/dt = 0) is possible for stator voltage equal to at least
0.8·Un , while the starting time is in a range between 8 (for U1 = Un ) and 17.5 s (U1 = 0.8·Un ).
Overcurrent protection should protect the motor (and supplying cable) against the eﬀects of
overcurrent, allowing for the starting of the device. This is not an easy task in case of drives with
prolonged starting times, which may be observed by matching courses of stator currents from Figure 4
with time-current characteristics of the protections (Figure 6).
The point of intersection between the time-current characteristic of the protection and the current
course curve of the motor is the time at which the motor shuts oﬀ prematurely, which makes it
impossible to ﬁnish the starting process of the drive.
The selection of overcurrent protection settings in accordance with Condition (1) indicates that
the choice to use a protection with characteristics consistent with Reference [4] was formally correct.
But, as can be seen in Figure 6, protections with characteristics of Standard Inverse, Very Inverse
and Extremely Inverse, set in accordance with Reference [21] to a value of 1,1·In , will end the starting
process after ca. 3.8 to 5 s, regardless of the voltage value on the motor terminals. When using
protection with characteristics of Long Inverse or Invertim, starting the motor will be possible for each
analyzed voltage. However, the eﬃciency of the protection might prove insuﬃcient in case of a failed
start, which occurs at voltage equal to 0.7 Un , or in case of small but long-lasting overloads.
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Figure 6. Courses of RMS value of stator current during its starting against the time-current
characteristics of overcurrent protections with characteristics in accordance with Reference [4] and
Invertim [16].

3. Results
From the results of the simulation studies, it can be concluded that there is a need to design an
intermediate protection characteristic situated between Extremely Inverse and Invertim. In relation to
the courses of starting currents from Figure 6, depicting a situation where the stator voltage of the
motor is in range (0.8 ÷ 1) Un , the parameters α and C of Equation (1) were identiﬁed in order to
designate a characteristic of an overcurrent protection with features intermediate between protections
with Standard Inverse characteristics and those with Invertim characteristics. It was assumed in a
simplistic manner that the winding temperature in induction devices at starting time up to 20 s will not
exceed the permissible temperature for a given class of insulation. In such a situation, the investigated
characteristic should run above the characteristics of starting currents for the assumed voltage range,
and its shape should be as similar as possible to the Extremely Inverse characteristic. The values
of designated parameters of Equation (1) describing the investigated time-current characteristic are
α = 2.3 and C = 178, respectively. The course of the characteristic with designated parameters α and
C is marked with the number “6” in Figure 7. As can be seen in that ﬁgure, the protection with the
characteristic marked as “6” allows for the starting of the auxiliary ventube fan motor in the stator
voltage range (0.8 ÷ 1)·Un . At the same time, the protection with this characteristic ensures safety from
the eﬀects of a failed starting process, so, in the case where U = 0.7·Un . It must be noted that while this
protection is not as eﬀective as devices with the characteristics of Standard Inverse, Very Inverse and
Extremely Inverse, it is better than protection devices with Long Inverse and Invertim characteristics.
The detailed methodology is described below.
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Figure 7. Proposed time-current characteristic of an overcurrent protection for an induction motor
powering the auxiliary jet fan against the time-current characteristics of overcurrent protections with
characteristics in accordance with References [4,16] and time courses of RMS values of starting currents
of this motor for various stator voltages.

We attempted to determine a new time-current characteristic of the overload protection, as none
of the standard characteristics of the overload protection given in Reference [4] take into account
the speciﬁc supply and operation of mining machines with extended start-up times. The following
assumptions were made to identify the Equation (1) parameter values:
1.
2.

3.

For large current values (above 5 In ), the characteristic should have a shape similar to the curve
“2”, i.e., Very Inverse.
The course of the characteristic should enable starting the machine in voltage conditions
(0.8 ÷ 1.0) Un , i.e., the protection characteristic should not intersect the motor time-current
characteristics, which reach the steady state in a time shorter than the maximum value (20 s).
The characteristic should be modeled with regard to the shut-oﬀ time of a motor supplied with
0.7 Un voltage, in a time not longer than the maximum value of 20 s.

The identiﬁcation of the Equation (1) parameter values was carried out for the data points speciﬁed
in the characteristics of Figure 8 that fulﬁll the above assumptions. Data point values for currents
above 3.2 In are arbitrary so that the third assumption is met.
In order to calculate the values of the Equation (1) α and C parameter values, the Equation was
transformed into the following form (2):

Î (k) = In ·

C
+1
T (k )

 α1

where
T(k)—data points of the response time values,
Î (k)—calculated values of currents for given times T(k) and values of coeﬃcients α and C.
k = 1, 2, . . . , N,
N—number of data points.
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Figure 8. Data points selected for the determination of a new time-current characteristic on the
background of simulated current RMS waveforms and Very Inverse characteristics. 1—Very Inverse
characteristics, 2—selected data points.

Subsequently, iterative computer calculations were carried out to determine from the Equation (2)
the values of the I(k) currents with given values of time T(k) for the parameters α and C, which were
selected from the ranges 2.0, 3.0 and 150, 190, respectively. The identiﬁcation task was therefore
reduced to determine such values of parameters α and C that would minimize the accepted criterion in
the form of the mean square error (MSE). This condition can be written as follows (3):
⎧
N
⎪
⎪
⎨ 1 
(α, C) = min{MSE} = min⎪
I (k) − Î (k)
⎪N
⎩
k =1

⎫
⎪
⎪
⎪
⎭

2⎪
⎬

(3)

where:
I(k)—data points of current values (from Figure 8) for the corresponding T(k) time values.
The dependence of MSE value surface on the parameters α and C in the whole analyzed area is
shown in Figure 9.
In order to verify the results obtained from the identiﬁcation of the parameters of Equation (1)
described above, a second method was used to determine these constants. Equation (1) can be
transformed into the following form:

y=




I (k )
C
= α·x
+ 1 = α ln
In
T (k )

(4)

This formula represents a linear function. In such a situation, the α coeﬃcient at a given C (from
the range as in Figure 9) can be determined either by linear regression, or by the method of least squares.
The value of Criterion (8) is then calculated for the obtained data. Using Equation (4) signiﬁcantly
reduces the calculation time.
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Figure 9. Mean square error (MSE) value surface dependence on α and C parameter values in the
whole analyzed area for the studied motor case

If Equation (4) transforms due to α to the form:


ln TC(k) + 1


α(k ) =
I (k )
ln In

(5)

then its value for a given C should be constant for each point k. In fact, there are small diﬀerences for
diﬀerent points, so it can be determined as an arithmetic mean for a given value of C.


N ln C + 1

T (k )
1


α=
I (k )
N
ln In
k =1

(6)

The performed identiﬁcation calculations using the Formula (6) and Criterion (7) for C in the
range as shown in Figure 9 gave identical results as the method described above—using Criterion (3).
The dependence of the criterion on the C parameter for diﬀerent α values obtained in this situation is
shown in Figure 10.
⎧
⎫
N
⎪
⎪
⎪
2⎪
⎨ 1 
⎬
(
)
(
)
(7)
I
k
−
Î
k
C = min{MSE} = min⎪
⎪
⎪
∝ ⎪
⎩N
⎭
k =1

Minimum MSE values were obtained for α = 2.3 and C = 178, which is exactly the same as the
method based on Formula (2) and Criterion (3). The values of Criteria (3) and (7) are 123 in both cases.
The protection device with the proposed “6” characteristics exhibits features which are intermediate
between protections with Very Inverse characteristics and those with Invertim characteristics, while the
shape of this characteristic is similar to Extremely Inverse characteristics, which is consistent with
the previous assumptions. In more complex operating conditions (e.g., consecutive starts) and using
a more complicated model description, characteristics design can be made using more complicated
and much more time-consuming evolutionary computations—like Particle Swarm Optimization, as in
Reference [22].
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Figure 10. MSE values obtained when Formula (7) is used to identify α and C parameters.

4. Discussion
Because of the time-varying motor torque value as well as the speed-dependent ventube load
torque, the starting RMS current and the starting time analysis have to be done using numerical
simulation, based on the parameters for the double-cage induction motor equivalent circuit. Because of
the speciﬁc structure of mine electrical power network, there is a need to analyze the motor starting
conditions at diﬀerent values of network voltage below the rated value. Overcurrent protections with
Standard Inverse, Very Inverse and Extremely Inverse characteristics consistent with Reference [4]
do not allow for starting of the drive with a high moment of inertia, especially in conditions of low
power voltage. Whereas, protections with Long Inverse [4] or Invertim [16] characteristics allow for
the proper starting of the motor, but barely protect the motor in case of failed starting and in case of
relatively slight overloads—due to the long operating time.
It would be beneﬁcial to introduce protection relays with characteristics that are intermediate
between Standard and Extremely Inverse, as well as Long Inverse and Invertim. This paper
presented the proposed parameters describing such a characteristic, designed on the basis of a
numerical simulation study. These new characteristics can be easily implemented in modern
digital protection relays widely used in mining power networks as they need no new equation
(and therefore no signiﬁcant changes in relay algorithm) but only small changes in coeﬃcient
values. Nowadays, microprocessor-based protection relays are widely used even in low-voltage
mining electrical equipment, as they conveniently integrate many diﬀerent protective functions
(like short-circuit protection, overload protection, ground-fault protection, insulation monitoring,
temperature monitoring) in one compact device. Flexible user-deﬁned characteristics are hard to
implement in electromechanical protective relays, but their role in modern industrial power networks
is diminishing [23].
5. Conclusions
The time-current characteristic of overcurrent relay protection has to be carefully adjusted to the
load characteristics, particularly for high-inertia drives. European Standard [4]-deﬁned models are not
suitable for some machines, nor for drives powered from weak (relatively high impedance) networks.
Ventube fans and their drives are very important as their failure can cause methane explosions, or at
least may force an evacuation of miners from the workplace, which leads to large economic losses.
Although reliable startup of mining ventube drives is crucial for proper mine operation, no relevant
relay protection characteristics exist. Nowadays, they are protected using relay characteristics far
from their real startup characteristics. While such a solution enables a reliable start of the motor,
it does not protect it from small but long-lasting overloads which can signiﬁcantly degrade insulation
characteristics and therefore shorten the life of the motor. The solution proposed in our paper can help
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overcome this contradiction. In addition to the selection of several pre-deﬁned standard characteristics,
there should be a possibility of continuous change of the time-current characteristic parameters.
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Abstract: Nowadays, ancillary services (ASs) are usually provided by large power generating units
located in transmission networks, while smaller assets connected to distribution systems remain
passive. It is expected that active distribution systems will start to play an important role due
to numerous issues related to power system operation caused mainly by developing renewable
generation and restrictions imposed on conventional power generating units by climate policies.
The future development of the power system management will also lead to the establishment of new
market agents such as distributed resource aggregators (DRAs). The article presents the concept of
the DRA as part of an active distribution system enabling small resources to participate in wholesale
markets, provide ASs and indicates the functions of the DRA coordinator in the modern power
system. The proposed method of the DRA structure modelling with the use of the mixed-integer linear
programming (MILP) is aimed at evaluating the optimal operation pattern of participating resources,
the desired shape of the load proﬁle at the point of common coupling (PCC) and the AS provision.
The performed simulations of the DRA’s operation show that various types of aggregated resources
located in distribution networks are able to provide diﬀerent services eﬀectively to support the power
system in terms of load–generation balancing and allow for further development of renewables.
Keywords: aggregation; ancillary services; distributed energy resources; optimization; power
system operation

1. Introduction
A structure of the current power systems is based on active transmission systems where centrally
dispatched generating units (CDGUs) provide diﬀerent services such as balancing, frequency regulation
and operating reserves for maintaining proper power system operation. However, the existing
distribution systems from the point of view of the transmission system operator (TSO) still remain
passive with ﬁxed demand proﬁles—the left side of Figure 1.
Distributed energy resources (DERs) located in distribution networks are developing rapidly at
present. Many of them, such as gas and biogas power plants and energy storages (ESs), might be
controllable in order to perform services similar to those provided by CDGUs. Furthermore, active
loads (ALs) and curtailment of renewable energy resources (RESs) can be employed to support the
management of the power system.
The above-mentioned entities by being ﬁnancially attractive or forced by legal obligation could
be aggregated into the distributed resource aggregator (DRA) structure to be controlled by the DRA
coordinator for the provision of ancillary services (ASs). The scope of those potentially provided ASs
should be therefore identiﬁed for a given DRA.
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Figure 1. The development of modern power systems and relations between their entities.

The small size of distributed assets is a problem causing a lack of ability to participate in wholesale
markets such as balancing markets and AS markets; moreover, legal obligations constitute a barrier for
some entities. Therefore, an additional agent, that is, an aggregator, is required [1–4]. Figure 1 depicts
the DRA coordinator as an entity responsible for distributed asset coordination and control enabling
active participation of DERs in the management of power system operation. Nowadays, distribution
system operators (DSOs) have passive operation proﬁles which in the near future could be modiﬁed
by the DRA operation depending on the current system needs to provide diﬀerent services—an active
demand proﬁle.
The concept of active distribution networks is widely discussed in the literature. For example, [5–8]
propose the use of active distribution for the provision of services such as balancing and congestion
management. Possible relations and details of cooperation between diﬀerent markets and technical
entities, including aggregators, are indicated, thus forming a good foundation for future research in
the ﬁeld of active distribution networks.
Other publications state that the development of power systems and increasing level of energy
source diversiﬁcation are mainly driven by the growth of renewables which are installed mostly
in the distribution networks; hence, the electrical energy supply’s security and the proper power
system operation is harder to be maintained [9,10]. In order to keep the balance between demand and
generation, the corresponding level of the power system’s ﬂexibility is required [11]. Subsequently,
to ensure this appropriate level of ﬂexibility, it is necessary to coordinate the operation of distributed
resources [12]. Such an operation, provided by aggregators located inside distribution networks, creates
an opportunity to reinforce the power system’s ability to react to the rapid changes of the demand
and supply [13,14]. In order to obtain the desired results, next to DERs and ESSs, the demand-side
coordination was employed to provide chosen ASs at the point of common coupling (PCC). The provided
ASs cover i.e., load proﬁle shaping, load levelling and congestion management [15–19].
The possibility for the participation of distributed resources coordinated by an aggregator in
competitive energy markets and their positive impact on the power system’s operation were also
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considered. Small ESSs for household application, due to their growing number, can be aggregated for
long-term cooperation in order to maximize aggregators’ proﬁt and the system welfare [3]. Another
study describes demand-side resources utilized for load scheduling to minimize the total cost of
electricity procurement [20]. The high potential of aggregated ﬂexibility, especially loads located in the
residential sector, should be developed as a replacement for fossil fuel power plants’ contribution in
the continuous demand and supply balancing [4,21]. The need for peak-to-average demand reduction
is addressed in [22], where the authors by the use of demand-side response reduce electricity charges
for end-users and improve the shape of the load proﬁle.
Nevertheless, the majority of the above-presented studies contain an optimized aggregation of one
type of a distributed resource, mainly the demand-side entities and storages. It should be underlined
that in modern distribution networks, diﬀerent types of resources, including small generators and
renewables, are installed and may be properly utilized—not only for cost reduction but also for AS
provision. The described articles focused mostly on market aspects of the aggregation, analyzing
the oﬀering strategies and the competitiveness between diﬀerent agents modelled in particular by
game theories.
In order to propose remedies for the challenges presented, the purpose of this article is to introduce
a new DRA structure and its management as a development of formerly proposed concepts of the
active distribution system and aggregation approaches. The functions of the DRA coordinator in the
modern power system and relations with other entities are also deﬁned. The novel methodology
proposes the modelling of the DRA structure with the use of the mixed-integer linear programming
(MILP) which aims at the evaluation of the optimal operation pattern of diﬀerent types of participating
resources, the desired shape of the load proﬁle at the PCC and AS provision. The performed research
examines whether the proposed solution could be a step toward improvements in power system
operation, and by the use of its ﬂexibility, whether it can facilitate load-generation balancing and
maintain a system’s proper operation during continuous RES development.
The article is organized as follows: The second section describes services which can be provided
by assets located in distribution networks. Section 3 presents a proposed structure of a DRA and a way
to implement its operation into the MILP optimization model. Section 4 shows the main assumptions.
Section 5 discusses the results of simulations as examples of ASs provided by the DRA, while the last
section concludes the article.
2. Background: Ancillary Services Portfolio
The AS portfolio comprises services which may be provided by the aggregated resources, taking
into account their distinctive features and the composition of the DRA structure. These services are
described thoroughly below.
2.1. Peak Shaving and Valley Filling
Peak shaving and valley ﬁlling, also known as load levelling, is an AS comprising increased
consumption of electrical energy during periods of low demand, storing it and then returning it to
the grid when high demand occurs. During the later periods, the energy injected back to the power
system reduces peaks of demand to be covered by conventional power plants and therefore decreases
overall system operation costs, as production from more expensive peak-generating power units may
be limited. Therefore, it is clear that load levelling can be provided mainly by ESSs but also by ALs,
as consumption, during peak demand, can be limited or shifted to lower consumption periods [23].
Load levelling may be desirable not only because the reduction of overall system operation costs
but also due to an opportunity to limit investments in new power generating units and grid upgrades
(load levelling can extend the set of tools for the congestion management) [5]. Units providing this type
of services could be additionally remunerated; however, shifting from low demand to high demand
periods is inherent in price arbitrage which generates a basic income. A visualization of peak shaving
and valley ﬁlling services is presented in Figure 2.
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Figure 2. Peak shaving and valley ﬁlling services.

2.2. Load Proﬁle Smoothing
Due to the growing share of RESs and their variable generation, the power system operation can
be disturbed. It could happen especially for power systems with a signiﬁcant share of renewables
where diﬃculties in the balancing of demand and supply occur. Therefore, smoothing, which embraces
reduction of rapid changes in the load proﬁle, is another example of the AS that can be provided by the
DRAs to assist the power system operation [24].
At the PCC, the load proﬁle can be shaped by controlled operation of active resources incorporated
into the DRA structure. The load proﬁle smoothing could improve balancing, currently provided by
the transmission system connected CDGUs because the smoothed proﬁle is characterized by a smaller
variability and milder up and down ramps. A visualization of load proﬁle smoothing is presented in
Figure 3.

Figure 3. Load proﬁle smoothing.

2.3. Balancing and Reserves
Electrical energy consumption must be equal to its generation at all times. The frequency of
the grid is the best indicator of this balance. DERs managed by an aggregator are able to support
the maintenance of the frequency within acceptable limits by quickly responding to its deviations.
Such services are currently provided mainly by large CDGUs located in transmission networks,
but properly aggregated structures may also be present on the balancing markets [25].
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The balancing services may be also provided by compensation of balance deviations inside an
aggregated structure in order to obtain a determined generation/load proﬁle for the whole cluster.
Some resources may be able to respond to other entities’ deviations caused, for example, by variable
weather conditions or rapidly changing demand.
The reserves are required to maintain the power system’s balance in both the short and the long
term. In this context, DRAs may additionally share a part of its capacity to cover TSOs’ needs and be
remunerated for the willingness to provide reserve services and for their activation.
3. Structure of the Distributed Resource Aggregator
3.1. Roles and Structure of an Aggregator
The main roles of the DRA coordinator are to select suitable assets located in distribution networks
and to group them into a cluster in order to strengthen the signiﬁcance of resources distributed on a
small scale and thereby allow them to participate in wholesale markets, such as the balancing and
AS markets. The operation of the aggregated assets is managed by the DRA coordinator in order to
optimize the overall proﬁt of the whole cluster. The structure of the DRA comprises assets located
in the distribution level: passive loads, ALs, ESs, controllable and noncontrollable power generating
resources. Figure 4 presents the proposed structure of the DRA and its cooperation with other entities
located in the distribution level.

Figure 4. The proposed structure of the distributed resource aggregator (DRA) and its cooperation
with other entities.

New technical and legal requirements should be introduced to allow the DRA to operate in the
power system. These requirements should consist of basic technical parameters (power, response time,
regulatory range, etc.) and legal conditions relating to inter alia, resource ownership, aggregation areas
and ﬁnancial settlements. After deﬁning the aggregated structure, the DRA coordinator submits its
technical capabilities to the DSO and makes agreements for the provision of the ASs due to the power
system conditions and demands.
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The DRA coordinator is responsible for supervision, coordination and control of the operation of
resources. The coordinator has the ability to select suitable resources and create an optimal structure
oriented towards the desired operation pattern which aims at a maximum proﬁt while assisting the
power system’s operator.
In order to improve the power system ﬂexibility, the DRA operation may prevent the negative
impact of intermittent RES generation (left side of Figure 5) and stabilize operation of base load and
combined heat and power (CHP) generation units (right side of Figure 5). The DRA can adjust output
power from PMIN to PMAX to provide ASs and indirectly assist the TSO in the balancing of demand
and supply.

Figure 5. The proposed position of the DRA operation in the power system.

3.2. Modelling of Distributed Resources
In the presented concept, four groups of distributed assets were modelled and can be
incorporated into the aggregator’s structure: intermittent RESs, dispatchable generating units, ESs, ALs.
The proposed model is based on mixed integer linear programming (MILP). For further simulation
purposes, 15 min intervals of a 24 h time span were assumed.
3.2.1. Renewable Energy Resources
RESs represent a group of noncontrollable generating units whose production is dependent
only on weather conditions. For the purpose of further simulations, wind and solar generators were
implemented in the simulation model. Figure 6 depicts adopted generation proﬁles for those RESs.

Figure 6. Generation proﬁles for wind and solar sources assumed for the simulation purposes (own
development based on [26,27]).

The possibility of RES generation curtailment was also assumed, and is expressed by Equation (1).
∀r ∈ R, ∀t ∈ T : Pminr ≤ Ptcur r ≤ Ptr
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3.2.2. Dispatchable Generating Units
The electricity production from units like gas, biogas, biomass, etc., is dependent on the amount
of provided fuel; therefore, their output power can be controlled within their operational limits
(Equation (2)).
(2)
∀g ∈ G, ∀t ∈ T : Pming ≤ Ptg ≤ Pmaxg
3.2.3. Energy Storages
The adopted model of energy storage allows for the implementation of any type of ESS by deﬁning
appropriate parameters. Equation (3) reﬂects capacity limits.
∀s ∈ S, ∀t ∈ T : Emins ≤ Ets ≤ Emaxs

(3)

A given ESS charges and discharges taking into account actual capacity and storage
eﬃciency—Equation (4).
t
∀s ∈ S, ∀t ∈ 2, . . . , 96 : Ets = Et−1
s + Eimps ·ηs −

Etexp s
ηs

(4)

Operational constraints given by Equations (5)–(7) contain binary variables to ensure switching
between charging, discharging and idle mode of a given ESS.
∀s ∈ S, ∀t ∈ T : Ptimp s ≤ stimp s ·Pmaxs

(5)

∀s ∈ S, ∀t ∈ T : Ptexp s ≤ stexp s ·Pmaxs

(6)

∀s ∈ S, ∀t ∈ T : stimp s + stexp s ≤ 1

(7)

3.2.4. Active Loads
Due to a signiﬁcant impact on the network’s load proﬁle, heavy industrial loads can also be a
member of the DRA. Optimized operation of these resources allows them to provide a load levelling
service. The peak demand can be shifted to the valley within the set limits (Equation (8)). The assumed
constraint (Equation (9)) states that the sum of energy imported by the active load (AL) during the day
period has to be equal to the daily electricity consumption, while the load remains passive.
∀a ∈ A, ∀t ∈ T : 0.8·EtL a ≤ EtAL a ≤ 1.1·EtL a
∀a ∈ A :

T

t=1

EtAL a =

T

t=1

EtL a

(8)
(9)

3.3. Optimization
The aim of the proposed model is the maximization of the aggregator’s total proﬁt which consists
of income obtained from the operation of renewable resources (wind and solar), DERs, ALs and ESSs,
all managed by the aggregator. The total income is divided among the DRA participants due to
their contribution.
For the purposes of the simulations, only the market price of electrical energy was taken
under consideration. Income resulting from RES subsidies were neglected, as they are the topic of
separate research.
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The resulting objective function is given by Equation (10).
⎧ ⎡
⎪
T ⎢
G
A
⎪


⎨
⎢⎢ R t
·pt ) +
(Etg ·pt ) − (EtAL a ·pt )
obj = max⎪
⎢ (E
⎪
⎩t=1⎣r=1 RES r
g=1
a=1

S 

(Etexp s ·pt ) − (Etimp s ·pt )
+

(10)

s=1

The provision of the ASs is enforced by the DRA through proper constraints. The proposed
model comprises three types of services: load proﬁle shaping, load levelling and a combined service
(simultaneous smoothing and load levelling). Changes in operational points for the provision of ASs
may be formulated by the DRA coordinator as an oﬀer submitted to the market. Previously described
balancing and reserves remain outside the scope of this article.
Both Equations (11) and (12) describe constraints that correspond to maximum ramps (load
proﬁle smoothing) when Equation (13) results in the provision of peak shaving and valley ﬁlling (load
levelling service).
PCCt−1 − PCCt
·100%
(11)
ΔPCC% =
PCCmaxre f
− ΔPCC% ≤ ΔPCCdes% ≤ ΔPCC%

(12)

t

PCCdes min ≤ PCC ≤ PCCdes max

(13)

All parameters with the indication des have to be treated as values desired by the system operator
as a part of the provision of ASs.
The demand change at the PCC is given by Equation (14) and described as the percentage ratio of
the diﬀerence between the maximum and the minimum load regarding the maximum load during the
simulations’ time horizon.
PCCmax − PCCmin
·100%
(14)
ΔDem =
PCCmax
4. Simulations
4.1. Assumptions
4.1.1. Parameters of the Simulation Model
Tables 1 and 2 present the assumed parameters of the simulation model expressed as a percentage
of the peak demand.
Table 1. Parameters of the model—demand.
Parameter

Description

Share of commercial loads
Share of residential loads
Share of industrial loads
Share of ALs

31 23 % of the peak demand
31 23 % of the peak demand
31 23 % of the peak demand
5% of the peak demand

Table 2. Parameters of the model—generation and storage.
Parameter

Description

Wind resource power
Solar resource power
Non-renewable DER power
Storage maximum charge/discharge power
Storage maximum capacity
Storage eﬃciency

15% of the peak demand
10% of the peak demand
8% of the peak demand
5% of the peak demand
4 h · maximum charge power
90%
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4.1.2. Passive Load Patterns
Beyond the DRA participants, the passive loads are also located inside the modelled distribution
network. The information of their demand is gathered by the DSO in order to set the desired operation
points for the DRA to shape the proﬁle at the PCC. The presented concept assumed three types of
passive loads: commercial, residential and industrial, which were modelled by the ﬁxed demand
proﬁles presented in Figure 7.

Figure 7. Demand proﬁles for commercial, residential and industrial passive loads (own development
based on [28]).

4.1.3. Market Price Pattern
The market price of electricity is implemented as the pattern presented in Figure 8. The assumed
proﬁle is based on real market data and is treated as predictions of market price used by the aggregator.

Figure 8. Market price pattern (own development based on [29]).

4.2. Scenarios
In order to examine the impact of the DRA on the operation of the active distribution system, seven
simulation scenarios were proposed (Table 3). Each scenario presents diﬀerent services provided by
the maximum utilization of the resources coordinated by the DRA depending on various assumptions.
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Table 3. Description of the simulation scenarios.
Scenario

Description

Reference Scenario
Scenario 1
Scenario 2
Scenario 3
Scenario 4

No DRA inﬂuence
Smoothing of the load proﬁle; RES curtailment not allowed
Smoothing of the load proﬁle; RES curtailment allowed
Load levelling; RES curtailment not allowed
Load levelling; RES curtailment allowed
Combined service (simultaneous smoothing and load
levelling); RES curtailment not allowed
Combined service (simultaneous smoothing and load
levelling); RES curtailment allowed

Scenario 5
Scenario 6

5. Results and Discussion
The reference scenario assumes a lack of inﬂuence of the DRA on the operation of subordinate
resources such as RESs, DERs, ESs and ALs. All the resources aim for maximum proﬁt without
performing any ASs. The simulation output describes power ﬂow at the PCC formed by all entities
located inside the distribution network and is presented as PCC_%_ref in Figure 9. The results of this
scenario form a basis for comparisons with further scenarios.

Figure 9. Results of the reference scenario—power ﬂow at the point of common coupling (PCC).

The obtained value resulting from the objective function in the reference scenario is denoted as
100% for the purpose of future comparisons. The maximum percentage change in the power ﬂow at
the PCC between two adjacent hours is 19%/h when the demand change (Equation (14)) stands at
46.7%. The shape of the proﬁle results from the assumptions presented earlier in Tables 1 and 2 and
from the uncontrolled operation of distributed resources.
The shapes of the load proﬁles at the PCC for Scenarios 1–6 compared with reference simulation
are presented in Figure 10.
The presented results are characterized by the diﬀerent impact on the shape of the load proﬁle
at the PCC. The ﬁrst column of Figure 10 (Scenarios 1, 3 and 5) corresponds to services provided
without renewable curtailment, while in the second column (Scenarios 2, 4 and 6), curtailment is
allowed. PCC_%_ref denotes reference load proﬁle, while PCC_%_S1-6 correspond to modiﬁed proﬁles
according to the simulation scenarios.
In Scenarios 1, 3 and 5, ASs are provided mainly through ESs, ALs and non-renewable DERs;
hence, the modiﬁcations of the load proﬁle are visibly lower than in Scenarios 2, 4 and 6 where the
services are provided also by wind and solar renewables. The analyzed diﬀerences are related also
to the assumed share of diﬀerent resources presented previously in Tables 1 and 2. Following the
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assumptions, the share of generating units to be curtailed (wind and solar) corresponds to 25% of the
peak demand.

Figure 10. Results of Scenarios 1–6—power ﬂow at the PCC.

From the scenarios assuming a lack of renewable curtailment, the best results are visible in
Scenario 5. The load proﬁle is signiﬁcantly smoother, resulting in milder up and down ramps.
Nevertheless, the impact of the RES curtailment and the combination of both services (smoothing of
the load proﬁle and load levelling) gives the best results: the proﬁle is smooth, peak demand is slightly
reduced and night valleys of the demand are visibly ﬁlled (Scenario 6). The slight reduction of the
peak demand in all scenarios is associated with a relatively low share of entities that are able to shift
the demand from night valleys to the peaks: ESSs and ALs.
Table 4 presents a summary of the obtained results, where:
•
•

Objective function denotes the value of the objective function (proﬁt) obtained in a given scenario
expressed as a percentage of proﬁt obtained in the reference scenario as given by Equation (10);
Maximum ramp denotes a maximum percentage change in the power ﬂow at the PCC between
two adjacent hours included in the simulations’ time horizon as given by Equation (11);
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•

Demand change denotes the percentage ratio of the diﬀerence between the maximum and
the minimum demand regarding the maximum demand during the simulations’ time horizon
(Equation (14)).
Table 4. Summary of the results.
Scenario

Objective Function

Maximum Ramp

Demand Change

Reference Scenario
Scenario 1
Scenario 2
Scenario 3
Scenario 4
Scenario 5
Scenario 6

100%
99.1%
78.5%
99.8%
83.4%
98.6%
71.9%

19.3%/h
4.9%/h
1.9%/h
13.5%/h
7.1%/h
4.6%/h
1.6%/h

46.7%
45.7%
35.4%
40.0%
22.1%
40.0%
21.9%

The provision of the ASs caused deviation from the reference operation points of aggregated
resources, hence, the values of the objective function for all scenarios were lower compared to the
reference case. The diﬀerence between the obtained value of the objective function (for Scenarios 1–6)
and reference value should be treated as the minimum price of the oﬀer for AS provision (Figure 11).
The lowest proﬁts were obtained in Scenarios 2, 4 and 6 in which RES curtailment was allowed, and a
signiﬁcant decrease in incomes due to lost generation occurred. For this reason, the AS provision has
to be properly valued in order to ensure the desired income for DRAs and therefore encourage them to
participate in diﬀerent markets.

Figure 11. Minimum required revenues from the ancillary service (AS) provision for each scenario.

In summary, Scenarios 2, 4 and 6 were characterized by the best technical performance. RES
curtailment caused signiﬁcant smoothing of the load proﬁle at the PCC and visibly reduced the
diﬀerence between the maximum and the minimum demand. Such actions can have a positive impact
on the operation of the whole power system, as load levelling and smoothing of the demand proﬁle
facilitate the real-time balancing of the load and generation due to the reduction of the proﬁle’s
variability, and they may allow further RES development.
In Scenarios 1, 3 and 5 where RES curtailment was not allowed, ASs were provided mainly by
active resources like ESs and ALs. The assumed share of such entities (Tables 1 and 2) was lower
than the share of RESs; therefore, the quality of the services’ provision was strongly dependent on the
contribution of diﬀerent distributed resources inside the aggregator’s structure.
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6. Conclusions
The implemented model of the DRA and the performed simulations showed that distributed
resources aggregated into the DRA structure are able to provide ASs together with CDGUs and
therefore contribute to the improvement of the power system’s operation. The establishment of the
DRA structures, as part of the modern power system, enables small resources to participate in wholesale
markets. The ﬂexibility of the DRA resources facilitates load-generation balancing and allows for further
RES development due to the mitigation of their intermittent operation. The variety of the provided
services is strictly dependent on the DRA composition and legal regulations (e.g., the possibility of
renewables curtailment).
The performed studies indicate that further research should consider how to determine the optimal
set of DRA participants. The eﬀectiveness of the service provided has an impact on the reduction of
the volume of produced electricity and therefore reduces the basic market income for the aggregated
resources’ owners. The properly designated revenues for participants should encourage them to share
their capabilities for the AS provision. Additionally, other types of services, e.g., operating reserves,
could be considered.
The MILP formulation of the optimization model resulted in a short computation time.
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Nomenclature
Indices and Sets
t∈T
g∈G
r∈R
s∈S
a∈A
Parameters
pt
Pming
Pmaxg
Pminr
Ptr
EtRES r
Emins
Emaxs
ηs
Pmaxs
EtL a
ΔPCCdes%
PCCmaxre f
PCCdes min
PCCdes max

Time span (24 h with 15-min intervals)
Dispatchable generating unit
Renewable Energy Source (wind and solar)
Energy Storage System
Active Load
Market price of electricity in time period t
Minimum output power of dispatchable generating unit g
Maximum output power of dispatchable generating unit g
Minimum required output power of Renewable Energy Source r in time period t during
generation curtailment
Output power of Renewable Energy Source r in time period t without generation curtailment
Energy generated by Renewable Energy Source r in time period t
Minimum capacity of Energy Storage System s
Maximum capacity of Energy Storage System s
Eﬃciency of Energy Storage System s
Maximum charge/discharge power of Energy Storage System s
Energy consumed by Load a in time period t
Percentage change of the demand at the Point of Common Coupling between two adjacent
hours desired by the system operator
Maximum demand at the Point of Common Coupling in reference scenario
Minimum demand at the Point of Common Coupling desired by the system operator
Maximum demand at the Point of Common Coupling desired by the system operator
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Variables
Ptg
Ptcur r
Etg
Ets
Etimps

Output power of dispatchable generating unit g in time period t
Output power of Renewable Energy Source r in time period t during generation curtailment
Energy generated by dispatchable generating unit g in time period t
Capacity of Energy Storage System s in time period t
Energy imported (charged) by Energy Storage System s in time period t

Etexp s
Ptimps

Energy exported (discharged) by Energy Storage System s in time period t
Charge power of Energy Storage System s in time period t

Ptexp s
EtAL a

Discharge power of Energy Storage System s in time period t
Energy consumed by Active Load a in time period t
Percentage change of the demand at the Point of Common Coupling between two adjacent
hours
Demand at the Point of Common Coupling in time period t
Maximum demand change at the Point of Common Coupling during simulation period
Maximum demand at the Point of Common Coupling during simulation period
Minimum demand at the Point of Common Coupling during simulation period

ΔPCC%

PCCt
ΔDem
PCCmax
PCCmin
Binary Variables
stimp s
Charging status of Energy Storage System s in time period t
stexp s

Discharging status of Energy Storage System s in time period t
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Abstract: To fulﬁll the need of operating power systems more eﬀectively through diverse resources,
frequency control conditions for maintaining a balance between generators and loads need to be
provided accurately. As frequency control is generally achieved via the governor responses from
local generators and the automatic generation control (AGC) frequency control of the central energy
management system, it is important to coordinate these two mechanisms of frequency control
eﬃciently. This paper proposes a dynamic-model-based AGC frequency control simulation method
that can be designed and analyzed using the governor responses of generators, which are represented
through dynamic models in the planning stage. In the proposed simulation model, the mechanism
of the AGC frequency control is implemented based on the dynamic models of the power system,
including governors and generators; hence, frequency responses from the governors and AGC can be
sequentially simulated to coordinate and operate these two mechanisms eﬃciently. The eﬀectiveness
of the proposed model is veriﬁed by simulating the AGC frequency control of the Korean power
system and analyzing the coordination eﬀect of the frequency responses from the governors and AGC.
Keywords: automatic generation control (AGC); frequency control; dynamic deadband;
energy management system (EMS); governor response

1. Introduction
The Korean power system has undergone fundamental changes due to the shift towards new
energy sources such as wind, solar, and battery [1]. Korea intends to obtain 20% of its total electric
energy from renewable energy sources (RES) by 2030; accordingly, more than 50 GW of RES is
expected to be integrated into the Korean power system. This would require a new and challenging
operation of frequency control as the characteristics of RES are diﬀerent from those of the conventional
generators. Moreover, as the Korean power system has been operated based on an electricity market
with diverse participants, eﬃciency and transparency would be the most important aspects of its
operation. In particular, this becomes more critical when the system should be operated under
challenging conditions such as a high penetration level of RES.
The frequency of the power system has been controlled to maintain the balance between
generators and loads. The corresponding framework is conﬁgured by ancillary services that provide
various frequency control methods depending on the performance of the power system. In particular,
primary and secondary frequency control methods that utilize the governor responses from generators
and the automatic generation control (AGC) of the energy management system (EMS) respectively,
are the most commonly used frameworks for the control of the frequency of the power system. The two
mechanisms for providing frequency control services diﬀer in terms of their performance and objective.
However, they need to coordinate with each other to minimize the frequency drop caused by a
disturbance and restore the frequency to the nominal value, as the secondary frequency control method

Energies 2020, 13, 5052; doi:10.3390/en13195052

149

www.mdpi.com/journal/energies

Energies 2020, 13, 5052

is designed to take over the primary frequency control method during a transient period. For days on
which the resources for providing the frequency control methods were suﬃcient, the coordination
between the primary and secondary frequency control methods could also be considered to secure
the controlled performance of the frequency using a suﬃcient margin rather than to maximize the
eﬃciency of the operation of these methods.
However, the efficiency of power system operations such as frequency control is expected to increase
based on the electricity-market-based circumstances and the constraints of power system operations are
expected to be more stringent with a higher penetration level of RES. Hence, the coordination of the
primary and secondary frequency control methods needs to be designed and operated more efficiently.
Moreover, while the primary frequency control method is mainly characterized by the individual dynamics
of generators, including governors, the secondary frequency control method is focused on the central
control of all the generators in a normal condition. As it is typical to analyze these two mechanisms in
different domains, a common framework for practically designing and analyzing their coordination is
required to consider both the dynamics and AGC operation of the power system.
Although several synchronous generators providing frequency control in power systems have
been proposed, limited studies have been conducted on the coordination of primary and secondary
methods. Among them, Reference [2] proposed that the governor deadband should be wider to prevent
an overlap between the primary and secondary control methods in normal operating conditions;
however, there is a possibility of ineﬀective usage because of the overlap between the two services in
transient operating conditions. In Reference [3], as the AGC and governor response from the generator
are in diﬀerent domains, the governor response from the generator causes performance degradation by
the AGC signal. Thus, Reference [3] proposed that the AGC target of the plant-level controller (PLC)
should be modiﬁed to sustain the governor response from the generator. However, when the AGC
system in an EMS does not consider the processing on the PLC, it would cause wear and tear leading
to high operation and maintenance costs. Thus, the AGC system in the EMS should also be reviewed
to compensate for this problem.
Therefore, this paper proposes a dynamic-model-based AGC frequency control simulation method
for the Korean power system, implemented using Python and the power system simulator for
engineering (PSS/E) program. The proposed method not only analyzes the coordination between the
governor responses from the generators and the AGC frequency control under normal and transient
operating conditions, but also reviews the AGC algorithm in the EMS. The eﬀectiveness of the proposed
model is veriﬁed by simulating the AGC frequency control of the Korean power system and analyzing
the coordination between the frequency responses from the governors and AGC.
2. AGC Frequency Control in Korean Power System
As the Korean power system has no interconnection with neighboring countries and the maximum
capacity of the generators (which is now 1.5 GW) continues to increase, frequency instabilities resulting
from a disturbance have become increasingly important. The Korean power system uses both the AGC
and governor responses as ancillary methods for controlling the frequency. Its operation strategy has
been implemented more eﬃciently after the new domestic EMS called K-EMS came into operation in
late 2014. This section analyzes the major characteristics of frequency control using AGC in the Korean
power system for implementing a simulation model based on the dynamic model of the power system.
2.1. AGC Operation
The purpose of the AGC is to maintain: (1) the system frequency at or very close to a nominal
frequency value, (2) the correct value of the interchange power between the control areas, and (3) the
power output of each generator at the most economic value, as depicted in Reference [4]. In this context,
as noted above, as the Korean power system is an isolated system, its AGC frequency control is operated
only in the constant-frequency control mode, as depicted in Reference [5]. Figure 1 shows an overview of
the AGC frequency control of the Korean power system, as illustrated in Reference [6].
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Figure 1. Automatic generation control (AGC) operation in the Korean power system.

As shown in Figure 1, the AGC frequency control of the Korean power system is performed by the
EMS. The system frequency is sampled every two seconds via supervisory control and data acquisition
(SCADA) and is ﬁltered through a low-pass ﬁlter (LPF), which softens out rapid frequency variations.
Then, the area control error (ACE) is calculated using the ﬁltered frequency according to Equation (1):
ACE = −10 × B × (FA − FS − TE)

(1)

where FA and FS are the measured system frequency and nominal system frequency (60 Hz), respectively.
B is the frequency bias in MW/0.1 Hz, and it was set to 913 MW/0.1 Hz in 2019. TE is the time error.
Thus, the ACE is the index of imbalance between the generators and loads in the power system.
In this context, as the frequent activation of AGC frequency control under normal operating conditions
aﬀects the wear and tear of the generator, the AGC frequency control should not respond to instantaneous
random variation. Moreover, as AGC should not conﬂict with the governor response under transient
operating conditions, the AGC frequency control should respond slowly [7]. Thus, AGC must be
ﬁltered or delayed using the LPF or ACE processing algorithm to protect equipment, and it should be
coordinated with the governor response. The AGC should be able to make this coordinating operation
by tuning its control parameters, and such a required characteristic of AGC is deﬁned as the ﬂexibility
of AGC frequency control in this section. In order to do this, the ACE is generally processed in various
ways depending on the control philosophy of the utility or country [8]. For the Korean power system,
the Korean control philosophy was reﬂected in the deadband ﬁlter to operate the AGC frequency
control ﬂexibly [9]. The dynamic deadband ﬁlter is described in the next section in detail.
Then, the ACE adjusted using the dynamic deadband ﬁlter distributes the required MW power
to each generator. In this context, the adjusted ACE is derived from the proportional and integral
components. The proportional component of the ACE is ACEP and is calculated by using Equation (1).
The integral component of the ACE is ACEINT and accumulates the system frequency deviation over
time. Its calculation can be described by Equation (2):
ACEINT = ACEINTpre +

ACEINTpro × AGC Cycle
3600

(2)

ACEINTpre and ACEINTpro are the previous value of ACE integrated value and the current value
of ACE integrated value, respectively. The AGC cycle is the calculating time for ACE and it was set to
two seconds in the Korean power system.
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That is, the proportional component of the ACE is distributed to each generator considering
its ramp rate (ramping power factor, RPF), and the integral component of the ACE is distributed
considering its generating unit price (economic power factor, EPF). The required MW power of each
generator is ﬁltered through an LPF.
The AGC signal sends the economic dispatch (ED) and the MW power required for each generator
to maintain the desired frequency through SCADA to the PLC of the generators every four seconds.
The ED is calculated every ﬁve minutes.
2.2. Deadband Filter of AGC Frequency Control
In the Korean power system, the deadband ﬁlter has been used to implement the ﬂexibility of
AGC frequency control [9]. The main function of the deadband ﬁlter is to delay ACE activation by
using the dynamic deadband and regulate its amount by applying diﬀerent gains depending on
system operating condition when the frequency drops in the power system. Figure 2 depicts a detailed
overview of the dynamic deadband ﬁlter.

Figure 2. Concept of dynamic deadband in deadband ﬁlter.

As shown in Figure 2, the control mode of the dynamic deadband ﬁlter is classiﬁed into deadbands
(D), normal (N), assist (A), and emergency (E), depending on the magnitude of the calculated ACE.
The ﬁrst of the above categories consists of static and dynamic deadbands [10]. As the calculated value
of ACE increases, the control mode is changed to N, A, and E mode, and accordingly, the response of
the generators according to the AGC frequency control is increased by increasing the size of the control
gain multiplied by the ACE. The control mode is determined at every time-step depending on the
amount of calculated ACE.
When the calculated ACE is smaller than the static deadband, ACE is not activated. However,
ACE does not get activated due to the eﬀect of the dynamic deadband even though the calculated ACE
exceeds the static deadband. Thus, the gains of either the static or dynamic deadband make the value
of ACE zero.
If the frequency is still not recovered to the expected frequency, the dynamic deadband starts
decreasing in order to approach the static deadband at a rate of time. When the ACE exceeds the
decreasing dynamic deadband, it is activated by applying the gain of the control mode. At this instant,
the gains are applied diﬀerently depending on the control mode. Once the frequency is recovered
and its ACE is smaller than the static deadband, the dynamic deadband is initialized and the ACE is
not activated.
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2.3. Coordination of Governor Response and AGC
The ancillary service of the Korean power system has recently amended the market rules to ensure
that the power system operates with safety and security with the increasing penetration level of RES,
as depicted in References [4,11]. Figure 3 shows the concept of the amended ancillary service.

Figure 3. Concept of amended ancillary service in the Korean power system.

In Figure 3, the frequency regulation reserve, which was obtained by integrating the governor
response and AGC frequency control, is classiﬁed as a frequency control reserve of 700 MW for
normal operating conditions and a frequency recovery reserve for transient operating conditions.
The frequency recovery reserve is subdivided into a primary reserve of 1000 MW, a secondary reserve
of 1400 MW, and a tertiary reserve of 1400 MW.
The primary reserve of the Korean power system is activated by the governor of the generator,
except for the nuclear power plant. When a large-scale generator trips in the Korean power system,
the primary reserve secured by 1000 MW must be activated within 10 s and last for at least 5 min to
maintain the frequency decrease. In this case, the system frequency is maintained at a frequency of
59.7 Hz and is restored above 59.8 Hz within 1 min.
The frequency control reserve generally called “AGC” activates the system frequency to smooth
out the variability of load under normal operating conditions. In addition, the frequency control
reserve secured by 700 MW must be activated within 5 min and last for at least 30 min. The secondary
reserve is also called “AGC” but is used only for contingency. This is responsible for backing up the
primary reserve. It must be activated within 10 min and last for at least 30 min following the event of a
generator trip in the Korean power system. Furthermore, the secondary reserve of the Korean power
system must be secured by 1400 MW.
Thus, the interaction between the governor response and the AGC frequency control was clariﬁed
by the amended ancillary service concept. Consequently, it becomes important to coordinate these
services with each other.
3. Dynamic Simulation Model of AGC
The dynamic-model-based simulation frameworks, which are typically used for power system
analysis by the utilities, are adapted to include the AGC frequency control to implement the simulation
model for both the AGC and governor responses. As the database of the Korean power system has
been implemented in the framework of PSS/E, Python is used as its application program interface (API)
for implementing the AGC frequency control and interfacing its responses to the dynamic-model-based
simulation using PSS/E. Accordingly, the proposed simulation model can ﬂexibly implement the AGC
frequency control and eﬀectively use the existing models of power systems. This section describes the
details of the proposed simulation model by dividing it into a system aspect implementing the AGC
operation and a generator aspect linking it to dynamic simulation.
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3.1. Dynamic-Model-Based Implementation of Load Frequency Control in the Korean Power System
As AGC controls the power system frequency by adjusting the generation targets of centrally
dispatched generators based on the frequency deviations, its simulation model should be able to
calculate the corresponding amount of LFC required by the disturbance and allocate it to each generator.
The operational mechanism of the AGC frequency control is implemented in Python, which is an API
program of PSS/E where the dynamic data of the Korean power system have been managed, for the
ﬂexibility and compatibility of the proposed simulation model [12–15].
In addition, the proposed model uses an existing program, such as PSS/E, as a solver of the
power system with the responses of the generators assigned by the AGC frequency control. As the
dynamic characteristics of the power system are simulated in solving the power system using the
dynamic-model-based program PSS/E, the proposed model can determine the response of the power
system to the AGC frequency control considering the dynamics of the power system.
Figure 4 shows the simulation framework of the dynamic-model-based AGC frequency control.

Figure 4. Simulation framework for AGC in the Korean power system.

As shown in Figure 4, in every AGC cycle, Python API runs the dynamic simulation of the power
system with the given data by calling the PSS/E program and performs AGC frequency control using
the simulated operation results. By repeating this process, the proposed model can simulate the AGC
frequency control based on the dynamic model of the power system.
Figure 5 shows the process of simulation for the AGC frequency control using Python.
As shown in Figure 5, the proposed model calculates ACEP and ACEI using the
dynamic-model-based simulation method at every AGC cycle. The calculated ACEP and ACEI
are adjusted by applying the dynamic deadband ﬁlter and then assigning the response to the generators.
Finally, the dynamics of the power system are simulated using the responses of the generators to the
assigned AGC targets.
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Figure 5. Simulation process of the AGC frequency control.

3.2. Modeling of Generators for Simulating AGC
As the existing dynamic models of generators have been implemented to simulate the dynamic
responses of the generators themselves, these models need to be modiﬁed to receive and process the
AGC command for those outputs in the proposed simulation framework. In the operating system in
the ﬁeld, each generator takes the AGC signal via PLC, as illustrated in Reference [16]. The role of PLC
is to adjust the AGC target for coordination with the governor response [3]. For instance, consider a
case where the governor of each generator orders an increase in its power output immediately after
the frequency drop caused by a contingency, but the AGC target is not changed from the previous
command at this time due to the AGC updating cycle. Consequently, each generator would not be able
to provide the primary frequency response. Therefore, the PLC is used to adjust the AGC target when
the governor responds to the disturbance so that the response can be sustained.
In the proposed simulation framework, the PLC functions are implemented in the existing dynamic
models of generators. In the Korean power system, the mainly used models for governors are GGOV1,
GAST TGOV1, and IEEEG1. In the case of the GGOV1 model, the interfacing AGC command with the
matched input of the GGOV1 model would be able to implement the PLC function, as shown in Figure 6.

155

Energies 2020, 13, 5052

Figure 6. AGC interfacing with the GGOV1 model.

As shown in Figure 6, the implementation of the PLC function of the GGOV1 model is indicated
by a red circle. Upon sending the AGC target to the Pmwset of the GGOV1 model through Python-API,
the GGOV1 model responds to the AGC frequency control in coordination with the governor response.
In the case of the remaining models, the LCFB1 model which is a standard turbine load controller
model for the governor in PSS/E program is added to implement the PLC function for linking the AGC
command to the governor, as shown in Figures 7–9.

Figure 7. IEEEG1 model interfacing with the LCFB1 model for simulating AGC.
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Figure 8. TGOV1 model interfacing with the LCFB1 model for simulating AGC.

Figure 9. GAST model interfacing with the LCFB1 model for simulating AGC.

As shown in Figures 7–9, the added LCFB1 model revises the AGC target with the amount of
diﬀerence between the received AGC target and the actual power output of the generator.
In the proposed simulation model, by feeding the revised AGC target from the LCFB1 model to
the governor model as its output reference, the PLC function for the coordination between the AGC
frequency control and the governor response immediately after the disturbance is implemented.
4. Case Study
In this section, the eﬀectiveness of the proposed method is veriﬁed through case studies
employing the Korean power system. As the Korean power system does not have any interconnection
with neighboring countries, its frequency control is controlled only by its own operating reserves,
including the governor responses and AGC frequency controls. However, their eﬀective operation has
increasingly become a concern with the increasing penetration level of RES.
The dynamic data of the Korean power system are obtained from the planning database of the
power utility [17], which is maintained in the format of PSS/E. The operating conditions of the power
system are assumed to be a set of typical values used in the planning database, where the total electricity
demand is 94 GW, provided by 276 generators. Among the 276 generators, all the generators except
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for 27 nuclear generators provided the governor response, and 143 generators provided the AGC
frequency control.
4.1. Verifocation of the Simulation Model for AGC Frequency Control
This case study reviewed each process function of the simulation for the AGC frequency control
according to Figure 5 to verify the eﬀectiveness of the proposed simulation model. Figure 10 shows the
ﬁltered frequency, which is used to calculate the ACE in the proposed model assuming a generator trip.

Figure 10. Comparison of frequency and ﬁltered frequency using low-pass ﬁlter.

An eﬃcient and stable response of the AGC frequency control can be achieved by using the
ﬁltered frequency for calculating the ACE.
The function of the dynamic deadband is veriﬁed by comparing the operating results of the AGC
frequency control with and without it. Figure 11 shows the simulation results for the comparison in
terms of the ACE and controlled frequency.

Figure 11. AGC frequency control with and without dynamic deadband.
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As shown in Figure 11, the dynamic deadband delays the activation of the ACE when the frequency
drops. However, the performance of the frequency control is not deteriorated by the delayed activation
of the ACE because the nadir of the controlled frequency is the same as that in the case where the ACE
is instantly activated without the dynamic deadband. Therefore, it would be eﬃcient to operate the
AGC frequency control with some degree of delay by using the dynamic deadband during a transient
period, as even an instant response of the AGC frequency control would not be able to contribute to the
frequency control owing to the overlap with the governor responses immediately after the disturbance.
The detailed simulation results of the proposed model are shown in Figure 12.

Figure 12. Veriﬁcation of dynamic deadband activation.

As illustrated in Figure 12, the ACE is not activated immediately after the frequency drop because
of the dynamic deadband. However, if the frequency is not recovered until its ACE exceeds the
decreasing dynamic deadband, the ACE is activated and its amount is adjusted by the control gain
depending on the control mode. Once the frequency is recovered and its ACE is smaller than the static
deadband, the dynamic deadband is initialized. The activated ACE is allocated to each generator as
the AGC frequency control target. Figure 13 shows an example of ACE allocation using the proposed
simulation model.

Figure 13. Cont.
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Figure 13. Example of area control error allocation using the proposed simulation model (upper) and
comparison of between the total allocated area control error and pre-allocated area control error (lower).

As shown in Figure 13, the amount of activated ACE depends on the frequency drop, and it is
allocated to each generator using the proposed simulation model.
In the AGC frequency control operation, the allocated ACE is received by each generator through
its PLC so that the governor response could be prioritized in the frequency control. In this study,
the PLC of the proposed model is veriﬁed by applying the contingency of the generator trip. Figure 14
illustrates the simulation results of the PLC function.

Figure 14. Revised AGC target by the plant-level controller function.

As illustrated in Figure 14, once the measured output of the generator is diﬀerent from the received
AGC target, the PLC is activated to revise the received AGC target by adding a governor response to it.
Therefore, the output of the generator follows the revised AGC target rather than the received target.
Once the AGC target is received by each generator, it should be met with a response from the
generator even considering its PLC function. The performance of the proposed simulation model is
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veriﬁed by comparing the output of the generator and the AGC target in terms of the appropriateness
of the AGC allocation and generator dynamics. Figure 15 shows the AGC response of the generators
with the highest and lowest amounts of ACE allocation.

Figure 15. AGC frequency control response of GEN#1 (upper) and GEN#2 (lower).

As shown in Figure 15, the amount of ACE allocated to GEN#1 is smaller than that allocated to
GEN#2. This is because GEN#1, a coal generator, has a lower performance than GEN#2, a gas generator.
As the output of the generators could satisfy the revised AGC target, the appropriateness of the AGC
allocation could be veriﬁed by considering the dynamics of the two generators.
To validate the proposed model, the simulated results are also compared by the selected actual
frequency responses in the Korean power system. The real-event data was recorded when a nuclear
generator of 1 GW tripped in 2013. Since there must be diﬀerences in the detailed operating conditions
of the real event and the simulated case, those should be compared only in terms of AGC frequency
control. Figure 16 compares ACE calculations of the measured and simulated case to the same frequency
recorded in the real case.
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Figure 16. Comparison of the measured and the simulated ACE.

As shown in Figure 16, the simulated ACE was matched with the measured ACE and this validates
that the proposed model could be used to simulate real ACE calculations by appropriately setting the
control parameters.
In addition, AGC command dispatched to a speciﬁc generator and its response is compared using
the same event as shown in Figure 17.
As shown in Figure 17, the time delay in the AGC activation that occurred in the measured data
could be also found in the simulated results. This validates that the proposed model could simulate
the time response of the real AGC operation.

Figure 17. Cont.
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Figure 17. Comparison of the AGC activation time between the measured (upper) and simulated (lower).

4.2. Analysis of Tuning AGC Frequency Control
In this section, case studies using the proposed simulation model for analyzing the eﬀects of
setting the deadband ﬁlter of the AGC frequency control, which should consider both the dynamics and
AGC operation of the power system, are described. As the proposed model simulates the frequency
performance of the power system synthesizing the governor response and AGC operation, the eﬀect of
parameter setting can be analyzed by considering not only the eﬀect of the parameter itself but also the
coordination with the governor response.
The deadband ﬁlter has three control parameters: variable time, the boundary of the control
mode, and the control gain at each mode. The variable time delays the activation of the AGC frequency
control for coordination with the governor response. Figure 18 illustrates the simulation results of the
frequency control with diﬀerent variable times of the deadband ﬁlter in the AGC operation.

Figure 18. Cont.
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Figure 18. The area control error activation time (upper) and the frequency response of generator
(lower) depending on variable times of the dynamic deadband.

As shown in Figure 18, the ACE activation time is controlled by the variable time of the dynamic
deadband, and it aﬀects the frequency response of the generators and the frequency of the power
systems. Although the frequency recovered faster when the variable time of the dynamic deadband was
reduced from 32 to 8 s, the AGC frequency control could not improve the nadir frequency. This appears
to be because the generator power was saturated with the governor response, as shown in the lower
ﬁgure in Figure 18. Accordingly, the proposed model can be used to set the variable time of the
dynamic deadband appropriately in AGC operations.
The boundary conditions of the control modes are used to determine the status of the power
system depending on the amount of ACE. In this case study, three cases are assumed for the proposed
simulation model with diﬀerent sets of boundary conditions, as summarized in Table 1. As one goes
from cases 1 to 3, the range of each mode becomes wider and the emergency mode appears later.
For analyzing the eﬀectiveness of boundary conditions of the control modes only, the variable time of
the dynamic deadband is set as 32 s, and the control gains are set as 1.0 in all three cases.
Table 1. Bounds of the control mode (ACE: Area Control Error; Static DB: Static Deadband).
Cases

Static DB

Normal

Assist

Emergency

Case 1
Case 2
Case 3

ACE < 110
ACE < 110
ACE < 110

110 ≤ ACE < 390
110 ≤ ACE < 500
110 ≤ ACE < 700

390 ≤ ACE < 500
500 ≤ ACE < 840
700 ≤ ACE < 2100

500 ≤ ACE
840 ≤ ACE
2100 ≤ ACE

Figure 19 shows the simulation results using the proposed model for the three cases and the
distribution of the control mode determined every 2 s during the simulation.
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Figure 19. Comparison of frequency response with diﬀerent bounds of control mode (upper) and the
distribution of the determined control mode (lower).

As shown in Figure 19, the activation of the AGC frequency control is also delayed by setting the
ranges of the control modes wider. Among the three cases, the boundary condition of case 2 appears to
be relatively more reasonable considering the frequency drop because the frequency could recover
earlier without the emergency mode. In the case of 1, the nadir frequency could not be improved even
by the more frequent emergency modes.
Accordingly, the proposed model can be used to set the boundary conditions of the control modes
appropriately in the AGC operations. It can also be observed from Figure 19 that the nadir frequency
is the same in all three sets of boundary conditions, but the frequency recovers earlier with narrower
ranges of the control modes.
The control gain of each mode determines the strength of the AGC frequency control. In this study,
three cases are assumed with diﬀerent sets of proportional control gains, as summarized in Table 2
where the boundary conditions of the control modes are assumed to be the same as those in case 2 of
Table 1. As one goes from cases 1 to 3 in Table 2, the proportional control gain of each mode increases.
The boundary conditions of the control modes are assumed to be the same as those in case 2 of Table 1.
Table 2. Gain setting of each control mode.
Cases

Normal

Assist

Emergency

Case 2.1
Case 2.2
Case 2.3

0.1
1.1
2.1

0.3
1.3
2.3

0.5
1.5
2.5
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Figure 20 shows the simulation results using the proposed model for these three cases.

Figure 20. Comparison of frequency responses with diﬀerent control gains.

As shown in Figure 20, the frequency recovers faster with higher control gains of the AGC
frequency control. However, the high control gain in the AGC frequency operation can cause an
overshoot of the power system control. Accordingly, the proposed model can be used to set the control
gains of each mode appropriately in the AGC operations.
As shown in the results of the case studies, the proposed simulation model can be used to tune the
control parameters of the AGC frequency control considering both the dynamics and AGC operations
of the power system. This is one of the beneﬁts of developing a simulation model for the AGC
frequency control based on the dynamic models of the power systems.
5. Conclusions
This paper proposed a dynamic-model-based AGC frequency control simulation method
employing the Korean power system that can be designed and analyzed coordinately with the
governor responses of the generators. The existing dynamic-model-based simulation frameworks
typically used for power system analysis were adapted to include the AGC frequency control to
implement the simulation model for both the AGC frequency control and governor responses. As the
database of the Korean power system has been implemented in the framework of PSS/E, Python was
used as the API for implementing the AGC frequency control and interfacing its responses to the
dynamic-model-based simulation model through additional PLC functions of the governor models
using PSS/E. Accordingly, the proposed simulation model could ﬂexibly implement the AGC frequency
control and eﬀectively use the existing models of power systems.
The eﬀectiveness and applicability of the proposed simulation model for AGC frequency control
were veriﬁed using various case studies. These case studies examined each function of the AGC
frequency control and analyzed the eﬀects of variation of the control parameters related to the deadband
ﬁlter of the AGC frequency control.
Owing to the need to operate the power system more competitively with more variable resources,
the proposed simulation model can be used to tune the control parameters of the AGC frequency
control to achieve a highly eﬃcient coordination of operations with the governor responses from
local generators.
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Abstract: The development of renewable energy, including wind farms, photovoltaic farms as well as
prosumer installations, and the development of electromobility pose new challenges for network
operators. The results of these changes are, among others, the change of network load proﬁles and
load ﬂows determining greater volatility of voltages. Most of the proposed solutions do not assume a
change of the transformer regulator algorithm. The possibilities of improving the quality of regulation,
which can be found in the literature, most often include various methods of coordination of the
operation of the transformer regulator with various devices operating in the Medium-Voltage (MV)
network. This coordination can be decentralized or centralized. Unfortunately, the proposed solutions
often require costly technical resources and/or large amounts of real-time data monitoring. The goal
of the authors was to create an algorithm that extends the functionality of typical transformer control
algorithms. The proposed solution allows for reducing the risk of voltage collapse. The performance
of the proposed algorithm was validated using multivariate computer simulations and tests with the
use of a physical model of the distribution network. The DIgSILENT PowerFactory environment was
used to develop the simulation model of the proposed algorithm. Then, tests were conducted on
real devices installed in the LINTEˆ2 Laboratory at the Gdańsk University of Technology, Poland.
Selected test results are included in this paper. All results have shown that the proposed algorithm
makes it possible to increase the reserve of the voltage stability of the node, in which it is applied,
thus mitigating the risk of a voltage collapse occurring. The proposed algorithm does not require
complex and costly technical solutions. Owing to its simplicity, it has a high potential for practical
application, as conﬁrmed by the real-time control experiment in the laboratory.
Keywords: voltage collapse; voltage control; transformer controller; adaptive algorithm; voltage
regulation; distribution system; power distribution network; distributed generation; OLTC

1. Introduction
The interface between the High-Voltage (HV) transmission grid and the Medium-Voltage (MV)
distribution network are HV/MV substations. An example of the structure of such a station is shown
in Figure 1. In some HV/MV substations, stations shunt compensators are installed. Most often they
are Capacitor Banks (CB), less often reactors.
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Figure 1. Simple radial Medium-Voltage (MV) grid with High-Voltage (HV)/MV substation.

The variability of active power and reactive power of sources creates the need for voltage
regulation. Voltage regulation is done primarily by changing the power transformer voltage ratio in
the HV/MV substation and by controlling shunt capacitors (if any). A criterion for the operation of a
transformer regulator in a HV/MV substation is to maintain the preset voltage value on the MV side
V ref . The range of voltage variations is determined by the transformer parameters and the network
characteristic. The regulation capacities of a transformer are usually a dozen or so taps that enable
voltage change within a range of several dozen percent of the rated voltage. Preset values along with
a schedule of changes are deﬁned oﬄine by the operation staﬀ. The voltage regulation is continued
either until an extreme maximum or minimum tap position is achieved, or until the voltage value
attains one of the limiting values: of over-voltage V Tmax or under-voltage V Tmin .
An item of the equipment of some HV/MV substations are also capacitor banks. Their regulation
involves switching individual sections on or oﬀ. Switching processes are determined by, inter alia,
the time schedule and are done by manual switch-on, either remotely or locally, or by an individual
controller operating in voltage regulation mode.
To minimize the inﬂuence of load variability on the voltage levels in the network, requirements
to improve the reactive power management are imposed on both the generators and consumers [1].
These are generally limited to the requirement to maintain a constant preset magnitude of reactive
power or not to exceed the preset value of the coeﬃcient tg.
Usually, when the volume of distributed generation and daily variability of loads are low,
the eﬃciency of voltage regulation by changing the power transformer ratio is satisfactory. However,
in networks with a high saturation of distributed generation, the eﬃciency of such a method of voltage
regulation is increasingly often insuﬃcient. High generation variability (wind, photovoltaic generation)
deteriorates the voltage proﬁles on the grid [2–9]. An equally important problem is periodically too
low or too high voltage in the network [10,11]. Too high voltage occurs as a result of a change in the
typical direction of power ﬂow (ﬂow—from HV/MV substations to consumers) caused by a large
generation volume, e.g., as a result of favorable weather conditions.
The possibilities of improving the quality of regulation, which can be found in the literature,
e.g., [2–6,10,12], most often include various methods of coordination of the operation of the transformer
regulator with various devices operating in the MV network. This coordination can be decentralized
or centralized.
Most of the proposed solutions do not assume a change of the transformer regulator algorithm.
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The analysis of the operation algorithms of the transformer regulators supplying the distribution
network showed that no solution would take into account the change like the dQ/dV coeﬃcient. There is,
however, a commercial device called Collapse Prediction Relay (CPR-D) oﬀered by A-Eberle [13–15] but
its algorithm is very complex. To determine the need to block or properly control the transformer tap
changer, the following are used: bifurcation theory [16–18] in combination with neural network elements,
determination of Lyapunov exponents, identiﬁcation of voltage drop and, ﬁnally, damping coeﬃcients.
Bearing the above in mind, an attempt was made to develop an eﬀective and simple method of
controlling the operation of the transformer supplying the distribution network. The main diﬀerence
between the aforementioned CPR-D system and the proposed co-authoring algorithm lies in the
speciﬁc purpose of operation. In the case of the CPR-D system, the aim is to identify the state of
emergency, while the purpose of the proposed adaptive control system for transformers supplying the
distribution network is to prevent the emergence of a voltage avalanche hazard.
The paper will present an algorithm for the operation of the regulator of a distribution
network-supply transformer, which is protected by the patent [19]. The solution presented in
the paper extends the functionality of the typical algorithms of the power transformer regulator. In the
described solution, in the normal operating state of the network, the power transformer regulator
works according to a typical manufacturer-deﬁned algorithm. The proposed algorithm is activated
only when there is a risk of voltage collapse, possibly leading to a blackout.
Moreover, in this paper, theoretical fundamentals concerning the eﬀect of the regulation of the
transformer voltage ratio on the risk of an occurrence of a voltage collapse, and the results of the
simulation studies and laboratory tests of the proposed algorithm will be described.
2. Voltage Stability Phenomenon
Voltage stability is the ability of a power system to maintain steady acceptable voltages at all
buses in the system under normal operating conditions and after being subjected to a disturbance.
The main factor causing instability is the inability of the power system to meet the demand for reactive
power [20–25].
A system is voltage unstable if, for at least one bus in the system, the bus voltage magnitude (V)
decreases as the reactive power injection (Q) is increased at the same bus. In other words, a system
is voltage stable if V-Q sensitivity is positive for every bus and voltage unstable if V-Q sensitivity is
negative for at least one bus.
Voltage instability is essentially a local phenomenon; however, its consequences may have a
widespread impact. Voltage collapse is more complex than simple voltage instability and is usually the
result of a sequence of events accompanying voltage instability leading to a low-voltage proﬁle in a
signiﬁcant part of the power system.
The physical cause of a voltage collapse occurring are primarily some phenomena taking place
within the complex load. A reduction in load node voltage causes a reduction of the driving torque
of asynchronous motors making up the load. The reduction of asynchronous motor torques is
accompanied by an increase of slips and thereby a substantial increase in reactive power taken up from
the network, and, as a consequence, a further reduction in load node voltage. As the voltage goes
down, subsequent motors within the complex load halt. The consequences of this course of events are
obvious to the consumers. For the electric power system, the consequences generally do not end up
with a voltage collapse in only one load node. At the same time, the voltages of adjacent nodes will go
down, and the phenomenon may spread to other loads.
Voltage instability may occur in several diﬀerent ways. In its simple form, it can be illustrated
by considering the two-terminal network of Figure 2 [25]. It consists of a constant voltage source (Es )
supplying a load (Pl + iQl ) through the equivalent reactance of the power system (X).
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Figure 2. Power system as a source of reactive power: (a) equivalent circuit; (b) a diagram of the nodal
currents and voltages of the substitute source. s—generating node; l—load node; Es , X—ﬁctitious
electromotive force and system equivalent reactance.

The properties of the power system as a source supplying a selected load node will be described
using the reactive power generation characteristic, hereinafter in abbreviation called the generation
characteristic and denoted by Qs (V). The generation characteristic deﬁnes, as a function of voltage,
the reactive power given up by the power system to a given load node, with that node being loaded
with the preset load active power, Pl (V).
On the right-hand side in Figure 2b, the complex load with a given characteristic is cut oﬀ, and only
the sole equivalent source is separated. For this source, formulae can be written, which deﬁne the
active power and reactive power supplied to the load node:
Ps = Vl ·I· cos ϕ = Vl ·I·

Es ·Vl · sin δ
Es · sin δ
=
I·X
X

V2
Es · cos δ − Vl
Es ·Vl
· cos δ − l
=
I·X
X
X
These formulae can be transformed into the following form:
Qs = Vl ·I· sin ϕ = Vl ·I·

⎞2
⎛


V 2 ⎟⎟
⎜⎜
Es ·Vl 2
P2s + ⎜⎜⎝Qs + l ⎟⎟⎠ =
X
X

(1a)

(1b)

(2)

According to the deﬁnition of the generation characteristic, the source should be loaded with the
active power, that is to substitute Ps (V) = Pl (V). With this assumption, the following will be obtained
from Formula (2) after making simple transformations:
&
Qs =



Es ·Vl
X

2

− P2s −

Vl2
X

(3)

Formula (3) deﬁnes the generation characteristic, or the relationship of the reactive power Qs (V)
supplied to the load node by the source, with the source being loaded with active power with the
preset voltage characteristic Pl (V). The generation characteristic corresponding to Formula (3) is a
curve similar to an inverted parabola. The smaller the equivalent reactance of the source X and the
smaller active power loading the source Pl , the more the V 2 /X parabola shifts towards the center of the
coordinating system.
The source and the load may only operate with each other at such a voltage, where the power
supplied by the source is equal to the power taken up by the load Qs (V) = Ql (V). In Figure 3,
this corresponds to the points of intersection of both characteristics. Obviously, the point of the stable
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operation of the system may only be a locally stable point of equilibrium. The condition of equilibrium
is as follows:
dQs
dQl
dΔQ
<
or
<0
(4)
dV
dV
dV
whereas ΔQ = Qs − Ql is the excess of the source’s reactive power over the load demand.

Q

Q

QO

QO
b

a

a

QV

QV

ΔQ

V

V

ΔQ
(b)

(a)

Figure 3. Illustration of the mutual location of the production and reception characteristics: (a) two
points of equilibrium; (b) one point of equilibrium.

In the case shown in Figure 3a, the stability condition (4) is met at point “b” only. At that point,
the system can operate in a stable manner. Electrically, the behavior of the system is as follows.
A momentary increase in voltage by a small magnitude of ΔV is accompanied by an excess of received
power over the generated power, which entails a drop of voltage and the return to the point of
equilibrium. Similarly, a momentary decrease in voltage is accompanied by an excess of generated
power over the received power, which results in an increase in voltage and the return to the point of
equilibrium. A special case of equilibrium point (the point “a”) is the situation illustrated in Figure 3b.
At point “a”, the stability condition (3) is not satisﬁed. At this point, the system could not operate
in a stable manner. Any change in voltage causes an excess of receiver power over the generated
power, which results in a further decrease in voltage. The system departs from the point of equilibrium
with continuously decreasing voltage. The loss of the system’s stability, manifesting itself in a voltage
breakdown due to a small disturbance, is called the voltage collapse.
3. The Voltage Dependency of Loads
The eﬀect of operation and some regulation properties of any electric device taking up active
and/or reactive power can be described using, e.g., static characteristics. Typical characteristics describe
the variability of active PL and reactive QL power take-up as a function of variations in voltage and
frequency. Simulation studies concerning the analyses of the operation of electric power systems
rarely consider single loads. More often, aggregated load models are used, in which the load power
is the sum of the powers of electric loads of diﬀerent characteristics [26–34]. This sum includes the
proportionality factors kP and kQ , deﬁned as the percentage fraction of individual groups of loads of
the total load power, that are determined at the point of common connection (PCC) (e.g., a speciﬁc
outlet ﬁeld in a HV/MV substation), which, assuming a constant frequency level, can be described in a
general form using the following relationships:
PL = PLn ·


i
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QL = QLn ·


j


kQ,j ·

Vj

αQ,j
(5b)

Vn

where:
-

PLn , QLn —total value of, respectively, the active and reactive power of a load group, corresponding
to the rated voltage magnitude;
kP , kQ —factors deﬁning the percentage fractions of individual load groups of the total power;
αP , αQ —exponents deﬁning the voltage dependence of a group of loads;
i, j—parameters deﬁning the number of diﬀerent voltage dependency groups.

From the point of view of the regulation of voltage in HV/MV substation, power variations are
the most important, as they determine the greatest voltage variability. With small voltage deviations
from the rated voltage of ±10%, it can be assumed that, in the vast majority of instances, the coeﬃcient
of voltage sensitivity of the reactive power of loads, deﬁned as dQ/dV, has a positive value. This is
an advantageous situation since at that case one has the so-called self-regulation of the power
system—where a decrease in voltage results in a reduction in reactive power take-up by the loads.
It should be noted, however, that the value of the dQ/dV coeﬃcient is variable in time. This is caused
by the variation of network voltages, the variation of the fractions of individual groups of loads on the
total node power (the variation of the coeﬃcients kP and kQ ), etc. The variation of the dQ/dV coeﬃcient
applies not only to the absolute value but also to the sign. In a situation where the dQ/dV coeﬃcient is
less than 0, lowering the voltage at the load’s terminals will result in an increase in reactive power
uptake. Such behavior of loads is undesirable in a situation where a voltage drop is due to a deﬁcit of
reactive power in the system, as it will contribute to a deepening of that deﬁcit. A negative value of the
dQ/dV coeﬃcient may occur, e.g., in networks with large participation on asynchronous motors [26].
Examples of static characteristics V-Q for selected cases are shown in Figures 4 and 5.

(a)

(b)

Figure 4. Characteristics of a drive-controlled (elaborated base on [26,27]): (a) closed-loop operated
three-phase motor for nominal speed; (b) closed-loop operated single-phase motor.

It should be noted that the value of the dQ/dV coeﬃcient depends not only on the voltage level
but also on the machine loading. The examples shown (Figures 4 and 5) include the cases of loading the
machine with a constant moment, T = const.; a constant power, P = const.; and a moment dependent
on the square of velocity, T = f(ω2 ).
174

Energies 2020, 13, 5403

(a)

(b)

Figure 5. Reactive power characteristics of a residential air conditioner (RAC) during normal conditions
(elaborated base on [29]): (a) research by the Electric Power Research Institute (EPRI); (b) research by
Southern California Edison.

Even though the results of the investigation [35] carried out by the author in the years 2007–2008
show that instances where the dQ/dV is negative or close to 0 are not frequent, this problem should be
expected to exacerbate in the nearest future. One of the main causes may be the increased number of
refrigerating equipment units—air conditioners. The International Energy Agency (IEA) has published
a report entitled The Future of Cooling [36] which forecasts that the growing use of air conditioners in
households and oﬃces worldwide will become, over the nearest three decades, one of the main factors
of the global demand for electric energy. This problem is addressed also in other publications [29,37].
As has been shown by the investigation results reported in [29,33,38–40], the coeﬃcient of reactive
power voltage susceptibility, dQ/dV, of the above-mentioned equipment is negative at lower voltages,
as shown in Figure 5. It is also worth noting that the demand for reactive power increases with
increasing ambient temperature.
The characteristic of voltage sensitivity dQ/dV, as seen from the terminals of the distribution
network supply transformer, is a resulting characteristic. In a situation, where a large number of
loads with an “unfavourable” characteristic of voltage susceptibility are present in the network under
analysis (Figures 4 and 5), this may pose a threat to the voltage stability in a speciﬁc area. The problems
may deepen in a situation, where capacitor banks are installed in a large number of network nodes, or
the network has a large number of cable lines.
4. The Inﬂuence of Transformer Tap Position Changes on the V-Q Characteristics
The characteristics shown in Figures 4 and 5 apply to the situation where the voltage ratio of
a transformer is constant. At a constant voltage ratio, the reduction of voltage on the primary side
V 1 results in a corresponding reduction of voltage on the secondary side V 2 . In the situation where
the transformer voltage controller would maintain a constant voltage value on the secondary side,
the reactive power Q2 taken up by the loads would not change (Figure 6).
The discrete nature of voltage regulation by changing the voltage ratio, associated with the
stepwise change of the number of coils and the dead zone, also causes a discrete change in the reactive
power of the loads.
The process of voltage regulation by changing the transformer voltage ratio is slow. In real
power systems, the aim is to reduce the number of tap switchovers during 24 h. It is achieved,
e.g., by increasing the settings of switchover delay times or by increasing the dead zone. This is an
intentional action, dictated, e.g., by economical and operational reasons. The characteristic presented
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in Figure 6 proves itself excellently in the analysis of steady states or in the case of slow voltage
changes—slower than the action of transformer control systems.
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Figure 6. Inﬂuence of transformer tap position changes on the V-Q characteristics: (a) the situation
corresponds to work in point “b” shown in Figure 3a; (b) the situation corresponds to work in point “a”
shown in Figure 3a.

In the case of large overloads, the rate of voltage changes might be greater than the transformer
voltage ratio change rate. In such instances, load characteristics should be taken for consideration,
which do not allow for the transformer regulation action.
Depending on the phenomena under consideration, the voltage ratio value should remain either
unchanged or equal to the extreme voltage ratio values corresponding to the outermost position of the
tap changer.
5. The Effect of Transformer Voltage Ratio Regulation on the Risk of a Voltage Collapse Occurring
The mechanism of a voltage collapse occurrence is very complex and comprises many components
of the electric power system. Regardless of the causes of its occurrence, the loss of voltage stability is
closely related to a disturbance of the reactive power balance in the system. It can either be a local
phenomenon or cover a larger part of the electric power system. The causes of the overloading of an
electric power system with reactive power and the methods of analysis of the voltage stability of electric
power subsystems were addressed in numerous publications, including [20,21,41–45]. This section
discusses phenomena that pose a threat to voltage stability and result from transformer voltage ratio
regulation. The following two extreme situations are taken for analysis: the ﬁrst one, in Figure 7a,
in which the coeﬃcient of voltage susceptibility of the power of loads is positive (dQ/dV > 0); and the
second one, in Figure 7b, where the coeﬃcient is negative (dQ/dV < 0). It has also been assumed that
the voltage change rate is greater than the speed of action of transformer control systems.
The eﬀect of voltage ratio changes with a reactive power deﬁcit in a situation, where (dQ/dV > 0),
is illustrated in Figure 7a. As a result of a lowering of voltage in the MV network, the transformer
controller changes the voltage ratio magnitude to maintain the preset voltage value on the transformer
secondary side. The change of the voltage ratio entails a change in the reactive power uptake
characteristic. The ﬁxed working point OP1 moves toward the increased reactive power uptake up to
the point OP2 , in which, in an extremely unfavorable case, limiters in the generator controller might
be activated. The activation of any current limiter causes a reduction of the magnitude of excitation
voltage and, as a consequence, of the generated reactive power, contributing thereby to an aggravation
of the reactive power deﬁcit in the electric power system. In the case under discussion, from the point
of view of voltage stability, it would be the most favorable to halt the voltage regulation (a constant
transformer voltage ratio).
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Figure 7. Impact of the transformer tap-ratio control on the risk of voltage collapse: (a) positive
eﬀect of blocking transformer ratio changes; (b) unfavorable eﬀect of blocking transformer ratio
changes. Explanation of abbreviations: V g —generator voltage (Vg0—reference Generator Voltage),
—generator current, AVR—Automatic Voltage Regulator, OEL—Over Excitation Limiter, OCL—Over
Current Limiter.

The constant transformer voltage ratio will, however, not always bring about desirable eﬀects.
As has been mentioned in the introduction, in distribution networks with a large number of
asynchronous drives, including air conditioning devices, and a considerable power of capacitors,
the dQ/dV coeﬃcient may take on negative values. This means that—with decreasing voltage—the input
power increases. In that case, the natural characteristic of loads is distinctly less advantageous than
the characteristic determined by the action of the transformer voltage controller that maintains, in a
certain range, a constant voltage and the resulting constant reactive power uptake Figure 7b.
When the coeﬃcient dQ/dV < 0 of the characteristics of reactive power, operating transformer
voltage controller leads to achieving a stable, new working point OP2 . Blocking the controller operation
could, in this case, result in a permanent deﬁcit in reactive power (the working point OP3 ), causing
aperiodic instability—a voltage collapse.
To sum up, if at a given voltage, the voltage susceptibility coeﬃcient dQ/dV determined in the
HV/MV substation is negative, while the voltage is lowering, stopping the regulation by changing the
power transformer voltage ratio is unfavourable. A stop in transformer regulation may occur, e.g., in a
situation when the transformer controller’s under-voltage interlock is activated. A similar eﬀect will
be observed when the voltage change rate is greater than the rate of voltage correction as a result of
transformer voltage ratio regulation (e.g., a large time delay value).
6. New Algorithm of the Transformer Controller Reducing the Risk of Voltage Collapse
6.1. Idea
This section will present the algorithm designed for counteracting the aggravation of the reactive
power deﬁcit in a voltage stability risk situation. The algorithm can be described in the following
manner: if the voltage level in a HV network is lower than the accepted threshold value, V HVmin ,
.
and its decrease rate exceeds the preset threshold value of V HVmax , then:
•

If the coeﬃcient dQ/dV > 0, then the transformer controller will operate following the constant
lower voltage value criterion (V MVref = const.), with the simultaneous correction of the preset
value to the lowest permissible value of V MVref = V MVmin . Thus, the controller will reduce the
MV side voltage to V MVmin , and after exhausting the regulation capacities (the outermost tap) or
reaching the preset value, it will maintain the constant voltage ratio.
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•
•

If dQ/dV  0, then the transformer controller will operate following the constant lower voltage
value criterion with the preset voltage value unchanged.
If the dQ/dV < 0, then the transformer controller will operate following the constant lower voltage
value criterion at the unchanged preset voltage value, with the simultaneous correction of the
preset value to the highest permissible value of V MVref = V MVmax .

An exemplary diagram of the operation algorithm of an adaptive HV/MV transformer regulator
is shown in Figures 8 and 9.
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Figure 8. Block diagram of the proposed algorithm of the HV/MV substation transformer controller.
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Figure 9. Simpliﬁed diagram of the network used in simulation studies.

An important parameter that activates the operation of the proposed algorithm is the maximum
.
rate of reduction of the HV side voltage V HVmax . Assuming that the voltage ration value is constant,
the voltage decrease rate at either side of the transformer will be identical. If the voltage decrease
rate on the primary side is lower than the secondary side voltage change rate caused by the voltage
ratio change, then the secondary side voltage will be maintained at a constant level. In that case,
the secondary side voltage drop will be compensated for by the change of the voltage ratio. With a
view to the above, the maximum voltage decrease rate can be determined from the relationship:
.

V HVmax =

−dv%
tΣ

(6)

while:
tΣ = top + tdb
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where:
-

dv% —tapping step;
tΣ —total tap change time;
top —switch opening time (for contemporary switches it is of the order of 2–10 s);
tdb —dead time associated with the decay of transient processes caused by the switchover (e.g.,
for TCS—Transformer Control System) this time is of the order of 1 s for the case, where there is a
signal conﬁrming the current tap position, or 3 s in the absence of such conﬁrmation).

Relationship (6) describes the maximum theoretical voltage drop value. Considering the
measurement accuracy, both the statistical and dynamic errors, and the fact that the value of dv% is
.
a certain average value, the criterion value of V HVmax should be adopted as considerably smaller,
as conﬁrmed by the simulation study results reported further in this section.
In cases when dQ/dV > 0, a change (reduction) of the preset voltage value occurs in the proposed
algorithm. The purpose of this is to reduce the uptake of reactive power. The preset voltage value
should be as small as possible and, at the same time, should satisfy the following two conditions:
•
•

Maintaining the preset voltage value should enable the permissible minimum voltages within the
power supplied network to be met;
It should not be lower than the limiting V ext. voltage value, at which the coeﬃcient dQ/dV  0.

Bearing the above in mind, and also to estimate the risk of occurring a dramatic reactive power
uptake in situations, where the coeﬃcient dQ/dV < 0, it would be advisable to determine the voltage
susceptibility characteristic, V = f(Q), for each HV/MV substation. The above-mentioned characteristic
can be determined through: simulation studies, a network experiment, or, preferably, by the analysis
of the results of both investigation types. Regardless of the adopted method, a revision of the current
state of the network should be made, including the parameters of network elements, voltage eﬀects
in vulnerable network nodes, caused by a change in transformer voltage ration, or, last but not least,
the applied types and settings of the safeguards of induction machines in individual network nodes.
The accuracy of the model of particular network elements, including safeguards, will determine the
reliability of results obtained by means of simulation studies. In the case of a network experiment,
a good knowledge of the network under examination will enable the experiment to be safely carried
out and reliable results to be obtained. This eﬀect will only be obtained, when a suﬃciently low voltage
level is successfully obtained, and no emergency trips of the drives occur due to carrying out the
network experiment. As indicated by the characteristics shown in Figures 4 and 5, an extremum of the
function occurs at voltages lower than the permissible long-lasting voltage; hence, it is essential that the
network experiment is carried out at a possibly low voltage. A low voltage level in HV/MV substations
increases the risk of emergency trips of asynchronous drives inside the network, caused by an excessive
current increase or too low voltage. In practice, two types of safeguards are used for protecting
asynchronous drives connected to an MV network. The primary type includes overcurrent protections
with a time-dependent characteristic. A secondary, less often used safeguard are undervoltage
protections—with typical settings being (0.7–0.8) V n .
6.2. Methodology for dQ/dV Coeﬃcient Determination
In order to determine the V = f(Q) characteristic and the value of V ext. , a change of supply
voltage should be induced. The simplest and most eﬀective method of changing voltage in an HV/MV
substation is by changing the voltage ratio of the power transformer.
The conditions for conducting the experiment can be deﬁned as follows:
•
•

The measurements are to be made during the normal operation of the medium voltage network;
The measurements should be made using measuring instruments (network parameter recorders)
of the appropriate class;
179

Energies 2020, 13, 5403

•
•
•
•

The measurements should be conducted in the periods of characteristic loadings, such as a peak
or oﬀ-peak period, winter, summer, etc.;
The measurements should be conducted in the period of a limited load variation;
Voltage changes are to be made within limits permissible in a given network node;
The test should be started at a maximally high voltage to obtain a possibly large number of
measurement samples.
The proposed course of the test:

•
•
•
•
•

Preparation of the measuring apparatus (connection, parametrization, turning on the recording);
Switching over the transformer voltage controller to the manual operation mode;
Change of the tap towards the reduction of voltage;
Successive tap changes should proceed as quickly as possible to minimize the inﬂuence of the
typical power variation of the loads;
The switchovers should be done in one direction.

In a situation where a bank of capacitors is installed in the HV/MV substation. The tests should
be carried out with the capacitors bank turned on and oﬀ, respectively. It should be borne in mind
that in the conditions of normal operation, in the situation of lowered voltage, the capacitor bank
shall be turned on. Its voltage susceptibility characteristic (negative value of the dQ/dV coeﬃcient)
may noticeably change the Qsubst = f(V subst ) curve. If turning the capacitor bank on–oﬀ during the
experiment could cause the maximum voltage to be exceeded, the bank should stay turned oﬀ.
To emulate the course of the test to determine the Qsubst = f(V subst ) characteristic, simulation
studies were carried out using a model of a 91-node real MV network. The model included 58 MV
nodes (interconnected with 66 MV cable lines) and 33 MV/LV substations. A simpliﬁed diagram of the
network is shown in Figure 9.
Two types of load models are used in each node. The constant admittance model and the
dynamic asynchronous motor model were both taken from the library of the PowerFactory program.
The motor power was selected to obtain the assumed percentage of asynchronous machines while
retaining the reference power value in a node. As the eﬀect of the voltage level at which measurements
are made is signiﬁcant, two variants of the initial supply voltage value were considered: the ﬁrst,
where V MV(t = 0) = 1 pu, and the second one, where V MV(t = 0) = 0.95 pu. The taps were changed until a
voltage collapse was triggered. The obtained characteristics for a network with a 15-percent proportion
of induction machines are shown in Figure 10.
These ﬁgures show the obtained voltage characteristics, where the bold black solid line represents
the trajectory of voltage variation for the linear variation of MV voltage. Two characteristic points are
highlighted in Figure 10a,b. They indicate the levels of voltages, at which the network experiment
should be aborted. A further change in the voltage ratio of the power transformer would threaten with
an emergency trip of the drives due to the exceeding of the rated current value of the machine (denoted
as “Crit. I”, assuming Imax = 1 pu), or because of too low voltage (denoted as “Crit. V”, assuming
V ≤ 0.85 V n ). Figure 10c shows voltage levels at individual load nodes, including the maximum
number of the tap, which would not cause the activation of the undervoltage protection. Similarly,
Figure 10d shows the drive load level, including the maximum number of the tap, which would not
cause the activation of overcurrent protection.
Based on the obtained graphs of V and Q, points for plotting the static characteristics were
determined (Figure 11).
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(a)

(c)

(b)

(d)

Figure 10. Selected results for the case of voltage change in the HV/MV substation caused by
the change of the transformer ratio (“Tap” corresponds to the tap number): (a) characteristic
V = f(Q)—case VMV(t = 0) = 1; (b) characteristic V = f(Q)—case VMV(t = 0) = 0.95; (c) nodes voltage
on distribution grid; (d) values of the load currents of induction machines.

(a)

(b)

Figure 11. Characteristic V = f(Q) approximation based on measurement points (numerical values
correspond to the number of taps position): (a) case V MV(t = 0) = 1; (b) case V MV(t = 0) = 0.95.
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The numerical values correspond to successive tap numbers, while the range of data (deﬁned as
the tap number) used for determining a speciﬁc curve is given in parentheses. The characteristics were
obtained by approximation with a third-order polynomial (i = 3), which limits the number of required
measurement points while maintaining the acceptable accuracy of determining the value of V ext . If the
number of measurement points “j” is equal to the degree of the polynomial, “j = i”, then one has an
approximated function deﬁned at “i + 1” points and an approximating polynomial of degree “i” is
searched for. In this case, one deals with an interpolation, in which the mean-square error equals 0. It is
obvious that measurement data obtained from tests on a real object can be burdened with large errors;
therefore, in order to reduce them, a possibly large number of measurement points should be used.
If a limited number of measurement points is available, it is preferable to adopt points of the lowest
voltage. Having the above in mind and also comparing the characteristics shown in Figure 11a,b,
a conclusion can be drawn that the test under discussion is best carried out in the conditions of the
lowest possible voltage.
6.3. Simulations Studies to Verify the Eﬀectiveness of the Proposed Algorithm
To verify the eﬀectiveness of action of the proposed algorithm (Figure 8), a series of simulation
studies were carried out using the network model described above (Figure 9). A disturbance to be
modelled was the linear variation of electric power system voltage. Sample results are illustrated in
Figures 12 and 13.
At the ﬁrst step, the parametrization of the model had to be made. The following settings were
adopted: tap changer switchover opening time, top = 7 s; time lag associated with the decay of
transient processes and the establishment of measurements values, tdb = 1 s; independent lag delay
value, τ = 180 s (which corresponds to the actual switch-oﬀ time at a deviation of ΔV = 0.2%·V n ).
Three variants of the transformer controller algorithm were considered, namely:
•
•
•

“TCS”, meaning that the transformer controller algorithm is identical with the algorithm of the
commercial controller, manufactured by a renowned manufacturer of power systems automation;
“New (V ref = var)”, or the proposed algorithm (Figure 8);
“New(ϑfreeze )”, or the reference variant, which uses an algorithm compatible with the proposed
algorithm, except that the voltage ration process was withheld until the condition V 2 (t) ≤ V ext.
had been met. The adopted assumption results, in the ﬁrst phase of the process, in a natural
reduction of reactive load power following from the characteristic V = f(Q).

The driving force was a linear variation in supply voltage on the HV side. The rate and depth of
the voltage drop were selected to, on the one hand, bring about a situation that would cause the risk of
occurring a voltage collapse, and, on the other hand, to enable the analysis of voltage ratio control
eﬀects. In the ﬁrst case, the HV side voltage drop rate was approx. 2.5 kV/min, which corresponds
.
to the adopted limiting value of V HVmax —it is about three times smaller than the one determined
from Relationship (6). In the second case, the HV side voltage drop rate was at a level of 10 kV/min,
corresponding to the value that occurred during the system failure describe in the study [46].
The analysis of the simulation study results (Figures 12 and 13) shows that the proposed authors’
solution brings about expected positive results. It should also be noted that the correction (reduction)
of the preset voltage value, when the coeﬃcient dQ/dV > 0, is an advantageous solution. Because of
this operation, a reduction in reactive power demand by the HV/MV substations occurs, which is faster
than resulting from the voltage decrease rate, and the time of operation with lower power increases
(Figures 12b and 13b). The time increase is associated with the increase in the transformer control
range due to the opposite directions of tap change in individual operation phases. In the ﬁrst phase,
the reduction of the preset voltage value is followed by a tap change towards negative tap numbers;
in the second phase, when dQ/dV < 0, the taps are switched over in the direction opposite to the initial
direction (Figures 12d and 13d). It should be noted that, although the power changes in the network
under examination are not big, assuming that the proposed solution would be implemented in the
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majority of transformer controllers in HV/MV substations, the total value of reduced power can be
signiﬁcant from the point of view of stable network operation. An undesirable eﬀect resulting from the
reduction of the HV/MV substation’s preset voltage value is a voltage drop in load nodes (Figures 12e
and 13e—the voltage variations are determined in the node of the lowest voltage).

(a)

(b)

(c)

(d)

(e)

(f)

Figure 12. Verification of the effectiveness of the proposed algorithm (voltage drop on the HV
side—2.5 kV/min): (a) voltage on MV bus of the HV/MV substation; (b) reactive power of the transformer;
(c) characteristics VMV = f(QMV ); (d) tap position; (e) voltage of loads; (f) IRMS of the asynchronous motor
(expressed as a percentage of the rated current).
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(a)

(b)

(c)

(d)

(e)

(f)

Figure 13. Veriﬁcation of the eﬀectiveness of the proposed algorithm (voltage drop on the HV
side—10 kV/min): (a) voltage on MV bus of the HV/MV substation; (b) reactive power of the
transformer; (c) characteristics V MV = f(QMV ); (d) tap position; (e) voltage of loads; (f) IRMS of the
asynchronous motor (expressed as a percentage of the rated current).
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In the network under analysis, the attained values do not exceed the threshold values typical of
undervoltage protection settings. A consequence of voltage reduction in load nodes is an increase in the
induction machines’ current. However, the attained current magnitudes will not cause a fast shutdown
of the equipment. The applied overcurrent protections make use of time-dependent characteristics with
a large trip delay set value, in the order of several minutes. In the case under analysis, the maximum
overload value did not exceed 2% for the case illustrated in Figure 12f and 10%, as shown in Figure 13f.
With the correct settings of the protection devices, the possible risk of disconnection of the devices
connected to the MV grid is small. Please note that the issues discussed in this paper concern the
regulation of power transformers supplying the distribution network in conditions of voltage collapse.
That’s why the incidental disconnection of single devices, in a situation of saving the network from a
catastrophic failure, ceases to be relevant.
6.4. Tests on the Physical Model
To make an additional veriﬁcation of the operational eﬀectiveness and to explore the possibility of
implementing the proposed solution in a real facility, tests were carried out in the laboratory using a
physical model to simulate the operation of the HV/MV substation. A simpliﬁed equivalent circuit
diagram is shown in Figure 14. The object of control was the transformer of a functional unit, LOAD1.
The disturbance was a change in the voltage V 1 (Bus 4) caused by a linear variation in the reactive
power uptake of receivers LOAD2 and LOAD3. The test system was power supplied from a 15 kV
network of the Gdańsk University of Technology (GUT) via a power transformer of SnT = 630 kVA.

/,1(

/,1(

WHVWHG
WUDQVIRUPHU

Figure 14. Simpliﬁed network diagram used in laboratory tests.

Three algorithm variants, identical to the ones used in the simulation studies, were implemented
in the transformer controller. Three cases of average initial voltage decrease rate were emulated,
namely:
•
•
•
•

Variant A—much smaller than the limiting value determined from Relationship (6) for the data
Δv = 0.2%, tΣ = 8 s; however, causing the activation of the author’s algorithm;
Variant B—close (±5%) to the limiting value determined from Relationship (6);
Variant C—greater by approx. 10% than the limiting value determined from Relationship (6);
Variant D—approx. 30 times greater than the limiting value determined for the previous variants,
Δv = 0.2%, tΣ = 300 ms.

In view of the fact that the transformed tested was equipped with a power electronic tap changer,
tests were carried out to demonstrate its regulation capabilities, as well as to show the versatility of the
proposed solution. In variant D, an assumption was made that switchovers were done without delay
in all of the algorithms examined. The preliminary tests showed that a stable tap changing process was
attained at a rate of switching between adjacent taps in the range of (300–400) ms.
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The obtained results are shown, respectively, in Figure 15—variant A, Figure 16—variant B,
Figure 17—variant C, and Figure 18—variant D.

(a)

(b)

(c)

(d)

(e)

(f)

Figure 15. Veriﬁcation of the eﬀectiveness of the proposed algorithm, tests on the physical
model—variant A: (a) voltage V 1 ; (b) voltage V 2 ; (c) characteristics V 1 = f(Q1 ); (d) characteristics
V 2 = f(Q2 ); (e) tap position; (f) reactive power Q2 .
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(a)

(b)

(c)

(d)

(e)

(f)

Figure 16. Veriﬁcation of the eﬀectiveness of the proposed algorithm, tests on the physical
model—variant B: (a) voltage V 1 ; (b) voltage V 2 ; (c) characteristics V 1 = f(Q1 ); (d) characteristics
V 2 = f(Q2 ); (e) tap position; (f) reactive power Q2 .
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(a)

(b)

(c)

(d)

(e)

(f)

Figure 17. Veriﬁcation of the eﬀectiveness of the proposed algorithm, tests on the physical
model—variant C: (a) voltage V 1 ; (b) voltage V 2 ; (c) characteristics V 1 = f(Q1 ); (d) characteristics
V 2 = f(Q2 ); (e) tap position; (f) reactive power Q2 .
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(a)

(b)

(c)

(d)

(e)

(f)

Figure 18. Veriﬁcation of the eﬀectiveness of the proposed algorithm, tests on the physical
model—variant D: (a) voltage V 1 ; (b) voltage V 2 ; (c) characteristics V 1 = f(Q1 ); (d) characteristics
V 2 = f(Q2 ); (e) tap position; (f) reactive power Q2 .
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The positive eﬀect of the application of the proposed solution is best visible in the situation,
where the voltage decrease rate is signiﬁcantly smaller than the rate of the voltage ratio regulation
process (Figure 15). With a typical HV/MV substation transformer voltage regulation algorithm
(here called TCS—Transformer Control System), a stable preset value on the secondary transformer
side is maintained (Figure 15b, the voltage V 2 ). From the point of view of the quality of the supply
of consumers, this is a desirable action. Unfortunately, in a situation of power deﬁcit in the system,
maintaining this control criterion results in a decrease in the limit of voltage stability on the primary
transformer side (Figure 15c). Much more advantageous eﬀects are achieved by using the proposed
solution (Figure 8). The activation of one of the algorithm’s elements results in a change in the
preset voltage value, which causes an abrupt increase in deviation, resulting in a change in voltage
ratio towards voltage reduction. Because, in the initial phase of the disturbance under examination,
the dQ/dV coeﬃcient is positive, a fast reduction of reactive power ﬂowing through the transformer
follows (Figure 15f). As a consequence, an increase in the reserve of voltage stability in the supply
network is obtained (Figure 15c).
The reduction of the reactive power input also results in a decreased drop of the voltage V 1
(Figure 15a). An added positive eﬀect of the preset value adjustment is a change in tap switching
direction (Figure 15e). As a result, the present regulation capabilities increase, which results in a longer
time of maintaining reduced power. So, positive eﬀects are observed for cases in which the voltage
decrease rate is lower than the limiting value described by Relationship (6).
The conﬁrmation is provided also by graphs shown in Figure 16. In a situation, where the voltage
decrease rate exceeds the limiting value (Figure 17), a positive eﬀect of reducing the preset value to the
value of V ref = Uext. + ε is only observed in the ﬁrst voltage decrease phase, when V ≤ V ext (Figure 17c).
Due to the high voltage decrease rate, the voltage drop is not compensated for by the change of the
voltage ratio, which leads to a dramatic increase in reactive power uptake by the HV/MV substation.
Because, as a result of changing the critical preset voltage value, the critical voltage value has been
attained sooner, the voltage collapse will also come up sooner (Figure 17a,b).
The emulated change rate of the supply voltage V 1 in variant D was, more or less, 30 times greater
compared to the remaining variants. As the regulation process rate, resulting from the use of the power
electronic tap changer, was almost 20 times greater, the results obtained by applying the proposed
solution are equally positive as those obtained from the system with the emulated power electronic tap
changer (with the respectively lower voltage decrease rate). Just like for variants A and B, an increase
in the voltage stability reserve (Figure 18c), a reduction in the decrease rate of the supply voltage V 1
(Figure 18a), and an increase in the present regulation range (Figure 18f) were obtained.
The eﬀects of the operation of the “New (ϑfreeze )” algorithm taken for reference should be regarded
as moderate for each of the A-D cases under consideration. With the exception of the case, where the
voltage decrease rate exceeds the transformer’s regulation capacities, the performance of the reference
algorithm is always poorer than the proposed author’s algorithm and, at the same time, better than the
algorithm currently in use. As the eﬀects of the operation of the reference algorithm are noticeably lower
compared to the author’s algorithm, the solution shown in Figure 8 should be taken as recommended.
7. Conclusions
The test results presented in this paper have conﬁrmed both the eﬀectiveness and versatility of the
operation of the proposed algorithm. The change of the preset voltage value, made in the appropriate
moment of the test disturbance, reduced the reactive power input at very low voltages. In a real electric
power system, in the situation of an existing reactive power deﬁcit resulting in a voltage drop, such a
result of regulation would be very desirable
One of the reasons for the reactive power deﬁcit in the HV network is the simultaneous increase in
the demand for reactive power in many HV/MV substations in a given area. This deﬁcit is manifested
by a signiﬁcant increase in the speed of voltage drop in the HV network and its extremely low level. As
described in Section 6.1, both of these factors activate the algorithm proposed in the article. Should the
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proposed solution be implemented in the majority of HV/MV substations, a signiﬁcant increase in the
level of its positive inﬂuence on the HV grid could be expected. Simultaneous reduction of reactive
power consumption in many HV/MV substations may signiﬁcantly reduce the risk of voltage collapse
in the HV supply network.
The authors are currently conducting multi-variant simulation studies with the use of the real
HV grid model, which will prove the correctness of the above statement. The research results will be
published in the next paper.
To sum up, the author’s algorithm is eﬀective and owing to its simplicity, it has a high potential of
practical application, as conﬁrmed by the tests using a real transformer with a capability to change the
voltage ratio under loading. The implementation of the algorithm makes it possible to increase the
reserve of the voltage stability of the node, in which it is applied, thus mitigating the risk of a voltage
collapse occurring.
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Abstract: High quality of solar radiation data is essential for solar resource assessment. For remote
areas this is a challenge, as often only satellite data with low spatial resolution are available. This paper
presents an interpolation method based on topographic data in digital elevation model format to improve
the resolution of solar radiation maps. The reﬁnement is performed with a data mining method based on
ﬁrst-order Sugeno type Adaptive Neuro-Fuzzy Inference System. The training set contains topographic
characteristics such as terrain aspect, slope and elevation which may inﬂuence the solar radiation
distribution. An efﬁcient sampling method is proposed to obtain representative training sets from digital
elevation model data. The proposed geographic information system based approach makes this method
reproducible and adaptable for any region. A case study is presented on the remote Amhara region in
North Shewa, Ethiopia. Results are shown for interpolation of solar radiation data from 10 km × 10 km
to a resolution of 1 km × 1 km and are validated with data from the PVGIS and SWERA projects.
Keywords: solar radiation modeling; GIS; interpolation; digital elevation model; data mining; ANFIS

1. Introduction
Solar energy yield is related to the quantity of radiation received at a speciﬁc geographical location
which in turn depends on a number of environmental factors. There are other factors such as temperature,
but still, estimation of solar radiation is fundamental requisite for siting of photovoltaic and solar thermal
installations. These estimations are calculated from radiation data obtained in meteorological stations
or on-site measurements but satellite data is gaining more and more importance. Good estimates are
obtained combining long-term satellite-based time series with a short-term measuring campaign of at least
one year. However, there are many countries with an insufﬁcient network of meteorological stations and
on-site measurements are costly, especially in remote areas. This is a major obstacle for reliable estimates
of solar resources for policy makers and regional planning in these countries.
Accurate modeling of solar radiation is a difﬁcult job due to the high number of atmospheric
parameters and their spatio-temporal variations. It received special attention over the last three decades
due to the rise of solar applications worldwide. Three main groups of models can be identiﬁed from the
literature:
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•
•
•

Classical models with physical or empirical methods, based on astrophysical, atmosphere and
geometrical measurements,
Geographic information system (GIS) based models which usually combine ground measurements
with physical models and
Image processing models based on data obtained from satellite observations with ground
measurement validation.

1.1. Classical Solar Resource Data Modeling Approaches
These classical methods commonly apply indirect approaches and empirical relationships like
Angstrom [1], Glover and McCulloch [2], Paulescu [3], and Almorox [4]. Improved methods have been
described by Perez [5], and Kamali [6]. Models which in addition use ground measurements of global
radiation and its components are described in Kumar [7], and Monteiro [8]. Munkhammar [9] uses
a statistical model based on copula to represent the dependence among solar radiation data at several
locations. Currently huge progress has been achieved in this ﬁeld. Several approaches exist to estimate solar
radiation at a global scale for any application from simple to in-depth. In any case, ground measurements
are the fundamental basis of all classical methods. Chelbi [10] and Robaa [11] estimate the solar radiation
in developing countries with different models in countries where it is difﬁcult to obtain measurement data
as Tunisia and Egypt.
1.2. Solar Resource Modeling Based on GIS
GIS-based solar assessment has become more and more attractive as modern desktop computers are
able to manage large amounts of data and many powerful GIS software tools are available. Rich [12] and
Dubayah [13] aimed to estimate the diffuse irradiance of the sky in the absence of clouds with the sky
image obtained from a point and assuming isotropic conditions (equivalent to view shed operation in
GIS). Kumar [7] and Gueymard [14] presented algorithms to estimate radiation over a large area under
clear sky conditions, they use digital elevation and latitude data to evaluate radiation changes in different
aspects, slopes and positions of adjacent surfaces. Voivontas [15] developed a solar model using GIS
that provides some tools to deal with spatial and temporal differences in solar radiation and demand.
Monteiro [16] developed a model for calculating solar radiation maps under real-sky conditions using
adaptive triangular meshes, speciﬁcally focusing on focusing on accurately deﬁning the terrain surface and
the generated shadows. The model can be used as a local server to interface with GIS tools. Piedallu [17]
presented GIS-based programs to calculate solar radiation with and without clouds. Shortwave radiation
components are calculated considering three sets of parameters—atmospheric attenuation, topographic
parameters from the digital elevation model (DEM), and geometric relationship between the earth’s surface
and the sun, Charabi [18] analyses the inﬂuence of the sun in the DEM during a time period using ArcGIS
tools. These methods combine ground measurements with physical models. Measurement data availability
depends on location and the algorithms are simpliﬁcations of physical processes.
1.3. Solar Resource Modeling Based on Satellite Data
Currently, several institutions have implemented their own solar data bases, based on satellite
measurement data. Data grids provided is based on cells with a size between 10 km2 and 100 km2 .
Data values are given as average over the area of each cell. Its purpose is to ﬁll the gap where ground
measurements are missing, although spatial resolution is low.
An outstanding example of a worldwide solar data base is the SWERA project [19]. It provides data
freely available to the public and is the result of a cooperation of renowned organizations such as DLR,
NASA, NREL, DTU and UNEP.
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The input consisting of high resolution direct normal irradiation (DNI) and global horizontal (GHI) is
checked for data quality and repaired by DLR and SUNY methodologies, and has a coarse resolution of
10 km × 10 km.
In the data set the primary component of information for the estimation of irradiation is a digital
imagery for cloud detection. The cloud index of 10 km × 10 km resolution is extracted from half-hourly
data from Meteosat satellites. The second part of information holds the physical atmospheric data set
(including Aerosol Optical Thickness, Total Ozone, Transmission of Raleigh Atmosphere and Mixed
Gases, water vapor etc.). The ﬁnal data set is compiled using satellite imagery and ground measurements
provided by the project countries. Furthermore, for the solar radiation data processing data sets from
previous processes are combined into geo-referenced maps and site speciﬁc hourly time series of GHI and
DNI using the methodologies of DLR for Direct Radiation and SUNY for Global Radiation.
Another example of free-access database is PVGIS of the European Joint Research Center (JRC).
It contains solar resource data for Europe, Africa, and South-West Asia [20].
Other databases provide speciﬁc regional data, such as the Renewable Resource Data Center (RReDC)
from NREL for the USA [21], Natural Resources Canada [22], Australian Bureau of Meteorology [23].
Finally, there are of course commercial products such as Vaisala [24] or SolarGIS [25].
Therefore, in regions where no ground measurements are available, several institutions have
implemented their own climatological data modeling systems, based on satellite data and integrated on
GIS platforms [7,8,13,15,26]. Huld [27] recently developed PVMAPS a set of computational tools and
climate data for GRASS GIS to calculate solar radiation on large areas.
1.4. Proposed Resource Modeling with Data Mining
Satellite data is the solution for regions where no ground measurements are available. The main
drawback is the coarse spatial resolution. Here is where this work is proposing a reﬁning method based
on data mining techniques. The method is explained in general and illustrated with a study case.
The presented method aims to provide a low-cost tool which can be applied even by entities with
very limited budget, in order to assess solar development options for remote regions. It is considered
especially useful if no reliable data is available from meteorological stations.
The paper is structured in the following way—in the introduction the motivation of the present work
is presented. Section 2 describes the proposed geo-statistical data mining methodology. The method
is illustrated in Section 3 with a case study. Within this section, aspects such as deﬁnition of Adaptive
Neuro-Fuzzy Inference System (ANFIS) training parameters, sampling process for training data, and
ﬁnally results are shown. A summary and concluding remarks are given in Section 4.
2. Geo-Statistical Data Mining Methodology
2.1. General Considerations
As seen before, ground measurements are the fundamental basis for reliable solar resource
estimation. However, especially for remote and poor regions, the initial cost of this approach is too
high. Furthermore, the conventional approach extrapolating known solar radiation data from reference
sites is not feasible. Large distances between meteorological stations render extrapolations too uncertain
to be useful.
From existing models such as PVGIS, irradiation data is available with coarse resolution of
10 km × 10 km for example. At the same time, topographic data from high resolution DEM is available
for almost any location [20]. Consequently, the objective of this work is to develop a method to increase
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the spatial resolution of available solar radiation maps combining coarse irradiation data (GHI) with
high-resolution topographic data.
The method is based on the hypothesis that atmospheric parameters such as cloud index, water vapor,
aerosol and ozone are already incorporated in the initial low-resolution solar irradiation data. In addition,
it is assumed that solar irradiation is largely inﬂuenced by the local terrain.
Some authors introduce the terrain conditions to improve the calculation of the solar radiation
received in a certain area [10,18,28,29]. On ﬂat terrain with clear-sky, solar radiation is almost the same
over relatively large areas [7]. In hilly and mountainous terrains, altitude and slope distribution has a
greater effect on local climate [30]. Surface radiation can change a lot depending on the frequency and
thickness of the clouds [31]. As a result, terrain parameters such as elevation are related to solar radiation
because they have a direct impact on cloud covers.
Therefore, the present methodology combines topographic data with geo-referenced GHI values.
Geo-statistical information is captured from GHI data available in lower resolution (e.g., cell size of 10 km
× 10 km) using ANFIS to estimate data with higher resolution (e.g., 1 km × 1 km).
The ANFIS is trained with a reduced representative training set, which is obtained based on statistical
analysis of the original data. With a show case, it is demonstrated that the obtained ANFIS model is valid
for the whole region under study.
This novel approach constitutes a fundamental difference with regard to the above mentioned models
as it represents an indirect assessment. It is not a complete model in itself, but it is a tool to enhance
existing model output considering topographical information.
2.2. Data Mining Using ANFIS
Artiﬁcial intelligence techniques, such as the well known heuristic method ANFIS have been used
successfully in different renewable energy applications [32–35].
The basic steps of the proposed geo-statistical data mining methodology are:
•
•
•
•
•

Deﬁnition of training parameters for data mining model,
Representative data sampling for training parameters,
Training of data mining model,
Estimation of high-resolution radiation data using the trained data mining model,
Validation of results.

In summary, the relationship of spatial variation of global solar radiation (available in low resolution)
and terrain parameters (available in high resolution) is captured in a data mining model. This model is
later applied to generate a solar radiation map with considerably higher resolution.
The steps mentioned above are illustrated in the next section with a case study from a remote region
in Ethiopia.
3. Case Study: Amhara Region Ethiopia
In order to illustrate the proposed method, a study case is presented for the Amhara region in North
Shewa, Ethiopia. As input, publicly available long-term data of GHI is used from SWERA project [19]
having a coarse resolution of 10 km × 10 km (100 km2 cell size). Further, a high-resolution DEM was
obtained from GeoCommunity™ website [36]. In Figure 1 geo-referenced maps of elevation (above) and
irradiation (below) are shown for the studied Amhara region.
In the following sections, the case study is developed following step by step the proposed method.
At the end, the result is a reﬁned map of GHI with a resolution of 1 km × 1 km.
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Figure 1. High-resolution elevation map (above) and low-resolution daily solar radiation map with 100 km2
cell size (below) of Amhara region, North Shewa (Ethiopia).

3.1. Deﬁnition of ANFIS Training Parameters
The topographical terrain parameters used to describe the study region are terrain elevation, slope
and terrain aspect, as proposed in Reference [7].
It may be mentioned here that the terminology used here is based on GIS standards. Translated to
commonly used terms in solar energy assessment, aspect would be azimuth (γ) and slope would be tilt
(β). Nevertheless, it is preferred here to maintain the GIS terminology, as these parameters are referred
exclusively to the terrain and not to the solar energy capturing system.
In addition, values of standard deviation (STD) of elevation and slope are added to the training set.
Tests (not shown here) have shown that by including these additional parameters the stability of model
outputs can be improved. For example, estimated negative radiation values are avoided.
Using GIS Global Mapper platform raster maps of 1 km × 1 km resolution are obtained directly from
DEM data [36] for elevation and slope and their corresponding standard deviation for each cell.
A continuous raster of the terrain aspect was created in order to facilitate data sampling
(see Section 3.2. This was attained using the built-in shader function for slope direction of the GIS
platform of Global Mapper software [37]. In order to obtain useful data, the default grayscale has been
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adapted. As a simpliﬁcation of more complex natural phenomena, it is assumed that east and west
orientation have the same effect on radiation. Therefore, the scale is deﬁned ranging from 0 (black = north)
to 255 (white = south). West and east are equally represented by the value 127 (gray). As a result, a circular
scaling is obtained. From the GIS data an average aspect value is calculated for each square kilometer of
the region extension. The resulting map is shown in Figure 2.

Figure 2. Full grayscale bitmap of aspect of the region terrain.

As a result ﬁve parameters compose the input for the training session: terrain elevation, slope
(inclination), aspect (orientation) and STD of elevation and slope. The output is solar radiation (see Table 1).
Table 1. Ranges of Adaptive Neuro-Fuzzy Inference System (ANFIS) training data (matrix of 219 columns
and 130 rows).
Data
Latitude
Longitude
Elevation [m]
Aspect [◦ ]
Slope [◦ ]
Elevation_STD [m]
Slope_STD [◦ ]
Radiation [kWh/(m2 d)]

Min.

Max.

8◦ 47 29 N
38◦ 0 0 E
500
0
0
0
0
0

9◦ 57 29 N
40◦ 0 0 E
3800
360
90
200
8
3.99

3.2. Representative Data Sampling for ANFIS Training
Solar radiation data of the region under study is only available with a resolution of 10 km × 10 km. It
is given in a matrix of 13 rows and 22 columns, covering a surface of 130 km × 220 km. On the other hand,
terrain data (elevation, slope, aspect) are available with a resolution of 1 km × 1 km. In order to obtain a
representative training sample which establishes a relationship between terrain data and solar radiation,
an adequate sampling method is required.
Therefore, in a ﬁrst step, the resolution of solar data is increased to 1 km × 1 km, such as the terrain
layers (see Figure 3). Notice that in this step, only the number of data points is increased and no information
is added. This step is merely for convenience for the following steps, as all four matrices M (one for solar
radiation and three for terrain properties) have the same size and each cell Xi,j is geo-referenced to the
same location.
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Figure 3. Illustration of the increase of solar radiation data resolution from 10 km × 10 km to 1 km × 1 km.

In a second step a simple sampling method is applied, which makes sure that all solar radiation data
is included and a representative selection of terrain data is obtained. This sampling method consists in
extracting every tenth row of each matrix M. Hence, the new dataset contains exactly 10% of the original
data. In the presented show case, 28,470 values are reduced to 2847 values for every training parameter.
The same procedure is repeated for all ﬁve matrices and a training set of ﬁve reduced matrices is
obtained. With this procedure, ten different training sets can be generated, depending on the row where
the selection is started.
It can be expected that any of these sets are suitable as training set. In order to verify if the obtained
reduced datasets are representative for the original data and to select the best training set, two additional
steps are proposed here. Notice that the representativeness for solar radiation data is given automatically,
as exactly one line (ten identical values) is extracted from each cell of 10 km × 10 km. First, histograms are
computed for all reduced matrices of terrain data. An example is given in Figure 4, where the histograms
of the ten possible training sets for terrain elevation, slope, aspect as well as for the STD of elevation and
aspect are shown.

Figure 4. Histograms of the ten possible training sets of terrain parameters from top to bottom: elevation,
slope, aspect, STD of elevation, STD of Slope.
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In order to evaluate the representativeness of the extracted training sets, in a second step the root mean
square error (RMSE) is computed for each histogram compared to the histogram of the whole dataset.
RMSEi =



( f i − f )2 ,

(1)

where f j and f are vectors of 10 values, representing the frequency in the 10 bins of the histogram.
The results for all ﬁve terrain variables are shown in Figure 5. The numbering of the histograms is
related to the ﬁrst line i of extraction. In addition, the average of all 5 curves is shown. From this average,
it can be derived that the most representative training sets would be those with index i = 1, 2 and 9.
Nevertheless, it can also be concluded that any training set is suitable, as all sets have distributions which
are very similar to each other, with deviations of less than 1%.

Figure 5. RMSE of the histograms of the ten extracted possible training sets from terrain aspect data.

In order to illustrate the obtained training data set, in Figure 6, a cross-correlation plot of available
data and the extracted training data for radiation and elevation is shown. The strong correlation of these
two parameters can be observed easily.

Figure 6. Cross-correlation plot of available (raw) data and the extracted training data for radiation and
elevation.

3.3. Training of Neuro-Fuzzy Network
The data mining model has been implemented with Matlab ANFIS. The sub-clustering architecture in
combination with hybrid optimization was chosen, because this combination offered the fastest and best
approximation of the solar radiation estimation algorithm.
The training procedure used for the selected data is using Matlab built-in ANFIS editor, where a
common modeling technique is implemented. After appropriate data sampling (as explained in Section 3.2),
the obtained training set can be imported in text format into the ANFIS editor. For effective ANFIS training,

202

Energies 2020, 13, 5714

the structure of the neuro-fuzzy network should be as simple as possible and be able to capture the desired
information. In a ﬁrst step, the numbers of membership functions are assigned arbitrarily. Then, a hybrid
optimization method optimises the ANFIS structure and parameters until a correct reproduction of the
training data is achieved. The number of epochs selected was 80–300 and the training population size is
2144 data sets with 5 to 8 alternative runs. At the end of this learning process, it was possible to tailor a
membership function such that adequate inference and rule surfaces were obtained. For example, the
Fuzzy Inference System (FIS) rule surface in Figure 7 shows that radiation values remain deﬁned for all
possible combinations of elevation and slope.

Figure 7. Fuzzy Inference System (FIS) Rule surface of elevation and slope for the estimation of radiation.

3.4. Estimation of High-Resolution Radiation Data
With the trained ANFIS model, solar radiation is estimated for the entire region under study with
a resolution of 1 km × 1 km. For convenience, the result is exported to a text ﬁle with grid format (x, y,
radiation). This ﬁle can be imported and represented as another layer for the geo-referenced region in any
GIS tool.
In Figure 8 the result of the ANFIS model is compared with original coarse resolution data from the
study region of Northern Ethiopia. Both maps are generated with the raster extrapolation tool of ArcGIS
software.
Comparing the two maps, the reﬁned resolution of solar radiation data in the lower map is evident.
Especially the strong correlation with elevation data can be noticed.
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Figure 8. Cont.

Figure 8. Comparison of coarse daily solar radiation data (top) and reﬁned data of 1 km × 1 km (bottom),
applying ANFIS estimation model.

3.5. Validation of Results
In order to give an idea of the validity of the estimation, two validation steps are presented in this
section. First, the consistency of training data and estimation results is evaluated. In a second step, results
are compared with two benchmark data sources (PVGIS and SWERA).
The consistency of the ANFIS output with original data is demonstrated representing the data in
several different plots.
In Figure 9, the effect of the modiﬁcation of solar radiation data can be observed. Raw data
(coarse radiation) is compared with ANFIS estimation for every 1 km × 1 km grid cell. The graph
represents a sequential scan of the map from the upper left corner down to the lower right corner. On the
horizontal axis all the pixels of the map are represented in order. Training data is represented at the same
position as raw data. Therefore, training data (black dots) is separated into 13 almost vertical lines which
represent the 13 rows of the coarse radiation data set. This way it can be seen how three-dimensional
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data has been represented in a two-dimensional plot. It can be observed how minimum and maximum
radiation limits are widely respected and much more intermediate values are generated. In addition, it can
be seen how few training data values of solar radiation were employed.

Figure 9. ANFIS radiation extrapolation compared to average (raw) and training data.

In Figure 10 a correlation plot is shown of original (10 km × 10 km) against estimated reﬁned
data (1 km × 1 km) of GHI for the training set (black) and the ﬁnal estimate of the entire region (red).
Representativeness of training data becomes evident as it covers the complete range of results. In addition,
the ﬁnal estimate shows almost no outliers, which demonstrates the stability of the model.

Figure 10. Correlation between 100 km2 radiation data and 1 km2 resolution estimated radiation.

Following the same procedure, in Figure 11 three different radiation data sets are represented against
the terrain elevation—Original GHI with coarse resolution, reﬁned GHI from the training set and from
the ﬁnal estimate of the entire region. Again, the consistency of the model output becomes visible. Also,
a remarkable correlation pattern can be observed between elevation and GHI. This pattern is captured
by the ANFIS model and as a result estimated data are much more correlated with terrain elevation than
original low-resolution input data.
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It must be pointed out here that the observed pattern is a speciﬁc feature of the region under study.
This by itself is a valuable result of the model, as it indicates an interesting subject, which is worth to be
further investigated. Additional studies may determine if this pattern also can be found in regions with
different climates and elevation patterns.

Figure 11. Comparison of raw radiation data versus ANFIS training and ﬁnal ANFIS estimation as a
function of terrain elevation.

The presented correlation plots give plausible evidence that ANFIS estimation has been able to
capture the behaviour of the input data to be assessed and produces coherent results. The next step is a
validation with available GHI data for some speciﬁc locations within the region under study.
The best way to validate the model would be with random samples of long-term on-site measurements.
But as these measurements are not available, the validation is carried out with existing data from PVGIS
and SWERA as benchmarks. PVGIS was chosed as it is a standard freely available online database and
SWERA in order to illustrate the modiﬁcation which the ANFIS model made at certain locations compared
to the original data.
In Table 2, values of GHI are shown for some selected locations within the studied region of Ethiopia
(sorted in alphabetical order). ANFIS estimation is compared with original data from SWERA (mean value
of 10 × 10 km cell) and PVGIS.
The difference of ANFIS output compared to PVGIS (Average difference: 45% is slightly higher than
the difference to SWERA (Average difference: 18%). This is mainly due to the fact that SWERA data was
used to train the ANFIS model.
It is worth noticing that for some locations a large difference of GHI can be observed when data from
SWERA is compared to PVGIS. The average deviation is with 45% in a similar range as the deviations of
the ANFIS results compared to both models (18% and 45% respectively).
It is evident that only on-site measurements can determine with more clarity the degree of accuracy
the proposed model is providing.
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Location

Addis Ababa
Dar Neba
Debre Birhan
Eneware
Fiche
Mendida
Metehara
Sululta
Ejere
Boren
Ghelila
Moye
Jer
Debre Zeit
Sheno
Sendafa
Fentale Mount
Angolala
Megezez
Abawebe Ager
Keta
Sefed Amba

No

1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
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38◦ 44 35
39◦ 11 17
39◦ 32 3
39◦ 8 19
38◦ 43 36
39◦ 18 32
39◦ 54 59
38◦ 45 35
39◦ 15 54
39◦ 29 5
39◦ 35 21
39◦ 23 29
39◦ 22 10
38◦ 58 56
39◦ 17 46
39◦ 1 23
39◦ 54 12
39◦ 25 54
39◦ 33 1
39◦ 20 58
39◦ 0 0
39◦ 20 28

9◦ 1 14
9◦ 45 28
9◦ 40 16
9◦ 53 15
9◦ 47 24
9◦ 38 38
8◦ 54 4
9◦ 11 19
8◦ 49 11
9◦ 13 56
9◦ 28 53
9◦ 45 28
9◦ 45 28
8◦ 45 24
9◦ 19 58
9◦ 9 7
8◦ 58 21
9◦ 38 8
9◦ 18 0
9◦ 40 2
9◦ 27 07
9◦ 28 26
Average

Longitude

Latitude
2372
2675
2777
2428
2852
2701
1091
2594
2319
3199
1928
2506
1711
1916
2857
2557
978
2826
3292
3259
2640
2975

Elev.

2.13

2.60
1.89
1.83
2.50
1.83
1.83
3.56
1.99
2.10
1.53
2.34
2.25
2.53
2.35
1.81
1.91
2.49
1.84
1.79
1.74
1.84
2.23
2.17

2.10
1.90
1.91
2.27
2.15
1.84
3.59
1.79
2.50
1.86
2.35
2.00
2.30
2.59
1.82
1.90
3.41
1.88
1.79
1.75
1.77
2.28
2.43

2.38
2.50
2.41
2.40
2.56
2.42
2.55
2.37
2.55
2.58
2.34
2.33
2.30
2.43
2.40
2.35
2.51
2.37
2.52
2.47
2.39
2.38
0.18

0.50
0.01
0.08
0.23
0.32
0.01
0.03
0.20
0.40
0.33
0.01
0.25
0.23
0.24
0.01
0.01
0.92
0.04
0.00
0.01
0.07
0.05
0.45

0.22
0.61
0.58
0.10
0.73
0.59
1.01
0.38
0.45
1.05
0.00
0.08
0.23
0.08
0.59
0.44
0.02
0.53
0.73
0.73
0.55
0.15

ANFIS PVGIS

Difference between:
ANFIS SWERA

PVGIS

ANFIS

SWERA

Glob. Rad. [kWh/m2 day]

0.45

0.28
0.60
0.50
0.13
0.41
0.58
1.04
0.58
0.05
0.72
0.01
0.33
0.00
0.16
0.58
0.45
0.90
0.49
0.73
0.72
0.62
0.10

SWERA PVGIS

Table 2. Comparison of ANFIS model output with global horizontal (GHI) obtained from SWERA and PVGIS for selected locations.
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4. Conclusions
The comparison of ANFIS estimation results against SWERA, and PVGIS values for specific validation
sites shows a reasonable approximation to both benchmark validation data sets. Both data sets are produced
using remote sensed data in combination with NWP and validated by local meteorological stations. Seeing
the correlation plots of the parameters it could be demonstrated that the ANFIS technique produces a robust
model which follows very well the patterns of the training data. On the other hand it can be noted that
with the proposed methodology, good results could be achieved in-spite of limited input data. Finally, it
can be said that this methodology is creative and unique in its approach on GIS-based solar assessment as
well its application to the case study in Ethiopia.
The main contributions of this work are:
•
•
•

A GIS-based data mining methodology using Sugeno ANFIS is proposed to interpolate global solar
irradiation.
A clear and reproducible statistical method is proposed to create a reduced and representative training
set.
The proposed model may be easily adapted for any geographical location with limited solar
data records.

The presented case study is a simpliﬁed training procedure for ANFIS estimation of radiation, even
though this procedure is reproducible at any scale and able to contain more parameters in order to improve
its performance.
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Abstract: Skin and proximity effects have a considerable impact on current distribution in
multistrand cable lines. Under unfavorable heat exchange conditions, some strands may be subject to
excessive overheating, which may lead to serious malfunctions or even fires of the installation. The paper
proposes a new criterion for a quick choice of spatial configurations, for which the effect might be
minimized. A comprehensive analysis of literature cases is provided, including the recommendations
of the U.S. National Code and the Canadian standard.
Keywords: multistrand cable lines; ampacity; skin and proximity eﬀects; symmetry

1. Introduction
Delivery of electrical energy often requires cables with high current-carrying capacity, that is,
ampacity. In some situations it is necessary to use multistrand cables connected in parallel. Since 1957,
the publication year of the seminal paper by Neher and McGrath [1], much attention was paid
by the engineering community to the problems related to computations of current distribution in
such systems. Murgatroyd developed a method to compute total proximity loss per unit length in
multistrand bunch conductors of arbitrary shape [2]. Dawson et al. carried out a simpliﬁed analysis
of nonuniform current sharing based on a coupled circuit model [3]. An analysis of their results,
pertaining to DC systems, allowed us to formulate a useful criterion for selecting the most promising
spatial conﬁgurations of cables after a generalization to three-phase systems. Petty presented a
matrix algebra method for solving current distribution among phase conductors [4]. Ghandakly et al.
provided current sizing information for bundled cables in high-current applications in the form of
ampacity tables [5]. Sellers and Black proposed several improvements to the Neher–McGrath model:
a new parameter accounting for unequal heating among the cables, some improved relationships for
thermal resistance for the ﬂuid layer existing in pipe-type cables and cables installed in ducts, as well as
a modiﬁed model for thermal resistance of concrete duct banks with nonsquare cross-sections [6].
Du and Burnett developed a general prediction method for current distribution and examined its
usefulness on data concerning supply of Hong Kong oﬃce building installations [7]. The textbook by
Anders [8] is a comprehensive source of information on steady-state and transient ampacity calculations
for electric power cables, in particular for the cases not covered in IEC 60287 standard (derived from
the Neher–McGrath paper). Special attention was paid to such problems as derating considerations for
cables crossing thermally unfavorable regions and for deeply buried cables. The thermal eﬀect on cable
ampacity in multistrand cable systems has also been considered in several recent papers published in
MDPI Energies [9,10].
Generally speaking, current distribution in multistrand cable systems is uneven due to several
factors, such as skin and proximity eﬀects related to strand geometry [3,5], the conditions of heat
exchange with the neighborhood [8–10], soil inhomogeneity, moisture, installation depth (if the cables
Energies 2020, 13, 5923; doi:10.3390/en13225923
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are buried), harmonic spectrum of currents ﬂowing through the cables (cf. e.g., [11]), and the presence
of buried metal objects, to mention but a few. Analytical treatment of all these factors is hardly
possible [12], therefore numerical methods, in particular the Finite Element and the Finite Volume
methods, have found wide use for engineering purposes.
At the same time, it should be stated that the problem is not merely a theoretical one; as pointed
out by Čiegis et al. [13], many existing power lines are overdimensioned by up to 60% in terms of
transmitted power, which means additional costs and waste of deﬁcit core material (e.g., copper).
Desmet et al. [14] estimate that cable losses reach 5% of the total power consumption. On the other
hand, the infrastructure grid has to be redesigned constantly in order to adapt to new conditions
resulting from installation of new distributed generating capacities like wind farms and so forth.
The wide use of power electronics devices both in industry and at households results in the presence of
highly distorted current spectra. All these challenges have to be faced by the designers of cable supply
systems. Their negligence may lead to serious malfunctions [11,15] or even ﬁres of cable installations [9].
Such a situation has occurred during professional activities of the ﬁrst author of the present paper.
Despite considerable eﬀorts aimed at a correct choice of cables supplying the main low-voltage
switchboard in a car hood factory, after putting the installation into operation, a ﬁre resulting from
overloading one phase of the supply system has destroyed completely the cable installation (Figure 1).
The considered system was designed in accordance with the guidelines included in the Polish standard
PN-IEC 60364-5-523:2001 (derived from translation from IEC 60364-5 part 52 International Standard)
and was supposed to withstand a 10% safety margin, however, as pointed out previously, the system
experienced a serious fault soon after being put into operation. This fact has inspired the ﬁrst author
to carry out additional studies on current distribution of multibundle cable systems. It was found
during a “postmortem” analysis that in the considered system, considerable diﬀerences between phase
current values were present due to the proximity and skin eﬀects [16].

Figure 1. A destroyed cable supply system [16].

The aim of the present paper is to propose a simple approach to identify the most promising
conﬁgurations of low-voltage multibundle cable systems, for which the skin and proximity eﬀects
are minimized. The original concept of the paper is to avail of some routines available in MATLAB
Graph and Network Toolbox [17] in order to facilitate the description of interactions between the cables.
It should be remarked that in this manuscript, a simpliﬁed model for current distribution is considered.
It assumes that current distribution is a function of spatial geometry only. Therefore, the use of
procedures related to graph theory is somewhat limited, that is, we use nonoriented graphs as a
smart, easily scalable method to separate the description of cable geometry in real-life conditions
from the abstract layer that speciﬁes interactions between graph nodes (represented by the cables in
the bundle). In this context, we believe the use of adjacency function allows one to simplify the notation
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and to avoid mistakes. Moreover, we think that the use of notation borrowed from the graph theory
allows one to simplify the analysis in those cases when the direct application of barycenter criterion
(described in detail in Section 2.3 of the present paper) is not possible (e.g., due to constraints introduced
by real-life geometry of the ducts, limited space for cable location, etc.). Then the description of mutual
interactions between the strands in the form of a graph may be incorporated as a fragment of some
relevant optimization algorithm applied (e.g., to a circuit-based model similar to the one considered by
Lee [18]). The full potential of graph theory, which incorporates powerful, highly optimized algorithms
for computation of maximal ﬂow between graph nodes (e.g., the Ford–Fulkerson algorithm), is still to
be explored in a subsequent publication.
The paper is structured as follows. Section 2 describes the developed laboratory stand. The results of
measurements carried out using a single-phase excitation for several cable configurations are presented.
A simplified method to determine current distribution using the distance criterion is proposed.
Section 3 includes a brief literature review concerning methods of computation of current distribution
in multibundle cable systems. Subsequently, a generalization of the results is presented, indicating that
in the cases considered as optimal ones, some spatial symmetry patterns may be found. A practical
conclusion is the formulation of a criterion, which allows one to choose preliminary configurations to be
examined in subsequent steps during an in-depth FEM-based analysis. Section 4 provides a verification
of the proposed criterion using the freeware FEMM software for some simple cases.
The ultimate goal of the paper is to provide the designers of cable systems a really simple criterion,
which can be easily implemented in a spreadsheet or veriﬁed “by hand” computations, allowing
them to choose the most promising spatial conﬁgurations for subsequent analysis using coupled
electromagnetic-thermal FEM calculations.
2. Materials and Methods
2.1. Experimental Determination of Current Asymmetry for Single-Phase Systems
A laboratory stand was developed for the experimental examination of several spatial
conﬁgurations of single-phase cable systems. The photograph of the stand is shown in Figure 2,
whereas in Figure 3, the considered conﬁgurations are depicted. Five of them included the strands
made of YAKXS 1 × 70 cables, whereas the remaining two were made using YAKXS 1 × 240 cables.
All considered conﬁgurations were excited from a single phase. For each setup, three values of
excitation current were preset, that is, 200 A, 300 A, and the maximal value, possible to be obtained for
the transformer used.

Figure 2. A photograph of the laboratory setup for examination of current distribution in the ﬂat setup.
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Figure 3. The considered cable conﬁgurations.

Ahead of the current measurements, the measurements of resistances of individual strands were
carried out. The diﬀerence between extreme values was smaller than 1%. The measurements were made
using the MMR-620 device from Sonel. The temperature of each strand before the measurements was
the same and remained practically constant during the measurements (taking into account relatively
small current magnitudes and short measurement time). Temperature recording for each strand was
made individually for each phase. A control measurement of the ambient temperature was also carried
out. Considering very small values of cable resistances (4.42 mΩ for YAKXS 1 × 70 cables, 1.21 mΩ for
YAKXS 1 × 240 cables), it was crucial to prepare the cable endings properly and to minimize the values
of contact resistances. The screw connections were applied and the cable endings were pressed from
both sides using aluminum bars. Additionally, between the cable ending and the bar, the silver-based
contact paste MG Chemicals 8463 was applied. After the connections were made, the measurements of
contact resistance were carried out using the MMR-620 device. The average value of resistance for
the 70 mm2 cable ending was 27.6 μΩ, for the 240 mm2 cable ending—15.4 μΩ. The deviation between
the measured extreme values did not exceed 5%.
In order to compare the obtained measurement results for each spatial conﬁguration, the ratio of
currents in the extremely loaded strands (the asymmetry coeﬃcient) was determined, as in Equation (1):
CAS =

Imax
,
Imin

(1)

where Imax is RMS current value in the most loaded strand and Imin is RMS current value in the least
loaded strand.
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Table 1 presents the measurement results for the maximal attainable excitation current value,
whereas Table 2 includes the values of asymmetry coeﬃcient for diﬀerent models, both for the maximal
excitation current value and for the preset value 200 A. (Notation: S1—strand 1, etc., M1—model 1, etc.)
Table 1. Current of individual strands—summary for the maximal attainable excitation current.
YAKY 1 × 70
S1
S2
S3
S4
S5
S6
S7
EXCITATION

YAKY 1 × 240

M1

M2

M3

M4

M5

M6

M7

116 A
104 A
98 A
92 A
98 A
102 A
116 A
726 A

138 A
128 A
126 A
128 A
140 A

94 A
84 A
76 A
70 A
72 A
84 A
106 A
586 A

104 A
94 A
86 A
92 A
104 A

66 A
66 A
66 A
66 A
66 A
68 A
66 A
465 A

128 A
106 A
76 A
67 A
76 A
108 A
128 A
689 A

148 A
126 A
86 A
122 A
146 A

660 A

480 A

628 A

Table 2. The values of asymmetry coeﬃcient for two values of excitation current.
PHYSICAL MODEL
CAS
CAS for 200 A

M1

M2

M3

M4

M5

M6

M7

1.26
1.28

1.11
1.13

1.51
1.50

1.20
1.13

1.00
1.00

1.91
1.50

1.69
1.50

The analysis of the obtained measurement results indicates that the current distribution in parallel
lines is highly dependent on spatial conﬁguration. More uneven distributions are obtained for bigger
cable cross-sections. Strand separation, as well as the increase of their amount in the ﬂat conﬁguration,
leads to the increase of asymmetry coeﬃcient. For the considered physical models, the most uniform
current distribution was obtained for model No. 5.
2.2. Distance-Based Criterion
Lee considered a cable conﬁguration technique for the balance of current distribution in parallel
three-phase cables in [18]. The method requires the computation of self- and mutual impedances of
the cables, which are geometry-dependent. Figure 4 depicts schematically the couplings between
individual strands.

Figure 4. The couplings between individual strands (taken from [19]).
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The problem with the method is that the resulting impedance matrix is a full matrix containing
imaginary numbers (the elements on the main diagonal are complex numbers, since they include
the strand resistances). Moreover, the computed values are relatively small in most practical cases,
which causes some numerical problems with the precise determination of the inverse matrix needed in
the subsequent computation step. This has led us to the formulation of a simpliﬁed method to determine
current distribution, relying only on mutual distances between the strands. We have assumed that
the current in the individual strand may be approximately proportional to the sum of distances of
the strand to its neighbors. We have used the Graph and Network MATLAB toolbox [17] in order to
introduce an abstract, geometry-independent layer, which facilitates the computations. An exemplary
graph corresponding to model 2 or 4 is depicted in Figure 5a. The strand centers are represented as
graph nodes and the distances between them may be written as appropriate weights for the edges
(Figure 5b).

(a)

(b)
Figure 5. (a) An exemplary graph corresponding to model 2 or 4. (b) An exemplary list of edge
connections and distances (in mm) between graph nodes.




5
= 10 (the appropriate MATLAB
2
command is nchoosek (5, 2)). Let us notice that in this case, the size of adjacency matrix is moderate
(i.e., 10 × 10), but in practice for fewer cables per bundle in three-phase systems, it becomes large
and the procedure of writing down the connection list becomes error-prone.
Some MATLAB code snapshots are given below:
The number of all graph edges in the considered case is
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points = [points_x points_y]; % node coordinates
distances = squareform(pdist(points));
G = graph(distances); G.Nodes.x=points(:,1); G.Nodes.y=points(:,2);
A = full(adjacency(G, G.Edges.Dist));
Currents = zeros(length(points_x),1);
for i = 1:length(Currents) Currents(i)=sum(A(i,:)); end
Currents = Currents./sum(sum(A));
A comparison of the values of computed and experimentally determined currents for the preset
excitation current 200 A is given in Table 3. The discrepancies between the corresponding values do
not exceed 21%.
Table 3. The percentage error values for the maximal attainable current values.
Conﬁguration
M1
M2
M3
M4
M5
M6
M7

Percentage Error for Current
S1

S2

17.2
2.0
19.0
−7.9
−16.9 −0.3
19.0
−7.9
0
0
0.9
−7.2
6.0
−12.8

S3

S4

−10.7
−21.0
−10.5
−21.0
0
5.2
9.5

S5

S6

−14.3 −10.7 2.0
−10.3 16.3
−10.3 −5.5 −0.3
−10.3 16.3
0
0
−3.0
10.2
5.2
−8.9
−9.9
7.5

S7
17.2
3.7
0
0.9

An interesting case is when the cables are placed on a circle radius (model 5), when the uniform
current distribution was obtained. The simpliﬁed computational model also indicates that such spatial
conﬁguration is close to optimum. The results are the premise for further examination of cases,
where the cables are placed in the nodes of equilateral polygons.
2.3. Barycenter-Based Criterion
Let us notice that in this case, the size of adjacency matrix is moderate (i.e., 10 × 10), but in
practice for several cables per bundle in three-phase systems, it becomes large and the procedure of
writing down the connection list becomes error-prone. When analyzing current distributions in cables
with multiple strands, an important factor to be accounted for seems to be the symmetry. Intuitively,
the arrangements with certain symmetry lead to even current distribution between the strands. To a
certain extent, the symmetry can be taken into account by analyzing the barycenters (gravity centers) of
strand groups. Therefore, we propose another simpliﬁed criterion for preliminary selection of the most
promising arrangements of strands. It is based on minimizing distances between barycenters of strands
belonging to individual phases. If (xk , yk ) are coordinates of the center of strands consisting of phase A


(k = 1, 2, 3, . . . n), then the barycenter of phase A equals xA = ( nk=1 xk )/n and yA = ( nk=1 yk ) /n.
Analogous formulas are used for phases B and C. Then we build a triangle of vertices (xA , yA ), (xB , yB ),
(xC , xC ) and calculate its area as follows:
⎡
⎢ x
1 ⎢⎢⎢⎢ A
S = det⎢⎢ xB
2 ⎢⎣
xC

yA
yB
yC

1
1
1

⎤
⎥⎥
⎥⎥
⎥⎥
⎥⎥
⎦

(2)

By analyzing several examples oﬀered by literature in the subsequent section, we are convinced
that the arrangements with as small S as possible are good candidates to keep a high degree of
symmetry for current distribution. This criterion has to be modiﬁed when the phase barycenters are
collinear, because then the triangle area is zero. Without loss of generality, we can assume then that
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YA = YB = YC . In such a case, it is convenient to introduce discrepancy between phase barycenters as
follows:
(3)
D = max(XA , XB , XC ) − min(XA , XB , XC )
The analysis of several examples in the subsequent section indicates that “good” arrangements
have D as low as possible.
3. Relevant Case Studies from Literature
In the paper [3], Dawson and Jain have analyzed chosen methods to balance current distribution
in DC circuits (hot wire + earth). The authors have suggested the following methods to obtain more
uniform current distributions:
•
•

•
•

adding series resistance (not recommended, due to increased losses)
adding series reactance (enhances the self-inductance/mutual inductance ratio. In this way, the effect
of asymmetries in mutual inductance values is diminished. The method is not recommended for
circuits operating at higher frequencies).
transposition either of cables with the same polarity (Figure 6a) or of each pair of cables (Figure 6b)
separation of cables with complementary polarizations or of groups of cable pairs (Figure 7).
Red circle—“hot” (phase) wire, blue circle—return wire.

Figure 6. Strand transposition. Own work, based on [3].

(a)

(b)
Figure 7. Separation: (a) of cables with complementary polarizations, (b) of groups of cable pairs.
Own work, based on [3].

The authors have also pointed out some examples of optimal spatial conﬁgurations, providing
uniform current sharing. Some examples are listed below in Figure 8:
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Figure 8. Spatial configurations considered by Dawson and Jain as optimal ones. Own work, based on [3].

Let us notice that all above-given conﬁgurations exhibit a common feature, namely the barycenters
of supply and return wires approximately overlap. It is evident that there exists a certain symmetry of
cable placement in each considered case. At the same time, highly asymmetric layouts (referred to as
asymmetry of the ﬁrst (Figure 9) and the second (Figure 10) kind) are not recommended.

Figure 9. Asymmetric conﬁguration of the ﬁrst kind. I1 = I3 > I2 . Own work, based on [3].

Figure 10. Asymmetric conﬁguration of the second kind. I2 > I1 . Own work, based on [3].

Lee has analyzed optimal conﬁgurations for three-phase three- and four-wire systems [18].
An exemplary optimal conﬁguration for the ﬂat layout is listed below in Figure 11. Colors brown,
black, and red denote successive phases.

Figure 11. Optimal ﬂat conﬁguration suggested in [18].

If we assume that the center of the leftmost wire has the coordinate x = 0, the distance between
the centers of successive wires is equal to unity, and the phase currents have the same amplitudes,
then the gravity center for the phase L1 (A) is found at the point 13 (0 + 5 + 6)  3.67, for the phase L2 (B)
at the point 13 (1 + 4 + 7) = 4, and for the phase L3 (C) at the point 13 (2 + 3 + 8)  4.33. The discrepancy
between the barycenter coordinates does not exceed 17%.
For the “two shelves” layout, the optimal spatial conﬁguration is suggested as in Figure 12.
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Figure 12. Optimal conﬁguration “two shelves with oﬀset” suggested in [18].

If, similar to the previous case, we assume that the distance between the cable centers is equal to
unity and we set the coordinate of the center of the leftmost cable on the lower shelf as (0,0), then
√ it is
trivial to compute (e.g., the coordinates of the center of the leftmost cable on the upper shelf as ( 3/2,
1)). The barycenter of the phase L1 is located approximately in the point (1.956, 0.333), for the phase L2
in the point (2.244, 0.667), for the phase L3 in the point (2.577, 0.333). The whole area of interest is
the area of the rectangle with dimensions 5 × 2. The area of the triangle determined by the barycenters
of individual phases may be computed using the well-known dependence given by Equation (1).
In the considered case, S = 0.0503, which may be referred to as the area of the rectangle (5·2 = 10),
means the triangle area is only 0.5%. Let us notice the vertical symmetry axis passing through the center
of the black wire on the lower shelf. The horizontal symmetry could not be fulﬁlled because of the odd
number of considered wires.
Another recommended layout for the nine-cable setup is shown below in Figure 13.

Figure 13. Optimal conﬁguration “two shelves” suggested in [18].

The coordinates of the barycenter for the phase L1 (A) are xA = 13 (0 + 2 + 3)  1.667,
yA = 13 (0 + 1 + 0)  0.333, for the phase L2 (B) xB = 13 (0 + 2 + 3)  1.667, yB = 13 (1 + 0 + 1)  0.667,
and for the phase L3 (C) xC = 13 (1 + 1 + 4) = 2, yC = 13 (0 + 1 + 0)  0.333. The area determined by
the barycenters of individual phases is slightly higher than in the previous case, S = 0.0556, however, it
remains at an acceptable level. It should be remarked that this conﬁguration is slightly worse than
the previous one, which can be conﬁrmed with the results obtained by Lee himself (cf. the values of
indicators δT and δM listed in Tables 2 and 3 in the paper [12]).
In the case of three-phase systems with neutral wire, the recommended layouts are depicted below
in Figures 14–18:

Figure 14. Optimal ﬂat conﬁguration (with neutral wires) suggested in [18].

Figure 15. Optimal conﬁguration “two shelves with oﬀset” (with neutral wires) suggested in [18].
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Figure 16. Optimal conﬁguration “two shelves without oﬀset” (with neutral wires) suggested in [18].

Figure 17. Fully optimal conﬁguration “two shelves without oﬀset” suggested in [18].

Figure 18. Fully optimal conﬁguration “two shelves without oﬀset” (with neutral wires) suggested
in [18].

-

Three strands per phase
(a) The ﬂat system
xA =

1
1
1
(0 + 7 + 8) = 5, xB = (1 + 6 + 9)  5.333, xC = (2 + 5 + 10)  5.667.
3
3
3
xN =

1
(3 + 4 + 11) = 6.
3

The maximal discrepancy between the gravity centers for individual phases is equal to 0.667,
which, referring to the shelf width (11), is only 6.06%. The gravity center for the neutral wire may be a
little distant from the other ones, because under operating conditions (under standard assumptions
concerning symmetries of supply and load), the current ﬂowing through the neutral strands takes
negligible values with respect to the phase currents.
(b) the layout “two shelves with oﬀset”
xA =

√
1
1 √
√
0 + 4 + 3 + 3/2  2.622, yA  0.333, xB =
3/2 + 3 + 4 + 3/2  2.911,
3
3
yA  0, 667,xC =
xN =

1
√
1 + 5 + 3/2 + 2  2.955, yC  0.333,
3

1 √
√
3/2 + 1 + 2 + 3/2 + 5  3.244, yN  0.667.
3
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The area determined by the barycenters for individual phases is equal to 0.0073, which, referring
√
to the area of the region with dimensions 5 + 3/2 × 1, is only 0.12%.
(c) the layout “two shelves without oﬀset”
xA  2.333, yA  0.333, xB  2.333, yB  0.667, xC  2.667, yA  0.333,
xN  2.667, yN  0.667
The area determined by the gravity centers for individual phases is equal to 0.0558, which means
1.12% of the whole area for admissible solutions.
-

Fours strands per phase

The layout symmetry is evident. For the odd number of strands, it was impossible to achieve an
optimal placement for two shelves, but in this case, it is feasible. The presented layouts provide a full
load symmetry for the strand wires.
-

Recommendations concerning spatial layouts in the North American and the Canadian standards

Wu [20] has compiled a summary of conﬁgurations recommended by the U.S. and the Canadian
standards for 2 . . . 6 strands per phase. We have chosen for the analysis those cases, which are most
often used in the practice. Analyzing the cases depicted in Figures 19–24, we can draw the following
conclusions:
•
•
•

•

•

the U.S. standards include ﬂat conﬁgurations; such solutions are not used in Canada;
the lumped triangular layout is used both in the U.S. and in Canada;
the layout with strands lumped within a group (three phases close to each other, either in the ﬂat or
in the triangular conﬁguration) may be perceived as three-phase equivalents of the recommended
DC layouts, discussed previously;
interesting conclusions may be arrived at when one analyzes the results illustrating the current
nonuniformity for the lumped and dispersed triangular layouts (Table X in [20]). Setting the cables
apart is used in practice in order to improve the heat exchange conditions. From the point of
geometry, both layouts are equivalent, however, Wu has noticed that, paradoxically, the geometry
with dispersed cables is worse, since the indicator Imax /Imin takes a higher value (1.59 for
the dispersed cables, 1.31 for the lumped cables). It is remarkable that phase C features the highest
current asymmetry in both cases, which is most probably due to an additional eﬀect related to
phase rotation sequence;
for six strands per phase, there are some layouts recommended by the U.S. standards, which are
not in use in Canada (the cables dispersed in a nonuniform manner, placed on three shelves for
wire diameter in the range of 500–1000 mm2 , on two shelves for wire diameter up to 250 mm2 ).
The ﬁrst aforementioned conﬁguration features a very balanced current distribution (Tables XI
and XII in [20]). The values of nonuniformity indicator Imax /Imin do not exceed 1.04.
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Figure 19. Layouts recommended by the U.S. standard. Own work, based on [20].

Figure 20. Layouts recommended by the Canadian standard. Own work, based on [20].

Figure 21. Layouts recommended by the U.S. standard. Own work, based on [20].
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Figure 22. Layouts recommended by the Canadian standard. Own work, based on [20].

Figure 23. Layouts recommended by the U.S. standard. Own work, based on [20].
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Figure 24. Layouts recommended by the Canadian standard. Own work, based on [20].

For the ﬁrst aforementioned conﬁguration (depicted in the leftmost part of Figure 21), we have
determined the barycenter location for each phase. If we assume that the origin of the coordinate
system (point (0,0)) is placed in the middle of the wire A1, and the distance between the shelves
(i.e., 18”) is approximately 10 times the wire diameter, then the coordinates of the other wires are:
B1(2,0), C1(4,0), A2(10, 0), B2(8,10), C2(6,0), A3(0,10), B3(2,10), C3(6,10), A4(10,10), B4(8,10), C4(6,10),
A5(0,20), B5(2,20), C5(4,20), A6(10,20), B6(8,20), C6(6,20).
It is straightforward to compute that the barycenter coordinates for each phase are then the same
and they are equal to (5, 10). It means that the proposed criterion for choosing the optimal spatial
conﬁguration is fulﬁlled in this case.
It should be noticed that not all spatial conﬁgurations from those depicted in Figures 19–24 result
in a fully balanced load of individual strands. A practical conclusion resulting from the analysis of cases
listed in [20] is that it is necessary to carry out detailed computations for each scenario, and the entries
in the standards should be treated as recommended under certain circumstances.
-

Other cases of interest analyzed in the literature

•

the case of supply of a textile factory in Greece [21]

Two cable groups consisting of 18 ﬂat-laid, single-conductor cables were laid on a metallic tray in
free space, each with 300 mm2 cross-section, cf. Figure 25. We assume a unit distance between the cable
centers, a similar distance assumed between the cables on the internal edges and the compartment bar.

(a)

(b)
Figure 25. Preliminary cable conﬁguration] (a) and the initial current distribution (b) [21].
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The “x” coordinates of the barycenters for the case depicted in Figure 25 were as follows:
phase A
phase B
phase C

1
5 (3 + 4 + 5 + 6 + 9) = 5.4
1
5 (10 + 11 + 12 + 13 + 14) =
1
5 (15 + 16 + 17 + 18 + 19) =

12
17

For the optimized case (see Figure 26), the corresponding values were, respectively,

Figure 26. Current and temperature after system layout optimization. Own work, based on [21].

phase A
phase B
phase C

1
5 (3 + 10 + 11 + 16 + 17) = 11.4
1
5 (5 + 6 + 13 + 14 + 19) = 11.4
1
5 (4 + 9 + 12 + 15 + 18) = 11.6

The dispersion between the extreme current values was minimized from 11.6 (which was about
61% of total length considered) down to 0.2 (about 0.61%).
•

The case of Teatro Regio in Turin, Italy [15]

The conﬁguration recommended by the authors for the system with six strands per phase plus
three neutral wires is depicted in Figure 27.

Figure 27. Conﬁguration recommended by the authors of [15].

Let us assume that the coordinates of B wire in the leftmost downward edge are (0; 0). Let us assume
that the distance between the strand centers in the vertical direction is equal to unity, similarly for
the horizontal direction, apart from the upmost row, where the distance is equal to two units, that is,
the coordinates of phase A wires are (0; 4), (2; 4), and (4; 4), respectively. The barycenter coordinates are:
for phase A (2; 2.5), for B and C phases (2; 5.1), for neutral wires (3; 1). The state close to the optimal
one was achieved, and the full symmetry was unreachable due to the presence of neutral wires,
which occupied some space. For neutral wires, the barycenter does not have to match the barycenter
for phase wires, since under normal operating conditions and supply symmetry, the currents ﬂowing
through neutral wires are insigniﬁcant.
•

Canova et al. have considered the optimal layout of cables using the
System algorithm [22]. The case considered was six strands per phase,
wire. The conﬁguration indicated by the authors as the optimal one,
the most uniform current partition and the lowest value of magnetic
BCAACBBCA
ACBBCAACB
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If we assume that the coordinates of the center of the leftmost downward A wire were (0;0)
and the distance between successive wire centers was equal to three units both for the vertical
and the horizontal directions, it is straightforward to compute that the barycenter location for each
phase was (12; 1.5). It means that the conﬁguration found by the optimization algorithm is indeed
the optimal one and the symmetry state was achieved.
•

Lee has considered a similar case (six wires per phase, two shelves), but with neutral
wires [18]. Let us assume that the origin of the coordinate system was placed in the center
of the leftmost downward wire (phase A) and that the distance was equal to unity.
ABCNNCBANABC
ABCNNCBANABC

The barycenter coordinates for phases A and B were equal to (5.67; 0.5), for phase C (6; 0.5),
for the neutral wire (5; 0.5). The state close to the optimal one was achieved, and the full symmetry
was unreachable due to the presence of neutral wires, which occupied a part of available space.
For the neutral wires, the barycenter location does not have to correspond to the barycenter locations
for phases since under normal operating conditions and for supply symmetry, the current values
ﬂowing though neutral wires are insigniﬁcant.
4. Veriﬁcation of the Proposed Criterion for Optimal Current Distribution Using FEM
Taking into account the computation results from the last section, we can draw a conclusion that
the criterion based on barycenter location might be useful for quick selection of potentially optimal
spatial conﬁgurations, which might be helpful for the designers of cable systems. Additional veriﬁcation
for some simple scenarios is provided in this section, using the freeware FEMM software [23].
Comparing three cases depicted in Figures 28–30, it can be stated that the current uniformity is
obtained for the system ABCCBA, for which the phase barycenter locations overlap. For the other
two conﬁgurations, the current distribution is nonuniform. Table 4 contains the results of FEM-based
computations for individual phases. The subscript “1” denotes the leftmost wire, the subscript “2”
the rightmost one.

Figure 28. Current densities for the ﬂat ABCCBA conﬁguration.
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Figure 29. Current densities for the ﬂat ABCABC conﬁguration.

Figure 30. Current densities for the ﬂat AABBCC conﬁguration.
Table 4. The current percentage values in individual phases (ﬂat conﬁgurations).
Conﬁguration
ABCCBA
ABCABC
AABBCC

Phase A

Phase B

Phase C

A1

A2

B1

B2

C1

C2

50%
38%
46%

50%
62%
61%

50%
48%
78%

50%
53%
37%

50%
57%
64%

50%
46%
36%

Comparing three cases depicted in Figures 31–33, it can be stated that the current uniformity is
obtained for the system ABC/CBA, for which the phase barycenter locations overlap. For the other
two conﬁgurations, the current distribution is nonuniform. Table 5 contains the results of FEM-based
load computations for individual phases. The subscript “1” denotes the upper wire, the subscript “2”
the lower one.
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Figure 31. Current densities for the ABC/CBA conﬁguration.

Figure 32. Current densities for the ABC/CAB conﬁguration.

Figure 33. Current densities for the ABC/ABC conﬁguration.
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Table 5. The current percentage values in individual phases (“two shelves” conﬁgurations).
Conﬁguration
ABC/ABC
ABC/CBA
ABC/CAB

Phase A

Phase B

Phase C

A1

A2

B1

B2

C1

C2

50%
50%
47%

50%
50%
54%

50%
50%
57%

50%
50%
43%

50%
50%
60%

50%
50%
46%

If the loss distribution shall be taken into account for individual phases, the best conﬁguration of
the six ones considered in this section shall be the layout ABC/CBA. Fractions of total loss dissipated in
the wires are depicted graphically in Figure 34. Wire numbering goes from left to right for the ﬂat
layouts, for “two shelves” it is given as: wire 1–6.

Figure 34. Loss distribution in individual wires for the conﬁgurations depicted in Figures 28–33.

5. Conclusions
The paper covers the following issues related to current distribution in multistrand cables:
•
•
•
•
•
•

for the single-phase excitation case, a description of experimental stand was presented and several
cable conﬁgurations were considered;
we suggested to avail of MATLAB routines related to nonoriented graphs, in particular
the adjacency function, in order to simplify the analysis;
a simpliﬁed relationship for determination of current distribution based on the distance of the cable
to its neighbors was proposed;
several practical solutions found in the literature, including recommendations of the National U.S.
Code and Canadian standard, were analyzed;
a common feature of all optimal conﬁgurations was found, namely the barycenter locations for
individual phases should overlap in order to provide uniform current distribution in the strands;
a FEM-based veriﬁcation of the proposed criterion was carried out for simple cases using
the freeware FEMM software.

The proposed criterion might be useful for the designers of multistrand cable systems in order
to reject some less optimal layouts quickly. It should be remarked that a ﬁnal in-depth analysis of
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the performance of the multistrand cable systems should rely on FEM computations taking into account
coupled electromagnetic-thermal phenomena. This issue shall be the subject of forthcoming research.
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Borowik, L.; Cywiński, A. Current-carrying capacity parallel single-core LV cable. Przegl. Elektrotechn. 2016,
1, 71–74. [CrossRef]
Mathworks. MATLAB Toolbox for Graph and Network Algorithms; Mathworks: Natick, MA, USA, 2015.
Lee, S.-Y. A cable conﬁguration technique for the balance of current distribution in parallel cables. J. Marine
Sci. Techn. 2010, 18, 290–297.

231

Energies 2020, 13, 5923

19.
20.
21.

22.
23.
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